












































































 

 

Figure 
 

  





 

 

Appendix A 
PFAS Sampling Checklist 

 
  







 

 

Appendix B 
Photo Log 

 
  















 

 

Appendix C 
Groundwater Sampling Site Figures 
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Appendix D 
Groundwater Field Sampling Forms 

 
  





























































 

 

Appendix E 
Laboratory Analytical Reports





https://protect.checkpoint.com/v2/r01/___https://eol.et.eurofinsus.com/myEOL/___.YXAzOmhoY25jOmM6bzo1ZWE5Zjk1ZTgwMjQxNGNiZGY5YThlNDUzMWIxNGM3MDo3OjVmYjI6YmMwNmJjYTQ5YmJiMWJkNGZhZWNiNGQyNjI1MzU2ZjhmMzdmOTE0NGRhNjNiYmQxNWQwYzM1YzVmNDIwYzYwZjpwOlQ6Rg










































































































https://protect.checkpoint.com/v2/r01/___https://eol.et.eurofinsus.com/myEOL/___.YXAzOmhoY25jOmM6bzo2N2I5NDIzYjg1ZDI1MDZhYjNlZDE2MjI1MzJhMmRjYTo3OmE5YTc6ZmU5NjQzZThiYWM4ZGNmNTM0NTRlNzdjY2Q3YzJhOWNhNjVmNzNiMmIwZWI2OWUxYTgwNGNkZmQ1YmI0YTRhMzpwOkY6Rg


















































































































































































































https://eol.et.eurofinsus.com/myEOL/






















































































































































https://eol.et.eurofinsus.com/myEOL/


















































https://eol.et.eurofinsus.com/myEOL/






















































https://eol.et.eurofinsus.com/myEOL/








































































https://protect.checkpoint.com/v2/r01/___https://eol.et.eurofinsus.com/myEOL/___.YXAzOmhoY25jOmM6bzpjYzk2YTY1YWYyOGFhMDBiMTFhZDNhMjE4MDYwOTdlNjo3Ojc5Yjc6ZTAyZmUxOWYxOTliYjY2ZmNjMmZjYjU4MzFmNjI3YzQ2MjllM2QxNDRmYzNmZjQxZTljYzRkZTkyNTA2MzQwNzpwOlQ6Rg






































































































































































https://eol.et.eurofinsus.com/myEOL/








































































https://eol.et.eurofinsus.com/myEOL/








































































https://eol.et.eurofinsus.com/myEOL/






































































https://eol.et.eurofinsus.com/myEOL/








































































https://eol.et.eurofinsus.com/myEOL/






































































https://eol.et.eurofinsus.com/myEOL/






































































https://eol.et.eurofinsus.com/myEOL/






































































https://eol.et.eurofinsus.com/myEOL/










































































https://protect.checkpoint.com/v2/r01/___https://eol.et.eurofinsus.com/myEOL/___.YXAzOmhoY25jOmM6bzpkY2JlMjI1OTlhOGM3MWE5NTk2YzhlZmE1ZGQwYWY3NDo3OmI5MmU6OWViYWE1YTg1YjI2YmFlMmNkZjQxODcyN2E2MTFkNGIyYzRmZmZjMGNmYTZlNTQ4NWM1NGU5NzkwZGUwNjZjYTpwOlQ6Rg














 !"#$%&'()*!#&+#,-!%,
Job ID: 410-229649-3Client: Hart & Hickman, PC

Project/Site: Iredell Laundry Company (DC490007)

.(/&'()*!#&012&3456778938644 !"#$%&'()*!#&012&1 38555:6;<6=
;(%>"?2&<(%#>1(%#& @!!#A%#B2&59C73C7D&4=24D

1(%#&+#A#"E#B2&59C79C7D&4524D

;#%F@B2&GHI&49==I&6&H#>6&($B&H@!JK!-@>@(!LJ!&'-/,%($A#,&/J&. C;'C;'M&49==I&&
+. ;1.

=N7 3.0 0.84 ng/L 07/04/25 06:18 07/08/25 12:31 1

I$(!J%# 1"!&O(AI$(!JP#BH>#*(>#BQ$"% 1+#,-!% R-(!"K"#>
H#>K!-@>@/-%($@"A&(A"B&SHOTIU

1.5 0.46 ng/L 07/04/25 06:18 07/08/25 12:31 1DNDH#>K!-@>@*#$%($@"A&(A"B&SHOH#IU
1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1DN=H#>K!-@>@F#?($@"A&(A"B&SHOV?IU
1.5 0.61 ng/L 07/04/25 06:18 07/08/25 12:31 14N3 WH#>K!-@>@F#*%($@"A&(A"B&SHOV*IU
1.5 0.68 ng/L 07/04/25 06:18 07/08/25 12:31 14N:H#>K!-@>@@A%($@"A&(A"B&SHOXIU
1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorononanoic acid (PFNA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorodecanoic acid (PFDA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluoroundecanoic acid (PFUnA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorododecanoic acid (PFDoA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorotridecanoic acid (PFTrDA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorotetradecanoic acid (PFTeDA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1=N4H#>K!-@>@/-%($#,-!K@$"A&(A"B&
SHOT'U

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 14N3 WH#>K!-@>@*#$%($#,-!K@$"A&(A"B&
SHOH#'U

1.5 0.61 ng/L 07/04/25 06:18 07/08/25 12:31 1=N=H#>K!-@>@F#?($#,-!K@$"A&(A"B&
SHOV?'U

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.5 0.99 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorooctanesulfonic acid (PFOS)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorononanesulfonic acid (PFNS)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorodecanesulfonic acid (PFDS)

1.5 0.46 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorododecanesulfonic acid 

(PFDoS)

3.0 0.76 ng/L 07/04/25 06:18 07/08/25 12:31 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.0 0.76 ng/L 07/04/25 06:18 07/08/25 12:31 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.0 0.76 ng/L 07/04/25 06:18 07/08/25 12:31 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluorooctanesulfonamide (PFOSA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

7.6 1.9 ng/L 07/04/25 06:18 07/08/25 12:31 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

7.6 3.0 ng/L 07/04/25 06:18 07/08/25 12:31 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.5 1.1 ng/L 07/04/25 06:18 07/08/25 12:31 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.5 0.38 ng/L 07/04/25 06:18 07/08/25 12:31 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-229649-3
Project/Site: Iredell Laundry Company (DC490007)

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

North Carolina (WW/SW) State 521 09-01-25

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

1633A 1633A Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

1633A 1633A Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

1633A 1633A Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1633A 1633A Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1633A 1633A Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1633A 1633A Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

1633A 1633A Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

1633A 1633A Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1633A 1633A Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

1633A 1633A Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

1633A 1633A Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

1633A 1633A Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1633A 1633A Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

1633A 1633A Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1633A 1633A Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

1633A 1633A Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

1633A 1633A Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

1633A 1633A Water Perfluorobutanesulfonic acid (PFBS)

1633A 1633A Water Perfluorobutanoic acid (PFBA)

1633A 1633A Water Perfluorodecanesulfonic acid (PFDS)

1633A 1633A Water Perfluorodecanoic acid (PFDA)

1633A 1633A Water Perfluorododecanesulfonic acid (PFDoS)

1633A 1633A Water Perfluorododecanoic acid (PFDoA)

1633A 1633A Water Perfluoroheptanesulfonic acid (PFHpS)

1633A 1633A Water Perfluoroheptanoic acid (PFHpA)

1633A 1633A Water Perfluorohexanesulfonic acid (PFHxS)

1633A 1633A Water Perfluorohexanoic acid (PFHxA)
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Method Summary
Job ID: 410-229649-3Client: Hart & Hickman, PC

Project/Site: Iredell Laundry Company (DC490007)

Method Method Description LaboratoryProtocol

EPA1633A Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A ELLE

EPA1633A Solid-Phase Extraction (SPE) ELLE

Protocol References:

EPA = US Environmental Protection Agency

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Sample Summary
Client: Hart & Hickman, PC Job ID: 410-229649-3
Project/Site: Iredell Laundry Company (DC490007)

Lab Sample ID Client Sample ID Matrix Collected Received Sample Origin

410-229649-11 DC490007-MW-3 Water 06/24/25 13:15 06/26/25 10:15 North Carolina

410-229649-12 DC490007-MW-1 Water 06/24/25 15:25 06/26/25 10:15 North Carolina

410-229649-13 DC490007-DUP-1 Water 06/24/25 00:00 06/26/25 10:15 North Carolina

410-229649-14 DC490007-FB Water 06/24/25 13:10 06/26/25 10:15 North Carolina

410-229649-15 DC490007-EB Water 06/24/25 13:15 06/26/25 10:15 North Carolina
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-229649-3

Login Number: 229649

Question Answer Comment

Creator: Santiago, Nathaniel

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.
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NS FARRINGTON 

DC340039 

 



ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203

Generated 7/24/2025 11:42:06 AM

JOB DESCRIPTION
NS Farrington (DC340039)

JOB NUMBER
410-230683-1

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
7/24/2025 11:42:06 AM

Authorized for release by
Elizabeth Anthony, Project Mgmt. Assistant
elizabeth.anthony@et.eurofinsus.com
Designee for
Kelly Gallagher, Project Manager
kelly.gallagher@et.eurofinsus.comkelly.gallagher@et.eurofinsus.com
(717)205-7820
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Eurofins Lancaster Laboratories Environment Testing, LLC

Compliance Statement
Analytical test results meet all requirements of the associated regulatory program (e.g., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.  Data qualifiers are applied to note exceptions.  Noncompliant quality
control (QC) is further explained in narrative comments.  
·	QC results that exceed the upper limits and are associated with non-detect samples are qualified but further narration is not
required since the bias is high and does not change a non-detect result. Further narration is also not required with QC blank
detection when the associated sample concentration is non-detect or more than ten times the level in the blank.
·	Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD is performed, unless otherwise specified in the method.
·	Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.
Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Measurement uncertainty values, as applicable, are available upon request.

Test results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved,
the test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please
contact us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member
of our staff. Times are local to the area of activity. Parameters listed in the 40 CFR Part 136 Table II as "analyze
immediately" and tested in the laboratory are not performed within 15 minutes of collection.

This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the
sample as submitted. The foregoing express warranty is exclusive and is given in lieu of all other warranties, expressed or
implied, except as otherwise agreed. We disclaim any other warranties, expressed or implied, including a warranty of fitness
for particular purpose and warranty of merchantability. In no event shall Eurofins Lancaster Laboratories Environmental, LLC
be liable for indirect, special, consequential, or incidental damages including, but not limited to, damages for loss of profit or
goodwill regardless of (A) the negligence (either sole or concurrent) of Eurofins Lancaster Laboratories Environmental and
(B) whether Eurofins Lancaster Laboratories Environmental has been informed of the possibility of such damages. We
accept no legal responsibility for the purposes for which the client uses the test results. Except as otherwise agreed, no
purchase order or other order for work shall be accepted by Eurofins Lancaster Laboratories Environmental which includes
any conditions that vary from the Standard Terms and Conditions, and Eurofins Lancaster Laboratories Environmental
hereby objects to any conflicting terms contained in any acceptance or order submitted by client.
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Definitions/Glossary
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Qualifiers

LCMS
Qualifier Description

*1 LCS/LCSD RPD exceeds control limits.

Qualifier

cn Refer to Case Narrative for further detail

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Glossary

These commonly used abbreviations may or may not be present in this report.

☼ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Lancaster Laboratories Environment Testing, LLC
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Job Narrative
410-230683-1

Analytical test results meet all requirements of the associated regulatory program listed on the Accreditation/Certification Summary
Page unless otherwise noted under the individual analysis. Data qualifiers and/or narrative comments are included to explain any
exceptions, if applicable.

· Matrix QC may not be reported if insufficient sample is provided or site-specific QC samples were not submitted. In these
situations, to demonstrate precision and accuracy at a batch level, a LCS/LCSD may be performed, unless otherwise
specified in the method.

· Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.

Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Receipt
The samples were received on 7/3/2025 10:15 AM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperatures of the 2 coolers at receipt time were 4.6°C and 5.3°C.

Receipt Exceptions
All backup containers for water samples received for 1633 PFAS analysis were frozen after receipt.

PFAS
Method 1633A: Target analyte Perfluorododecanesulfonic acid (PFDoS) has a relative percentage deviation (%RPD) outside of the
QC acceptance limit in the Laboratory Control Spike Duplicate associated with samples DC340039-MW-2 (410-230683-2),
DC340039-DUP-1 (410-230683-3), DC340039-FB (410-230683-4) and DC340039-EB (410-230683-5) . Since the individual
recoveries meet acceptance limits and the analyte is not detected, the data is reported.

Method 1633A: Analyte Perfluorooctanesulfonic acid (PFOS) was marked as non-detect for sample DC340039-MW-1
(410-230683-1) due to a detection below RL and failing ion ratio.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-230683-1
Project: NS Farrington (DC340039)

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-230683-1 Eurofins Lancaster Laboratories Environment
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Detection Summary
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Client Sample ID: DC340039-MW-1 Lab Sample ID: 410-230683-1

Perfluorobutanoic acid (PFBA)

RL

3.3 ng/L

MDL

0.91

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J1.6 1633A

Perfluoropentanoic acid (PFPeA) 1.7 ng/L0.50 Total/NA11.9 1633A

Perfluorohexanoic acid (PFHxA) 1.7 ng/L0.41 Total/NA12.2 1633A

Perfluoroheptanoic acid (PFHpA) 1.7 ng/L0.66 Total/NA10.90 J 1633A

Perfluorooctanoic acid (PFOA) 1.7 ng/L0.75 Total/NA12.3 1633A

Perfluorobutanesulfonic acid (PFBS) 1.7 ng/L0.41 Total/NA11.2 J 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.7 ng/L0.66 Total/NA11.7 1633A

Client Sample ID: DC340039-MW-2 Lab Sample ID: 410-230683-2

Perfluorobutanoic acid (PFBA)

RL

3.3 ng/L

MDL

0.91

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J1.8 1633A

Perfluoropentanoic acid (PFPeA) 1.7 ng/L0.50 Total/NA11.6 J 1633A

Perfluorohexanoic acid (PFHxA) 1.7 ng/L0.41 Total/NA11.9 1633A

Perfluoroheptanoic acid (PFHpA) 1.7 ng/L0.66 Total/NA11.1 J 1633A

Perfluorooctanoic acid (PFOA) 1.7 ng/L0.75 Total/NA12.5 1633A

Perfluorobutanesulfonic acid (PFBS) 1.7 ng/L0.41 Total/NA11.2 J 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.7 ng/L0.66 Total/NA11.9 1633A

Perfluorooctanesulfonic acid (PFOS) 1.7 ng/L1.1 Total/NA12.2 1633A

Client Sample ID: DC340039-DUP-1 Lab Sample ID: 410-230683-3

Perfluorobutanoic acid (PFBA)

RL

3.3 ng/L

MDL

0.90

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J1.8 1633A

Perfluoropentanoic acid (PFPeA) 1.6 ng/L0.49 Total/NA11.6 1633A

Perfluorohexanoic acid (PFHxA) 1.6 ng/L0.41 Total/NA12.2 1633A

Perfluoroheptanoic acid (PFHpA) 1.6 ng/L0.65 Total/NA11.1 J 1633A

Perfluorooctanoic acid (PFOA) 1.6 ng/L0.74 Total/NA12.4 1633A

Perfluorobutanesulfonic acid (PFBS) 1.6 ng/L0.41 Total/NA11.2 J 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.6 ng/L0.65 Total/NA12.1 1633A

Perfluorooctanesulfonic acid (PFOS) 1.6 ng/L1.1 Total/NA11.8 1633A

Client Sample ID: DC340039-FB Lab Sample ID: 410-230683-4

 No Detections.

Client Sample ID: DC340039-EB Lab Sample ID: 410-230683-5

 No Detections.

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-1Client Sample ID: DC340039-MW-1
Matrix: WaterDate Collected: 07/02/25 10:30

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

1.6 J 3.3 0.91 ng/L 07/14/25 06:25 07/15/25 07:03 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.7 0.50 ng/L 07/14/25 06:25 07/15/25 07:03 11.9Perfluoropentanoic acid (PFPeA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 12.2Perfluorohexanoic acid (PFHxA)

1.7 0.66 ng/L 07/14/25 06:25 07/15/25 07:03 10.90 JPerfluoroheptanoic acid (PFHpA)

1.7 0.75 ng/L 07/14/25 06:25 07/15/25 07:03 12.3Perfluorooctanoic acid (PFOA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorononanoic acid (PFNA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorodecanoic acid (PFDA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluoroundecanoic acid (PFUnA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorododecanoic acid (PFDoA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorotridecanoic acid (PFTrDA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorotetradecanoic acid (PFTeDA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 11.2 JPerfluorobutanesulfonic acid 
(PFBS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.7 0.66 ng/L 07/14/25 06:25 07/15/25 07:03 11.7Perfluorohexanesulfonic acid 
(PFHxS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.2 1.2 ng/L 07/14/25 06:25 07/15/25 07:03 1ND cnPerfluorooctanesulfonic acid (PFOS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorononanesulfonic acid (PFNS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorodecanesulfonic acid (PFDS)

1.7 0.50 ng/L 07/14/25 06:25 07/15/25 07:03 1ND *1Perfluorododecanesulfonic acid 

(PFDoS)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:03 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:03 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:03 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluorooctanesulfonamide (PFOSA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.3 2.1 ng/L 07/14/25 06:25 07/15/25 07:03 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.3 3.3 ng/L 07/14/25 06:25 07/15/25 07:03 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.7 1.2 ng/L 07/14/25 06:25 07/15/25 07:03 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-1Client Sample ID: DC340039-MW-1
Matrix: WaterDate Collected: 07/02/25 10:30

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:03 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:03 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

8.3 2.3 ng/L 07/14/25 06:25 07/15/25 07:03 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.3 2.1 ng/L 07/14/25 06:25 07/15/25 07:03 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 91.3 5 - 130 07/14/25 06:25 07/15/25 07:03 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 92.2 07/14/25 06:25 07/15/25 07:03 140 - 130

13C5 PFHxA 94.0 07/14/25 06:25 07/15/25 07:03 140 - 130

13C4 PFHpA 85.9 07/14/25 06:25 07/15/25 07:03 140 - 130

13C8 PFOA 87.4 07/14/25 06:25 07/15/25 07:03 140 - 130

13C9 PFNA 91.6 07/14/25 06:25 07/15/25 07:03 140 - 130

13C6 PFDA 85.2 07/14/25 06:25 07/15/25 07:03 140 - 130

13C7 PFUnA 82.7 07/14/25 06:25 07/15/25 07:03 130 - 130

13C2 PFTeDA 83.6 07/14/25 06:25 07/15/25 07:03 110 - 130

13C3 PFBS 94.8 07/14/25 06:25 07/15/25 07:03 140 - 135

13C3 PFHxS 89.4 07/14/25 06:25 07/15/25 07:03 140 - 130

13C8 PFOS 96.3 07/14/25 06:25 07/15/25 07:03 140 - 130

13C8 FOSA 93.7 07/14/25 06:25 07/15/25 07:03 140 - 130

d3-NMeFOSAA 57.1 07/14/25 06:25 07/15/25 07:03 140 - 170

d5-NEtFOSAA 67.6 07/14/25 06:25 07/15/25 07:03 125 - 135

13C2 4:2 FTS 80.2 07/14/25 06:25 07/15/25 07:03 140 - 200

13C2 6:2 FTS 78.1 07/14/25 06:25 07/15/25 07:03 140 - 200

13C2 8:2 FTS 76.2 07/14/25 06:25 07/15/25 07:03 140 - 300

13C3 HFPO-DA 76.9 07/14/25 06:25 07/15/25 07:03 140 - 130

d7-N-MeFOSE-M 75.0 07/14/25 06:25 07/15/25 07:03 110 - 130

d9-N-EtFOSE-M 77.2 07/14/25 06:25 07/15/25 07:03 110 - 130

d5-NEtPFOSA 87.7 07/14/25 06:25 07/15/25 07:03 110 - 130

d3-NMePFOSA 76.3 07/14/25 06:25 07/15/25 07:03 110 - 130

13C2 PFDoA 73.3 07/14/25 06:25 07/15/25 07:03 110 - 130

Lab Sample ID: 410-230683-2Client Sample ID: DC340039-MW-2
Matrix: WaterDate Collected: 07/02/25 11:15

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

1.8 J 3.3 0.91 ng/L 07/14/25 06:25 07/15/25 07:17 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.7 0.50 ng/L 07/14/25 06:25 07/15/25 07:17 11.6 JPerfluoropentanoic acid (PFPeA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 11.9Perfluorohexanoic acid (PFHxA)

1.7 0.66 ng/L 07/14/25 06:25 07/15/25 07:17 11.1 JPerfluoroheptanoic acid (PFHpA)

1.7 0.75 ng/L 07/14/25 06:25 07/15/25 07:17 12.5Perfluorooctanoic acid (PFOA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorononanoic acid (PFNA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorodecanoic acid (PFDA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-2Client Sample ID: DC340039-MW-2
Matrix: WaterDate Collected: 07/02/25 11:15

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluoroundecanoic acid (PFUnA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorododecanoic acid (PFDoA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorotridecanoic acid (PFTrDA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorotetradecanoic acid (PFTeDA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 11.2 JPerfluorobutanesulfonic acid 
(PFBS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.7 0.66 ng/L 07/14/25 06:25 07/15/25 07:17 11.9Perfluorohexanesulfonic acid 
(PFHxS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.7 1.1 ng/L 07/14/25 06:25 07/15/25 07:17 12.2Perfluorooctanesulfonic acid 
(PFOS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorononanesulfonic acid (PFNS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorodecanesulfonic acid (PFDS)

1.7 0.50 ng/L 07/14/25 06:25 07/15/25 07:17 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:17 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:17 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:17 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluorooctanesulfonamide (PFOSA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.3 2.1 ng/L 07/14/25 06:25 07/15/25 07:17 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.3 3.3 ng/L 07/14/25 06:25 07/15/25 07:17 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.7 1.2 ng/L 07/14/25 06:25 07/15/25 07:17 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.7 0.41 ng/L 07/14/25 06:25 07/15/25 07:17 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.3 0.83 ng/L 07/14/25 06:25 07/15/25 07:17 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-2Client Sample ID: DC340039-MW-2
Matrix: WaterDate Collected: 07/02/25 11:15

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 8.3 2.3 ng/L 07/14/25 06:25 07/15/25 07:17 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.3 2.1 ng/L 07/14/25 06:25 07/15/25 07:17 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 100 5 - 130 07/14/25 06:25 07/15/25 07:17 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 101 07/14/25 06:25 07/15/25 07:17 140 - 130

13C5 PFHxA 92.6 07/14/25 06:25 07/15/25 07:17 140 - 130

13C4 PFHpA 94.3 07/14/25 06:25 07/15/25 07:17 140 - 130

13C8 PFOA 97.1 07/14/25 06:25 07/15/25 07:17 140 - 130

13C9 PFNA 102 07/14/25 06:25 07/15/25 07:17 140 - 130

13C6 PFDA 96.9 07/14/25 06:25 07/15/25 07:17 140 - 130

13C7 PFUnA 97.6 07/14/25 06:25 07/15/25 07:17 130 - 130

13C2 PFTeDA 85.3 07/14/25 06:25 07/15/25 07:17 110 - 130

13C3 PFBS 107 07/14/25 06:25 07/15/25 07:17 140 - 135

13C3 PFHxS 106 07/14/25 06:25 07/15/25 07:17 140 - 130

13C8 PFOS 108 07/14/25 06:25 07/15/25 07:17 140 - 130

13C8 FOSA 95.8 07/14/25 06:25 07/15/25 07:17 140 - 130

d3-NMeFOSAA 49.1 07/14/25 06:25 07/15/25 07:17 140 - 170

d5-NEtFOSAA 63.4 07/14/25 06:25 07/15/25 07:17 125 - 135

13C2 4:2 FTS 93.4 07/14/25 06:25 07/15/25 07:17 140 - 200

13C2 6:2 FTS 90.4 07/14/25 06:25 07/15/25 07:17 140 - 200

13C2 8:2 FTS 89.3 07/14/25 06:25 07/15/25 07:17 140 - 300

13C3 HFPO-DA 91.2 07/14/25 06:25 07/15/25 07:17 140 - 130

d7-N-MeFOSE-M 81.2 07/14/25 06:25 07/15/25 07:17 110 - 130

d9-N-EtFOSE-M 80.5 07/14/25 06:25 07/15/25 07:17 110 - 130

d5-NEtPFOSA 93.7 07/14/25 06:25 07/15/25 07:17 110 - 130

d3-NMePFOSA 79.7 07/14/25 06:25 07/15/25 07:17 110 - 130

13C2 PFDoA 83.0 07/14/25 06:25 07/15/25 07:17 110 - 130

Lab Sample ID: 410-230683-3Client Sample ID: DC340039-DUP-1
Matrix: WaterDate Collected: 07/02/25 00:00

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

1.8 J 3.3 0.90 ng/L 07/14/25 06:25 07/15/25 07:30 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.6 0.49 ng/L 07/14/25 06:25 07/15/25 07:30 11.6Perfluoropentanoic acid (PFPeA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 12.2Perfluorohexanoic acid (PFHxA)

1.6 0.65 ng/L 07/14/25 06:25 07/15/25 07:30 11.1 JPerfluoroheptanoic acid (PFHpA)

1.6 0.74 ng/L 07/14/25 06:25 07/15/25 07:30 12.4Perfluorooctanoic acid (PFOA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorononanoic acid (PFNA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorodecanoic acid (PFDA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluoroundecanoic acid (PFUnA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorododecanoic acid (PFDoA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorotridecanoic acid (PFTrDA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorotetradecanoic acid (PFTeDA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 11.2 JPerfluorobutanesulfonic acid 
(PFBS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluoropentanesulfonic acid 

(PFPeS)
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-3Client Sample ID: DC340039-DUP-1
Matrix: WaterDate Collected: 07/02/25 00:00

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

2.1 1.6 0.65 ng/L 07/14/25 06:25 07/15/25 07:30 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorohexanesulfonic acid 
(PFHxS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.6 1.1 ng/L 07/14/25 06:25 07/15/25 07:30 11.8Perfluorooctanesulfonic acid 
(PFOS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorononanesulfonic acid (PFNS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorodecanesulfonic acid (PFDS)

1.6 0.49 ng/L 07/14/25 06:25 07/15/25 07:30 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)

3.3 0.82 ng/L 07/14/25 06:25 07/15/25 07:30 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.3 0.82 ng/L 07/14/25 06:25 07/15/25 07:30 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.3 0.82 ng/L 07/14/25 06:25 07/15/25 07:30 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluorooctanesulfonamide (PFOSA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.2 2.0 ng/L 07/14/25 06:25 07/15/25 07:30 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.2 3.3 ng/L 07/14/25 06:25 07/15/25 07:30 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.6 1.1 ng/L 07/14/25 06:25 07/15/25 07:30 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:30 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.3 0.82 ng/L 07/14/25 06:25 07/15/25 07:30 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

8.2 2.3 ng/L 07/14/25 06:25 07/15/25 07:30 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.2 2.0 ng/L 07/14/25 06:25 07/15/25 07:30 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 97.7 5 - 130 07/14/25 06:25 07/15/25 07:30 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 96.7 07/14/25 06:25 07/15/25 07:30 140 - 130

13C5 PFHxA 91.1 07/14/25 06:25 07/15/25 07:30 140 - 130
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-3Client Sample ID: DC340039-DUP-1
Matrix: WaterDate Collected: 07/02/25 00:00

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)

13C4 PFHpA 86.5 40 - 130 07/14/25 06:25 07/15/25 07:30 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8 PFOA 88.6 07/14/25 06:25 07/15/25 07:30 140 - 130

13C9 PFNA 96.6 07/14/25 06:25 07/15/25 07:30 140 - 130

13C6 PFDA 85.8 07/14/25 06:25 07/15/25 07:30 140 - 130

13C7 PFUnA 86.8 07/14/25 06:25 07/15/25 07:30 130 - 130

13C2 PFTeDA 72.9 07/14/25 06:25 07/15/25 07:30 110 - 130

13C3 PFBS 102 07/14/25 06:25 07/15/25 07:30 140 - 135

13C3 PFHxS 101 07/14/25 06:25 07/15/25 07:30 140 - 130

13C8 PFOS 105 07/14/25 06:25 07/15/25 07:30 140 - 130

13C8 FOSA 94.4 07/14/25 06:25 07/15/25 07:30 140 - 130

d3-NMeFOSAA 49.3 07/14/25 06:25 07/15/25 07:30 140 - 170

d5-NEtFOSAA 60.5 07/14/25 06:25 07/15/25 07:30 125 - 135

13C2 4:2 FTS 83.4 07/14/25 06:25 07/15/25 07:30 140 - 200

13C2 6:2 FTS 85.4 07/14/25 06:25 07/15/25 07:30 140 - 200

13C2 8:2 FTS 78.9 07/14/25 06:25 07/15/25 07:30 140 - 300

13C3 HFPO-DA 88.2 07/14/25 06:25 07/15/25 07:30 140 - 130

d7-N-MeFOSE-M 70.2 07/14/25 06:25 07/15/25 07:30 110 - 130

d9-N-EtFOSE-M 68.5 07/14/25 06:25 07/15/25 07:30 110 - 130

d5-NEtPFOSA 83.9 07/14/25 06:25 07/15/25 07:30 110 - 130

d3-NMePFOSA 76.6 07/14/25 06:25 07/15/25 07:30 110 - 130

13C2 PFDoA 73.7 07/14/25 06:25 07/15/25 07:30 110 - 130

Lab Sample ID: 410-230683-4Client Sample ID: DC340039-FB
Matrix: WaterDate Collected: 07/02/25 10:10

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

ND 3.2 0.87 ng/L 07/14/25 06:25 07/15/25 07:44 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.6 0.47 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoropentanoic acid (PFPeA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorohexanoic acid (PFHxA)

1.6 0.63 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoroheptanoic acid (PFHpA)

1.6 0.71 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorooctanoic acid (PFOA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorononanoic acid (PFNA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorodecanoic acid (PFDA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoroundecanoic acid (PFUnA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorododecanoic acid (PFDoA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorotridecanoic acid (PFTrDA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorotetradecanoic acid (PFTeDA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorobutanesulfonic acid (PFBS)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.6 0.63 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorohexanesulfonic acid (PFHxS)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.6 1.0 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorooctanesulfonic acid (PFOS)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorononanesulfonic acid (PFNS)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorodecanesulfonic acid (PFDS)

1.6 0.47 ng/L 07/14/25 06:25 07/15/25 07:44 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-4Client Sample ID: DC340039-FB
Matrix: WaterDate Collected: 07/02/25 10:10

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 3.2 0.79 ng/L 07/14/25 06:25 07/15/25 07:44 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.2 0.79 ng/L 07/14/25 06:25 07/15/25 07:44 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.2 0.79 ng/L 07/14/25 06:25 07/15/25 07:44 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluorooctanesulfonamide (PFOSA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

7.9 2.0 ng/L 07/14/25 06:25 07/15/25 07:44 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

7.9 3.2 ng/L 07/14/25 06:25 07/15/25 07:44 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.6 1.1 ng/L 07/14/25 06:25 07/15/25 07:44 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.6 0.39 ng/L 07/14/25 06:25 07/15/25 07:44 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.2 0.79 ng/L 07/14/25 06:25 07/15/25 07:44 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

7.9 2.2 ng/L 07/14/25 06:25 07/15/25 07:44 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

7.9 2.0 ng/L 07/14/25 06:25 07/15/25 07:44 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 91.0 5 - 130 07/14/25 06:25 07/15/25 07:44 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 87.7 07/14/25 06:25 07/15/25 07:44 140 - 130

13C5 PFHxA 82.5 07/14/25 06:25 07/15/25 07:44 140 - 130

13C4 PFHpA 80.5 07/14/25 06:25 07/15/25 07:44 140 - 130

13C8 PFOA 89.5 07/14/25 06:25 07/15/25 07:44 140 - 130

13C9 PFNA 94.2 07/14/25 06:25 07/15/25 07:44 140 - 130

13C6 PFDA 80.7 07/14/25 06:25 07/15/25 07:44 140 - 130

13C7 PFUnA 81.3 07/14/25 06:25 07/15/25 07:44 130 - 130

13C2 PFTeDA 81.2 07/14/25 06:25 07/15/25 07:44 110 - 130

13C3 PFBS 99.9 07/14/25 06:25 07/15/25 07:44 140 - 135

13C3 PFHxS 93.0 07/14/25 06:25 07/15/25 07:44 140 - 130

13C8 PFOS 96.2 07/14/25 06:25 07/15/25 07:44 140 - 130
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-4Client Sample ID: DC340039-FB
Matrix: WaterDate Collected: 07/02/25 10:10

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)

13C8 FOSA 94.0 40 - 130 07/14/25 06:25 07/15/25 07:44 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

d3-NMeFOSAA 72.8 07/14/25 06:25 07/15/25 07:44 140 - 170

d5-NEtFOSAA 69.0 07/14/25 06:25 07/15/25 07:44 125 - 135

13C2 4:2 FTS 84.7 07/14/25 06:25 07/15/25 07:44 140 - 200

13C2 6:2 FTS 84.4 07/14/25 06:25 07/15/25 07:44 140 - 200

13C2 8:2 FTS 91.5 07/14/25 06:25 07/15/25 07:44 140 - 300

13C3 HFPO-DA 71.2 07/14/25 06:25 07/15/25 07:44 140 - 130

d7-N-MeFOSE-M 83.0 07/14/25 06:25 07/15/25 07:44 110 - 130

d9-N-EtFOSE-M 83.6 07/14/25 06:25 07/15/25 07:44 110 - 130

d5-NEtPFOSA 90.6 07/14/25 06:25 07/15/25 07:44 110 - 130

d3-NMePFOSA 79.3 07/14/25 06:25 07/15/25 07:44 110 - 130

13C2 PFDoA 74.0 07/14/25 06:25 07/15/25 07:44 110 - 130

Lab Sample ID: 410-230683-5Client Sample ID: DC340039-EB
Matrix: WaterDate Collected: 07/02/25 10:15

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

ND 3.2 0.89 ng/L 07/14/25 06:25 07/15/25 07:58 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.6 0.49 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoropentanoic acid (PFPeA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorohexanoic acid (PFHxA)

1.6 0.65 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoroheptanoic acid (PFHpA)

1.6 0.73 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorooctanoic acid (PFOA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorononanoic acid (PFNA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorodecanoic acid (PFDA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoroundecanoic acid (PFUnA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorododecanoic acid (PFDoA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorotridecanoic acid (PFTrDA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorotetradecanoic acid (PFTeDA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorobutanesulfonic acid (PFBS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.6 0.65 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorohexanesulfonic acid (PFHxS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.6 1.1 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorooctanesulfonic acid (PFOS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorononanesulfonic acid (PFNS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorodecanesulfonic acid (PFDS)

1.6 0.49 ng/L 07/14/25 06:25 07/15/25 07:58 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)

3.2 0.81 ng/L 07/14/25 06:25 07/15/25 07:58 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.2 0.81 ng/L 07/14/25 06:25 07/15/25 07:58 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.2 0.81 ng/L 07/14/25 06:25 07/15/25 07:58 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluorooctanesulfonamide (PFOSA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-5Client Sample ID: DC340039-EB
Matrix: WaterDate Collected: 07/02/25 10:15

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.1 2.0 ng/L 07/14/25 06:25 07/15/25 07:58 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.1 3.2 ng/L 07/14/25 06:25 07/15/25 07:58 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.6 1.1 ng/L 07/14/25 06:25 07/15/25 07:58 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.6 0.41 ng/L 07/14/25 06:25 07/15/25 07:58 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.2 0.81 ng/L 07/14/25 06:25 07/15/25 07:58 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

8.1 2.3 ng/L 07/14/25 06:25 07/15/25 07:58 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.1 2.0 ng/L 07/14/25 06:25 07/15/25 07:58 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 90.8 5 - 130 07/14/25 06:25 07/15/25 07:58 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 91.9 07/14/25 06:25 07/15/25 07:58 140 - 130

13C5 PFHxA 87.7 07/14/25 06:25 07/15/25 07:58 140 - 130

13C4 PFHpA 92.6 07/14/25 06:25 07/15/25 07:58 140 - 130

13C8 PFOA 86.3 07/14/25 06:25 07/15/25 07:58 140 - 130

13C9 PFNA 91.9 07/14/25 06:25 07/15/25 07:58 140 - 130

13C6 PFDA 82.5 07/14/25 06:25 07/15/25 07:58 140 - 130

13C7 PFUnA 80.4 07/14/25 06:25 07/15/25 07:58 130 - 130

13C2 PFTeDA 74.0 07/14/25 06:25 07/15/25 07:58 110 - 130

13C3 PFBS 100 07/14/25 06:25 07/15/25 07:58 140 - 135

13C3 PFHxS 95.6 07/14/25 06:25 07/15/25 07:58 140 - 130

13C8 PFOS 99.4 07/14/25 06:25 07/15/25 07:58 140 - 130

13C8 FOSA 87.9 07/14/25 06:25 07/15/25 07:58 140 - 130

d3-NMeFOSAA 65.6 07/14/25 06:25 07/15/25 07:58 140 - 170

d5-NEtFOSAA 64.4 07/14/25 06:25 07/15/25 07:58 125 - 135

13C2 4:2 FTS 91.4 07/14/25 06:25 07/15/25 07:58 140 - 200

13C2 6:2 FTS 87.6 07/14/25 06:25 07/15/25 07:58 140 - 200

13C2 8:2 FTS 86.0 07/14/25 06:25 07/15/25 07:58 140 - 300

13C3 HFPO-DA 78.2 07/14/25 06:25 07/15/25 07:58 140 - 130

d7-N-MeFOSE-M 68.9 07/14/25 06:25 07/15/25 07:58 110 - 130

d9-N-EtFOSE-M 72.0 07/14/25 06:25 07/15/25 07:58 110 - 130

d5-NEtPFOSA 81.0 07/14/25 06:25 07/15/25 07:58 110 - 130
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Client Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Lab Sample ID: 410-230683-5Client Sample ID: DC340039-EB
Matrix: WaterDate Collected: 07/02/25 10:15

Date Received: 07/03/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)

d3-NMePFOSA 74.6 10 - 130 07/14/25 06:25 07/15/25 07:58 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFDoA 67.2 07/14/25 06:25 07/15/25 07:58 110 - 130
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Isotope Dilution Summary
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (5-130) (40-130) (40-130) (40-130) (40-130) (40-130) (40-130) (30-130)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

91.3 92.2 94.0 85.9 87.4 91.6 85.2 82.7410-230683-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC340039-MW-1

100 101 92.6 97.194.3 102 96.9 97.6410-230683-2 DC340039-MW-2

97.7 96.7 91.1 88.686.5 96.6 85.8 86.8410-230683-3 DC340039-DUP-1

91.0 87.7 82.5 89.580.5 94.2 80.7 81.3410-230683-4 DC340039-FB

90.8 91.9 87.7 86.392.6 91.9 82.5 80.4410-230683-5 DC340039-EB

97.1 96.0 92.1 94.488.1 100 89.2 86.7LCS 410-670654/3-A Lab Control Sample

95.2 92.5 81.6 81.380.2 87.0 72.9 73.2LCSD 410-670654/5-A Lab Control Sample Dup

94.9 98.7 94.3 84.087.1 92.6 80.0 82.6LLCS 410-670654/4-A Lab Control Sample

100 98.1 90.7 91.388.8 95.4 92.0 89.5MB 410-670654/2-A Method Blank

Lab Sample ID Client Sample ID (10-130) (40-135) (40-130) (40-130) (40-130) (40-170) (25-135) (40-200)

PFTDA C3PFBS C3PFHS C8PFOS PFOSA d3NMFOS d5NEFOS M242FTS

83.6 94.8 89.4 96.3 93.7 57.1 67.6 80.2410-230683-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC340039-MW-1

85.3 107 106 95.8108 49.1 63.4 93.4410-230683-2 DC340039-MW-2

72.9 102 101 94.4105 49.3 60.5 83.4410-230683-3 DC340039-DUP-1

81.2 99.9 93.0 94.096.2 72.8 69.0 84.7410-230683-4 DC340039-FB

74.0 100 95.6 87.999.4 65.6 64.4 91.4410-230683-5 DC340039-EB

66.6 101 97.9 98.2104 87.2 96.7 97.3LCS 410-670654/3-A Lab Control Sample

71.1 88.0 82.1 96.385.8 79.6 77.4 92.1LCSD 410-670654/5-A Lab Control Sample Dup

81.0 95.0 91.6 93.7101 84.4 88.7 95.7LLCS 410-670654/4-A Lab Control Sample

75.2 101 97.0 94.6105 87.3 97.1 91.6MB 410-670654/2-A Method Blank

Lab Sample ID Client Sample ID (40-200) (40-300) (40-130) (10-130) (10-130) (10-130) (10-130) (10-130)

M262FTS M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA PFDoA

78.1 76.2 76.9 75.0 77.2 87.7 76.3 73.3410-230683-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC340039-MW-1

90.4 89.3 91.2 80.581.2 93.7 79.7 83.0410-230683-2 DC340039-MW-2

85.4 78.9 88.2 68.570.2 83.9 76.6 73.7410-230683-3 DC340039-DUP-1

84.4 91.5 71.2 83.683.0 90.6 79.3 74.0410-230683-4 DC340039-FB

87.6 86.0 78.2 72.068.9 81.0 74.6 67.2410-230683-5 DC340039-EB

97.7 98.0 84.5 77.679.1 91.9 76.5 73.7LCS 410-670654/3-A Lab Control Sample

83.5 79.1 81.2 72.977.5 83.1 71.9 66.3LCSD 410-670654/5-A Lab Control Sample Dup

87.9 93.9 86.9 62.166.6 87.8 72.9 75.3LLCS 410-670654/4-A Lab Control Sample

90.1 91.6 87.4 61.165.3 91.3 77.4 79.3MB 410-670654/2-A Method Blank

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C8PFOA = 13C8 PFOA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

PFOSA = 13C8 FOSA

d3NMFOS = d3-NMeFOSAA
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QC Sample Results
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A

Client Sample ID: Method BlankLab Sample ID: MB 410-670654/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 670538 Prep Batch: 670654

RL MDL

Perfluorobutanoic acid (PFBA) ND 4.0 1.1 ng/L 07/14/25 06:25 07/15/25 03:12 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.602.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoropentanoic acid (PFPeA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorohexanoic acid (PFHxA)

ND 0.802.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoroheptanoic acid (PFHpA)

ND 0.902.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorooctanoic acid (PFOA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorononanoic acid (PFNA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorodecanoic acid (PFDA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoroundecanoic acid (PFUnA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorododecanoic acid (PFDoA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorotridecanoic acid (PFTrDA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorotetradecanoic acid (PFTeDA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorobutanesulfonic acid (PFBS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 0.802.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorohexanesulfonic acid (PFHxS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 1.32.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorooctanesulfonic acid (PFOS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorononanesulfonic acid (PFNS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorodecanesulfonic acid (PFDS)

ND 0.602.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 1.04.0 ng/L 07/14/25 06:25 07/15/25 03:12 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 1.04.0 ng/L 07/14/25 06:25 07/15/25 03:12 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 1.04.0 ng/L 07/14/25 06:25 07/15/25 03:12 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorooctanesulfonamide (PFOSA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 2.510 ng/L 07/14/25 06:25 07/15/25 03:12 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 4.010 ng/L 07/14/25 06:25 07/15/25 03:12 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 1.42.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 14,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)
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QC Association Summary
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

LCMS

Analysis Batch: 670538

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 670654410-230683-1 DC340039-MW-1 Total/NA

Water 1633A 670654410-230683-2 DC340039-MW-2 Total/NA

Water 1633A 670654410-230683-3 DC340039-DUP-1 Total/NA

Water 1633A 670654410-230683-4 DC340039-FB Total/NA

Water 1633A 670654410-230683-5 DC340039-EB Total/NA

Water 1633A 670654MB 410-670654/2-A Method Blank Total/NA

Water 1633A 670654LCS 410-670654/3-A Lab Control Sample Total/NA

Water 1633A 670654LCSD 410-670654/5-A Lab Control Sample Dup Total/NA

Water 1633A 670654LLCS 410-670654/4-A Lab Control Sample Total/NA

Prep Batch: 670654

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-230683-1 DC340039-MW-1 Total/NA

Water 1633A410-230683-2 DC340039-MW-2 Total/NA

Water 1633A410-230683-3 DC340039-DUP-1 Total/NA

Water 1633A410-230683-4 DC340039-FB Total/NA

Water 1633A410-230683-5 DC340039-EB Total/NA

Water 1633AMB 410-670654/2-A Method Blank Total/NA

Water 1633ALCS 410-670654/3-A Lab Control Sample Total/NA

Water 1633ALCSD 410-670654/5-A Lab Control Sample Dup Total/NA

Water 1633ALLCS 410-670654/4-A Lab Control Sample Total/NA
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Lab Chronicle
Client: Hart & Hickman, PC Job ID: 410-230683-1
Project/Site: NS Farrington (DC340039)

Client Sample ID: DC340039-MW-1 Lab Sample ID: 410-230683-1
Matrix: WaterDate Collected: 07/02/25 10:30

Date Received: 07/03/25 10:15

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 07:03

Client Sample ID: DC340039-MW-2 Lab Sample ID: 410-230683-2
Matrix: WaterDate Collected: 07/02/25 11:15

Date Received: 07/03/25 10:15

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 07:17

Client Sample ID: DC340039-DUP-1 Lab Sample ID: 410-230683-3
Matrix: WaterDate Collected: 07/02/25 00:00

Date Received: 07/03/25 10:15

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 07:30

Client Sample ID: DC340039-FB Lab Sample ID: 410-230683-4
Matrix: WaterDate Collected: 07/02/25 10:10

Date Received: 07/03/25 10:15

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 07:44

Client Sample ID: DC340039-EB Lab Sample ID: 410-230683-5
Matrix: WaterDate Collected: 07/02/25 10:15

Date Received: 07/03/25 10:15

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 07:58

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-230683-1
Project/Site: NS Farrington (DC340039)

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

North Carolina (WW/SW) State 521 12-31-25

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

1633A 1633A Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

1633A 1633A Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

1633A 1633A Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1633A 1633A Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1633A 1633A Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1633A 1633A Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

1633A 1633A Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

1633A 1633A Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1633A 1633A Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

1633A 1633A Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

1633A 1633A Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

1633A 1633A Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1633A 1633A Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

1633A 1633A Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1633A 1633A Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

1633A 1633A Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

1633A 1633A Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

1633A 1633A Water Perfluorobutanesulfonic acid (PFBS)

1633A 1633A Water Perfluorobutanoic acid (PFBA)

1633A 1633A Water Perfluorodecanesulfonic acid (PFDS)

1633A 1633A Water Perfluorodecanoic acid (PFDA)

1633A 1633A Water Perfluorododecanesulfonic acid (PFDoS)

1633A 1633A Water Perfluorododecanoic acid (PFDoA)

1633A 1633A Water Perfluoroheptanesulfonic acid (PFHpS)

1633A 1633A Water Perfluoroheptanoic acid (PFHpA)

1633A 1633A Water Perfluorohexanesulfonic acid (PFHxS)

1633A 1633A Water Perfluorohexanoic acid (PFHxA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Method Summary
Job ID: 410-230683-1Client: Hart & Hickman, PC

Project/Site: NS Farrington (DC340039)

Method Method Description LaboratoryProtocol

EPA1633A Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A ELLE

EPA1633A Solid-Phase Extraction (SPE) ELLE

Protocol References:

EPA = US Environmental Protection Agency

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300

Eurofins Lancaster Laboratories Environment Testing, LLC
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Sample Summary
Client: Hart & Hickman, PC Job ID: 410-230683-1
Project/Site: NS Farrington (DC340039)

Lab Sample ID Client Sample ID Matrix Collected Received

410-230683-1 DC340039-MW-1 Water 07/02/25 10:30 07/03/25 10:15

410-230683-2 DC340039-MW-2 Water 07/02/25 11:15 07/03/25 10:15

410-230683-3 DC340039-DUP-1 Water 07/02/25 00:00 07/03/25 10:15

410-230683-4 DC340039-FB Water 07/02/25 10:10 07/03/25 10:15

410-230683-5 DC340039-EB Water 07/02/25 10:15 07/03/25 10:15

Eurofins Lancaster Laboratories Environment Testing, LLC
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-230683-1

Login Number: 230683

Question Answer Comment

Creator: Bui, Anthony

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.
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ONE HOUR MARTINIZING 

DC360006 



ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203

Generated 12/16/2025 3:50:21 PM  Revision 4

JOB DESCRIPTION
One Hour Martinizing (DC360006)

JOB NUMBER
410-229649-1

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
12/16/2025 3:50:21 PM
Revision 4

Authorized for release by
Emily Siddall, Principal Project Manager
Emily.Siddall@et.eurofinsus.com
Designee for
David Barnhart, Senior Project Manager
David.Barnhart@et.eurofinsus.comDavid.Barnhart@et.eurofinsus.com
(717)656-2300
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Eurofins Lancaster Laboratories Environment Testing, LLC

Compliance Statement
Analytical test results meet all requirements of the associated regulatory program (e.g., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.  Data qualifiers are applied to note exceptions.  Noncompliant quality
control (QC) is further explained in narrative comments.  
·	QC results that exceed the upper limits and are associated with non-detect samples are qualified but further narration is not
required since the bias is high and does not change a non-detect result. Further narration is also not required with QC blank
detection when the associated sample concentration is non-detect or more than ten times the level in the blank.
·	Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD is performed, unless otherwise specified in the method.
·	Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.
Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Measurement uncertainty values, as applicable, are available upon request.

Test results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved,
the test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please
contact us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member
of our staff. Times are local to the area of activity. Parameters listed in the 40 CFR Part 136 Table II as "analyze
immediately" and tested in the laboratory are not performed within 15 minutes of collection.

This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the
sample as submitted. The foregoing express warranty is exclusive and is given in lieu of all other warranties, expressed or
implied, except as otherwise agreed. We disclaim any other warranties, expressed or implied, including a warranty of fitness
for particular purpose and warranty of merchantability. In no event shall Eurofins Lancaster Laboratories Environmental, LLC
be liable for indirect, special, consequential, or incidental damages including, but not limited to, damages for loss of profit or
goodwill regardless of (A) the negligence (either sole or concurrent) of Eurofins Lancaster Laboratories Environmental and
(B) whether Eurofins Lancaster Laboratories Environmental has been informed of the possibility of such damages. We
accept no legal responsibility for the purposes for which the client uses the test results. Except as otherwise agreed, no
purchase order or other order for work shall be accepted by Eurofins Lancaster Laboratories Environmental which includes
any conditions that vary from the Standard Terms and Conditions, and Eurofins Lancaster Laboratories Environmental
hereby objects to any conflicting terms contained in any acceptance or order submitted by client.
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Definitions/Glossary
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Qualifiers

LCMS
Qualifier Description

*- LCS and/or LCSD is outside acceptance limits, low biased.

Qualifier

*+ LCS and/or LCSD is outside acceptance limits, high biased.

*5- Isotope dilution analyte is outside acceptance limits, low biased.

*5+ Isotope dilution analyte is outside acceptance limits, high biased.

B Compound was found in the blank and sample.

cn Refer to Case Narrative for further detail

I Value is EMPC (estimated maximum possible concentration).

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Glossary

These commonly used abbreviations may or may not be present in this report.

☼ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Lancaster Laboratories Environment Testing, LLC
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Job Narrative
410-229649-1

REVISION

The report being provided is a revision of the original report sent on 8/5/2025. The report (revision 3) is being revised due to
additional changes needed for the DS0.PFAS lab reports and EDDs.

Report revision history
Revision 2 - 11/12/2025 - Reason - client requesting only including the following samples on this report: DC360006-WW-PRE,
DC360006-WW-POST, DC360006-DUP-2, DC360006-MIST-PRE, DC360006-DET and associated lab QA/QC.
Revision 1 - 8/8/2025 - Reason - a client request to split the reports by sample ID.

The analytical test results presented in this report meet all requirements of the associated regulatory program listed on the
Accreditation/Certification Summary Page, unless otherwise noted. Data qualifiers and/or narrative comments are included to
explain any exceptions, if applicable. Regulated compliance samples (e.g. SDWA, NPDES) must comply with associated agency
requirements/permits.

 Matrix-specific batch QC (e.g., MS, MSD, SD) may not be reported when insufficient sample volume is available or when site-
specific QC samples are not submitted. In such cases, a Laboratory Control Sample Duplicate (LCSD) may be analyzed to
provide precision data for the batch.

 For samples analyzed using surrogate and/or isotope dilution analytes, any recoveries falling outside of established
acceptance criteria are re-prepared and/or re-analyzed to confirm results, unless the deviation is due to sample dilution or
otherwise explained in the case narrative.

Receipt
The samples were received on 6/26/2025 10:15 AM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperature of the cooler at receipt time was 4.1°C.

Receipt Exceptions
All backup containers for water samples received for 1633 PFAS analysis were frozen after receipt.

PFAS
Method 537_IDA_TOPS - Post-Treatment: The recovery for target analyte Perfluorodecanoic acid (PFDA) is outside the QC
acceptance limits in the opening continuing calibration verification standard. Since the result is high and target is not detected in
the following samples: DC360006-WW-PRE (410-229649-2), DC360006-WW-POST (410-229649-3) and DC360006-MIST-PRE
(410-229649-4), the data is reported.

Method 537_IDA_TOPS - Post-Treatment: Target analyte(s) Perfluorodecanoic acid (PFDA) were detected in the method blank
associated with the following sample: DC360006-DET (410-229649-1). The data is reported.

Method PFC_IDA: The recovery for target analyte 3-Perfluoroheptylpropanoic acid (7:3 FTCA) is outside the QC acceptance limits
in the opening continuing calibration verification standard. Since the result is high and target is not detected in the following
samples: DC360006-WW-PRE (410-229649-2), DC360006-WW-POST (410-229649-3), DC360006-MIST-PRE (410-229649-4)
and DC360006-DUP-2 (410-229649-10), the data is reported.

Method PFC_IDA: The recovery for the labeled isotope: 13C2-8:2 FTS in the following sample: DC360006-DET (410-229649-1) is
outside the QC acceptance limits. Since the recovery is high and the native analyte is not detected in the sample, the data is
reported.

Method PFC_IDA: Isotope dilution analyte (IDA) d9-N-EtFOSE-M and d5-NEtPFOSA recoveries were outside QC acceptance
criteria in sample DC360006-DET (410-229649-1). The isotope dilution technique corrects the results for the target analytes for
any losses that occur during the sample extraction and/or concentration. For all IDA's, the signal to noise was greater than 10:1,
therefore the data is reported.

Analyte 9-Chlorohexadecafluoro-3-oxanonane-1-sulfonic acid (9Cl-PF3ONS) is out of QC acceptance limits in the
lower-level laboratory control spike (LLCS) in sample: DC360006-MW-8 (410-229649-5) and DC360006-MW-2S

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-229649-1
Project: One Hour Martinizing (DC360006)

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-229649-1 Eurofins Lancaster Laboratories Environment
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(410-229649-6). Since the recovery for this analyte is within QC acceptance limits in the laboratory control spike
(LCS), the data is reported.

Analyte 9-Chlorohexadecafluoro-3-oxanonane-1-sulfonic acid (9Cl-PF3ONS) is out of QC acceptance limits in the
lower-level laboratory control spike (LLCS) in sample: DC360006-MW-2S (410-229649-6). Since the recovery for this
analyte is within QC acceptance limits in the laboratory control spike (LCS), the data is reported.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

General Chemistry
No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-229649-1
Project: One Hour Martinizing (DC360006)

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-229649-1 (Continued) Eurofins Lancaster Laboratories Environment

Page 7 of 118 12/16/2025 (Rev. 4)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Detection Summary
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Client Sample ID: DC360006-DET Lab Sample ID: 410-229649-1

☼Perfluorodecanoic acid (PFDA)

RL

0.59 ng/g

MDL

0.20

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

1J B cn0.26 537 TOP

Client Sample ID: DC360006-WW-PRE Lab Sample ID: 410-229649-2

1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

RL

2500 ng/L

MDL

2100

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA13800 537 IDA

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1500 ng/L500 Total/NA1670 J 537 IDA

Perfluorooctanoic acid (PFOA) 1000 ng/L150 Post-Treatme

nt

1150 J B 537 TOP

Perfluorodecanoic acid (PFDA) 1000 ng/L150 Post-Treatme

nt

1260 J B cn 537 TOP

Client Sample ID: DC360006-WW-POST Lab Sample ID: 410-229649-3

Perfluorobutanoic acid (PFBA)

RL

1000 ng/L

MDL

500

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

1B1400 537 TOP

Perfluoropentanoic acid (PFPeA) 1000 ng/L150 Post-Treatme

nt

1440 J B 537 TOP

Perfluorohexanoic acid (PFHxA) 1000 ng/L500 Post-Treatme

nt

1870 J 537 TOP

Perfluoroheptanoic acid (PFHpA) 1000 ng/L150 Post-Treatme

nt

11100 B 537 TOP

Perfluorooctanoic acid (PFOA) 1000 ng/L150 Post-Treatme

nt

1820 J B 537 TOP

Perfluorononanoic acid (PFNA) 1000 ng/L100 Post-Treatme

nt

1290 J B 537 TOP

Perfluorodecanoic acid (PFDA) 1000 ng/L150 Post-Treatme

nt

1290 J B cn 537 TOP

Client Sample ID: DC360006-MIST-PRE Lab Sample ID: 410-229649-4

Perfluoropentanoic acid (PFPeA)

RL

1000 ng/L

MDL

150

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

1J B220 537 TOP

Perfluoroheptanoic acid (PFHpA) 1000 ng/L150 Post-Treatme

nt

1460 J B 537 TOP

Perfluorooctanoic acid (PFOA) 1000 ng/L150 Post-Treatme

nt

1350 J B 537 TOP

Perfluorononanoic acid (PFNA) 1000 ng/L100 Post-Treatme

nt

1110 J B 537 TOP

Perfluorodecanoic acid (PFDA) 1000 ng/L150 Post-Treatme

nt

1260 J B cn 537 TOP

Client Sample ID: DC360006-MW-8 Lab Sample ID: 410-229649-5

Perfluoropentanoic acid (PFPeA)

RL

9.9 ng/L

MDL

3.0

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

117 1633 TOPS

Perfluorohexanoic acid (PFHxA) 9.9 ng/L2.5 Post-Treatme

nt

122 1633 TOPS

Perfluoroheptanoic acid (PFHpA) 9.9 ng/L4.0 Post-Treatme

nt

141 1633 TOPS

Perfluorooctanoic acid (PFOA) 9.9 ng/L4.4 Post-Treatme

nt

132 1633 TOPS

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.

Page 8 of 118 12/16/2025 (Rev. 4)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16







Client Sample Results
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Lab Sample ID: 410-229649-1Client Sample ID: DC360006-DET
Matrix: SolidDate Collected: 06/18/25 10:10

Percent Solids: 99.5Date Received: 06/26/25 10:15

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

ND 1.9 0.77 ng/g ☼ 07/08/25 09:11 07/10/25 03:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluoropentanoic acid (PFPeA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorohexanoic acid (PFHxA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluoroheptanoic acid (PFHpA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorooctanoic acid (PFOA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorononanoic acid (PFNA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorodecanoic acid (PFDA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluoroundecanoic acid (PFUnA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorododecanoic acid (PFDoA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorotridecanoic acid (PFTrDA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorotetradecanoic acid (PFTeDA)

1.9 0.38 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorobutanesulfonic acid (PFBS)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluoropentanesulfonic acid 

(PFPeS)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorohexanesulfonic acid (PFHxS)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluoroheptanesulfonic acid 

(PFHpS)

0.57 0.49 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorooctanesulfonic acid (PFOS)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorononanesulfonic acid (PFNS)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorodecanesulfonic acid (PFDS)

1.9 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorododecanesulfonic acid 

(PFDoS)

1.9 0.57 ng/g 07/08/25 09:11 07/10/25 03:47 1☼ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

1.9 0.57 ng/g 07/08/25 09:11 07/10/25 03:47 1☼ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

2.9 0.57 ng/g 07/08/25 09:11 07/10/25 03:47 1☼ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluorooctanesulfonamide (PFOSA)

1.9 0.48 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.9 0.48 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.9 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.9 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

1.9 0.48 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1.9 0.48 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.9 0.96 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

2.9 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼ND4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

0.57 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.9 0.19 ng/g 07/08/25 09:11 07/10/25 03:47 1☼ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)
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Surrogate Summary
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (50-150) (50-150)

PFUnA C3PFPeA

78 73410-229649-5

Percent Surrogate Recovery (Acceptance Limits)

DC360006-MW-8

66 76410-229649-6 DC360006-MW-2S

Surrogate Legend

PFUnA = 13C2 PFUnA

C3PFPeA = M3PFPeA

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID

PFUnA C3PFPeA

MB 410-677134/1-A

Percent Surrogate Recovery (Acceptance Limits)

Method Blank

Surrogate Legend

PFUnA = 13C2 PFUnA

C3PFPeA = M3PFPeA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Total/NAMatrix: Solid

Lab Sample ID Client Sample ID

PFHxA PFOA PFUnA

MB 410-672633/2-B

Percent Surrogate Recovery (Acceptance Limits)

Method Blank

Surrogate Legend

PFHxA = 13C2 PFHxA

PFOA = 13C4 PFOA

PFUnA = 13C2 PFUnA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Solid

Lab Sample ID Client Sample ID (10-161) (38-132) (10-162)

PFHxA PFOA PFUnA

69 84 22410-229649-1

Percent Surrogate Recovery (Acceptance Limits)

DC360006-DET

Surrogate Legend

PFHxA = 13C2 PFHxA

PFOA = 13C4 PFOA

PFUnA = 13C2 PFUnA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID

PFHxA PFOA PFUnA

MB 410-669876/2-B

Percent Surrogate Recovery (Acceptance Limits)

Method Blank

Surrogate Legend
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Isotope Dilution Summary
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (10-130) (35-150) (55-150) (55-150) (55-140) (50-140) (30-140) (10-130)

PFBA PFPeA 13C5PHA C4PFHA C9PFNA C6PFDA 13C7PUA PFTDA

84.0 82.8 89.0 92.7 88.1 97.9 101 82.0410-229649-5

Percent Isotope Dilution Recovery (Acceptance Limits)

DC360006-MW-8

83.4 86.2 91.9 83.288.3 81.4 85.4 78.2410-229649-6 DC360006-MW-2S

Lab Sample ID Client Sample ID (55-150) (55-150) (45-140) (45-200) (10-200) (10-150) (60-200) (60-200)

C3PFBS C3PFHS C8PFOS d3NMFOS d5NEFOS PFDoA M242FTS M262FTS

89.9 94.6 94.7 96.3 99.8 98.7 87.2 95.2410-229649-5

Percent Isotope Dilution Recovery (Acceptance Limits)

DC360006-MW-8

91.1 88.6 92.8 10199.7 85.4 85.4 94.9410-229649-6 DC360006-MW-2S

Lab Sample ID Client Sample ID (50-200) (25-160) (10-150) (10-150) (10-130) (15-130) (0-10) (40-130)

M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA PFOSA 13PFOA

91.7 72.8 78.3 73.0 64.6 68.6 0.528 84.3410-229649-5

Percent Isotope Dilution Recovery (Acceptance Limits)

DC360006-MW-8

87.9 75.4 72.0 68.472.4 71.6 0.607 88.1410-229649-6 DC360006-MW-2S

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

d3NMFOS = d3-NMeFOSAA

d5NEFOS = d5-NEtFOSAA

PFDoA = 13C2 PFDoA

M242FTS = 13C2 4:2 FTS

M262FTS = 13C2 6:2 FTS

M282FTS = 13C2 8:2 FTS

HFPODA = 13C3 HFPO-DA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

PFOSA = 13C8 FOSA

13PFOA = 13C2 PFOA

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (10-130) (40-150) (40-150) (40-150) (30-140) (20-140) (20-140) (10-130)

PFBA PFPeA 13C5PHA C4PFHA C9PFNA C6PFDA 13C7PUA PFTDA

87.1 84.8 90.6 95.8 98.0 82.4 92.5 63.9LCS 410-677134/2-A

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

89.0 91.7 100 98.2102 99.2 98.0 81.6LCSD 410-677134/3-A Lab Control Sample Dup

70.3 66.6 69.7 64.068.6 65.9 75.5 64.5LLCS 410-677134/4-A Lab Control Sample
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QC Sample Results
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Method: 1633 TOPS - Fluorinated Alkyl Substances

Client Sample ID: Method BlankLab Sample ID: MB 410-677134/1-A
Matrix: Water Prep Type: Post-Treatment
Analysis Batch: 680271 Prep Batch: 677134

RL MDL

Perfluorobutanoic acid (PFBA) ND 20 5.5 ng/L 07/28/25 12:24 08/04/25 13:59 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 3.010 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluoropentanoic acid (PFPeA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorohexanoic acid (PFHxA)

ND 4.010 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluoroheptanoic acid (PFHpA)

ND 4.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorooctanoic acid (PFOA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorononanoic acid (PFNA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorodecanoic acid (PFDA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluoroundecanoic acid (PFUnA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorododecanoic acid (PFDoA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorotridecanoic acid (PFTrDA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorotetradecanoic acid (PFTeDA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorobutanesulfonic acid (PFBS)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 4.010 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorohexanesulfonic acid (PFHxS)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 6.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorooctanesulfonic acid (PFOS)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorononanesulfonic acid (PFNS)

ND 3.010 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 5.020 ng/L 07/28/25 12:24 08/04/25 13:59 11H,1H, 2H, 2H-Perfluorohexane 

sulfonic acid (4:2FTS)

ND 5.020 ng/L 07/28/25 12:24 08/04/25 13:59 11H,1H, 2H, 2H-Perfluorooctane 

sulfonic acid (6:2FTS)

ND 5.020 ng/L 07/28/25 12:24 08/04/25 13:59 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluorooctanesulfonamide (PFOSA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 1350 ng/L 07/28/25 12:24 08/04/25 13:59 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 2050 ng/L 07/28/25 12:24 08/04/25 13:59 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 7.010 ng/L 07/28/25 12:24 08/04/25 13:59 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 14,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

ND 2.510 ng/L 07/28/25 12:24 08/04/25 13:59 111-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)
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QC Sample Results
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-667147/14-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 668033 Prep Batch: 667147

RL MDL

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

ND 2.0 0.50 ng/L 07/04/25 06:18 07/08/25 09:20 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

ND 1.04.0 ng/L 07/04/25 06:18 07/08/25 09:20 13-Perfluoropropylpropanoic acid (3:3 

FTCA)

ND 2.810 ng/L 07/04/25 06:18 07/08/25 09:20 13-Perfluoropentylpropanoic acid (5:3 

FTCA)

ND 2.510 ng/L 07/04/25 06:18 07/08/25 09:20 13-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 99.1 5 - 130 07/08/25 09:20 1

MB MB

Isotope Dilution

07/04/25 06:18

Dil FacPrepared AnalyzedQualifier Limits%Recovery

99.6 07/04/25 06:18 07/08/25 09:20 113C5 PFPeA 40 - 130

87.5 07/04/25 06:18 07/08/25 09:20 113C5 PFHxA 40 - 130

78.1 07/04/25 06:18 07/08/25 09:20 113C4 PFHpA 40 - 130

77.2 07/04/25 06:18 07/08/25 09:20 113C8 PFOA 40 - 130

75.3 07/04/25 06:18 07/08/25 09:20 113C9 PFNA 40 - 130

73.7 07/04/25 06:18 07/08/25 09:20 113C6 PFDA 40 - 130

69.1 07/04/25 06:18 07/08/25 09:20 113C7 PFUnA 30 - 130

45.0 07/04/25 06:18 07/08/25 09:20 113C2 PFTeDA 10 - 130

70.5 07/04/25 06:18 07/08/25 09:20 113C3 PFBS 40 - 135

70.1 07/04/25 06:18 07/08/25 09:20 113C3 PFHxS 40 - 130

72.8 07/04/25 06:18 07/08/25 09:20 113C8 PFOS 40 - 130

80.7 07/04/25 06:18 07/08/25 09:20 113C8 FOSA 40 - 130

66.9 07/04/25 06:18 07/08/25 09:20 1d3-NMeFOSAA 40 - 170

65.0 07/04/25 06:18 07/08/25 09:20 1d5-NEtFOSAA 25 - 135

92.5 07/04/25 06:18 07/08/25 09:20 113C2 4:2 FTS 40 - 200

83.2 07/04/25 06:18 07/08/25 09:20 113C2 6:2 FTS 40 - 200

70.4 07/04/25 06:18 07/08/25 09:20 113C2 8:2 FTS 40 - 300

95.2 07/04/25 06:18 07/08/25 09:20 113C3 HFPO-DA 40 - 130

53.6 07/04/25 06:18 07/08/25 09:20 1d7-N-MeFOSE-M 10 - 130

48.0 07/04/25 06:18 07/08/25 09:20 1d9-N-EtFOSE-M 10 - 130

65.4 07/04/25 06:18 07/08/25 09:20 1d5-NEtPFOSA 10 - 130

72.5 07/04/25 06:18 07/08/25 09:20 1d3-NMePFOSA 10 - 130

71.3 07/04/25 06:18 07/08/25 09:20 113C2 PFDoA 10 - 130

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-667147/15-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 668033 Prep Batch: 667147

Perfluorobutanoic acid (PFBA) 80.0 69.3 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

87 70 - 140

D %Rec

%Rec

Limits

Perfluoropentanoic acid (PFPeA) 40.0 34.4 ng/L 86 65 - 135

Perfluorohexanoic acid (PFHxA) 40.0 32.7 ng/L 82 70 - 145

Perfluoroheptanoic acid (PFHpA) 40.0 32.1 ng/L 80 70 - 150

Perfluorooctanoic acid (PFOA) 40.0 32.7 ng/L 82 70 - 150

Perfluorononanoic acid (PFNA) 40.0 30.7 ng/L 77 70 - 150

Perfluorodecanoic acid (PFDA) 40.0 35.8 ng/L 89 70 - 140
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QC Association Summary
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

LCMS

Prep Batch: 667147

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-229649-7 DC360006-FB Total/NA

Water 1633A410-229649-8 DC360006-EB Total/NA

Water 1633A410-229649-9 DC360006-DUP-1 Total/NA

Water 1633AMB 410-667147/14-A Method Blank Total/NA

Water 1633ALCS 410-667147/15-A Lab Control Sample Total/NA

Water 1633ALCSD 410-667147/17-A Lab Control Sample Dup Total/NA

Water 1633ALLCS 410-667147/16-A Lab Control Sample Total/NA

Prep Batch: 667552

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water EPA 537 (Mod)410-229649-2 DC360006-WW-PRE Total/NA

Water EPA 537 (Mod)410-229649-3 DC360006-WW-POST Total/NA

Water EPA 537 (Mod)410-229649-4 DC360006-MIST-PRE Total/NA

Water EPA 537 (Mod)410-229649-10 DC360006-DUP-2 Total/NA

Water EPA 537 (Mod)MB 410-667552/1-B Method Blank Total/NA

Water EPA 537 (Mod)LCS 410-667552/2-B Lab Control Sample Total/NA

Water EPA 537 (Mod)LCSD 410-667552/3-B Lab Control Sample Dup Total/NA

Analysis Batch: 668033

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 667147410-229649-7 DC360006-FB Total/NA

Water 1633A 667147410-229649-8 DC360006-EB Total/NA

Water 1633A 667147410-229649-9 DC360006-DUP-1 Total/NA

Water 1633A 667147MB 410-667147/14-A Method Blank Total/NA

Water 1633A 667147LCS 410-667147/15-A Lab Control Sample Total/NA

Water 1633A 667147LCSD 410-667147/17-A Lab Control Sample Dup Total/NA

Water 1633A 667147LLCS 410-667147/16-A Lab Control Sample Total/NA

Prep Batch: 668139

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Solid 537 (mod)410-229649-1 DC360006-DET Total/NA

Solid 537 (mod)MB 410-668139/1-B Method Blank Total/NA

Solid 537 (mod)LCS 410-668139/2-B Lab Control Sample Total/NA

Cleanup Batch: 668301

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Solid Extract Aliquot 668139410-229649-1 DC360006-DET Total/NA

Solid Extract Aliquot 668139MB 410-668139/1-B Method Blank Total/NA

Solid Extract Aliquot 668139LCS 410-668139/2-B Lab Control Sample Total/NA

Cleanup Batch: 668366

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Extract Aliquot 667552410-229649-2 DC360006-WW-PRE Total/NA

Water Extract Aliquot 667552410-229649-3 DC360006-WW-POST Total/NA

Water Extract Aliquot 667552410-229649-4 DC360006-MIST-PRE Total/NA

Water Extract Aliquot 667552410-229649-10 DC360006-DUP-2 Total/NA

Water Extract Aliquot 667552MB 410-667552/1-B Method Blank Total/NA

Water Extract Aliquot 667552LCS 410-667552/2-B Lab Control Sample Total/NA

Water Extract Aliquot 667552LCSD 410-667552/3-B Lab Control Sample Dup Total/NA
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Lab Chronicle
Client: Hart & Hickman, PC Job ID: 410-229649-1
Project/Site: One Hour Martinizing (DC360006)

Client Sample ID: DC360006-DET Lab Sample ID: 410-229649-1
Matrix: SolidDate Collected: 06/18/25 10:10

Date Received: 06/26/25 10:15

Analysis Moisture E5GC1 668291 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/08/25 10:46

Client Sample ID: DC360006-DET Lab Sample ID: 410-229649-1
Matrix: SolidDate Collected: 06/18/25 10:10

Percent Solids: 99.5Date Received: 06/26/25 10:15

Prep 537 (mod) D5VP668139 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/08/25 09:11

Cleanup Extract Aliquot 668301 D5VP ELLETotal/NA 07/08/25 13:44

Analysis 537 IDA 1 668782 DSU6 ELLETotal/NA 07/10/25 03:47

Prep TOP Post-Prep 672633 S7AC ELLEPost-Treatment 07/17/25 08:29

Cleanup Extract Aliquot 673259 S7AC ELLEPost-Treatment 07/18/25 11:21

Analysis 537 TOP 1 673622 DSU6 ELLEPost-Treatment 07/19/25 23:07

Client Sample ID: DC360006-WW-PRE Lab Sample ID: 410-229649-2
Matrix: WaterDate Collected: 06/24/25 09:15

Date Received: 06/26/25 10:15

Prep EPA 537 (Mod) D5VP667552 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/07/25 08:35

Cleanup Extract Aliquot 668366 D5VP ELLETotal/NA 07/08/25 15:34

Analysis 537 IDA 1 668945 DSU6 ELLETotal/NA 07/10/25 07:48

Prep TOP Post Prep 669876 S7AC ELLEPost-Treatment 07/11/25 07:30

Cleanup Extract Aliquot 670855 S7AC ELLEPost-Treatment 07/14/25 10:59

Analysis 537 TOP 1 672727 DSU6 ELLEPost-Treatment 07/17/25 14:58

Client Sample ID: DC360006-WW-POST Lab Sample ID: 410-229649-3
Matrix: WaterDate Collected: 06/24/25 09:20

Date Received: 06/26/25 10:15

Prep EPA 537 (Mod) D5VP667552 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/07/25 08:35

Cleanup Extract Aliquot 668366 D5VP ELLETotal/NA 07/08/25 15:34

Analysis 537 IDA 1 668945 DSU6 ELLETotal/NA 07/10/25 08:02

Prep TOP Post Prep 669876 S7AC ELLEPost-Treatment 07/11/25 07:30

Cleanup Extract Aliquot 670855 S7AC ELLEPost-Treatment 07/14/25 10:59

Analysis 537 TOP 1 672727 DSU6 ELLEPost-Treatment 07/17/25 15:12

Client Sample ID: DC360006-MIST-PRE Lab Sample ID: 410-229649-4
Matrix: WaterDate Collected: 06/24/25 09:25

Date Received: 06/26/25 10:15

Prep EPA 537 (Mod) D5VP667552 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/07/25 08:35

Cleanup Extract Aliquot 668366 D5VP ELLETotal/NA 07/08/25 15:34

Analysis 537 IDA 1 668945 DSU6 ELLETotal/NA 07/10/25 08:15
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-229649-1
Project/Site: One Hour Martinizing (DC360006)

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

North Carolina (WW/SW) State 521 09-01-25

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

1633 TOPS TOP Post Prep Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

1633 TOPS TOP Post Prep Water 1H,1H, 2H, 2H-Perfluorohexane sulfonic 

acid (4:2FTS)

1633 TOPS TOP Post Prep Water 1H,1H, 2H, 2H-Perfluorooctane sulfonic 

acid (6:2FTS)

1633 TOPS TOP Post Prep Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

1633 TOPS TOP Post Prep Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

1633 TOPS TOP Post Prep Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1633 TOPS TOP Post Prep Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1633 TOPS TOP Post Prep Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1633 TOPS TOP Post Prep Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

1633 TOPS TOP Post Prep Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

1633 TOPS TOP Post Prep Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1633 TOPS TOP Post Prep Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

1633 TOPS TOP Post Prep Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

1633 TOPS TOP Post Prep Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

1633 TOPS TOP Post Prep Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1633 TOPS TOP Post Prep Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

1633 TOPS TOP Post Prep Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1633 TOPS TOP Post Prep Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

1633 TOPS TOP Post Prep Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

1633 TOPS TOP Post Prep Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

1633 TOPS TOP Post Prep Water Perfluorobutanesulfonic acid (PFBS)

1633 TOPS TOP Post Prep Water Perfluorobutanoic acid (PFBA)

1633 TOPS TOP Post Prep Water Perfluorodecanesulfonic acid (PFDS)

1633 TOPS TOP Post Prep Water Perfluorodecanoic acid (PFDA)

1633 TOPS TOP Post Prep Water Perfluorododecanesulfonic acid (PFDoS)

1633 TOPS TOP Post Prep Water Perfluorododecanoic acid (PFDoA)

1633 TOPS TOP Post Prep Water Perfluoroheptanesulfonic acid (PFHpS)

1633 TOPS TOP Post Prep Water Perfluoroheptanoic acid (PFHpA)

1633 TOPS TOP Post Prep Water Perfluorohexanesulfonic acid (PFHxS)

1633 TOPS TOP Post Prep Water Perfluorohexanoic acid (PFHxA)
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-229649-1
Project/Site: One Hour Martinizing (DC360006)

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC (Continued)
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

537 TOP TOP Post-Prep Solid 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

537 TOP TOP Post-Prep Solid 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

537 TOP TOP Post-Prep Solid 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

537 TOP TOP Post-Prep Solid 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

537 TOP TOP Post-Prep Solid 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

537 TOP TOP Post-Prep Solid 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

537 TOP TOP Post-Prep Solid 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

537 TOP TOP Post-Prep Solid 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

537 TOP TOP Post-Prep Solid 6:2 FTCA

537 TOP TOP Post-Prep Solid 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

537 TOP TOP Post-Prep Solid Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

537 TOP TOP Post-Prep Solid N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

537 TOP TOP Post-Prep Solid N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

537 TOP TOP Post-Prep Solid N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

537 TOP TOP Post-Prep Solid N-methylperfluorooctane sulfonamide 

(NMeFOSA)

537 TOP TOP Post-Prep Solid N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

537 TOP TOP Post-Prep Solid N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

537 TOP TOP Post-Prep Solid Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

537 TOP TOP Post-Prep Solid Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

537 TOP TOP Post-Prep Solid Perfluoro-3-methoxypropanoic acid 

(PFMPA)

537 TOP TOP Post-Prep Solid Perfluoro-4-methoxybutanoic acid  

(PFMBA)

537 TOP TOP Post-Prep Solid Perfluorobutanesulfonic acid (PFBS)

537 TOP TOP Post-Prep Solid Perfluorobutanoic acid (PFBA)

537 TOP TOP Post-Prep Solid Perfluorodecanesulfonic acid (PFDS)

537 TOP TOP Post-Prep Solid Perfluorodecanoic acid (PFDA)

537 TOP TOP Post-Prep Solid Perfluorododecanesulfonic acid (PFDoS)

537 TOP TOP Post-Prep Solid Perfluorododecanoic acid (PFDoA)

537 TOP TOP Post-Prep Solid Perfluoroheptanesulfonic acid (PFHpS)

537 TOP TOP Post-Prep Solid Perfluoroheptanoic acid (PFHpA)

537 TOP TOP Post-Prep Solid Perfluorohexanesulfonic acid (PFHxS)

537 TOP TOP Post-Prep Solid Perfluorohexanoic acid (PFHxA)

537 TOP TOP Post-Prep Solid Perfluorononanesulfonic acid (PFNS)
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Method Summary
Job ID: 410-229649-1Client: Hart & Hickman, PC

Project/Site: One Hour Martinizing (DC360006)

Method Method Description LaboratoryProtocol

EPA1633 TOPS Fluorinated Alkyl Substances ELLE

EPA1633A Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A ELLE

EPA537 IDA EPA 537 Isotope Dilution ELLE

EPA537 TOP Fluorinated Alkyl Substances ELLE

EPAMoisture Percent Moisture ELLE

EPA1633A Solid-Phase Extraction (SPE) ELLE

EPA537 (mod) EPA 537 Isotope Dilution ELLE

EPAEPA 537 (Mod) EPA 537 Isotope Dilution ELLE

NoneExtract Aliquot Preparation, Extract Aliquot ELLE

SW846TOP Post Prep Solid-Phase Extraction (SPE) ELLE

SW846TOP Post-Prep Shake Extraction with Ultrasonic Bath Extraction ELLE

Protocol References:

EPA = US Environmental Protection Agency

None = None

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Sample Summary
Client: Hart & Hickman, PC Job ID: 410-229649-1
Project/Site: One Hour Martinizing (DC360006)

Lab Sample ID Client Sample ID Matrix Collected Received Sample Origin

410-229649-1 DC360006-DET Solid 06/18/25 10:10 06/26/25 10:15 North Carolina

410-229649-2 DC360006-WW-PRE Water 06/24/25 09:15 06/26/25 10:15 North Carolina

410-229649-3 DC360006-WW-POST Water 06/24/25 09:20 06/26/25 10:15 North Carolina

410-229649-4 DC360006-MIST-PRE Water 06/24/25 09:25 06/26/25 10:15 North Carolina

410-229649-5 DC360006-MW-8 Water 06/18/25 11:45 06/26/25 10:15 North Carolina

410-229649-6 DC360006-MW-2S Water 06/18/25 12:45 06/26/25 10:15 North Carolina

410-229649-7 DC360006-FB Water 06/18/25 13:45 06/26/25 10:15 North Carolina

410-229649-8 DC360006-EB Water 06/18/25 13:45 06/26/25 10:15 North Carolina

410-229649-9 DC360006-DUP-1 Water 06/18/25 00:00 06/26/25 10:15 North Carolina

410-229649-10 DC360006-DUP-2 Water 06/24/25 00:00 06/26/25 10:15 North Carolina
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-229649-1

Login Number: 229649

Question Answer Comment

Creator: Santiago, Nathaniel

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.
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REAVES SPIC & SPAN 

DC920056 



ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203

Generated 1/29/2026 11:30:30 AM  Revision 1

JOB DESCRIPTION
Reaves Spic & Span (DC920056)

JOB NUMBER
410-230445-1

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
1/29/2026 11:30:30 AM
Revision 1

Authorized for release by
David Barnhart, Senior Project Manager
David.Barnhart@et.eurofinsus.com
(717)656-2300
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Eurofins Lancaster Laboratories Environment Testing, LLC

Compliance Statement
Analytical test results meet all requirements of the associated regulatory program (e.g., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.  Data qualifiers are applied to note exceptions.  Noncompliant quality
control (QC) is further explained in narrative comments.  
·	QC results that exceed the upper limits and are associated with non-detect samples are qualified but further narration is not
required since the bias is high and does not change a non-detect result. Further narration is also not required with QC blank
detection when the associated sample concentration is non-detect or more than ten times the level in the blank.
·	Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD is performed, unless otherwise specified in the method.
·	Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.
Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Measurement uncertainty values, as applicable, are available upon request.

Test results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved,
the test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please
contact us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member
of our staff. Times are local to the area of activity. Parameters listed in the 40 CFR Part 136 Table II as "analyze
immediately" and tested in the laboratory are not performed within 15 minutes of collection.

This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the
sample as submitted. The foregoing express warranty is exclusive and is given in lieu of all other warranties, expressed or
implied, except as otherwise agreed. We disclaim any other warranties, expressed or implied, including a warranty of fitness
for particular purpose and warranty of merchantability. In no event shall Eurofins Lancaster Laboratories Environmental, LLC
be liable for indirect, special, consequential, or incidental damages including, but not limited to, damages for loss of profit or
goodwill regardless of (A) the negligence (either sole or concurrent) of Eurofins Lancaster Laboratories Environmental and
(B) whether Eurofins Lancaster Laboratories Environmental has been informed of the possibility of such damages. We
accept no legal responsibility for the purposes for which the client uses the test results. Except as otherwise agreed, no
purchase order or other order for work shall be accepted by Eurofins Lancaster Laboratories Environmental which includes
any conditions that vary from the Standard Terms and Conditions, and Eurofins Lancaster Laboratories Environmental
hereby objects to any conflicting terms contained in any acceptance or order submitted by client.
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Definitions/Glossary
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Qualifiers

LCMS
Qualifier Description

*- LCS and/or LCSD is outside acceptance limits, low biased.

Qualifier

cn Refer to Case Narrative for further detail

I Value is EMPC (estimated maximum possible concentration).

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Glossary
These commonly used abbreviations may or may not be present in this report.

☼ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Lancaster Laboratories Environment Testing, LLC
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Job Narrative
410-230445-1

REVISION

The report being provided is a revision of the original report sent on 7/24/2025. The report (revision 1) is being revised due to an
update to remove sample DC920056-FB for analyte 9Cl-PF3ONS from the case narrative statement, due to having been included
in error.

The analytical test results presented in this report meet all requirements of the associated regulatory program listed on the
Accreditation/Certification Summary Page, unless otherwise noted. Data qualifiers and/or narrative comments are included to
explain any exceptions, if applicable. Regulated compliance samples (e.g. SDWA, NPDES) must comply with associated agency
requirements/permits.

· Matrix-specific batch QC (e.g., MS, MSD, SD) may not be reported when insufficient sample volume is available or when site-
specific QC samples are not submitted. In such cases, a Laboratory Control Sample Duplicate (LCSD) may be analyzed to
provide precision data for the batch.

· For samples analyzed using surrogate and/or isotope dilution analytes, any recoveries falling outside of established
acceptance criteria are re-prepared and/or re-analyzed to confirm results, unless the deviation is due to sample dilution or
otherwise explained in the case narrative.

Receipt
The samples were received on 6/26/2025 10:15 AM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperatures of the 2 coolers at receipt time were 3.9°C and 4.8°C.

Receipt Exceptions
All backup containers for water samples received for 1633 PFAS analysis were frozen after receipt.

PFAS
Method 1633A: Analyte 9-Chlorohexadecafluoro-3-oxanonane-1-sulfonic acid (9Cl-PF3ONS) is out of QC acceptance limits in the
lower-level laboratory control spike (LLCS) in sample: DC920056-DUP (410-230445-3) and DC920056-EB-1 (410-230445-5).
Since the recovery for this analyte is within QC acceptance limits in the laboratory control spike (LCS), the data is reported.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-230445-1
Project: Reaves Spic & Span (DC920056)

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-230445-1 Eurofins Lancaster Laboratories Environment
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Detection Summary
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Client Sample ID: DC920056-MW-3 Lab Sample ID: 410-230445-1

Perfluorobutanoic acid (PFBA)

RL

3.3 ng/L

MDL

0.92

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA16.2 1633A

Perfluoropentanoic acid (PFPeA) 1.7 ng/L0.50 Total/NA13.0 1633A

Perfluorohexanoic acid (PFHxA) 1.7 ng/L0.42 Total/NA13.3 1633A

Perfluoroheptanoic acid (PFHpA) 1.7 ng/L0.67 Total/NA11.7 1633A

Perfluorooctanoic acid (PFOA) 1.7 ng/L0.75 Total/NA14.4 1633A

Perfluorobutanesulfonic acid (PFBS) 1.7 ng/L0.42 Total/NA122 1633A

Perfluoropentanesulfonic acid 

(PFPeS)

1.7 ng/L0.42 Total/NA15.6 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.7 ng/L0.67 Total/NA17.3 1633A

Client Sample ID: DC920056-MW-1 Lab Sample ID: 410-230445-2

Perfluorobutanoic acid (PFBA)

RL

3.5 ng/L

MDL

0.97

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J3.2 1633A

Perfluoropentanoic acid (PFPeA) 1.8 ng/L0.53 Total/NA14.0 1633A

Perfluorohexanoic acid (PFHxA) 1.8 ng/L0.44 Total/NA14.4 1633A

Perfluoroheptanoic acid (PFHpA) 1.8 ng/L0.70 Total/NA13.0 1633A

Perfluorooctanoic acid (PFOA) 1.8 ng/L0.79 Total/NA14.1 1633A

Perfluorobutanesulfonic acid (PFBS) 1.8 ng/L0.44 Total/NA15.0 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.8 ng/L0.70 Total/NA19.8 1633A

Client Sample ID: DC920056-DUP Lab Sample ID: 410-230445-3

Perfluorobutanoic acid (PFBA)

RL

3.5 ng/L

MDL

0.96

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J2.9 1633A

Perfluoropentanoic acid (PFPeA) 1.7 ng/L0.52 Total/NA13.7 1633A

Perfluorohexanoic acid (PFHxA) 1.7 ng/L0.44 Total/NA14.5 1633A

Perfluoroheptanoic acid (PFHpA) 1.7 ng/L0.70 Total/NA12.9 1633A

Perfluorooctanoic acid (PFOA) 1.7 ng/L0.78 Total/NA14.3 1633A

Perfluorobutanesulfonic acid (PFBS) 1.7 ng/L0.44 Total/NA14.0 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.7 ng/L0.70 Total/NA18.7 1633A

Client Sample ID: DC920056-FB Lab Sample ID: 410-230445-4

 No Detections.

Client Sample ID: DC920056-EB-1 Lab Sample ID: 410-230445-5

 No Detections.

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Lab Sample ID: 410-230445-1Client Sample ID: DC920056-MW-3
Matrix: WaterDate Collected: 06/24/25 13:08

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

6.2 3.3 0.92 ng/L 07/04/25 06:18 07/08/25 15:28 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.7 0.50 ng/L 07/04/25 06:18 07/08/25 15:28 13.0Perfluoropentanoic acid (PFPeA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 13.3Perfluorohexanoic acid (PFHxA)

1.7 0.67 ng/L 07/04/25 06:18 07/08/25 15:28 11.7Perfluoroheptanoic acid (PFHpA)

1.7 0.75 ng/L 07/04/25 06:18 07/08/25 15:28 14.4Perfluorooctanoic acid (PFOA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorononanoic acid (PFNA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorodecanoic acid (PFDA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluoroundecanoic acid (PFUnA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorododecanoic acid (PFDoA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorotridecanoic acid (PFTrDA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorotetradecanoic acid (PFTeDA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 122Perfluorobutanesulfonic acid 
(PFBS)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 15.6Perfluoropentanesulfonic acid 
(PFPeS)

1.7 0.67 ng/L 07/04/25 06:18 07/08/25 15:28 17.3Perfluorohexanesulfonic acid 
(PFHxS)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.7 1.1 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorooctanesulfonic acid (PFOS)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorononanesulfonic acid (PFNS)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorodecanesulfonic acid (PFDS)

1.7 0.50 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorododecanesulfonic acid 

(PFDoS)

3.3 0.84 ng/L 07/04/25 06:18 07/08/25 15:28 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.3 0.84 ng/L 07/04/25 06:18 07/08/25 15:28 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.3 0.84 ng/L 07/04/25 06:18 07/08/25 15:28 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluorooctanesulfonamide (PFOSA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.4 2.1 ng/L 07/04/25 06:18 07/08/25 15:28 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.4 3.3 ng/L 07/04/25 06:18 07/08/25 15:28 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.7 1.2 ng/L 07/04/25 06:18 07/08/25 15:28 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Lab Sample ID: 410-230445-1Client Sample ID: DC920056-MW-3
Matrix: WaterDate Collected: 06/24/25 13:08

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.7 0.42 ng/L 07/04/25 06:18 07/08/25 15:28 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.3 0.84 ng/L 07/04/25 06:18 07/08/25 15:28 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

8.4 2.3 ng/L 07/04/25 06:18 07/08/25 15:28 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.4 2.1 ng/L 07/04/25 06:18 07/08/25 15:28 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 102 5 - 130 07/04/25 06:18 07/08/25 15:28 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 101 07/04/25 06:18 07/08/25 15:28 140 - 130

13C5 PFHxA 90.9 07/04/25 06:18 07/08/25 15:28 140 - 130

13C4 PFHpA 95.2 07/04/25 06:18 07/08/25 15:28 140 - 130

13C8 PFOA 94.7 07/04/25 06:18 07/08/25 15:28 140 - 130

13C9 PFNA 98.3 07/04/25 06:18 07/08/25 15:28 140 - 130

13C6 PFDA 97.6 07/04/25 06:18 07/08/25 15:28 140 - 130

13C7 PFUnA 87.6 07/04/25 06:18 07/08/25 15:28 130 - 130

13C2 PFTeDA 75.1 07/04/25 06:18 07/08/25 15:28 110 - 130

13C3 PFBS 99.6 07/04/25 06:18 07/08/25 15:28 140 - 135

13C3 PFHxS 51.9 07/04/25 06:18 07/08/25 15:28 140 - 130

13C8 PFOS 94.5 07/04/25 06:18 07/08/25 15:28 140 - 130

13C8 FOSA 79.4 07/04/25 06:18 07/08/25 15:28 140 - 130

d3-NMeFOSAA 85.6 07/04/25 06:18 07/08/25 15:28 140 - 170

d5-NEtFOSAA 82.3 07/04/25 06:18 07/08/25 15:28 125 - 135

13C2 4:2 FTS 95.4 07/04/25 06:18 07/08/25 15:28 140 - 200

13C2 6:2 FTS 99.7 07/04/25 06:18 07/08/25 15:28 140 - 200

13C2 8:2 FTS 91.2 07/04/25 06:18 07/08/25 15:28 140 - 300

13C3 HFPO-DA 98.5 07/04/25 06:18 07/08/25 15:28 140 - 130

d7-N-MeFOSE-M 64.7 07/04/25 06:18 07/08/25 15:28 110 - 130

d9-N-EtFOSE-M 59.3 07/04/25 06:18 07/08/25 15:28 110 - 130

d5-NEtPFOSA 63.7 07/04/25 06:18 07/08/25 15:28 110 - 130

d3-NMePFOSA 65.9 07/04/25 06:18 07/08/25 15:28 110 - 130

13C2 PFDoA 80.2 07/04/25 06:18 07/08/25 15:28 110 - 130

Lab Sample ID: 410-230445-2Client Sample ID: DC920056-MW-1
Matrix: WaterDate Collected: 06/24/25 15:05

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

3.2 J 3.5 0.97 ng/L 07/04/25 06:18 07/08/25 15:41 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.8 0.53 ng/L 07/04/25 06:18 07/08/25 15:41 14.0Perfluoropentanoic acid (PFPeA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 14.4Perfluorohexanoic acid (PFHxA)

1.8 0.70 ng/L 07/04/25 06:18 07/08/25 15:41 13.0Perfluoroheptanoic acid (PFHpA)

1.8 0.79 ng/L 07/04/25 06:18 07/08/25 15:41 14.1Perfluorooctanoic acid (PFOA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorononanoic acid (PFNA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorodecanoic acid (PFDA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Lab Sample ID: 410-230445-2Client Sample ID: DC920056-MW-1
Matrix: WaterDate Collected: 06/24/25 15:05

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluoroundecanoic acid (PFUnA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorododecanoic acid (PFDoA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorotridecanoic acid (PFTrDA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorotetradecanoic acid (PFTeDA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 15.0Perfluorobutanesulfonic acid 
(PFBS)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.8 0.70 ng/L 07/04/25 06:18 07/08/25 15:41 19.8Perfluorohexanesulfonic acid 
(PFHxS)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.8 1.1 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorooctanesulfonic acid (PFOS)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorononanesulfonic acid (PFNS)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorodecanesulfonic acid (PFDS)

1.8 0.53 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorododecanesulfonic acid 

(PFDoS)

3.5 0.88 ng/L 07/04/25 06:18 07/08/25 15:41 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.5 0.88 ng/L 07/04/25 06:18 07/08/25 15:41 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.5 0.88 ng/L 07/04/25 06:18 07/08/25 15:41 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluorooctanesulfonamide (PFOSA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.8 2.2 ng/L 07/04/25 06:18 07/08/25 15:41 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.8 3.5 ng/L 07/04/25 06:18 07/08/25 15:41 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.8 1.2 ng/L 07/04/25 06:18 07/08/25 15:41 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.8 0.44 ng/L 07/04/25 06:18 07/08/25 15:41 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.5 0.88 ng/L 07/04/25 06:18 07/08/25 15:41 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Lab Sample ID: 410-230445-2Client Sample ID: DC920056-MW-1
Matrix: WaterDate Collected: 06/24/25 15:05

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 8.8 2.5 ng/L 07/04/25 06:18 07/08/25 15:41 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.8 2.2 ng/L 07/04/25 06:18 07/08/25 15:41 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 96.1 5 - 130 07/04/25 06:18 07/08/25 15:41 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 99.4 07/04/25 06:18 07/08/25 15:41 140 - 130

13C5 PFHxA 92.8 07/04/25 06:18 07/08/25 15:41 140 - 130

13C4 PFHpA 90.2 07/04/25 06:18 07/08/25 15:41 140 - 130

13C8 PFOA 97.4 07/04/25 06:18 07/08/25 15:41 140 - 130

13C9 PFNA 98.3 07/04/25 06:18 07/08/25 15:41 140 - 130

13C6 PFDA 84.2 07/04/25 06:18 07/08/25 15:41 140 - 130

13C7 PFUnA 84.5 07/04/25 06:18 07/08/25 15:41 130 - 130

13C2 PFTeDA 81.4 07/04/25 06:18 07/08/25 15:41 110 - 130

13C3 PFBS 91.1 07/04/25 06:18 07/08/25 15:41 140 - 135

13C3 PFHxS 92.9 07/04/25 06:18 07/08/25 15:41 140 - 130

13C8 PFOS 93.9 07/04/25 06:18 07/08/25 15:41 140 - 130

13C8 FOSA 83.1 07/04/25 06:18 07/08/25 15:41 140 - 130

d3-NMeFOSAA 88.1 07/04/25 06:18 07/08/25 15:41 140 - 170

d5-NEtFOSAA 83.6 07/04/25 06:18 07/08/25 15:41 125 - 135

13C2 4:2 FTS 88.4 07/04/25 06:18 07/08/25 15:41 140 - 200

13C2 6:2 FTS 89.5 07/04/25 06:18 07/08/25 15:41 140 - 200

13C2 8:2 FTS 85.5 07/04/25 06:18 07/08/25 15:41 140 - 300

13C3 HFPO-DA 94.7 07/04/25 06:18 07/08/25 15:41 140 - 130

d7-N-MeFOSE-M 79.5 07/04/25 06:18 07/08/25 15:41 110 - 130

d9-N-EtFOSE-M 76.7 07/04/25 06:18 07/08/25 15:41 110 - 130

d5-NEtPFOSA 72.7 07/04/25 06:18 07/08/25 15:41 110 - 130

d3-NMePFOSA 73.7 07/04/25 06:18 07/08/25 15:41 110 - 130

13C2 PFDoA 87.8 07/04/25 06:18 07/08/25 15:41 110 - 130

Lab Sample ID: 410-230445-3Client Sample ID: DC920056-DUP
Matrix: WaterDate Collected: 06/24/25 00:00

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

2.9 J 3.5 0.96 ng/L 07/09/25 15:04 07/10/25 20:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.7 0.52 ng/L 07/09/25 15:04 07/10/25 20:55 13.7Perfluoropentanoic acid (PFPeA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 14.5Perfluorohexanoic acid (PFHxA)

1.7 0.70 ng/L 07/09/25 15:04 07/10/25 20:55 12.9Perfluoroheptanoic acid (PFHpA)

1.7 0.78 ng/L 07/09/25 15:04 07/10/25 20:55 14.3Perfluorooctanoic acid (PFOA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorononanoic acid (PFNA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorodecanoic acid (PFDA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluoroundecanoic acid (PFUnA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorododecanoic acid (PFDoA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorotridecanoic acid (PFTrDA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorotetradecanoic acid (PFTeDA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 14.0Perfluorobutanesulfonic acid 
(PFBS)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluoropentanesulfonic acid 

(PFPeS)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Lab Sample ID: 410-230445-3Client Sample ID: DC920056-DUP
Matrix: WaterDate Collected: 06/24/25 00:00

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

8.7 1.7 0.70 ng/L 07/09/25 15:04 07/10/25 20:55 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorohexanesulfonic acid 
(PFHxS)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.7 1.1 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorooctanesulfonic acid (PFOS)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorononanesulfonic acid (PFNS)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorodecanesulfonic acid (PFDS)

1.7 0.52 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorododecanesulfonic acid 

(PFDoS)

3.5 0.87 ng/L 07/09/25 15:04 07/10/25 20:55 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.5 0.87 ng/L 07/09/25 15:04 07/10/25 20:55 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.5 0.87 ng/L 07/09/25 15:04 07/10/25 20:55 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluorooctanesulfonamide (PFOSA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.7 2.2 ng/L 07/09/25 15:04 07/10/25 20:55 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.7 3.5 ng/L 07/09/25 15:04 07/10/25 20:55 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.7 1.2 ng/L 07/09/25 15:04 07/10/25 20:55 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1ND *- cn9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.7 0.44 ng/L 07/09/25 15:04 07/10/25 20:55 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.5 0.87 ng/L 07/09/25 15:04 07/10/25 20:55 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

8.7 2.4 ng/L 07/09/25 15:04 07/10/25 20:55 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.7 2.2 ng/L 07/09/25 15:04 07/10/25 20:55 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 103 5 - 130 07/09/25 15:04 07/10/25 20:55 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 117 07/09/25 15:04 07/10/25 20:55 140 - 130

13C5 PFHxA 96.2 07/09/25 15:04 07/10/25 20:55 140 - 130

13C4 PFHpA 98.7 07/09/25 15:04 07/10/25 20:55 140 - 130
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Client Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Lab Sample ID: 410-230445-3Client Sample ID: DC920056-DUP
Matrix: WaterDate Collected: 06/24/25 00:00

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)

13C8 PFOA 106 40 - 130 07/09/25 15:04 07/10/25 20:55 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C9 PFNA 106 07/09/25 15:04 07/10/25 20:55 140 - 130

13C6 PFDA 99.0 07/09/25 15:04 07/10/25 20:55 140 - 130

13C7 PFUnA 88.4 07/09/25 15:04 07/10/25 20:55 130 - 130

13C2 PFTeDA 74.9 07/09/25 15:04 07/10/25 20:55 110 - 130

13C3 PFBS 107 07/09/25 15:04 07/10/25 20:55 140 - 135

13C3 PFHxS 109 07/09/25 15:04 07/10/25 20:55 140 - 130

13C8 PFOS 106 07/09/25 15:04 07/10/25 20:55 140 - 130

13C8 FOSA 90.2 07/09/25 15:04 07/10/25 20:55 140 - 130

d3-NMeFOSAA 89.6 07/09/25 15:04 07/10/25 20:55 140 - 170

d5-NEtFOSAA 82.0 07/09/25 15:04 07/10/25 20:55 125 - 135

13C2 4:2 FTS 105 07/09/25 15:04 07/10/25 20:55 140 - 200

13C2 6:2 FTS 112 07/09/25 15:04 07/10/25 20:55 140 - 200

13C2 8:2 FTS 105 07/09/25 15:04 07/10/25 20:55 140 - 300

13C3 HFPO-DA 90.5 07/09/25 15:04 07/10/25 20:55 140 - 130

d7-N-MeFOSE-M 61.4 07/09/25 15:04 07/10/25 20:55 110 - 130

d9-N-EtFOSE-M 61.2 07/09/25 15:04 07/10/25 20:55 110 - 130

d5-NEtPFOSA 69.5 07/09/25 15:04 07/10/25 20:55 110 - 130

d3-NMePFOSA 74.2 07/09/25 15:04 07/10/25 20:55 110 - 130

13C2 PFDoA 84.2 07/09/25 15:04 07/10/25 20:55 110 - 130

Lab Sample ID: 410-230445-4Client Sample ID: DC920056-FB
Matrix: WaterDate Collected: 06/24/25 15:20

Date Received: 06/26/25 10:15

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

ND 3.0 0.84 ng/L 07/16/25 16:16 07/16/25 22:46 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.5 0.46 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluoropentanoic acid (PFPeA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorohexanoic acid (PFHxA)

1.5 0.61 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluoroheptanoic acid (PFHpA)

1.5 0.69 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorooctanoic acid (PFOA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorononanoic acid (PFNA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorodecanoic acid (PFDA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluoroundecanoic acid (PFUnA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorododecanoic acid (PFDoA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorotridecanoic acid (PFTrDA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorotetradecanoic acid (PFTeDA)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorobutanesulfonic acid (PFBS)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.5 0.61 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorohexanesulfonic acid (PFHxS)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.5 0.99 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorooctanesulfonic acid (PFOS)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorononanesulfonic acid (PFNS)

1.5 0.38 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorodecanesulfonic acid (PFDS)

1.5 0.46 ng/L 07/16/25 16:16 07/16/25 22:46 1NDPerfluorododecanesulfonic acid 

(PFDoS)

3.0 0.76 ng/L 07/16/25 16:16 07/16/25 22:46 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)
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Isotope Dilution Summary
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (5-130) (40-130) (40-130) (40-130) (40-130) (40-130) (40-130) (30-130)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

102 101 90.9 95.2 94.7 98.3 97.6 87.6410-230445-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC920056-MW-3

96.1 99.4 92.8 97.490.2 98.3 84.2 84.5410-230445-2 DC920056-MW-1

103 117 96.2 10698.7 106 99.0 88.4410-230445-3 DC920056-DUP

78.6 85.3 87.3 75.680.9 70.4 75.7 70.3410-230445-4 DC920056-FB

103 126 111 100113 110 86.3 82.6410-230445-5 DC920056-EB-1

103 103 95.0 97.498.9 96.7 93.1 96.3LCS 410-667147/15-A Lab Control Sample

105 114 99.2 92.992.4 97.1 89.5 85.1LCS 410-668972/14-A Lab Control Sample

99.6 102 100 99.6104 95.3 97.6 94.5LCS 410-672203/3-A Lab Control Sample

100 110 105 109106 107 104 101LCSD 410-667147/17-A Lab Control Sample Dup

105 126 107 90.2101 99.6 84.7 68.3LCSD 410-668972/15-A Lab Control Sample Dup

105 106 103 101100 105 98.5 89.7LCSD 410-672203/4-A Lab Control Sample Dup

105 104 95.8 97.5103 100 98.7 95.8LLCS 410-667147/16-A Lab Control Sample

89.2 104 88.4 80.582.9 78.9 71.1 65.5LLCS 410-668972/16-A Lab Control Sample

92.8 93.7 97.9 93.695.6 89.3 87.9 88.4LLCS 410-672203/5-A Lab Control Sample

99.1 99.6 87.5 77.278.1 75.3 73.7 69.1MB 410-667147/14-A Method Blank

99.2 109 107 96.8102 100 88.8 82.2MB 410-668972/13-A Method Blank

96.0 103 103 87.497.0 96.1 88.7 82.8MB 410-672203/2-A Method Blank

Lab Sample ID Client Sample ID (10-130) (40-135) (40-130) (40-130) (40-130) (40-170) (25-135) (40-200)

PFTDA C3PFBS C3PFHS C8PFOS PFOSA d3NMFOS d5NEFOS M242FTS

75.1 99.6 51.9 94.5 79.4 85.6 82.3 95.4410-230445-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC920056-MW-3

81.4 91.1 92.9 83.193.9 88.1 83.6 88.4410-230445-2 DC920056-MW-1

74.9 107 109 90.2106 89.6 82.0 105410-230445-3 DC920056-DUP

59.6 75.1 77.5 59.870.8 65.7 63.6 85.5410-230445-4 DC920056-FB

73.3 106 103 87.7103 79.2 76.3 102410-230445-5 DC920056-EB-1

80.0 102 93.5 85.893.5 90.2 87.2 97.7LCS 410-667147/15-A Lab Control Sample

69.7 91.9 93.0 87.493.5 80.4 82.0 96.1LCS 410-668972/14-A Lab Control Sample

79.9 106 105 88.095.7 105 101 114LCS 410-672203/3-A Lab Control Sample

104 99.0 100 86.2103 94.3 92.0 93.5LCSD 410-667147/17-A Lab Control Sample Dup

57.7 93.5 90.9 83.392.6 76.1 67.9 104LCSD 410-668972/15-A Lab Control Sample Dup

68.1 113 109 85.795.0 97.6 104 120LCSD 410-672203/4-A Lab Control Sample Dup

80.6 97.8 98.1 87.497.2 91.5 87.1 99.8LLCS 410-667147/16-A Lab Control Sample

45.2 78.1 80.2 73.176.5 69.1 64.8 85.8LLCS 410-668972/16-A Lab Control Sample

79.6 92.3 94.0 77.287.0 91.6 91.3 98.0LLCS 410-672203/5-A Lab Control Sample

45.0 70.5 70.1 80.772.8 66.9 65.0 92.5MB 410-667147/14-A Method Blank

77.8 94.7 97.7 73.993.9 76.7 75.4 110MB 410-668972/13-A Method Blank

63.9 93.2 92.2 78.185.0 94.6 88.7 109MB 410-672203/2-A Method Blank

Lab Sample ID Client Sample ID (40-200) (40-300) (40-130) (10-130) (10-130) (10-130) (10-130) (10-130)

M262FTS M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA PFDoA

99.7 91.2 98.5 64.7 59.3 63.7 65.9 80.2410-230445-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC920056-MW-3

89.5 85.5 94.7 76.779.5 72.7 73.7 87.8410-230445-2 DC920056-MW-1

112 105 90.5 61.261.4 69.5 74.2 84.2410-230445-3 DC920056-DUP

83.9 82.6 70.2 52.956.3 43.5 44.1 66.5410-230445-4 DC920056-FB

109 96.3 106 62.463.2 62.0 66.3 75.7410-230445-5 DC920056-EB-1

97.8 89.1 99.8 69.773.7 77.5 76.4 86.3LCS 410-667147/15-A Lab Control Sample

93.8 88.9 87.8 70.570.8 63.2 65.6 87.2LCS 410-668972/14-A Lab Control Sample

118 109 92.4 71.682.3 63.9 63.4 89.8LCS 410-672203/3-A Lab Control Sample

96.9 94.4 105 65.270.0 83.3 81.2 104LCSD 410-667147/17-A Lab Control Sample Dup
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QC Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A

Client Sample ID: Method BlankLab Sample ID: MB 410-667147/14-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 668033 Prep Batch: 667147

RL MDL

Perfluorobutanoic acid (PFBA) ND 4.0 1.1 ng/L 07/04/25 06:18 07/08/25 09:20 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.602.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoropentanoic acid (PFPeA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorohexanoic acid (PFHxA)

ND 0.802.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoroheptanoic acid (PFHpA)

ND 0.902.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorooctanoic acid (PFOA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorononanoic acid (PFNA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorodecanoic acid (PFDA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoroundecanoic acid (PFUnA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorododecanoic acid (PFDoA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorotridecanoic acid (PFTrDA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorotetradecanoic acid (PFTeDA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorobutanesulfonic acid (PFBS)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 0.802.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorohexanesulfonic acid (PFHxS)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 1.32.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorooctanesulfonic acid (PFOS)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorononanesulfonic acid (PFNS)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorodecanesulfonic acid (PFDS)

ND 0.602.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 1.04.0 ng/L 07/04/25 06:18 07/08/25 09:20 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 1.04.0 ng/L 07/04/25 06:18 07/08/25 09:20 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 1.04.0 ng/L 07/04/25 06:18 07/08/25 09:20 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluorooctanesulfonamide (PFOSA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 2.510 ng/L 07/04/25 06:18 07/08/25 09:20 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 4.010 ng/L 07/04/25 06:18 07/08/25 09:20 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 1.42.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 14,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 0.502.0 ng/L 07/04/25 06:18 07/08/25 09:20 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)
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QC Sample Results
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-672203/3-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 672179 Prep Batch: 672203

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

37.4 30.5 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

82 70 - 155

D %Rec

%Rec

Limits

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

37.8 24.1 ng/L 64 55 - 160

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

35.7 32.7 ng/L 92 70 - 140

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

80.0 66.2 ng/L 83 65 - 130

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

200 166 ng/L 83 70 - 135

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

200 154 ng/L 77 50 - 145

13C4 PFBA 5 - 130

Isotope Dilution

99.6

LCS LCS

Qualifier Limits%Recovery

10213C5 PFPeA 40 - 130

10013C5 PFHxA 40 - 130

10413C4 PFHpA 40 - 130

99.613C8 PFOA 40 - 130

95.313C9 PFNA 40 - 130

97.613C6 PFDA 40 - 130

94.513C7 PFUnA 30 - 130

79.913C2 PFTeDA 10 - 130

10613C3 PFBS 40 - 135

10513C3 PFHxS 40 - 130

95.713C8 PFOS 40 - 130

88.013C8 FOSA 40 - 130

105d3-NMeFOSAA 40 - 170

101d5-NEtFOSAA 25 - 135

11413C2 4:2 FTS 40 - 200

11813C2 6:2 FTS 40 - 200

10913C2 8:2 FTS 40 - 300

92.413C3 HFPO-DA 40 - 130

82.3d7-N-MeFOSE-M 10 - 130

71.6d9-N-EtFOSE-M 10 - 130

63.9d5-NEtPFOSA 10 - 130

63.4d3-NMePFOSA 10 - 130

89.813C2 PFDoA 10 - 130

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-672203/4-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 672179 Prep Batch: 672203

Perfluorobutanoic acid (PFBA) 80.0 71.1 ng/L 0 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

89 70 - 140

D %Rec

%Rec

Limits

Perfluoropentanoic acid (PFPeA) 40.0 34.4 ng/L 11 3086 65 - 135

Perfluorohexanoic acid (PFHxA) 40.0 31.6 ng/L 3 3079 70 - 145

Perfluoroheptanoic acid (PFHpA) 40.0 36.4 ng/L 10 3091 70 - 150

Perfluorooctanoic acid (PFOA) 40.0 32.5 ng/L 5 3081 70 - 150
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QC Association Summary
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

LCMS

Prep Batch: 667147

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-230445-1 DC920056-MW-3 Total/NA

Water 1633A410-230445-2 DC920056-MW-1 Total/NA

Water 1633AMB 410-667147/14-A Method Blank Total/NA

Water 1633ALCS 410-667147/15-A Lab Control Sample Total/NA

Water 1633ALCSD 410-667147/17-A Lab Control Sample Dup Total/NA

Water 1633ALLCS 410-667147/16-A Lab Control Sample Total/NA

Analysis Batch: 668033

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 667147410-230445-1 DC920056-MW-3 Total/NA

Water 1633A 667147410-230445-2 DC920056-MW-1 Total/NA

Water 1633A 667147MB 410-667147/14-A Method Blank Total/NA

Water 1633A 667147LCS 410-667147/15-A Lab Control Sample Total/NA

Water 1633A 667147LCSD 410-667147/17-A Lab Control Sample Dup Total/NA

Water 1633A 667147LLCS 410-667147/16-A Lab Control Sample Total/NA

Prep Batch: 668972

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-230445-3 DC920056-DUP Total/NA

Water 1633A410-230445-5 DC920056-EB-1 Total/NA

Water 1633AMB 410-668972/13-A Method Blank Total/NA

Water 1633ALCS 410-668972/14-A Lab Control Sample Total/NA

Water 1633ALCSD 410-668972/15-A Lab Control Sample Dup Total/NA

Water 1633ALLCS 410-668972/16-A Lab Control Sample Total/NA

Analysis Batch: 669314

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 668972410-230445-3 DC920056-DUP Total/NA

Water 1633A 668972410-230445-5 DC920056-EB-1 Total/NA

Water 1633A 668972LCS 410-668972/14-A Lab Control Sample Total/NA

Water 1633A 668972LCSD 410-668972/15-A Lab Control Sample Dup Total/NA

Water 1633A 668972LLCS 410-668972/16-A Lab Control Sample Total/NA

Analysis Batch: 670041

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 668972MB 410-668972/13-A Method Blank Total/NA

Analysis Batch: 672179

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 672203410-230445-4 DC920056-FB Total/NA

Water 1633A 672203MB 410-672203/2-A Method Blank Total/NA

Water 1633A 672203LCS 410-672203/3-A Lab Control Sample Total/NA

Water 1633A 672203LCSD 410-672203/4-A Lab Control Sample Dup Total/NA

Water 1633A 672203LLCS 410-672203/5-A Lab Control Sample Total/NA

Prep Batch: 672203

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-230445-4 DC920056-FB Total/NA

Water 1633AMB 410-672203/2-A Method Blank Total/NA

Water 1633ALCS 410-672203/3-A Lab Control Sample Total/NA

Water 1633ALCSD 410-672203/4-A Lab Control Sample Dup Total/NA
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Lab Chronicle
Client: Hart & Hickman, PC Job ID: 410-230445-1
Project/Site: Reaves Spic & Span (DC920056)

Client Sample ID: DC920056-MW-3 Lab Sample ID: 410-230445-1
Matrix: WaterDate Collected: 06/24/25 13:08

Date Received: 06/26/25 10:15

Prep 1633A M4QQ667147 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/04/25 06:18

Analysis 1633A 1 668033 P7EB ELLETotal/NA 07/08/25 15:28

Client Sample ID: DC920056-MW-1 Lab Sample ID: 410-230445-2
Matrix: WaterDate Collected: 06/24/25 15:05

Date Received: 06/26/25 10:15

Prep 1633A M4QQ667147 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/04/25 06:18

Analysis 1633A 1 668033 P7EB ELLETotal/NA 07/08/25 15:41

Client Sample ID: DC920056-DUP Lab Sample ID: 410-230445-3
Matrix: WaterDate Collected: 06/24/25 00:00

Date Received: 06/26/25 10:15

Prep 1633A MSH2668972 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/09/25 15:04

Analysis 1633A 1 669314 LDU5 ELLETotal/NA 07/10/25 20:55

Client Sample ID: DC920056-FB Lab Sample ID: 410-230445-4
Matrix: WaterDate Collected: 06/24/25 15:20

Date Received: 06/26/25 10:15

Prep 1633A MSH2672203 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/16/25 16:16

Analysis 1633A 1 672179 UUV6 ELLETotal/NA 07/16/25 22:46

Client Sample ID: DC920056-EB-1 Lab Sample ID: 410-230445-5
Matrix: WaterDate Collected: 06/24/25 15:15

Date Received: 06/26/25 10:15

Prep 1633A MSH2668972 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/09/25 15:04

Analysis 1633A 1 669314 LDU5 ELLETotal/NA 07/10/25 21:22

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-230445-1
Project/Site: Reaves Spic & Span (DC920056)

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

North Carolina (WW/SW) State 521 09-01-25

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

1633A 1633A Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

1633A 1633A Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

1633A 1633A Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1633A 1633A Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1633A 1633A Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1633A 1633A Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

1633A 1633A Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

1633A 1633A Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1633A 1633A Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

1633A 1633A Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

1633A 1633A Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

1633A 1633A Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1633A 1633A Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

1633A 1633A Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1633A 1633A Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

1633A 1633A Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

1633A 1633A Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

1633A 1633A Water Perfluorobutanesulfonic acid (PFBS)

1633A 1633A Water Perfluorobutanoic acid (PFBA)

1633A 1633A Water Perfluorodecanesulfonic acid (PFDS)

1633A 1633A Water Perfluorodecanoic acid (PFDA)

1633A 1633A Water Perfluorododecanesulfonic acid (PFDoS)

1633A 1633A Water Perfluorododecanoic acid (PFDoA)

1633A 1633A Water Perfluoroheptanesulfonic acid (PFHpS)

1633A 1633A Water Perfluoroheptanoic acid (PFHpA)

1633A 1633A Water Perfluorohexanesulfonic acid (PFHxS)

1633A 1633A Water Perfluorohexanoic acid (PFHxA)
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Method Summary
Job ID: 410-230445-1Client: Hart & Hickman, PC

Project/Site: Reaves Spic & Span (DC920056)

Method Method Description LaboratoryProtocol

EPA1633A Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A ELLE

EPA1633A Solid-Phase Extraction (SPE) ELLE

Protocol References:

EPA = US Environmental Protection Agency

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-230445-1

Login Number: 230445

Question Answer Comment

Creator: Leakway, Christian

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.
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WASH ZONE 

DC600093 



ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203

Generated 7/15/2025 6:10:21 PM

JOB DESCRIPTION
NC DSCA PFAS Pilot Study

JOB NUMBER
410-230178-1

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
7/15/2025 6:10:21 PM

Authorized for release by
Kelly Gallagher, Project Manager
kelly.gallagher@et.eurofinsus.com
(717)205-7820
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Eurofins Lancaster Laboratories Environment Testing, LLC

Compliance Statement
Analytical test results meet all requirements of the associated regulatory program (e.g., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.  Data qualifiers are applied to note exceptions.  Noncompliant quality
control (QC) is further explained in narrative comments.  
·	QC results that exceed the upper limits and are associated with non-detect samples are qualified but further narration is not
required since the bias is high and does not change a non-detect result. Further narration is also not required with QC blank
detection when the associated sample concentration is non-detect or more than ten times the level in the blank.
·	Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD is performed, unless otherwise specified in the method.
·	Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.
Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Measurement uncertainty values, as applicable, are available upon request.

Test results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved,
the test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please
contact us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member
of our staff. Times are local to the area of activity. Parameters listed in the 40 CFR Part 136 Table II as "analyze
immediately" and tested in the laboratory are not performed within 15 minutes of collection.

This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the
sample as submitted. The foregoing express warranty is exclusive and is given in lieu of all other warranties, expressed or
implied, except as otherwise agreed. We disclaim any other warranties, expressed or implied, including a warranty of fitness
for particular purpose and warranty of merchantability. In no event shall Eurofins Lancaster Laboratories Environmental, LLC
be liable for indirect, special, consequential, or incidental damages including, but not limited to, damages for loss of profit or
goodwill regardless of (A) the negligence (either sole or concurrent) of Eurofins Lancaster Laboratories Environmental and
(B) whether Eurofins Lancaster Laboratories Environmental has been informed of the possibility of such damages. We
accept no legal responsibility for the purposes for which the client uses the test results. Except as otherwise agreed, no
purchase order or other order for work shall be accepted by Eurofins Lancaster Laboratories Environmental which includes
any conditions that vary from the Standard Terms and Conditions, and Eurofins Lancaster Laboratories Environmental
hereby objects to any conflicting terms contained in any acceptance or order submitted by client.
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Definitions/Glossary
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Qualifiers

LCMS
Qualifier Description

*1 LCS/LCSD RPD exceeds control limits.

Qualifier

cn Refer to Case Narrative for further detail

I Value is EMPC (estimated maximum possible concentration).

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Glossary
These commonly used abbreviations may or may not be present in this report.

☼ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Lancaster Laboratories Environment Testing, LLC
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Job Narrative
410-230178-1

Analytical test results meet all requirements of the associated regulatory program listed on the Accreditation/Certification Summary
Page unless otherwise noted under the individual analysis. Data qualifiers and/or narrative comments are included to explain any
exceptions, if applicable.

· Matrix QC may not be reported if insufficient sample is provided or site-specific QC samples were not submitted. In these
situations, to demonstrate precision and accuracy at a batch level, a LCS/LCSD may be performed, unless otherwise
specified in the method.

· Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.

Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Receipt
The samples were received on 7/1/2025 11:25 AM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperatures of the 2 coolers at receipt time were 2.8°C and 5.6°C.

Receipt Exceptions
All backup containers for water samples received for 1633 PFAS analysis were frozen after receipt.

DC600093-MW-1 (410-230178-1), DC600093-MW-4S (410-230178-2), DC600093-DUP-1 (410-230178-3), DC600093-EB-2
(410-230178-4), DC600093-FB (410-230178-5) and DC600093-EB-1 (410-230178-6)

PFAS
Method 1633A: Target analyte Perfluorododecanesulfonic acid (PFDoS) has a relative percentage deviation (%RPD) outside of the
QC acceptance limit in the Laboratory Control Spike Duplicate associated with samples DC600093-MW-1 (410-230178-1),
DC600093-MW-4S (410-230178-2), DC600093-DUP-1 (410-230178-3), DC600093-EB-2 (410-230178-4), DC600093-FB
(410-230178-5) and DC600093-EB-1 (410-230178-6) . Since the individual recoveries meet acceptance limits and the analyte is
not detected, the data is reported.

Method 1633A: The transition mass ratio for Perfluorooctanesulfonic acid (PFOS) in sample DC600093-MW-1 (410-230178-1) in
analytical batch 410-670538 was outside of the established ratio limits. However, analyst judgment was used to positively identify
the analyte. The analyte is flagged appropriately to identify this exceedance.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-230178-1
Project: NC DSCA PFAS Pilot Study

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-230178-1 Eurofins Lancaster Laboratories Environment
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Detection Summary
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Client Sample ID: DC600093-MW-1 Lab Sample ID: 410-230178-1

Perfluorobutanoic acid (PFBA)

RL

3.9 ng/L

MDL

1.1

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J3.4 1633A

Perfluoropentanoic acid (PFPeA) 2.0 ng/L0.59 Total/NA111 1633A

Perfluorohexanoic acid (PFHxA) 2.0 ng/L0.49 Total/NA19.6 1633A

Perfluoroheptanoic acid (PFHpA) 2.0 ng/L0.78 Total/NA12.5 1633A

Perfluorooctanoic acid (PFOA) 2.0 ng/L0.88 Total/NA17.3 1633A

Perfluorobutanesulfonic acid (PFBS) 2.0 ng/L0.49 Total/NA15.9 1633A

Perfluoropentanesulfonic acid 

(PFPeS)

2.0 ng/L0.49 Total/NA11.2 J 1633A

Perfluorohexanesulfonic acid (PFHxS) 2.0 ng/L0.78 Total/NA16.1 1633A

Perfluorooctanesulfonic acid (PFOS) 2.0 ng/L1.3 Total/NA13.0 I cn 1633A

Client Sample ID: DC600093-MW-4S Lab Sample ID: 410-230178-2

Perfluorobutanoic acid (PFBA)

RL

3.4 ng/L

MDL

0.93

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA17.4 1633A

Perfluoropentanoic acid (PFPeA) 1.7 ng/L0.51 Total/NA121 1633A

Perfluorohexanoic acid (PFHxA) 1.7 ng/L0.42 Total/NA118 1633A

Perfluoroheptanoic acid (PFHpA) 1.7 ng/L0.68 Total/NA19.6 1633A

Perfluorooctanoic acid (PFOA) 1.7 ng/L0.76 Total/NA131 1633A

Perfluorononanoic acid (PFNA) 1.7 ng/L0.42 Total/NA10.98 J 1633A

Perfluorobutanesulfonic acid (PFBS) 1.7 ng/L0.42 Total/NA19.5 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.7 ng/L0.68 Total/NA17.9 1633A

Perfluorooctanesulfonic acid (PFOS) 1.7 ng/L1.1 Total/NA116 1633A

Client Sample ID: DC600093-DUP-1 Lab Sample ID: 410-230178-3

Perfluorobutanoic acid (PFBA)

RL

3.1 ng/L

MDL

0.85

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA17.5 1633A

Perfluoropentanoic acid (PFPeA) 1.5 ng/L0.46 Total/NA122 1633A

Perfluorohexanoic acid (PFHxA) 1.5 ng/L0.39 Total/NA119 1633A

Perfluoroheptanoic acid (PFHpA) 1.5 ng/L0.62 Total/NA110 1633A

Perfluorooctanoic acid (PFOA) 1.5 ng/L0.69 Total/NA130 1633A

Perfluorononanoic acid (PFNA) 1.5 ng/L0.39 Total/NA10.94 J 1633A

Perfluorobutanesulfonic acid (PFBS) 1.5 ng/L0.39 Total/NA18.9 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.5 ng/L0.62 Total/NA117 1633A

Perfluoroheptanesulfonic acid 

(PFHpS)

1.5 ng/L0.39 Total/NA10.68 J 1633A

Perfluorooctanesulfonic acid (PFOS) 1.5 ng/L1.0 Total/NA115 1633A

Client Sample ID: DC600093-EB-2 Lab Sample ID: 410-230178-4

 No Detections.

Client Sample ID: DC600093-FB Lab Sample ID: 410-230178-5

 No Detections.

Client Sample ID: DC600093-EB-1 Lab Sample ID: 410-230178-6

 No Detections.

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-230178-1Client Sample ID: DC600093-MW-1
Matrix: WaterDate Collected: 06/30/25 09:45

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

3.4 J 3.9 1.1 ng/L 07/14/25 06:25 07/15/25 04:06 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

2.0 0.59 ng/L 07/14/25 06:25 07/15/25 04:06 111Perfluoropentanoic acid (PFPeA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 19.6Perfluorohexanoic acid (PFHxA)

2.0 0.78 ng/L 07/14/25 06:25 07/15/25 04:06 12.5Perfluoroheptanoic acid (PFHpA)

2.0 0.88 ng/L 07/14/25 06:25 07/15/25 04:06 17.3Perfluorooctanoic acid (PFOA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorononanoic acid (PFNA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorodecanoic acid (PFDA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluoroundecanoic acid (PFUnA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorododecanoic acid (PFDoA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorotridecanoic acid (PFTrDA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorotetradecanoic acid (PFTeDA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 15.9Perfluorobutanesulfonic acid 
(PFBS)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 11.2 JPerfluoropentanesulfonic acid 
(PFPeS)

2.0 0.78 ng/L 07/14/25 06:25 07/15/25 04:06 16.1Perfluorohexanesulfonic acid 
(PFHxS)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

2.0 1.3 ng/L 07/14/25 06:25 07/15/25 04:06 13.0 I cnPerfluorooctanesulfonic acid 
(PFOS)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorononanesulfonic acid (PFNS)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorodecanesulfonic acid (PFDS)

2.0 0.59 ng/L 07/14/25 06:25 07/15/25 04:06 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)

3.9 0.98 ng/L 07/14/25 06:25 07/15/25 04:06 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.9 0.98 ng/L 07/14/25 06:25 07/15/25 04:06 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.9 0.98 ng/L 07/14/25 06:25 07/15/25 04:06 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluorooctanesulfonamide (PFOSA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

9.8 2.4 ng/L 07/14/25 06:25 07/15/25 04:06 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

9.8 3.9 ng/L 07/14/25 06:25 07/15/25 04:06 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

2.0 1.4 ng/L 07/14/25 06:25 07/15/25 04:06 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

2.0 0.49 ng/L 07/14/25 06:25 07/15/25 04:06 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-230178-3Client Sample ID: DC600093-DUP-1
Matrix: WaterDate Collected: 06/30/25 00:00

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

17 1.5 0.62 ng/L 07/14/25 06:25 07/15/25 04:34 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorohexanesulfonic acid 
(PFHxS)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 10.68 JPerfluoroheptanesulfonic acid 
(PFHpS)

1.5 1.0 ng/L 07/14/25 06:25 07/15/25 04:34 115Perfluorooctanesulfonic acid 
(PFOS)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDPerfluorononanesulfonic acid (PFNS)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDPerfluorodecanesulfonic acid (PFDS)

1.5 0.46 ng/L 07/14/25 06:25 07/15/25 04:34 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)

3.1 0.77 ng/L 07/14/25 06:25 07/15/25 04:34 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.1 0.77 ng/L 07/14/25 06:25 07/15/25 04:34 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.1 0.77 ng/L 07/14/25 06:25 07/15/25 04:34 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDPerfluorooctanesulfonamide (PFOSA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

7.7 1.9 ng/L 07/14/25 06:25 07/15/25 04:34 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

7.7 3.1 ng/L 07/14/25 06:25 07/15/25 04:34 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.5 1.1 ng/L 07/14/25 06:25 07/15/25 04:34 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.5 0.39 ng/L 07/14/25 06:25 07/15/25 04:34 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.1 0.77 ng/L 07/14/25 06:25 07/15/25 04:34 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

7.7 2.2 ng/L 07/14/25 06:25 07/15/25 04:34 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

7.7 1.9 ng/L 07/14/25 06:25 07/15/25 04:34 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 90.2 5 - 130 07/14/25 06:25 07/15/25 04:34 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 89.7 07/14/25 06:25 07/15/25 04:34 140 - 130

13C5 PFHxA 85.7 07/14/25 06:25 07/15/25 04:34 140 - 130

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-230178-3Client Sample ID: DC600093-DUP-1
Matrix: WaterDate Collected: 06/30/25 00:00

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)

13C4 PFHpA 83.8 40 - 130 07/14/25 06:25 07/15/25 04:34 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8 PFOA 87.9 07/14/25 06:25 07/15/25 04:34 140 - 130

13C9 PFNA 90.9 07/14/25 06:25 07/15/25 04:34 140 - 130

13C6 PFDA 76.7 07/14/25 06:25 07/15/25 04:34 140 - 130

13C7 PFUnA 68.8 07/14/25 06:25 07/15/25 04:34 130 - 130

13C2 PFTeDA 56.5 07/14/25 06:25 07/15/25 04:34 110 - 130

13C3 PFBS 99.5 07/14/25 06:25 07/15/25 04:34 140 - 135

13C3 PFHxS 44.0 07/14/25 06:25 07/15/25 04:34 140 - 130

13C8 PFOS 87.7 07/14/25 06:25 07/15/25 04:34 140 - 130

13C8 FOSA 76.6 07/14/25 06:25 07/15/25 04:34 140 - 130

d3-NMeFOSAA 46.5 07/14/25 06:25 07/15/25 04:34 140 - 170

d5-NEtFOSAA 51.7 07/14/25 06:25 07/15/25 04:34 125 - 135

13C2 4:2 FTS 80.9 07/14/25 06:25 07/15/25 04:34 140 - 200

13C2 6:2 FTS 83.4 07/14/25 06:25 07/15/25 04:34 140 - 200

13C2 8:2 FTS 69.7 07/14/25 06:25 07/15/25 04:34 140 - 300

13C3 HFPO-DA 77.4 07/14/25 06:25 07/15/25 04:34 140 - 130

d7-N-MeFOSE-M 50.7 07/14/25 06:25 07/15/25 04:34 110 - 130

d9-N-EtFOSE-M 46.0 07/14/25 06:25 07/15/25 04:34 110 - 130

d5-NEtPFOSA 69.2 07/14/25 06:25 07/15/25 04:34 110 - 130

d3-NMePFOSA 59.0 07/14/25 06:25 07/15/25 04:34 110 - 130

13C2 PFDoA 56.9 07/14/25 06:25 07/15/25 04:34 110 - 130

Lab Sample ID: 410-230178-4Client Sample ID: DC600093-EB-2
Matrix: WaterDate Collected: 06/30/25 12:45

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

ND 2.9 0.79 ng/L 07/14/25 06:25 07/15/25 04:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.4 0.43 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoropentanoic acid (PFPeA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorohexanoic acid (PFHxA)

1.4 0.58 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoroheptanoic acid (PFHpA)

1.4 0.65 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorooctanoic acid (PFOA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorononanoic acid (PFNA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorodecanoic acid (PFDA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoroundecanoic acid (PFUnA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorododecanoic acid (PFDoA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorotridecanoic acid (PFTrDA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorotetradecanoic acid (PFTeDA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorobutanesulfonic acid (PFBS)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.4 0.58 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorohexanesulfonic acid (PFHxS)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.4 0.94 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorooctanesulfonic acid (PFOS)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorononanesulfonic acid (PFNS)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorodecanesulfonic acid (PFDS)

1.4 0.43 ng/L 07/14/25 06:25 07/15/25 04:47 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-230178-4Client Sample ID: DC600093-EB-2
Matrix: WaterDate Collected: 06/30/25 12:45

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 2.9 0.72 ng/L 07/14/25 06:25 07/15/25 04:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

2.9 0.72 ng/L 07/14/25 06:25 07/15/25 04:47 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

2.9 0.72 ng/L 07/14/25 06:25 07/15/25 04:47 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluorooctanesulfonamide (PFOSA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

7.2 1.8 ng/L 07/14/25 06:25 07/15/25 04:47 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

7.2 2.9 ng/L 07/14/25 06:25 07/15/25 04:47 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.4 1.0 ng/L 07/14/25 06:25 07/15/25 04:47 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.4 0.36 ng/L 07/14/25 06:25 07/15/25 04:47 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

2.9 0.72 ng/L 07/14/25 06:25 07/15/25 04:47 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

7.2 2.0 ng/L 07/14/25 06:25 07/15/25 04:47 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

7.2 1.8 ng/L 07/14/25 06:25 07/15/25 04:47 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 90.7 5 - 130 07/14/25 06:25 07/15/25 04:47 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 86.1 07/14/25 06:25 07/15/25 04:47 140 - 130

13C5 PFHxA 80.3 07/14/25 06:25 07/15/25 04:47 140 - 130

13C4 PFHpA 75.0 07/14/25 06:25 07/15/25 04:47 140 - 130

13C8 PFOA 79.4 07/14/25 06:25 07/15/25 04:47 140 - 130

13C9 PFNA 91.3 07/14/25 06:25 07/15/25 04:47 140 - 130

13C6 PFDA 80.2 07/14/25 06:25 07/15/25 04:47 140 - 130

13C7 PFUnA 82.5 07/14/25 06:25 07/15/25 04:47 130 - 130

13C2 PFTeDA 71.8 07/14/25 06:25 07/15/25 04:47 110 - 130

13C3 PFBS 95.1 07/14/25 06:25 07/15/25 04:47 140 - 135

13C3 PFHxS 88.2 07/14/25 06:25 07/15/25 04:47 140 - 130

13C8 PFOS 96.2 07/14/25 06:25 07/15/25 04:47 140 - 130
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Client Sample Results
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-230178-4Client Sample ID: DC600093-EB-2
Matrix: WaterDate Collected: 06/30/25 12:45

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)

13C8 FOSA 92.0 40 - 130 07/14/25 06:25 07/15/25 04:47 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

d3-NMeFOSAA 67.9 07/14/25 06:25 07/15/25 04:47 140 - 170

d5-NEtFOSAA 75.0 07/14/25 06:25 07/15/25 04:47 125 - 135

13C2 4:2 FTS 83.2 07/14/25 06:25 07/15/25 04:47 140 - 200

13C2 6:2 FTS 79.2 07/14/25 06:25 07/15/25 04:47 140 - 200

13C2 8:2 FTS 81.5 07/14/25 06:25 07/15/25 04:47 140 - 300

13C3 HFPO-DA 73.0 07/14/25 06:25 07/15/25 04:47 140 - 130

d7-N-MeFOSE-M 61.8 07/14/25 06:25 07/15/25 04:47 110 - 130

d9-N-EtFOSE-M 59.3 07/14/25 06:25 07/15/25 04:47 110 - 130

d5-NEtPFOSA 82.1 07/14/25 06:25 07/15/25 04:47 110 - 130

d3-NMePFOSA 74.2 07/14/25 06:25 07/15/25 04:47 110 - 130

13C2 PFDoA 71.7 07/14/25 06:25 07/15/25 04:47 110 - 130

Lab Sample ID: 410-230178-5Client Sample ID: DC600093-FB
Matrix: WaterDate Collected: 06/30/25 12:40

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

ND 3.2 0.88 ng/L 07/14/25 06:25 07/15/25 05:01 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.6 0.48 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoropentanoic acid (PFPeA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorohexanoic acid (PFHxA)

1.6 0.64 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoroheptanoic acid (PFHpA)

1.6 0.72 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorooctanoic acid (PFOA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorononanoic acid (PFNA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorodecanoic acid (PFDA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoroundecanoic acid (PFUnA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorododecanoic acid (PFDoA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorotridecanoic acid (PFTrDA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorotetradecanoic acid (PFTeDA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorobutanesulfonic acid (PFBS)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.6 0.64 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorohexanesulfonic acid (PFHxS)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.6 1.0 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorooctanesulfonic acid (PFOS)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorononanesulfonic acid (PFNS)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorodecanesulfonic acid (PFDS)

1.6 0.48 ng/L 07/14/25 06:25 07/15/25 05:01 1ND *1 cnPerfluorododecanesulfonic acid 

(PFDoS)

3.2 0.80 ng/L 07/14/25 06:25 07/15/25 05:01 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.2 0.80 ng/L 07/14/25 06:25 07/15/25 05:01 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.2 0.80 ng/L 07/14/25 06:25 07/15/25 05:01 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluorooctanesulfonamide (PFOSA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)
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Client Sample Results
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-230178-5Client Sample ID: DC600093-FB
Matrix: WaterDate Collected: 06/30/25 12:40

Date Received: 07/01/25 11:25

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.0 2.0 ng/L 07/14/25 06:25 07/15/25 05:01 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.0 3.2 ng/L 07/14/25 06:25 07/15/25 05:01 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.6 1.1 ng/L 07/14/25 06:25 07/15/25 05:01 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.6 0.40 ng/L 07/14/25 06:25 07/15/25 05:01 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.2 0.80 ng/L 07/14/25 06:25 07/15/25 05:01 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

8.0 2.2 ng/L 07/14/25 06:25 07/15/25 05:01 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.0 2.0 ng/L 07/14/25 06:25 07/15/25 05:01 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 94.0 5 - 130 07/14/25 06:25 07/15/25 05:01 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 93.8 07/14/25 06:25 07/15/25 05:01 140 - 130

13C5 PFHxA 87.8 07/14/25 06:25 07/15/25 05:01 140 - 130

13C4 PFHpA 84.3 07/14/25 06:25 07/15/25 05:01 140 - 130

13C8 PFOA 85.5 07/14/25 06:25 07/15/25 05:01 140 - 130

13C9 PFNA 91.1 07/14/25 06:25 07/15/25 05:01 140 - 130

13C6 PFDA 83.5 07/14/25 06:25 07/15/25 05:01 140 - 130

13C7 PFUnA 83.2 07/14/25 06:25 07/15/25 05:01 130 - 130

13C2 PFTeDA 82.5 07/14/25 06:25 07/15/25 05:01 110 - 130

13C3 PFBS 96.6 07/14/25 06:25 07/15/25 05:01 140 - 135

13C3 PFHxS 89.5 07/14/25 06:25 07/15/25 05:01 140 - 130

13C8 PFOS 102 07/14/25 06:25 07/15/25 05:01 140 - 130

13C8 FOSA 101 07/14/25 06:25 07/15/25 05:01 140 - 130

d3-NMeFOSAA 82.2 07/14/25 06:25 07/15/25 05:01 140 - 170

d5-NEtFOSAA 87.2 07/14/25 06:25 07/15/25 05:01 125 - 135

13C2 4:2 FTS 87.0 07/14/25 06:25 07/15/25 05:01 140 - 200

13C2 6:2 FTS 81.1 07/14/25 06:25 07/15/25 05:01 140 - 200

13C2 8:2 FTS 87.2 07/14/25 06:25 07/15/25 05:01 140 - 300

13C3 HFPO-DA 81.4 07/14/25 06:25 07/15/25 05:01 140 - 130

d7-N-MeFOSE-M 77.3 07/14/25 06:25 07/15/25 05:01 110 - 130

d9-N-EtFOSE-M 75.6 07/14/25 06:25 07/15/25 05:01 110 - 130

d5-NEtPFOSA 94.2 07/14/25 06:25 07/15/25 05:01 110 - 130
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Isotope Dilution Summary
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (5-130) (40-130) (40-130) (40-130) (40-130) (40-130) (40-130) (30-130)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

78.2 78.1 72.6 71.4 74.2 78.0 75.8 73.6410-230178-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC600093-MW-1

90.9 88.8 88.1 92.281.3 91.2 83.7 87.3410-230178-2 DC600093-MW-4S

90.2 89.7 85.7 87.983.8 90.9 76.7 68.8410-230178-3 DC600093-DUP-1

90.7 86.1 80.3 79.475.0 91.3 80.2 82.5410-230178-4 DC600093-EB-2

94.0 93.8 87.8 85.584.3 91.1 83.5 83.2410-230178-5 DC600093-FB

88.3 83.9 76.3 79.174.3 83.2 77.5 69.9410-230178-6 DC600093-EB-1

97.1 96.0 92.1 94.488.1 100 89.2 86.7LCS 410-670654/3-A Lab Control Sample

95.2 92.5 81.6 81.380.2 87.0 72.9 73.2LCSD 410-670654/5-A Lab Control Sample Dup

94.9 98.7 94.3 84.087.1 92.6 80.0 82.6LLCS 410-670654/4-A Lab Control Sample

100 98.1 90.7 91.388.8 95.4 92.0 89.5MB 410-670654/2-A Method Blank

Lab Sample ID Client Sample ID (10-130) (40-135) (40-130) (40-130) (40-130) (40-170) (25-135) (40-200)

PFTDA C3PFBS C3PFHS C8PFOS PFOSA d3NMFOS d5NEFOS M242FTS

74.4 92.6 85.9 88.9 81.2 63.6 64.1 83.0410-230178-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC600093-MW-1

71.5 102 97.0 85.294.7 46.4 56.4 91.0410-230178-2 DC600093-MW-4S

56.5 99.5 44.0 76.687.7 46.5 51.7 80.9410-230178-3 DC600093-DUP-1

71.8 95.1 88.2 92.096.2 67.9 75.0 83.2410-230178-4 DC600093-EB-2

82.5 96.6 89.5 101102 82.2 87.2 87.0410-230178-5 DC600093-FB

64.3 95.3 86.4 79.988.6 64.6 65.8 83.4410-230178-6 DC600093-EB-1

66.6 101 97.9 98.2104 87.2 96.7 97.3LCS 410-670654/3-A Lab Control Sample

71.1 88.0 82.1 96.385.8 79.6 77.4 92.1LCSD 410-670654/5-A Lab Control Sample Dup

81.0 95.0 91.6 93.7101 84.4 88.7 95.7LLCS 410-670654/4-A Lab Control Sample

75.2 101 97.0 94.6105 87.3 97.1 91.6MB 410-670654/2-A Method Blank

Lab Sample ID Client Sample ID (40-200) (40-300) (40-130) (10-130) (10-130) (10-130) (10-130) (10-130)

M262FTS M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA PFDoA

77.3 77.0 71.9 64.8 61.6 70.7 63.7 65.3410-230178-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC600093-MW-1

84.6 77.6 78.6 64.868.0 72.8 66.8 70.5410-230178-2 DC600093-MW-4S

83.4 69.7 77.4 46.050.7 69.2 59.0 56.9410-230178-3 DC600093-DUP-1

79.2 81.5 73.0 59.361.8 82.1 74.2 71.7410-230178-4 DC600093-EB-2

81.1 87.2 81.4 75.677.3 94.2 80.6 75.3410-230178-5 DC600093-FB

84.8 79.1 72.6 56.858.1 70.0 62.2 57.0410-230178-6 DC600093-EB-1

97.7 98.0 84.5 77.679.1 91.9 76.5 73.7LCS 410-670654/3-A Lab Control Sample

83.5 79.1 81.2 72.977.5 83.1 71.9 66.3LCSD 410-670654/5-A Lab Control Sample Dup

87.9 93.9 86.9 62.166.6 87.8 72.9 75.3LLCS 410-670654/4-A Lab Control Sample

90.1 91.6 87.4 61.165.3 91.3 77.4 79.3MB 410-670654/2-A Method Blank

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C8PFOA = 13C8 PFOA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS
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QC Sample Results
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A

Client Sample ID: Method BlankLab Sample ID: MB 410-670654/2-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 670538 Prep Batch: 670654

RL MDL

Perfluorobutanoic acid (PFBA) ND 4.0 1.1 ng/L 07/14/25 06:25 07/15/25 03:12 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.602.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoropentanoic acid (PFPeA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorohexanoic acid (PFHxA)

ND 0.802.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoroheptanoic acid (PFHpA)

ND 0.902.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorooctanoic acid (PFOA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorononanoic acid (PFNA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorodecanoic acid (PFDA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoroundecanoic acid (PFUnA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorododecanoic acid (PFDoA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorotridecanoic acid (PFTrDA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorotetradecanoic acid (PFTeDA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorobutanesulfonic acid (PFBS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 0.802.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorohexanesulfonic acid (PFHxS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 1.32.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorooctanesulfonic acid (PFOS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorononanesulfonic acid (PFNS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorodecanesulfonic acid (PFDS)

ND 0.602.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 1.04.0 ng/L 07/14/25 06:25 07/15/25 03:12 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 1.04.0 ng/L 07/14/25 06:25 07/15/25 03:12 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 1.04.0 ng/L 07/14/25 06:25 07/15/25 03:12 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluorooctanesulfonamide (PFOSA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 2.510 ng/L 07/14/25 06:25 07/15/25 03:12 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 4.010 ng/L 07/14/25 06:25 07/15/25 03:12 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 1.42.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 14,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 0.502.0 ng/L 07/14/25 06:25 07/15/25 03:12 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)
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QC Association Summary
Job ID: 410-230178-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

LCMS

Analysis Batch: 670538

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 670654410-230178-1 DC600093-MW-1 Total/NA

Water 1633A 670654410-230178-2 DC600093-MW-4S Total/NA

Water 1633A 670654410-230178-3 DC600093-DUP-1 Total/NA

Water 1633A 670654410-230178-4 DC600093-EB-2 Total/NA

Water 1633A 670654410-230178-5 DC600093-FB Total/NA

Water 1633A 670654410-230178-6 DC600093-EB-1 Total/NA

Water 1633A 670654MB 410-670654/2-A Method Blank Total/NA

Water 1633A 670654LCS 410-670654/3-A Lab Control Sample Total/NA

Water 1633A 670654LCSD 410-670654/5-A Lab Control Sample Dup Total/NA

Water 1633A 670654LLCS 410-670654/4-A Lab Control Sample Total/NA

Prep Batch: 670654

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-230178-1 DC600093-MW-1 Total/NA

Water 1633A410-230178-2 DC600093-MW-4S Total/NA

Water 1633A410-230178-3 DC600093-DUP-1 Total/NA

Water 1633A410-230178-4 DC600093-EB-2 Total/NA

Water 1633A410-230178-5 DC600093-FB Total/NA

Water 1633A410-230178-6 DC600093-EB-1 Total/NA

Water 1633AMB 410-670654/2-A Method Blank Total/NA

Water 1633ALCS 410-670654/3-A Lab Control Sample Total/NA

Water 1633ALCSD 410-670654/5-A Lab Control Sample Dup Total/NA

Water 1633ALLCS 410-670654/4-A Lab Control Sample Total/NA
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Lab Chronicle
Client: Hart & Hickman, PC Job ID: 410-230178-1
Project/Site: NC DSCA PFAS Pilot Study

Client Sample ID: DC600093-MW-1 Lab Sample ID: 410-230178-1
Matrix: WaterDate Collected: 06/30/25 09:45

Date Received: 07/01/25 11:25

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 04:06

Client Sample ID: DC600093-MW-4S Lab Sample ID: 410-230178-2
Matrix: WaterDate Collected: 06/30/25 12:40

Date Received: 07/01/25 11:25

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 04:20

Client Sample ID: DC600093-DUP-1 Lab Sample ID: 410-230178-3
Matrix: WaterDate Collected: 06/30/25 00:00

Date Received: 07/01/25 11:25

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 04:34

Client Sample ID: DC600093-EB-2 Lab Sample ID: 410-230178-4
Matrix: WaterDate Collected: 06/30/25 12:45

Date Received: 07/01/25 11:25

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 04:47

Client Sample ID: DC600093-FB Lab Sample ID: 410-230178-5
Matrix: WaterDate Collected: 06/30/25 12:40

Date Received: 07/01/25 11:25

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 05:01

Client Sample ID: DC600093-EB-1 Lab Sample ID: 410-230178-6
Matrix: WaterDate Collected: 06/30/25 12:50

Date Received: 07/01/25 11:25

Prep 1633A M4QQ670654 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 07/14/25 06:25

Analysis 1633A 1 670538 P7EB ELLETotal/NA 07/15/25 05:14

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300

Eurofins Lancaster Laboratories Environment Testing, LLC
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-230178-1
Project/Site: NC DSCA PFAS Pilot Study

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

North Carolina (WW/SW) State 521 12-31-25

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

1633A 1633A Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

1633A 1633A Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

1633A 1633A Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

1633A 1633A Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1633A 1633A Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1633A 1633A Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1633A 1633A Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

1633A 1633A Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

1633A 1633A Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1633A 1633A Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

1633A 1633A Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

1633A 1633A Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

1633A 1633A Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1633A 1633A Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

1633A 1633A Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1633A 1633A Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

1633A 1633A Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

1633A 1633A Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

1633A 1633A Water Perfluorobutanesulfonic acid (PFBS)

1633A 1633A Water Perfluorobutanoic acid (PFBA)

1633A 1633A Water Perfluorodecanesulfonic acid (PFDS)

1633A 1633A Water Perfluorodecanoic acid (PFDA)

1633A 1633A Water Perfluorododecanesulfonic acid (PFDoS)

1633A 1633A Water Perfluorododecanoic acid (PFDoA)

1633A 1633A Water Perfluoroheptanesulfonic acid (PFHpS)

1633A 1633A Water Perfluoroheptanoic acid (PFHpA)

1633A 1633A Water Perfluorohexanesulfonic acid (PFHxS)

1633A 1633A Water Perfluorohexanoic acid (PFHxA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-230178-1

Login Number: 230178

Question Answer Comment

Creator: Fuehrer, Stephanie

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.
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Client Sample Results
Job ID: 410-228567-1Client: Hart & Hickman, PC

Project/Site: White Star Laundry (DC320038)

Lab Sample ID: 410-228567-1Client Sample ID: DC320038-MW-8
Matrix: WaterDate Collected: 06/19/25 09:10

Date Received: 06/20/25 09:40

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

17 3.4 0.95 ng/L 06/27/25 07:52 06/30/25 23:27 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.7 0.52 ng/L 06/27/25 07:52 06/30/25 23:27 126Perfluoropentanoic acid (PFPeA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 129Perfluorohexanoic acid (PFHxA)

1.7 0.69 ng/L 06/27/25 07:52 06/30/25 23:27 14.3Perfluoroheptanoic acid (PFHpA)

1.7 0.77 ng/L 06/27/25 07:52 06/30/25 23:27 17.8Perfluorooctanoic acid (PFOA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 11.1 JPerfluorononanoic acid (PFNA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorodecanoic acid (PFDA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluoroundecanoic acid (PFUnA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorododecanoic acid (PFDoA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorotridecanoic acid (PFTrDA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorotetradecanoic acid (PFTeDA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 16.5Perfluorobutanesulfonic acid 

(PFBS)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1.7 0.69 ng/L 06/27/25 07:52 06/30/25 23:27 11.5 JPerfluorohexanesulfonic acid 

(PFHxS)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1.7 1.1 ng/L 06/27/25 07:52 06/30/25 23:27 112Perfluorooctanesulfonic acid 

(PFOS)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorononanesulfonic acid (PFNS)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorodecanesulfonic acid (PFDS)

1.7 0.52 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorododecanesulfonic acid 

(PFDoS)

3.4 0.86 ng/L 06/27/25 07:52 06/30/25 23:27 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

3.4 0.86 ng/L 06/27/25 07:52 06/30/25 23:27 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

3.4 0.86 ng/L 06/27/25 07:52 06/30/25 23:27 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluorooctanesulfonamide (PFOSA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

8.6 2.2 ng/L 06/27/25 07:52 06/30/25 23:27 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

8.6 3.4 ng/L 06/27/25 07:52 06/30/25 23:27 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1.7 1.2 ng/L 06/27/25 07:52 06/30/25 23:27 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-228567-1Client: Hart & Hickman, PC

Project/Site: White Star Laundry (DC320038)

Lab Sample ID: 410-228567-1Client Sample ID: DC320038-MW-8
Matrix: WaterDate Collected: 06/19/25 09:10

Date Received: 06/20/25 09:40

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A   (Continued)
RL MDL

ND 1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1.7 0.43 ng/L 06/27/25 07:52 06/30/25 23:27 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

3.4 0.86 ng/L 06/27/25 07:52 06/30/25 23:27 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

8.6 2.4 ng/L 06/27/25 07:52 06/30/25 23:27 1ND *- cn3-Perfluoropentylpropanoic acid (5:3 

FTCA)

8.6 2.2 ng/L 06/27/25 07:52 06/30/25 23:27 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 99.7 5 - 130 06/27/25 07:52 06/30/25 23:27 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 100 06/27/25 07:52 06/30/25 23:27 140 - 130

13C5 PFHxA 97.0 06/27/25 07:52 06/30/25 23:27 140 - 130

13C4 PFHpA 90.6 06/27/25 07:52 06/30/25 23:27 140 - 130

13C8 PFOA 102 06/27/25 07:52 06/30/25 23:27 140 - 130

13C9 PFNA 97.3 06/27/25 07:52 06/30/25 23:27 140 - 130

13C6 PFDA 81.4 06/27/25 07:52 06/30/25 23:27 140 - 130

13C7 PFUnA 71.7 06/27/25 07:52 06/30/25 23:27 130 - 130

13C2 PFTeDA 54.8 06/27/25 07:52 06/30/25 23:27 110 - 130

13C3 PFBS 96.0 06/27/25 07:52 06/30/25 23:27 140 - 135

13C3 PFHxS 97.9 06/27/25 07:52 06/30/25 23:27 140 - 130

13C8 PFOS 88.0 06/27/25 07:52 06/30/25 23:27 140 - 130

13C8 FOSA 73.9 06/27/25 07:52 06/30/25 23:27 140 - 130

d3-NMeFOSAA 85.1 06/27/25 07:52 06/30/25 23:27 140 - 170

d5-NEtFOSAA 82.0 06/27/25 07:52 06/30/25 23:27 125 - 135

13C2 4:2 FTS 94.9 06/27/25 07:52 06/30/25 23:27 140 - 200

13C2 6:2 FTS 96.3 06/27/25 07:52 06/30/25 23:27 140 - 200

13C2 8:2 FTS 78.7 06/27/25 07:52 06/30/25 23:27 140 - 300

13C3 HFPO-DA 87.5 06/27/25 07:52 06/30/25 23:27 140 - 130

d7-N-MeFOSE-M 54.3 06/27/25 07:52 06/30/25 23:27 110 - 130

d9-N-EtFOSE-M 48.2 06/27/25 07:52 06/30/25 23:27 110 - 130

d5-NEtPFOSA 65.4 06/27/25 07:52 06/30/25 23:27 110 - 130

d3-NMePFOSA 63.8 06/27/25 07:52 06/30/25 23:27 110 - 130

13C2 PFDoA 60.8 06/27/25 07:52 06/30/25 23:27 110 - 130

Lab Sample ID: 410-228567-2Client Sample ID: DC320038-MW-4
Matrix: WaterDate Collected: 06/19/25 09:57

Date Received: 06/20/25 09:40

Method: EPA 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A  
RL MDL

140 3.3 0.92 ng/L 06/27/25 07:52 06/30/25 23:40 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1.7 0.50 ng/L 06/27/25 07:52 06/30/25 23:40 1100Perfluoropentanoic acid (PFPeA)

1.7 0.42 ng/L 06/27/25 07:52 06/30/25 23:40 193Perfluorohexanoic acid (PFHxA)

1.7 0.67 ng/L 06/27/25 07:52 06/30/25 23:40 161Perfluoroheptanoic acid (PFHpA)

1.7 0.75 ng/L 06/27/25 07:52 06/30/25 23:40 1150Perfluorooctanoic acid (PFOA)

1.7 0.42 ng/L 06/27/25 07:52 06/30/25 23:40 121Perfluorononanoic acid (PFNA)

1.7 0.42 ng/L 06/27/25 07:52 06/30/25 23:40 12.9Perfluorodecanoic acid (PFDA)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Isotope Dilution Summary
Job ID: 410-228567-1Client: Hart & Hickman, PC

Project/Site: White Star Laundry (DC320038)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (5-130) (40-130) (40-130) (40-130) (40-130) (40-130) (40-130) (30-130)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

99.7 100 97.0 90.6 102 97.3 81.4 71.7410-228567-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC320038-MW-8

104 98.2 105 99.2104 99.6 88.3 70.9410-228567-2 DC320038-MW-4

101 99.3 102 97.1102 99.0 96.6 86.5410-228567-3 DC320038-DUP

96.6 92.8 103 95.698.2 101 100 90.1410-228567-4 DC320038-FB

103 103 111 95.6103 101 107 106410-228567-5 DC320038-EB

93.5 104 95.0 91.493.9 94.4 87.3 85.9LCS 410-663812/10-A Lab Control Sample

94.6 96.9 98.4 92.093.4 88.6 90.9 92.2LCSD 410-663812/11-A Lab Control Sample Dup

111 116 112 98.3108 103 96.7 88.5LLCS 410-663812/12-A Lab Control Sample

91.2 93.4 98.3 10299.6 98.8 101 110MB 410-663812/9-A Method Blank

Lab Sample ID Client Sample ID (10-130) (40-135) (40-130) (40-130) (40-130) (40-170) (25-135) (40-200)

PFTDA C3PFBS C3PFHS C8PFOS PFOSA d3NMFOS d5NEFOS M242FTS

54.8 96.0 97.9 88.0 73.9 85.1 82.0 94.9410-228567-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC320038-MW-8

53.7 104 111 64.585.4 71.8 62.8 88.1410-228567-2 DC320038-MW-4

54.7 91.6 93.1 80.192.2 93.8 88.9 88.5410-228567-3 DC320038-DUP

82.7 93.2 99.6 85.5100 119 101 97.4410-228567-4 DC320038-FB

86.3 95.7 106 95.1109 120 106 102410-228567-5 DC320038-EB

77.5 96.7 95.5 82.189.7 102 86.1 99.5LCS 410-663812/10-A Lab Control Sample

75.3 81.4 91.7 84.692.5 111 93.6 93.6LCSD 410-663812/11-A Lab Control Sample Dup

75.9 102 104 95.1101 115 105 114LLCS 410-663812/12-A Lab Control Sample

97.7 86.0 97.6 95.2105 119 132 89.1MB 410-663812/9-A Method Blank

Lab Sample ID Client Sample ID (40-200) (40-300) (40-130) (10-130) (10-130) (10-130) (10-130) (10-130)

M262FTS M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA PFDoA

96.3 78.7 87.5 54.3 48.2 65.4 63.8 60.8410-228567-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC320038-MW-8

105 78.2 104 55.758.8 57.9 57.3 59.4410-228567-2 DC320038-MW-4

94.1 88.1 91.5 44.556.0 69.5 72.7 76.5410-228567-3 DC320038-DUP

103 92.9 90.4 72.181.1 76.8 77.6 90.1410-228567-4 DC320038-FB

107 99.3 97.9 74.286.6 86.1 84.9 100410-228567-5 DC320038-EB

101 91.9 97.0 81.392.9 72.2 75.9 86.9LCS 410-663812/10-A Lab Control Sample

92.2 85.7 96.3 73.981.2 77.7 75.9 92.0LCSD 410-663812/11-A Lab Control Sample Dup

123 105 107 75.680.9 81.8 84.7 91.0LLCS 410-663812/12-A Lab Control Sample

95.7 99.8 96.7 95.1118 96.8 91.6 115MB 410-663812/9-A Method Blank

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C8PFOA = 13C8 PFOA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

PFOSA = 13C8 FOSA

d3NMFOS = d3-NMeFOSAA

Eurofins Lancaster Laboratories Environment Testing, LLC

Page 18 of 35 7/15/2025

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15



Isotope Dilution Summary
Job ID: 410-228567-1Client: Hart & Hickman, PC

Project/Site: White Star Laundry (DC320038)
d5NEFOS = d5-NEtFOSAA

M242FTS = 13C2 4:2 FTS

M262FTS = 13C2 6:2 FTS

M282FTS = 13C2 8:2 FTS

HFPODA = 13C3 HFPO-DA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

PFDoA = 13C2 PFDoA

Eurofins Lancaster Laboratories Environment Testing, LLC
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QC Sample Results
Job ID: 410-228567-1Client: Hart & Hickman, PC

Project/Site: White Star Laundry (DC320038)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A

Client Sample ID: Method BlankLab Sample ID: MB 410-663812/9-A

Matrix: Water Prep Type: Total/NA

Analysis Batch: 664775 Prep Batch: 663812

RL MDL

Perfluorobutanoic acid (PFBA) ND 4.0 1.1 ng/L 06/27/25 07:52 06/30/25 20:57 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.602.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluoropentanoic acid (PFPeA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorohexanoic acid (PFHxA)

ND 0.802.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluoroheptanoic acid (PFHpA)

ND 0.902.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorooctanoic acid (PFOA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorononanoic acid (PFNA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorodecanoic acid (PFDA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluoroundecanoic acid (PFUnA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorododecanoic acid (PFDoA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorotridecanoic acid (PFTrDA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorotetradecanoic acid (PFTeDA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorobutanesulfonic acid (PFBS)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 0.802.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorohexanesulfonic acid (PFHxS)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 1.32.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorooctanesulfonic acid (PFOS)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorononanesulfonic acid (PFNS)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorodecanesulfonic acid (PFDS)

ND 0.602.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 1.04.0 ng/L 06/27/25 07:52 06/30/25 20:57 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 1.04.0 ng/L 06/27/25 07:52 06/30/25 20:57 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 1.04.0 ng/L 06/27/25 07:52 06/30/25 20:57 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluorooctanesulfonamide (PFOSA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 2.510 ng/L 06/27/25 07:52 06/30/25 20:57 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 4.010 ng/L 06/27/25 07:52 06/30/25 20:57 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 1.42.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 14,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 0.502.0 ng/L 06/27/25 07:52 06/30/25 20:57 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

Eurofins Lancaster Laboratories Environment Testing, LLC

Page 20 of 35 7/15/2025

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15









QC Sample Results
Job ID: 410-228567-1Client: Hart & Hickman, PC

Project/Site: White Star Laundry (DC320038)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-663812/11-A

Matrix: Water Prep Type: Total/NA

Analysis Batch: 664775 Prep Batch: 663812

Perfluorononanoic acid (PFNA) 40.0 33.0 ng/L 82 70 - 150 2 30

Analyte

LCSD LCSD

DUnitResult Qualifier %Rec

Spike

Added

%Rec

Limits LimitRPD

RPD

Perfluorodecanoic acid (PFDA) 40.0 33.4 ng/L 83 70 - 140 1 30

Perfluoroundecanoic acid 

(PFUnA)

40.0 32.4 ng/L 81 70 - 145 17 30

Perfluorododecanoic acid 

(PFDoA)

40.0 36.5 ng/L 91 70 - 140 2 30

Perfluorotridecanoic acid 

(PFTrDA)

40.0 35.0 ng/L 87 65 - 140 4 30

Perfluorotetradecanoic acid 

(PFTeDA)

40.0 31.8 ng/L 79 60 - 140 3 30

Perfluorobutanesulfonic acid 

(PFBS)

35.5 29.3 ng/L 82 60 - 145 4 30

Perfluoropentanesulfonic acid 

(PFPeS)

37.6 30.5 ng/L 81 65 - 140 7 30

Perfluorohexanesulfonic acid 

(PFHxS)

36.5 25.3 ng/L 69 65 - 145 10 30

Perfluoroheptanesulfonic acid 

(PFHpS)

38.2 35.0 ng/L 92 70 - 150 6 30

Perfluorooctanesulfonic acid 

(PFOS)

37.2 32.0 ng/L 86 55 - 150 3 30

Perfluorononanesulfonic acid 

(PFNS)

38.5 31.5 ng/L 82 65 - 145 0 30

Perfluorodecanesulfonic acid 

(PFDS)

38.6 31.1 ng/L 81 60 - 145 4 30

Perfluorododecanesulfonic acid 

(PFDoS)

38.8 26.0 ng/L 67 50 - 145 2 30

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

75.0 65.2 ng/L 87 70 - 145 8 30

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

76.2 65.5 ng/L 86 65 - 155 6 30

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

76.8 68.4 ng/L 89 60 - 150 0 30

Perfluorooctanesulfonamide 

(PFOSA)

40.0 37.3 ng/L 93 70 - 145 2 30

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

40.0 35.0 ng/L 87 60 - 150 3 30

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

40.0 35.6 ng/L 89 65 - 145 0 30

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

40.0 31.7 ng/L 79 50 - 140 3 30

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

40.0 35.5 ng/L 89 70 - 145 5 30

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

200 168 ng/L 84 70 - 145 12 30

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

200 180 ng/L 90 70 - 135 13 30

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

30.0 25.2 ng/L 84 70 - 140 9 30

4,8-Dioxa-3H-perfluorononanoic 

acid (ADONA)

37.8 33.0 ng/L 87 65 - 145 5 30

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

40.0 37.2 ng/L 93 55 - 140 8 30

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

40.0 35.1 ng/L 88 60 - 150 9 30

Eurofins Lancaster Laboratories Environment Testing, LLC
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QC Association Summary
Job ID: 410-228567-1Client: Hart & Hickman, PC

Project/Site: White Star Laundry (DC320038)

LCMS

Prep Batch: 663812

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-228567-1 DC320038-MW-8 Total/NA

Water 1633A410-228567-2 DC320038-MW-4 Total/NA

Water 1633A410-228567-3 DC320038-DUP Total/NA

Water 1633A410-228567-4 DC320038-FB Total/NA

Water 1633A410-228567-5 DC320038-EB Total/NA

Water 1633AMB 410-663812/9-A Method Blank Total/NA

Water 1633ALCS 410-663812/10-A Lab Control Sample Total/NA

Water 1633ALCSD 410-663812/11-A Lab Control Sample Dup Total/NA

Water 1633ALLCS 410-663812/12-A Lab Control Sample Total/NA

Analysis Batch: 664775

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 663812410-228567-1 DC320038-MW-8 Total/NA

Water 1633A 663812410-228567-2 DC320038-MW-4 Total/NA

Water 1633A 663812410-228567-3 DC320038-DUP Total/NA

Water 1633A 663812410-228567-4 DC320038-FB Total/NA

Water 1633A 663812410-228567-5 DC320038-EB Total/NA

Water 1633A 663812MB 410-663812/9-A Method Blank Total/NA

Water 1633A 663812LCSD 410-663812/11-A Lab Control Sample Dup Total/NA

Analysis Batch: 667308

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 663812LCS 410-663812/10-A Lab Control Sample Total/NA

Water 1633A 663812LLCS 410-663812/12-A Lab Control Sample Total/NA

Eurofins Lancaster Laboratories Environment Testing, LLC
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Lab Chronicle
Client: Hart & Hickman, PC Job ID: 410-228567-1

Project/Site: White Star Laundry (DC320038)

Client Sample ID: DC320038-MW-8 Lab Sample ID: 410-228567-1
Matrix: WaterDate Collected: 06/19/25 09:10

Date Received: 06/20/25 09:40

Prep 1633A H3KQ663812 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 06/27/25 07:52

Analysis 1633A 1 664775 XBL5 ELLETotal/NA 06/30/25 23:27

Client Sample ID: DC320038-MW-4 Lab Sample ID: 410-228567-2
Matrix: WaterDate Collected: 06/19/25 09:57

Date Received: 06/20/25 09:40

Prep 1633A H3KQ663812 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 06/27/25 07:52

Analysis 1633A 1 664775 XBL5 ELLETotal/NA 06/30/25 23:40

Client Sample ID: DC320038-DUP Lab Sample ID: 410-228567-3
Matrix: WaterDate Collected: 06/19/25 00:00

Date Received: 06/20/25 09:40

Prep 1633A H3KQ663812 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 06/27/25 07:52

Analysis 1633A 1 664775 XBL5 ELLETotal/NA 06/30/25 23:54

Client Sample ID: DC320038-FB Lab Sample ID: 410-228567-4
Matrix: WaterDate Collected: 06/19/25 10:25

Date Received: 06/20/25 09:40

Prep 1633A H3KQ663812 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 06/27/25 07:52

Analysis 1633A 1 664775 XBL5 ELLETotal/NA 07/01/25 00:08

Client Sample ID: DC320038-EB Lab Sample ID: 410-228567-5
Matrix: WaterDate Collected: 06/19/25 10:20

Date Received: 06/20/25 09:40

Prep 1633A H3KQ663812 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 06/27/25 07:52

Analysis 1633A 1 664775 XBL5 ELLETotal/NA 07/01/25 00:21

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300

Eurofins Lancaster Laboratories Environment Testing, LLC
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Sample Summary
Client: Hart & Hickman, PC Job ID: 410-228567-1

Project/Site: White Star Laundry (DC320038)

Lab Sample ID Client Sample ID Matrix Collected Received

410-228567-1 DC320038-MW-8 Water 06/19/25 09:10 06/20/25 09:40

410-228567-2 DC320038-MW-4 Water 06/19/25 09:57 06/20/25 09:40

410-228567-3 DC320038-DUP Water 06/19/25 00:00 06/20/25 09:40

410-228567-4 DC320038-FB Water 06/19/25 10:25 06/20/25 09:40

410-228567-5 DC320038-EB Water 06/19/25 10:20 06/20/25 09:40

Eurofins Lancaster Laboratories Environment Testing, LLC
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-228567-1

Login Number: 228567

Question Answer Comment

Creator: Burkholder, Conrad

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 

tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 

frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 

frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 

WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.
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YOUNGS CLEANERS 

DC290002 



ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203

Generated 12/16/2025 3:38:30 PM  Revision 2

JOB DESCRIPTION
Youngs Cleaners (DC290002)

JOB NUMBER
410-227901-2

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
12/16/2025 3:38:30 PM
Revision 2

Authorized for release by
Emily Siddall, Principal Project Manager
Emily.Siddall@et.eurofinsus.com
Designee for
David Barnhart, Senior Project Manager
David.Barnhart@et.eurofinsus.comDavid.Barnhart@et.eurofinsus.com
(717)656-2300
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Eurofins Lancaster Laboratories Environment Testing, LLC

Compliance Statement
Analytical test results meet all requirements of the associated regulatory program (e.g., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.  Data qualifiers are applied to note exceptions.  Noncompliant quality
control (QC) is further explained in narrative comments.  
·	QC results that exceed the upper limits and are associated with non-detect samples are qualified but further narration is not
required since the bias is high and does not change a non-detect result. Further narration is also not required with QC blank
detection when the associated sample concentration is non-detect or more than ten times the level in the blank.
·	Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD is performed, unless otherwise specified in the method.
·	Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.
Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Measurement uncertainty values, as applicable, are available upon request.

Test results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved,
the test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please
contact us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member
of our staff. Times are local to the area of activity. Parameters listed in the 40 CFR Part 136 Table II as "analyze
immediately" and tested in the laboratory are not performed within 15 minutes of collection.

This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the
sample as submitted. The foregoing express warranty is exclusive and is given in lieu of all other warranties, expressed or
implied, except as otherwise agreed. We disclaim any other warranties, expressed or implied, including a warranty of fitness
for particular purpose and warranty of merchantability. In no event shall Eurofins Lancaster Laboratories Environmental, LLC
be liable for indirect, special, consequential, or incidental damages including, but not limited to, damages for loss of profit or
goodwill regardless of (A) the negligence (either sole or concurrent) of Eurofins Lancaster Laboratories Environmental and
(B) whether Eurofins Lancaster Laboratories Environmental has been informed of the possibility of such damages. We
accept no legal responsibility for the purposes for which the client uses the test results. Except as otherwise agreed, no
purchase order or other order for work shall be accepted by Eurofins Lancaster Laboratories Environmental which includes
any conditions that vary from the Standard Terms and Conditions, and Eurofins Lancaster Laboratories Environmental
hereby objects to any conflicting terms contained in any acceptance or order submitted by client.
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Detection Summary
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Client Sample ID: DC290002-MW-9 Lab Sample ID: 410-227901-4

Perfluorobutanoic acid (PFBA)

RL

20 ng/L

MDL

5.5

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

1J19 1633 TOPS

Perfluoropentanoic acid (PFPeA) 10 ng/L3.0 Post-Treatme

nt

130 1633 TOPS

Perfluorohexanoic acid (PFHxA) 10 ng/L2.5 Post-Treatme

nt

133 1633 TOPS

Perfluoroheptanoic acid (PFHpA) 10 ng/L4.0 Post-Treatme

nt

157 1633 TOPS

Perfluorooctanoic acid (PFOA) 10 ng/L4.5 Post-Treatme

nt

165 1633 TOPS

Perfluorononanoic acid (PFNA) 10 ng/L2.5 Post-Treatme

nt

119 I cn 1633 TOPS

Perfluorobutanesulfonic acid (PFBS) 10 ng/L2.5 Post-Treatme

nt

117 1633 TOPS

Perfluorohexanesulfonic acid (PFHxS) 10 ng/L4.0 Post-Treatme

nt

17.4 J 1633 TOPS

Perfluorooctanesulfonic acid (PFOS) 10 ng/L6.5 Post-Treatme

nt

130 1633 TOPS

Perfluorobutanoic acid (PFBA) 3.2 ng/L0.89 Total/NA18.8 1633A

Perfluoropentanoic acid (PFPeA) 1.6 ng/L0.49 Total/NA113 1633A

Perfluorohexanoic acid (PFHxA) 1.6 ng/L0.41 Total/NA111 1633A

Perfluoroheptanoic acid (PFHpA) 1.6 ng/L0.65 Total/NA19.4 1633A

Perfluorooctanoic acid (PFOA) 1.6 ng/L0.73 Total/NA134 1633A

Perfluorononanoic acid (PFNA) 1.6 ng/L0.41 Total/NA13.2 1633A

Perfluorodecanoic acid (PFDA) 1.6 ng/L0.41 Total/NA10.50 J 1633A

Perfluorobutanesulfonic acid (PFBS) 1.6 ng/L0.41 Total/NA119 1633A

Perfluoropentanesulfonic acid 

(PFPeS)

1.6 ng/L0.41 Total/NA10.88 J 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.6 ng/L0.65 Total/NA15.9 1633A

Perfluoroheptanesulfonic acid 

(PFHpS)

1.6 ng/L0.41 Total/NA10.72 J 1633A

Perfluorooctanesulfonic acid (PFOS) 1.6 ng/L1.1 Total/NA132 1633A

Client Sample ID: DC290002-MW-3 Lab Sample ID: 410-227901-5

Perfluoropentanoic acid (PFPeA)

RL

10 ng/L

MDL

3.0

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

119 1633 TOPS

Perfluorohexanoic acid (PFHxA) 10 ng/L2.5 Post-Treatme

nt

127 1633 TOPS

Perfluoroheptanoic acid (PFHpA) 10 ng/L4.0 Post-Treatme

nt

144 1633 TOPS

Perfluorooctanoic acid (PFOA) 10 ng/L4.5 Post-Treatme

nt

142 1633 TOPS

Perfluorononanoic acid (PFNA) 10 ng/L2.5 Post-Treatme

nt

114 1633 TOPS

Perfluorooctanesulfonic acid (PFOS) 10 ng/L6.5 Post-Treatme

nt

19.1 J 1633 TOPS

Perfluorobutanoic acid (PFBA) 3.1 ng/L0.86 Total/NA11.6 J 1633A

Perfluoropentanoic acid (PFPeA) 1.6 ng/L0.47 Total/NA12.9 1633A

Perfluorohexanoic acid (PFHxA) 1.6 ng/L0.39 Total/NA13.1 1633A

Perfluoroheptanoic acid (PFHpA) 1.6 ng/L0.62 Total/NA11.5 J 1633A

Perfluorooctanoic acid (PFOA) 1.6 ng/L0.70 Total/NA16.5 1633A

Perfluorononanoic acid (PFNA) 1.6 ng/L0.39 Total/NA10.48 J 1633A

Perfluorobutanesulfonic acid (PFBS) 1.6 ng/L0.39 Total/NA11.2 J 1633A

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Detection Summary
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Client Sample ID: DC290002-MW-3 (Continued) Lab Sample ID: 410-227901-5

Perfluoropentanesulfonic acid 

(PFPeS)

RL

1.6 ng/L

MDL

0.39

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J0.57 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.6 ng/L0.62 Total/NA11.9 1633A

Perfluorooctanesulfonic acid (PFOS) 1.6 ng/L1.0 Total/NA15.8 1633A

Client Sample ID: DC290002-EB Lab Sample ID: 410-227901-6

 No Detections.

Client Sample ID: DC290002-FB Lab Sample ID: 410-227901-7

 No Detections.

Client Sample ID: DC290002-DUP Lab Sample ID: 410-227901-8

Perfluorobutanoic acid (PFBA)

RL

3.1 ng/L

MDL

0.86

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J1.7 1633A

Perfluoropentanoic acid (PFPeA) 1.6 ng/L0.47 Total/NA13.0 1633A

Perfluorohexanoic acid (PFHxA) 1.6 ng/L0.39 Total/NA12.7 1633A

Perfluoroheptanoic acid (PFHpA) 1.6 ng/L0.63 Total/NA11.4 J 1633A

Perfluorooctanoic acid (PFOA) 1.6 ng/L0.71 Total/NA15.4 1633A

Perfluorononanoic acid (PFNA) 1.6 ng/L0.39 Total/NA10.45 J 1633A

Perfluorobutanesulfonic acid (PFBS) 1.6 ng/L0.39 Total/NA11.4 J 1633A

Perfluoropentanesulfonic acid 

(PFPeS)

1.6 ng/L0.39 Total/NA10.63 J 1633A

Perfluorohexanesulfonic acid (PFHxS) 1.6 ng/L0.63 Total/NA11.8 1633A

Perfluorooctanesulfonic acid (PFOS) 1.6 ng/L1.0 Total/NA15.9 1633A

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Lab Sample ID: 410-227901-4Client Sample ID: DC290002-MW-9
Matrix: WaterDate Collected: 06/16/25 12:05

Date Received: 06/18/25 10:10

Method: EPA 1633 TOPS - Fluorinated Alkyl Substances - Post-Treatment  
RL MDL

19 J 20 5.5 ng/L 07/08/25 09:23 07/11/25 05:53 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

10 3.0 ng/L 07/08/25 09:23 07/11/25 05:53 130Perfluoropentanoic acid (PFPeA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 133Perfluorohexanoic acid (PFHxA)

10 4.0 ng/L 07/08/25 09:23 07/11/25 05:53 157Perfluoroheptanoic acid (PFHpA)

10 4.5 ng/L 07/08/25 09:23 07/11/25 05:53 165Perfluorooctanoic acid (PFOA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 119 I cnPerfluorononanoic acid (PFNA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluorodecanoic acid (PFDA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluoroundecanoic acid (PFUnA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluorododecanoic acid (PFDoA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluorotridecanoic acid (PFTrDA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluorotetradecanoic acid (PFTeDA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 117Perfluorobutanesulfonic acid 
(PFBS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluoropentanesulfonic acid 

(PFPeS)

10 4.0 ng/L 07/08/25 09:23 07/11/25 05:53 17.4 JPerfluorohexanesulfonic acid 
(PFHxS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

10 6.5 ng/L 07/08/25 09:23 07/11/25 05:53 130Perfluorooctanesulfonic acid 
(PFOS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluorononanesulfonic acid (PFNS)

10 3.0 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluorododecanesulfonic acid 

(PFDoS)

20 5.0 ng/L 07/08/25 09:23 07/11/25 05:53 1ND1H,1H, 2H, 2H-Perfluorohexane 

sulfonic acid (4:2FTS)

20 5.0 ng/L 07/08/25 09:23 07/11/25 05:53 1ND1H,1H, 2H, 2H-Perfluorooctane 

sulfonic acid (6:2FTS)

20 5.0 ng/L 07/08/25 09:23 07/11/25 05:53 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluorooctanesulfonamide (PFOSA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

50 12 ng/L 07/08/25 09:23 07/11/25 05:53 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

50 20 ng/L 07/08/25 09:23 07/11/25 05:53 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

10 7.0 ng/L 07/08/25 09:23 07/11/25 05:53 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 05:53 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

Eurofins Lancaster Laboratories Environment Testing, LLC
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Client Sample Results
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Lab Sample ID: 410-227901-5Client Sample ID: DC290002-MW-3
Matrix: WaterDate Collected: 06/16/25 13:55

Date Received: 06/18/25 10:10

Method: EPA 1633 TOPS - Fluorinated Alkyl Substances - Post-Treatment   (Continued)
RL MDL

ND 10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluoroheptanesulfonic acid 

(PFHpS)

10 6.5 ng/L 07/08/25 09:23 07/11/25 06:07 19.1 JPerfluorooctanesulfonic acid 
(PFOS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDPerfluorononanesulfonic acid (PFNS)

10 3.0 ng/L 07/08/25 09:23 07/11/25 06:07 1NDPerfluorododecanesulfonic acid 

(PFDoS)

20 5.0 ng/L 07/08/25 09:23 07/11/25 06:07 1ND1H,1H, 2H, 2H-Perfluorohexane 

sulfonic acid (4:2FTS)

20 5.0 ng/L 07/08/25 09:23 07/11/25 06:07 1ND1H,1H, 2H, 2H-Perfluorooctane 

sulfonic acid (6:2FTS)

20 5.0 ng/L 07/08/25 09:23 07/11/25 06:07 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDPerfluorooctanesulfonamide (PFOSA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

50 13 ng/L 07/08/25 09:23 07/11/25 06:07 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

50 20 ng/L 07/08/25 09:23 07/11/25 06:07 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

10 7.0 ng/L 07/08/25 09:23 07/11/25 06:07 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

20 5.0 ng/L 07/08/25 09:23 07/11/25 06:07 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

50 14 ng/L 07/08/25 09:23 07/11/25 06:07 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

50 13 ng/L 07/08/25 09:23 07/11/25 06:07 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDPerfluorodecanesulfonic acid (PFDS)

10 2.5 ng/L 07/08/25 09:23 07/11/25 06:07 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

13C4 PFBA 88.2 10 - 130 07/08/25 09:23 07/11/25 06:07 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 93.0 07/08/25 09:23 07/11/25 06:07 135 - 150

13C5 PFHxA 100 07/08/25 09:23 07/11/25 06:07 155 - 150

13C4 PFHpA 92.6 07/08/25 09:23 07/11/25 06:07 155 - 150

13C9 PFNA 99.2 07/08/25 09:23 07/11/25 06:07 155 - 140

Eurofins Lancaster Laboratories Environment Testing, LLC
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Surrogate Summary
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (50-150) (50-150)

PFUnA C3PFPeA

70 83410-227901-4

Percent Surrogate Recovery (Acceptance Limits)

DC290002-MW-9

66 81410-227901-5 DC290002-MW-3

Surrogate Legend

PFUnA = 13C2 PFUnA

C3PFPeA = M3PFPeA

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID

PFUnA C3PFPeA

MB 410-668147/1-A

Percent Surrogate Recovery (Acceptance Limits)

Method Blank

Surrogate Legend

PFUnA = 13C2 PFUnA

C3PFPeA = M3PFPeA

Eurofins Lancaster Laboratories Environment Testing, LLC
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Isotope Dilution Summary
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (10-130) (35-150) (55-150) (55-150) (55-140) (50-140) (30-140) (10-130)

PFBA PFPeA 13C5PHA C4PFHA C9PFNA C6PFDA 13C7PUA PFTDA

92.9 93.5 99.4 86.3 94.2 94.6 89.0 84.5410-227901-4

Percent Isotope Dilution Recovery (Acceptance Limits)

DC290002-MW-9

88.2 93.0 100 99.292.6 92.0 88.4 82.2410-227901-5 DC290002-MW-3

88.6 94.1 101 97.394.7 85.3 77.1 75.2MB 410-668147/1-A Method Blank

Lab Sample ID Client Sample ID (55-150) (55-150) (45-140) (45-200) (10-200) (10-150) (60-200) (60-200)

C3PFBS C3PFHS C8PFOS d3NMFOS d5NEFOS PFDoA M242FTS M262FTS

109 103 111 97.6 98.1 85.7 104 105410-227901-4

Percent Isotope Dilution Recovery (Acceptance Limits)

DC290002-MW-9

101 97.4 105 91.190.2 83.1 95.0 95.6410-227901-5 DC290002-MW-3

101 94.1 101 90.887.9 78.7 94.9 101MB 410-668147/1-A Method Blank

Lab Sample ID Client Sample ID (50-200) (25-160) (10-150) (10-150) (10-130) (15-130) (0-10) (40-130)

M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA PFOSA 13PFOA

103 84.1 90.3 87.7 96.2 90.3 0.725 93.3410-227901-4

Percent Isotope Dilution Recovery (Acceptance Limits)

DC290002-MW-9

96.7 87.6 90.5 92.988.1 90.1 0.530 90.8410-227901-5 DC290002-MW-3

92.1 93.5 85.1 86.088.4 86.6 88.7MB 410-668147/1-A Method Blank

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

d3NMFOS = d3-NMeFOSAA

d5NEFOS = d5-NEtFOSAA

PFDoA = 13C2 PFDoA

M242FTS = 13C2 4:2 FTS

M262FTS = 13C2 6:2 FTS

M282FTS = 13C2 8:2 FTS

HFPODA = 13C3 HFPO-DA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

PFOSA = 13C8 FOSA

13PFOA = 13C2 PFOA

Method: 1633 TOPS - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (10-130) (40-150) (40-150) (40-150) (30-140) (20-140) (20-140) (10-130)

PFBA PFPeA 13C5PHA C4PFHA C9PFNA C6PFDA 13C7PUA PFTDA

86.0 89.0 93.6 84.1 96.5 84.8 77.3 59.4LCS 410-668147/2-A

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

80.9 79.2 86.3 89.776.9 79.9 76.6 71.2LCSD 410-668147/3-A Lab Control Sample Dup
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Isotope Dilution Summary
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)
NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

PFDoA = 13C2 PFDoA

Eurofins Lancaster Laboratories Environment Testing, LLC
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QC Sample Results
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 1633 TOPS - Fluorinated Alkyl Substances

Client Sample ID: Method BlankLab Sample ID: MB 410-668147/1-A
Matrix: Water Prep Type: Post-Treatment
Analysis Batch: 670196 Prep Batch: 668147

RL MDL

Perfluorobutanoic acid (PFBA) ND 20 5.5 ng/L 07/08/25 09:23 07/11/25 04:18 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 3.010 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluoropentanoic acid (PFPeA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorohexanoic acid (PFHxA)

ND 4.010 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluoroheptanoic acid (PFHpA)

ND 4.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorooctanoic acid (PFOA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorononanoic acid (PFNA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorodecanoic acid (PFDA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluoroundecanoic acid (PFUnA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorododecanoic acid (PFDoA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorotridecanoic acid (PFTrDA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorotetradecanoic acid (PFTeDA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorobutanesulfonic acid (PFBS)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 4.010 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorohexanesulfonic acid (PFHxS)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 6.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorooctanesulfonic acid (PFOS)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorononanesulfonic acid (PFNS)

ND 3.010 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 5.020 ng/L 07/08/25 09:23 07/11/25 04:18 11H,1H, 2H, 2H-Perfluorohexane 

sulfonic acid (4:2FTS)

ND 5.020 ng/L 07/08/25 09:23 07/11/25 04:18 11H,1H, 2H, 2H-Perfluorooctane 

sulfonic acid (6:2FTS)

ND 5.020 ng/L 07/08/25 09:23 07/11/25 04:18 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorooctanesulfonamide (PFOSA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 1350 ng/L 07/08/25 09:23 07/11/25 04:18 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 2050 ng/L 07/08/25 09:23 07/11/25 04:18 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 7.010 ng/L 07/08/25 09:23 07/11/25 04:18 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 14,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 111-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)
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QC Sample Results
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 1633 TOPS - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-668147/1-A
Matrix: Water Prep Type: Post-Treatment
Analysis Batch: 670196 Prep Batch: 668147

RL MDL

Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

ND 10 2.5 ng/L 07/08/25 09:23 07/11/25 04:18 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 5.020 ng/L 07/08/25 09:23 07/11/25 04:18 13-Perfluoropropylpropanoic acid (3:3 

FTCA)

ND 1450 ng/L 07/08/25 09:23 07/11/25 04:18 13-Perfluoropentylpropanoic acid (5:3 

FTCA)

ND 1350 ng/L 07/08/25 09:23 07/11/25 04:18 13-Perfluoroheptylpropanoic acid (7:3 

FTCA)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluorodecanesulfonic acid (PFDS)

ND 2.510 ng/L 07/08/25 09:23 07/11/25 04:18 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

13C4 PFBA 88.6 10 - 130 07/11/25 04:18 1

MB MB

Isotope Dilution

07/08/25 09:23

Dil FacPrepared AnalyzedQualifier Limits%Recovery

94.1 07/08/25 09:23 07/11/25 04:18 113C5 PFPeA 35 - 150

101 07/08/25 09:23 07/11/25 04:18 113C5 PFHxA 55 - 150

94.7 07/08/25 09:23 07/11/25 04:18 113C4 PFHpA 55 - 150

97.3 07/08/25 09:23 07/11/25 04:18 113C9 PFNA 55 - 140

85.3 07/08/25 09:23 07/11/25 04:18 113C6 PFDA 50 - 140

77.1 07/08/25 09:23 07/11/25 04:18 113C7 PFUnA 30 - 140

75.2 07/08/25 09:23 07/11/25 04:18 113C2 PFTeDA 10 - 130

101 07/08/25 09:23 07/11/25 04:18 113C3 PFBS 55 - 150

94.1 07/08/25 09:23 07/11/25 04:18 113C3 PFHxS 55 - 150

101 07/08/25 09:23 07/11/25 04:18 113C8 PFOS 45 - 140

87.9 07/08/25 09:23 07/11/25 04:18 1d3-NMeFOSAA 45 - 200

90.8 07/08/25 09:23 07/11/25 04:18 1d5-NEtFOSAA 10 - 200

78.7 07/08/25 09:23 07/11/25 04:18 113C2 PFDoA 10 - 150

94.9 07/08/25 09:23 07/11/25 04:18 113C2 4:2 FTS 60 - 200

101 07/08/25 09:23 07/11/25 04:18 113C2 6:2 FTS 60 - 200

92.1 07/08/25 09:23 07/11/25 04:18 113C2 8:2 FTS 50 - 200

93.5 07/08/25 09:23 07/11/25 04:18 113C3 HFPO-DA 25 - 160

85.1 07/08/25 09:23 07/11/25 04:18 1d7-N-MeFOSE-M 10 - 150

88.4 07/08/25 09:23 07/11/25 04:18 1d9-N-EtFOSE-M 10 - 150

86.0 07/08/25 09:23 07/11/25 04:18 1d5-NEtPFOSA 10 - 130

86.6 07/08/25 09:23 07/11/25 04:18 1d3-NMePFOSA 15 - 130

88.7 07/08/25 09:23 07/11/25 04:18 113C2 PFOA 40 - 130

13C2 PFUnA 07/11/25 04:18 1

MB MB

Surrogate

07/08/25 09:23

Dil FacPrepared AnalyzedQualifier Limits%Recovery

07/08/25 09:23 07/11/25 04:18 1M3PFPeA

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-668147/2-A
Matrix: Water Prep Type: Post-Treatment
Analysis Batch: 670196 Prep Batch: 668147

Perfluorobutanoic acid (PFBA) 400 359 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

90 58 - 148

D %Rec

%Rec

Limits

Perfluoropentanoic acid (PFPeA) 200 177 ng/L 89 54 - 152

Perfluorohexanoic acid (PFHxA) 200 170 ng/L 85 55 - 152

Perfluoroheptanoic acid (PFHpA) 200 184 ng/L 92 54 - 154
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QC Sample Results
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 1633A - Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LLCS 410-664516/5-A
Matrix: Water Prep Type: Total/NA
Analysis Batch: 664775 Prep Batch: 664516

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

4.00 3.53 ng/L

Analyte

LLCS LLCS

UnitResult Qualifier

Spike

Added

88 60 - 150

D %Rec

%Rec

Limits

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

4.00 3.77 ng/L 94 50 - 150

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

3.74 2.99 ng/L 80 70 - 155

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

3.78 2.89 ng/L 77 55 - 160

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

3.57 2.92 ng/L 82 70 - 140

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

8.00 6.42 ng/L 80 65 - 130

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

20.0 13.7 *- ng/L 68 70 - 135

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

20.0 14.7 ng/L 74 50 - 145

13C4 PFBA 5 - 130

Isotope Dilution

93.3

LLCS LLCS

Qualifier Limits%Recovery

99.813C5 PFPeA 40 - 130

95.813C5 PFHxA 40 - 130

96.013C4 PFHpA 40 - 130

92.513C8 PFOA 40 - 130

90.713C9 PFNA 40 - 130

89.313C6 PFDA 40 - 130

85.513C7 PFUnA 30 - 130

78.013C2 PFTeDA 10 - 130

87.313C3 PFBS 40 - 135

87.113C3 PFHxS 40 - 130

89.213C8 PFOS 40 - 130

80.313C8 FOSA 40 - 130

61.0d3-NMeFOSAA 40 - 170

72.6d5-NEtFOSAA 25 - 135

87.913C2 4:2 FTS 40 - 200

98.113C2 6:2 FTS 40 - 200

87.413C2 8:2 FTS 40 - 300

94.013C3 HFPO-DA 40 - 130

77.3d7-N-MeFOSE-M 10 - 130

64.5d9-N-EtFOSE-M 10 - 130

66.4d5-NEtPFOSA 10 - 130

62.0d3-NMePFOSA 10 - 130

89.913C2 PFDoA 10 - 130
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QC Association Summary
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

LCMS

Prep Batch: 664516

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A410-227901-4 DC290002-MW-9 Total/NA

Water 1633A410-227901-5 DC290002-MW-3 Total/NA

Water 1633A410-227901-6 DC290002-EB Total/NA

Water 1633A410-227901-7 DC290002-FB Total/NA

Water 1633A410-227901-8 DC290002-DUP Total/NA

Water 1633AMB 410-664516/2-A Method Blank Total/NA

Water 1633ALCS 410-664516/3-A Lab Control Sample Total/NA

Water 1633ALCSD 410-664516/4-A Lab Control Sample Dup Total/NA

Water 1633ALLCS 410-664516/5-A Lab Control Sample Total/NA

Analysis Batch: 664775

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633A 664516410-227901-4 DC290002-MW-9 Total/NA

Water 1633A 664516410-227901-5 DC290002-MW-3 Total/NA

Water 1633A 664516410-227901-6 DC290002-EB Total/NA

Water 1633A 664516410-227901-7 DC290002-FB Total/NA

Water 1633A 664516410-227901-8 DC290002-DUP Total/NA

Water 1633A 664516MB 410-664516/2-A Method Blank Total/NA

Water 1633A 664516LCS 410-664516/3-A Lab Control Sample Total/NA

Water 1633A 664516LCSD 410-664516/4-A Lab Control Sample Dup Total/NA

Water 1633A 664516LLCS 410-664516/5-A Lab Control Sample Total/NA

Prep Batch: 668147

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water TOP Post Prep410-227901-4 DC290002-MW-9 Post-Treatment

Water TOP Post Prep410-227901-5 DC290002-MW-3 Post-Treatment

Water TOP Post PrepMB 410-668147/1-A Method Blank Post-Treatment

Water TOP Post PrepLCS 410-668147/2-A Lab Control Sample Post-Treatment

Water TOP Post PrepLCSD 410-668147/3-A Lab Control Sample Dup Post-Treatment

Water TOP Post PrepLLCS 410-668147/4-A Lab Control Sample Post-Treatment

Analysis Batch: 670196

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 1633 TOPS 668147410-227901-4 DC290002-MW-9 Post-Treatment

Water 1633 TOPS 668147410-227901-5 DC290002-MW-3 Post-Treatment

Water 1633 TOPS 668147MB 410-668147/1-A Method Blank Post-Treatment

Water 1633 TOPS 668147LCS 410-668147/2-A Lab Control Sample Post-Treatment

Water 1633 TOPS 668147LCSD 410-668147/3-A Lab Control Sample Dup Post-Treatment

Water 1633 TOPS 668147LLCS 410-668147/4-A Lab Control Sample Post-Treatment
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-227901-2
Project/Site: Youngs Cleaners (DC290002)

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC (Continued)
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

1633A 1633A Water Perfluorodecanesulfonic acid (PFDS)

1633A 1633A Water Perfluorodecanoic acid (PFDA)

1633A 1633A Water Perfluorododecanesulfonic acid (PFDoS)

1633A 1633A Water Perfluorododecanoic acid (PFDoA)

1633A 1633A Water Perfluoroheptanesulfonic acid (PFHpS)

1633A 1633A Water Perfluoroheptanoic acid (PFHpA)

1633A 1633A Water Perfluorohexanesulfonic acid (PFHxS)

1633A 1633A Water Perfluorohexanoic acid (PFHxA)

1633A 1633A Water Perfluorononanesulfonic acid (PFNS)

1633A 1633A Water Perfluorononanoic acid (PFNA)

1633A 1633A Water Perfluorooctanesulfonamide (PFOSA)

1633A 1633A Water Perfluorooctanesulfonic acid (PFOS)

1633A 1633A Water Perfluorooctanoic acid (PFOA)

1633A 1633A Water Perfluoropentanesulfonic acid (PFPeS)

1633A 1633A Water Perfluoropentanoic acid (PFPeA)

1633A 1633A Water Perfluorotetradecanoic acid (PFTeDA)

1633A 1633A Water Perfluorotridecanoic acid (PFTrDA)

1633A 1633A Water Perfluoroundecanoic acid (PFUnA)
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Method Summary
Job ID: 410-227901-2Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method Method Description LaboratoryProtocol

EPA1633 TOPS Fluorinated Alkyl Substances ELLE

EPA1633A Per- and Polyfluoroalkyl Substances by LC/MS/MS, 1633A ELLE

EPA1633A Solid-Phase Extraction (SPE) ELLE

SW846TOP Post Prep Solid-Phase Extraction (SPE) ELLE

Protocol References:

EPA = US Environmental Protection Agency

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300

Eurofins Lancaster Laboratories Environment Testing, LLC
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-227901-2

Login Number: 227901

Question Answer Comment

Creator: Ballard, Megan

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.
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ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203

Generated 12/15/2025 1:20:16 PM  Revision 2

JOB DESCRIPTION
Youngs Cleaners (DC290002)

JOB NUMBER
410-227901-1

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
12/15/2025 1:20:16 PM
Revision 2

Authorized for release by
Emily Siddall, Principal Project Manager
Emily.Siddall@et.eurofinsus.com
Designee for
David Barnhart, Senior Project Manager
David.Barnhart@et.eurofinsus.comDavid.Barnhart@et.eurofinsus.com
(717)656-2300
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Job Narrative
410-227901-1

REVISION

The report being provided is a revision of the original report sent on 7/25/2025. The report (revision 2) is being revised due to
client requesting the removal of the following samples from this report: DC290002-DUP, DC290002-EB, DC290002-FB.

Report revision history
Revision 1 - 11/12/2025 - Reason - client requesting only the following samples be included in this report: DC290002-VS,
DC290002-DET, DC290002-SPOT and associated lab QA/QC samples..

The analytical test results presented in this report meet all requirements of the associated regulatory program listed on the
Accreditation/Certification Summary Page, unless otherwise noted. Data qualifiers and/or narrative comments are included to
explain any exceptions, if applicable. Regulated compliance samples (e.g. SDWA, NPDES) must comply with associated agency
requirements/permits.

· Matrix-specific batch QC (e.g., MS, MSD, SD) may not be reported when insufficient sample volume is available or when site-
specific QC samples are not submitted. In such cases, a Laboratory Control Sample Duplicate (LCSD) may be analyzed to
provide precision data for the batch.

· For samples analyzed using surrogate and/or isotope dilution analytes, any recoveries falling outside of established
acceptance criteria are re-prepared and/or re-analyzed to confirm results, unless the deviation is due to sample dilution or
otherwise explained in the case narrative.

Receipt
The samples were received on 6/18/2025 10:10 AM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperature of the cooler at receipt time was 2.0°C.

PFAS
Method 537_IDA_TOPS - Post-Treatment: The sample injection standard peak areas in the following sample: DC290002-SPOT
(410-227901-2) are outside of the QC limits for both the initial injection and the re-injection. The values here are from the initial
injection of the sample.

Method 537_IDA_TOPS - Post-Treatment: The recovery for the labeled isotope(s) 13C7 PFUnA, 13C2-PFDoDA, d5-NEtFOSAA,
M2-8:2 FTS and d5-NEtPFOSA in the following sample: DC290002-SPOT (410-227901-2) is outside the QC acceptance limits due
to the matrix of the sample.

Method 537_IDA_TOPS - Post-Treatment: Isotope dilution analyte (IDA) 13C4 PFBA recoveries were outside QC acceptance
criteria in sample DC290002-SPOT (410-227901-2).  The isotope dilution technique corrects the results for the target analytes for
any losses that occur during the sample extraction and/or concentration.  For all IDA’s, the signal to noise was greater than 10:1,
therefore the data is reported.

Method 537_IDA_TOPS - Post-Treatment: Target analyte(s) Perfluorodecanoic acid (PFDA) were detected in the method blank
associated with the following samples: DC290002-VS (410-227901-1) and DC290002-SPOT (410-227901-2). The data is reported.

Method 537_IDA_TOPS - Post-Treatment: Target analyte(s) Perfluorodecanoic acid (PFDA) were detected in the method blank
associated with the following sample: DC290002-DET (410-227901-3). The data is reported.

Method PFC_IDA: Isotope dilution analyte (IDA) d3-NMePFOSA and d5-NEtPFOSA recoveries were outside QC acceptance
criteria in in the method blank/laboratory control spike sample associated with the following sample: DC290002-VS
(410-227901-1).  The isotope dilution technique corrects the results for the target analytes for any losses that occur during the
sample extraction and/or concentration.  For all IDA’s, the signal to noise was greater than 10:1, therefore the data is reported.

Method PFC_IDA: The recovery for labeled isotope(s): 13C2-8:2 FTS, d3-NMePFOSA and d5-NEtPFOSA is outside the QC
acceptance limits and biased high in the opening continuing calibration verification standard. Since the recovery for the labeled
isotope is within QC limits in the following sample: DC290002-VS (410-227901-1), the data is reported.

Method PFC_IDA: The recovery for the labeled isotope(s) 13C2-4:2 FTS, 13C2-6:2 FTS, 13C2-8:2 FTS, 13C3-HFPO-DA, 13C3-

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-227901-1
Project: Youngs Cleaners (DC290002)

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-227901-1 Eurofins Lancaster Laboratories Environment
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PFBS, 13C4-PFBA, 13C4-PFHpA, 13C5-PFPeA, 13C8-PFOA, d3-NMeFOSAA, d5-NEtFOSAA, d7-N-MeFOSE-M, d9-N-EtFOSE-
M, 13C3-PFHxS, 13C5-PFHxA, 13C6-PFDA, d3-NMePFOSA, d5-NEtPFOSA, 13C8-PFOSA, 13C9-PFNA and 13C-6:2 FTCA in
the following sample: DC290002-SPOT (410-227901-2) is outside the QC acceptance limits. The following action was taken: This
sample was re-extracted within of the required holding time and the recovery for labeled isotope(s) was within QC acceptance
limits. The results reported are from the in-hold re-extraction of the sample.

Method PFC_IDA: The recovery for the labeled isotope(s) 13C2-PFTeDA, 13C8-PFOS, 13C7-PFUnA and 13C2-PFDoA in the
following sample: DC290002-SPOT (410-227901-2) is outside the QC acceptance limits. The following action was taken: This
sample was re-extracted within of the required holding time and the recovery for labeled isotope(s) was outside QC acceptance
limits. The results reported are from the in-hold re-extraction of the sample.

Method PFC_IDA: The recovery for the labeled isotope(s) d3-NMePFOSA and d5-NEtPFOSA in the method blank/laboratory
control spike sample associated with the following sample: DC290002-SPOT (410-227901-2) is outside the QC acceptance limits.
The following action was taken: This sample(s) was re-extracted within the required holding time and the recovery for the labeled
isotope(s) in the re-extracted method blank/laboratory control spike sample(s) is outside the QC acceptance limits.

Method PFC_IDA: The recovery for the labeled isotope: 13C2-6:2 FTS in the following sample: DC290002-DET (410-227901-3) is
outside the QC acceptance limits. Since the recovery is high and the native analyte is not detected in the sample, the data is
reported.

Method PFC_IDA: Isotope dilution analyte (IDA) d9-N-EtFOSE-M and d5-NEtPFOSA recoveries were outside QC acceptance
criteria in sample DC290002-DET (410-227901-3).  The isotope dilution technique corrects the results for the target analytes for
any losses that occur during the sample extraction and/or concentration.  For all IDA’s, the signal to noise was greater than 10:1,
therefore the data is reported.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

General Chemistry
No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-227901-1
Project: Youngs Cleaners (DC290002)
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Client Sample Results
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Lab Sample ID: 410-227901-1Client Sample ID: DC290002-VS
Matrix: WaterDate Collected: 06/16/25 10:30

Date Received: 06/18/25 10:10

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

ND 1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

2500 2100 ng/L 06/29/25 11:03 07/09/25 00:19 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1500 500 ng/L 06/29/25 11:03 07/09/25 00:19 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

1500 500 ng/L 06/29/25 11:03 07/09/25 00:19 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1500 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

2500 500 ng/L 06/29/25 11:03 07/09/25 00:19 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1500 500 ng/L 06/29/25 11:03 07/09/25 00:19 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1000 300 ng/L 06/29/25 11:03 07/09/25 00:19 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1500 500 ng/L 06/29/25 11:03 07/09/25 00:19 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1500 500 ng/L 06/29/25 11:03 07/09/25 00:19 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorobutanesulfonic acid (PFBS)

2500 1000 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorobutanoic acid (PFBA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorodecanesulfonic acid (PFDS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorodecanoic acid (PFDA)

1500 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorododecanesulfonic acid 

(PFDoS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorododecanoic acid (PFDoA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluoroheptanoic acid (PFHpA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorohexanesulfonic acid (PFHxS)

1000 450 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorohexanoic acid (PFHxA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorononanesulfonic acid (PFNS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorononanoic acid (PFNA)

1000 350 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorooctanesulfonamide (PFOSA)

1000 500 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorooctanesulfonic acid (PFOS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorooctanoic acid (PFOA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluoropentanesulfonic acid 

(PFPeS)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluoropentanoic acid (PFPeA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorotetradecanoic acid (PFTeDA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluorotridecanoic acid (PFTrDA)

1000 250 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluoroundecanoic acid (PFUnA)

1000 100 ng/L 06/29/25 11:03 07/09/25 00:19 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

1000 150 ng/L 06/29/25 11:03 07/09/25 00:19 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)
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Client Sample Results
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Lab Sample ID: 410-227901-1Client Sample ID: DC290002-VS
Matrix: WaterDate Collected: 06/16/25 10:30

Date Received: 06/18/25 10:10

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)

13C4 PFHpA 98 33 - 166 07/11/25 07:30 07/17/25 14:31 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8 PFOA 90 07/11/25 07:30 07/17/25 14:31 140 - 154

13C9 PFNA 104 07/11/25 07:30 07/17/25 14:31 139 - 162

13C6 PFDA 100 07/11/25 07:30 07/17/25 14:31 141 - 153

13C7 PFUnA 98 07/11/25 07:30 07/17/25 14:31 135 - 161

13C2-PFDoDA 95 07/11/25 07:30 07/17/25 14:31 122 - 165

13C2 PFTeDA 92 07/11/25 07:30 07/17/25 14:31 117 - 156

13C3 PFBS 137 07/11/25 07:30 07/17/25 14:31 127 - 200

13C3 PFHxS 101 07/11/25 07:30 07/17/25 14:31 139 - 164

13C8 PFOS 104 07/11/25 07:30 07/17/25 14:31 144 - 153

13C8 FOSA 75 07/11/25 07:30 07/17/25 14:31 111 - 149

d3-NMeFOSAA 07/11/25 07:30 07/17/25 14:31 1

d5-NEtFOSAA 107 07/11/25 07:30 07/17/25 14:31 130 - 180

M2-4:2 FTS 07/11/25 07:30 07/17/25 14:31 1

M2-6:2 FTS 115 07/11/25 07:30 07/17/25 14:31 126 - 200

M2-8:2 FTS 146 07/11/25 07:30 07/17/25 14:31 127 - 200

13C3 HFPO-DA 91 07/11/25 07:30 07/17/25 14:31 111 - 166

d7-N-MeFOSE-M 74 07/11/25 07:30 07/17/25 14:31 110 - 154

d9-N-EtFOSE-M 74 07/11/25 07:30 07/17/25 14:31 110 - 146

d5-NEtPFOSA 72 07/11/25 07:30 07/17/25 14:31 110 - 130

d3-NMePFOSA 70 07/11/25 07:30 07/17/25 14:31 110 - 130

13C-6:2 FTCA 47 07/11/25 07:30 07/17/25 14:31 115 - 182

Lab Sample ID: 410-227901-2Client Sample ID: DC290002-SPOT
Matrix: WaterDate Collected: 06/16/25 10:40

Date Received: 06/18/25 10:10

Method: EPA 537 IDA - EPA 537 Isotope Dilution   - DL
RL MDL

210000 23000 9300 ng/L 07/11/25 13:36 07/18/25 17:06 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

9300 2300 ng/L 07/11/25 13:36 07/18/25 17:06 10300000Perfluorodecanoic acid (PFDA)

9300 4200 ng/L 07/11/25 13:36 07/18/25 17:06 10650000Perfluorohexanoic acid (PFHxA)

9300 2300 ng/L 07/11/25 13:36 07/18/25 17:06 101800000Perfluorooctanoic acid (PFOA)

13C4-PFBA 52 cn 26 - 162 07/11/25 13:36 07/18/25 17:06 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8-PFOA 42 cn 07/11/25 13:36 07/18/25 17:06 1027 - 160

13C5-PFHxA 44 cn 07/11/25 13:36 07/18/25 17:06 1010 - 176

13C6-PFDA 26 cn 07/11/25 13:36 07/18/25 17:06 1019 - 168

Method: EPA 537 IDA - EPA 537 Isotope Dilution   - RE
RL MDL

ND 930 230 ng/L 07/11/25 13:36 07/17/25 22:27 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

930 230 ng/L 07/11/25 13:36 07/17/25 22:27 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

2300 1900 ng/L 07/11/25 13:36 07/17/25 22:27 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1400 460 ng/L 07/11/25 13:36 07/17/25 22:27 1540 J1H,1H,2H,2H-Perfluorodecane 
sulfonic acid (8:2 FTS)

930 230 ng/L 07/11/25 13:36 07/17/25 22:27 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)
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Surrogate Summary
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Total/NAMatrix: Solid

Lab Sample ID Client Sample ID

PFHxA PFOA PFUnA

MB 410-672633/2-B

Percent Surrogate Recovery (Acceptance Limits)

Method Blank

Surrogate Legend

PFHxA = 13C2 PFHxA

PFOA = 13C4 PFOA

PFUnA = 13C2 PFUnA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Solid

Lab Sample ID Client Sample ID (10-161) (38-132) (10-162)

PFHxA PFOA PFUnA

67 84 21410-227901-3

Percent Surrogate Recovery (Acceptance Limits)

DC290002-DET

Surrogate Legend

PFHxA = 13C2 PFHxA

PFOA = 13C4 PFOA

PFUnA = 13C2 PFUnA
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Isotope Dilution Summary
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 537 IDA - EPA 537 Isotope Dilution
Prep Type: Total/NAMatrix: Solid

Lab Sample ID Client Sample ID (25-147) (17-154) (20-150) (20-158) (28-148) (27-159) (25-152) (12-169)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

75 60 67 78 67 87 80 28410-227901-3

Percent Isotope Dilution Recovery (Acceptance Limits)

DC290002-DET

73 70 65 7078 85 77 78LCS 410-668139/2-B Lab Control Sample

79 77 73 7689 90 82 89MB 410-668139/1-B Method Blank

Lab Sample ID Client Sample ID (10-164) (10-165) (31-166) (26-155) (34-153) (13-151) (10-172) (10-188)

PFDoDA PFTDA C3PFBS C3PFHS C8PFOS PFOSA d3NMFOS d5NEFOS

13 11 84 83 83 22 31 25410-227901-3

Percent Isotope Dilution Recovery (Acceptance Limits)

DC290002-DET

67 70 70 8578 54 71 73LCS 410-668139/2-B Lab Control Sample

81 81 75 8986 61 81 90MB 410-668139/1-B Method Blank

Lab Sample ID Client Sample ID (10-190) (10-200) (10-200) (17-147) (10-177) (10-168) (10-149) (10-150)

M242FTS M262FTS M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA

131 238 *5+ 

cn

171 73 17 6 *5- cn 8 *5- cn 12410-227901-3

Percent Isotope Dilution Recovery (Acceptance Limits)

DC290002-DET

77 88 73 5279 59 51 48LCS 410-668139/2-B Lab Control Sample

77 91 84 6084 65 61 61MB 410-668139/1-B Method Blank

Lab Sample ID Client Sample ID (10-162)

MFHEA

31410-227901-3

Percent Isotope Dilution Recovery (Acceptance Limits)

DC290002-DET

63LCS 410-668139/2-B Lab Control Sample

69MB 410-668139/1-B Method Blank

Surrogate Legend

PFBA = 13C4-PFBA

PFPeA = 13C5-PFPeA

13C5PHA = 13C5-PFHxA

C4PFHA = 13C4-PFHpA

C8PFOA = 13C8-PFOA

C9PFNA = 13C9-PFNA

C6PFDA = 13C6-PFDA

13C7PUA = 13C7-PFUnA

PFDoDA = 13C2-PFDoA

PFTDA = 13C2-PFTeDA

C3PFBS = 13C3-PFBS

C3PFHS = 13C3-PFHxS

C8PFOS = 13C8-PFOS

PFOSA = 13C8-PFOSA

d3NMFOS = d3-NMeFOSAA

d5NEFOS = d5-NEtFOSAA

M242FTS = 13C2-4:2 FTS

M262FTS = 13C2-6:2 FTS

M282FTS = 13C2-8:2 FTS

HFPODA = 13C3-HFPO-DA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

MFHEA = 13C-6:2 FTCA
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QC Sample Results
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 537 IDA - EPA 537 Isotope Dilution

Client Sample ID: Method BlankLab Sample ID: MB 410-664522/1-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 668235 Prep Batch: 664522

RL MDL

Perfluorobutanesulfonic acid (PFBS) ND 1000 250 ng/L 06/29/25 11:03 07/08/25 20:42 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 10002500 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorobutanoic acid (PFBA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorodecanoic acid (PFDA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorodecanesulfonic acid (PFDS)

ND 2501500 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorododecanoic acid (PFDoA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 21002500 ng/L 06/29/25 11:03 07/08/25 20:42 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluoroheptanoic acid (PFHpA)

ND 5001500 ng/L 06/29/25 11:03 07/08/25 20:42 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorohexanesulfonic acid (PFHxS)

ND 4501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorohexanoic acid (PFHxA)

ND 5001500 ng/L 06/29/25 11:03 07/08/25 20:42 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorononanesulfonic acid (PFNS)

ND 5002500 ng/L 06/29/25 11:03 07/08/25 20:42 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorononanoic acid (PFNA)

ND 3001000 ng/L 06/29/25 11:03 07/08/25 20:42 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 3501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorooctanesulfonamide (PFOSA)

ND 2501500 ng/L 06/29/25 11:03 07/08/25 20:42 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 5001000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorooctanesulfonic acid (PFOS)

ND 5001500 ng/L 06/29/25 11:03 07/08/25 20:42 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorooctanoic acid (PFOA)

ND 5001500 ng/L 06/29/25 11:03 07/08/25 20:42 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 5001500 ng/L 06/29/25 11:03 07/08/25 20:42 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluoropentanoic acid (PFPeA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 14,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorotetradecanoic acid (PFTeDA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluorotridecanoic acid (PFTrDA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluoroundecanoic acid (PFUnA)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

ND 2501000 ng/L 06/29/25 11:03 07/08/25 20:42 111-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

ND 1001000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 1001000 ng/L 06/29/25 11:03 07/08/25 20:42 1Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)
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QC Sample Results
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

13C4-PFBA 26 - 162

Isotope Dilution

62

LCSD LCSD

Qualifier Limits%Recovery

6213C4-PFHpA 10 - 193

5913C5-PFPeA 15 - 162

5413C2-PFTeDA 10 - 186

5513C8-PFOA 27 - 160

5913C3-PFBS 24 - 176

6313C8-PFOS 22 - 172

58d3-NMeFOSAA 10 - 198

7213C3-PFHxS 11 - 180

51d5-NEtFOSAA 10 - 200

5813C2-4:2 FTS 19 - 191

5813C5-PFHxA 10 - 176

5413C2-6:2 FTS 13 - 200

6213C6-PFDA 19 - 168

5813C2-8:2 FTS 10 - 200

5113C7-PFUnA 10 - 182

5613C3-HFPO-DA 10 - 140

23d7-N-MeFOSE-M 10 - 181

3113C8-PFOSA 10 - 149

24d9-N-EtFOSE-M 10 - 182

5013C2-PFDoA 10 - 183

7 *5-d5-NEtPFOSA 10 - 130

6413C9-PFNA 10 - 198

8 *5-d3-NMePFOSA 10 - 137

4913C-6:2 FTCA 10 - 185

Method: 537 TOP - Fluorinated Alkyl Substances

Client Sample ID: Method BlankLab Sample ID: MB 410-669876/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 672727 Prep Batch: 669876

RL MDL

Perfluorobutanoic acid (PFBA) ND 1000 500 ng/L 07/11/25 07:30 07/18/25 12:15 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluoropentanoic acid (PFPeA)

ND 5001000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorohexanoic acid (PFHxA)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluoroheptanoic acid (PFHpA)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorooctanoic acid (PFOA)

ND 1001000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorononanoic acid (PFNA)

270 J 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorodecanoic acid (PFDA)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluoroundecanoic acid (PFUnA)

ND 2001000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorododecanoic acid (PFDoA)

ND 2001000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorotridecanoic acid (PFTrDA)

ND 2001000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorotetradecanoic acid (PFTeDA)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorobutanesulfonic acid (PFBS)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 1001000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorohexanesulfonic acid (PFHxS)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 2501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorooctanesulfonic acid (PFOS)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorononanesulfonic acid (PFNS)

ND 1501000 ng/L 07/11/25 07:30 07/18/25 12:15 1Perfluorodecanesulfonic acid (PFDS)
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QC Association Summary
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

LCMS

Prep Batch: 664522

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water EPA 537 (Mod)410-227901-1 DC290002-VS Total/NA

Water EPA 537 (Mod)410-227901-2 DC290002-SPOT Total/NA

Water EPA 537 (Mod)MB 410-664522/1-B Method Blank Total/NA

Water EPA 537 (Mod)LCS 410-664522/2-B Lab Control Sample Total/NA

Water EPA 537 (Mod)LCSD 410-664522/3-B Lab Control Sample Dup Total/NA

Cleanup Batch: 666871

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Extract Aliquot 664522410-227901-1 DC290002-VS Total/NA

Water Extract Aliquot 664522410-227901-2 DC290002-SPOT Total/NA

Water Extract Aliquot 664522MB 410-664522/1-B Method Blank Total/NA

Water Extract Aliquot 664522LCS 410-664522/2-B Lab Control Sample Total/NA

Water Extract Aliquot 664522LCSD 410-664522/3-B Lab Control Sample Dup Total/NA

Prep Batch: 668139

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Solid 537 (mod)410-227901-3 DC290002-DET Total/NA

Solid 537 (mod)MB 410-668139/1-B Method Blank Total/NA

Solid 537 (mod)LCS 410-668139/2-B Lab Control Sample Total/NA

Analysis Batch: 668235

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 IDA 666871410-227901-1 DC290002-VS Total/NA

Water 537 IDA 666871410-227901-2 DC290002-SPOT Total/NA

Water 537 IDA 666871MB 410-664522/1-B Method Blank Total/NA

Water 537 IDA 666871LCS 410-664522/2-B Lab Control Sample Total/NA

Water 537 IDA 666871LCSD 410-664522/3-B Lab Control Sample Dup Total/NA

Cleanup Batch: 668301

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Solid Extract Aliquot 668139410-227901-3 DC290002-DET Total/NA

Solid Extract Aliquot 668139MB 410-668139/1-B Method Blank Total/NA

Solid Extract Aliquot 668139LCS 410-668139/2-B Lab Control Sample Total/NA

Analysis Batch: 668782

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Solid 537 IDA 668301410-227901-3 DC290002-DET Total/NA

Solid 537 IDA 668301MB 410-668139/1-B Method Blank Total/NA

Solid 537 IDA 668301LCS 410-668139/2-B Lab Control Sample Total/NA

Prep Batch: 669876

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water TOP Post Prep410-227901-1 DC290002-VS Post-Treatment

Water TOP Post Prep410-227901-2 - RA DC290002-SPOT Post-Treatment

Water TOP Post Prep410-227901-2 DC290002-SPOT Post-Treatment

Water TOP Post PrepMB 410-669876/1-B Method Blank Total/NA

Water TOP Post PrepMB 410-669876/2-B Method Blank Total/NA

Water TOP Post PrepLCS 410-669876/3-B Lab Control Sample Total/NA

Water TOP Post PrepLCSD 410-669876/4-B Lab Control Sample Dup Total/NA
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-227901-1
Project/Site: Youngs Cleaners (DC290002)

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC (Continued)
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

537 IDA EPA 537 (Mod) Water Perfluorodecanesulfonic acid (PFDS)

537 IDA EPA 537 (Mod) Water Perfluorodecanoic acid (PFDA)

537 IDA EPA 537 (Mod) Water Perfluorododecanesulfonic acid (PFDoS)

537 IDA EPA 537 (Mod) Water Perfluorododecanoic acid (PFDoA)

537 IDA EPA 537 (Mod) Water Perfluoroheptanesulfonic acid (PFHpS)

537 IDA EPA 537 (Mod) Water Perfluoroheptanoic acid (PFHpA)

537 IDA EPA 537 (Mod) Water Perfluorohexanesulfonic acid (PFHxS)

537 IDA EPA 537 (Mod) Water Perfluorohexanoic acid (PFHxA)

537 IDA EPA 537 (Mod) Water Perfluorononanesulfonic acid (PFNS)

537 IDA EPA 537 (Mod) Water Perfluorononanoic acid (PFNA)

537 IDA EPA 537 (Mod) Water Perfluorooctanesulfonamide (PFOSA)

537 IDA EPA 537 (Mod) Water Perfluorooctanesulfonic acid (PFOS)

537 IDA EPA 537 (Mod) Water Perfluorooctanoic acid (PFOA)

537 IDA EPA 537 (Mod) Water Perfluoropentanesulfonic acid (PFPeS)

537 IDA EPA 537 (Mod) Water Perfluoropentanoic acid (PFPeA)

537 IDA EPA 537 (Mod) Water Perfluorotetradecanoic acid (PFTeDA)

537 IDA EPA 537 (Mod) Water Perfluorotridecanoic acid (PFTrDA)

537 IDA EPA 537 (Mod) Water Perfluoroundecanoic acid (PFUnA)

537 TOP TOP Post Prep Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

537 TOP TOP Post Prep Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

537 TOP TOP Post Prep Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

537 TOP TOP Post Prep Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

537 TOP TOP Post Prep Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

537 TOP TOP Post Prep Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

537 TOP TOP Post Prep Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

537 TOP TOP Post Prep Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

537 TOP TOP Post Prep Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

537 TOP TOP Post Prep Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

537 TOP TOP Post Prep Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

537 TOP TOP Post Prep Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

537 TOP TOP Post Prep Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)
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Method Summary
Job ID: 410-227901-1Client: Hart & Hickman, PC

Project/Site: Youngs Cleaners (DC290002)

Method Method Description LaboratoryProtocol

EPA537 IDA EPA 537 Isotope Dilution ELLE

EPA537 TOP Fluorinated Alkyl Substances ELLE

EPAMoisture Percent Moisture ELLE

EPA537 (mod) EPA 537 Isotope Dilution ELLE

EPAEPA 537 (Mod) EPA 537 Isotope Dilution ELLE

NoneExtract Aliquot Preparation, Extract Aliquot ELLE

SW846TOP Post Prep Solid-Phase Extraction (SPE) ELLE

SW846TOP Post-Prep Shake Extraction with Ultrasonic Bath Extraction ELLE

Protocol References:

EPA = US Environmental Protection Agency

None = None

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Sample Summary
Client: Hart & Hickman, PC Job ID: 410-227901-1
Project/Site: Youngs Cleaners (DC290002)

Lab Sample ID Client Sample ID Matrix Collected Received Sample Origin

410-227901-1 DC290002-VS Water 06/16/25 10:30 06/18/25 10:10 North Carolina

410-227901-2 DC290002-SPOT Water 06/16/25 10:40 06/18/25 10:10 North Carolina

410-227901-3 DC290002-DET Solid 06/16/25 10:45 06/18/25 10:10 North Carolina
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-227901-1

Login Number: 227901

Question Answer Comment

Creator: Ballard, Megan

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC

This receipt checklist is generated for all samples received in this Login. It may not be applicable to all Jobs associated with this Login.

Page 68 of 68 12/15/2025 (Rev. 2)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



PRODUCT SAMPLES 



ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203
Generated 2/4/2026 9:18:07 AM  Revision 1

JOB DESCRIPTION
NC DSCA PFAS Pilot Study

JOB NUMBER
410-243791-1

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
2/4/2026 9:18:07 AM
Revision 1

Authorized for release by
Joshua Burdelik, IT Support
Joshua.Burdelik@et.eurofinsus.com
Designee for
David Barnhart, Senior Project Manager
David.Barnhart@et.eurofinsus.comDavid.Barnhart@et.eurofinsus.com
(717)656-2300
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Eurofins Lancaster Laboratories Environment Testing, LLC

Compliance Statement
Analytical test results meet all requirements of the associated regulatory program (e.g., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.  Data qualifiers are applied to note exceptions.  Noncompliant quality
control (QC) is further explained in narrative comments.  
·	QC results that exceed the upper limits and are associated with non-detect samples are qualified but further narration is not
required since the bias is high and does not change a non-detect result. Further narration is also not required with QC blank
detection when the associated sample concentration is non-detect or more than ten times the level in the blank.
·	Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD is performed, unless otherwise specified in the method.
·	Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.
Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Measurement uncertainty values, as applicable, are available upon request.

Test results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved,
the test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please
contact us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member
of our staff. Times are local to the area of activity. Parameters listed in the 40 CFR Part 136 Table II as "analyze
immediately" and tested in the laboratory are not performed within 15 minutes of collection.

This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the
sample as submitted. The foregoing express warranty is exclusive and is given in lieu of all other warranties, expressed or
implied, except as otherwise agreed. We disclaim any other warranties, expressed or implied, including a warranty of fitness
for particular purpose and warranty of merchantability. In no event shall Eurofins Lancaster Laboratories Environmental, LLC
be liable for indirect, special, consequential, or incidental damages including, but not limited to, damages for loss of profit or
goodwill regardless of (A) the negligence (either sole or concurrent) of Eurofins Lancaster Laboratories Environmental and
(B) whether Eurofins Lancaster Laboratories Environmental has been informed of the possibility of such damages. We
accept no legal responsibility for the purposes for which the client uses the test results. Except as otherwise agreed, no
purchase order or other order for work shall be accepted by Eurofins Lancaster Laboratories Environmental which includes
any conditions that vary from the Standard Terms and Conditions, and Eurofins Lancaster Laboratories Environmental
hereby objects to any conflicting terms contained in any acceptance or order submitted by client.

Page 3 of 52 2/4/2026 (Rev. 1)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Table of Contents

Client: Hart & Hickman, PC
Project/Site: NC DSCA PFAS Pilot Study

Laboratory Job ID: 410-243791-1

Page 4 of 52
Eurofins Lancaster Laboratories Environment Testing, LLC

2/4/2026 (Rev. 1)

Cover Page . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1

Table of Contents . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 4

Definitions/Glossary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5

Case Narrative . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 6

Detection Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 8

Client Sample Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 9

Surrogate Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 20

Isotope Dilution Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 21

QC Sample Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 25

QC Association Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 43

Lab Chronicle . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 45

Certification Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 46

Method Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 49

Sample Summary . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 50

Chain of Custody . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51

Receipt Checklists . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 52

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Definitions/Glossary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Qualifiers

LCMS
Qualifier Description

*5- Isotope dilution analyte is outside acceptance limits, low biased.

Qualifier

*5+ Isotope dilution analyte is outside acceptance limits, high biased.

B Compound was found in the blank and sample.

cn Refer to Case Narrative for further detail

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Glossary
These commonly used abbreviations may or may not be present in this report.

☼ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Lancaster Laboratories Environment Testing, LLC
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Job Narrative
410-243791-1

REVISION

The report being provided is a revision of the original report sent on 10/24/2025. The report (revision 1) is being revised due to an
update to the case narrative to include all relevent information, reletive to method 537.

The analytical test results presented in this report meet all requirements of the associated regulatory program listed on the
Accreditation/Certification Summary Page, unless otherwise noted. Data qualifiers and/or narrative comments are included to
explain any exceptions, if applicable. Regulated compliance samples (e.g. SDWA, NPDES) must comply with associated agency
requirements/permits.

· Matrix-specific batch QC (e.g., MS, MSD, SD) may not be reported when insufficient sample volume is available or when site-
specific QC samples are not submitted. In such cases, a Laboratory Control Sample Duplicate (LCSD) may be analyzed to
provide precision data for the batch.

· For samples analyzed using surrogate and/or isotope dilution analytes, any recoveries falling outside of established
acceptance criteria are re-prepared and/or re-analyzed to confirm results, unless the deviation is due to sample dilution or
otherwise explained in the case narrative.

Receipt
The samples were received on 9/25/2025 9:50 AM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperature of the cooler at receipt time was 3.7°C.

PFAS
Method 537 TOP - Post-Treatment: The recovery for labeled isotope: d3-NMeFOSAA, d5-NEtFOSAA, M2-6:2 FTS and M2-8:2
FTS is outside the QC acceptance limits in the closing continuing calibration verification standard. Since the recovery for the
labeled isotope is within QC limits in the following samples: DC-VS (410-243791-1), DC-SPOT-1 (410-243791-2) and DC-SPOT-2
(410-243791-3), the data is reported.

Method 537 TOP - Post-Treatment: The recovery for target analytes: M2-6:2 FTS and M2-8:2 FTS are outside the QC acceptance
limits in the closing continuing calibration verification standard due to the matrix of the samples.

Method 537 TOP - Post-Treatment: The recovery for the labeled isotope: M2-6:2 FTS and M2-8:2 FTS in the following samples:
DC-SPOT-1 (410-243791-2) and DC-SPOT-2 (410-243791-3) is outside the QC acceptance limits. Since the recovery is high and
the native analyte is not detected in the sample, the data is reported.

Method 537 TOP - Post-Treatment: The sample injection standard peak areas in the following samples: DC-SPOT-1
(410-243791-2) and DC-SPOT-2 (410-243791-3) are outside of the QC limits for both the initial injection and the re-injection. The
values here are from the initial injection of the sample.

Method 537 TOP - Post-Treatment: Isotope dilution analyte (IDA) 13C4 PFBA and 13C2 PFTeDA recoveries were outside QC
acceptance criteria in samples DC-SPOT-1 (410-243791-2) and DC-SPOT-2 (410-243791-3). The isotope dilution technique
corrects the results for the target analytes for any losses that occur during the sample extraction and/or concentration. For all
IDA’s, the signal to noise was greater than 10:1, therefore the data is reported.

Method 537 IDA: The recoveries for 13C2-6:2 FTS and 13C2-8:2 FTS are above the QC acceptance limits in the closing
continuing calibration verification standard. Since the recoveries for the labeled isotopes are within the QC acceptance limits in DC-
VS (410-243791-1), the data are reported.

Method 537 IDA: The recovery for target analyte 3-Perfluoropropylpropanoic acid (3:3 FTCA) is outside the QC acceptance limits
in the opening and closing continuing calibration verification standard. Since the result is high and target is not detected in the
following samples: DC-SPOT-1 (410-243791-2) and DC-SPOT-2 (410-243791-3), the data is reported.

Method 537 IDA: The recovery for the labeled isotope: 13C2-4:2 FTS, 13C2-6:2 FTS and 13C2-8:2 FTS in the following samples:
DC-SPOT-1 (410-243791-2) and DC-SPOT-2 (410-243791-3) is outside the QC acceptance limits. Since the recovery is high and
the native analyte is not detected in the sample, the data is reported.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-243791-1
Project: NC DSCA PFAS Pilot Study

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-243791-1 Eurofins Lancaster Laboratories Environment
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No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-243791-1
Project: NC DSCA PFAS Pilot Study

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-243791-1 (Continued) Eurofins Lancaster Laboratories Environment
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Detection Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Client Sample ID: DC-VS Lab Sample ID: 410-243791-1

Perfluorodecanoic acid (PFDA)

RL

1000 ng/L

MDL

250

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

1J B340 537 TOP

Perfluoro-3-methoxypropanoic acid 

(PFMPA)

1000 ng/L250 Post-Treatme

nt

1450 J 537 TOP

Client Sample ID: DC-SPOT-1 Lab Sample ID: 410-243791-2

Perfluorobutanoic acid (PFBA)

RL

2500 ng/L

MDL

980

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA1J1300 537 IDA

Perfluorodecanoic acid (PFDA) 1000 ng/L250 Post-Treatme

nt

1540 J B cn 537 TOP

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1000 ng/L250 Post-Treatme

nt

15600 cn 537 TOP

Client Sample ID: DC-SPOT-2 Lab Sample ID: 410-243791-3

Perfluorodecanoic acid (PFDA)

RL

1000 ng/L

MDL

250

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

1J B cn320 537 TOP

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-1Client Sample ID: DC-VS
Matrix: WaterDate Collected: 09/23/25 15:30

Date Received: 09/25/25 09:50

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

ND 970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

2400 2000 ng/L 10/03/25 14:34 10/10/25 17:02 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1500 490 ng/L 10/03/25 14:34 10/10/25 17:02 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

1500 490 ng/L 10/03/25 14:34 10/10/25 17:02 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1500 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

2400 490 ng/L 10/03/25 14:34 10/10/25 17:02 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1500 490 ng/L 10/03/25 14:34 10/10/25 17:02 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

970 290 ng/L 10/03/25 14:34 10/10/25 17:02 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1500 490 ng/L 10/03/25 14:34 10/10/25 17:02 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1500 490 ng/L 10/03/25 14:34 10/10/25 17:02 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorobutanesulfonic acid (PFBS)

2400 970 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorobutanoic acid (PFBA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorodecanesulfonic acid (PFDS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorodecanoic acid (PFDA)

1500 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorododecanesulfonic acid 

(PFDoS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorododecanoic acid (PFDoA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluoroheptanoic acid (PFHpA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorohexanesulfonic acid (PFHxS)

970 440 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorohexanoic acid (PFHxA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorononanesulfonic acid (PFNS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorononanoic acid (PFNA)

970 340 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorooctanesulfonamide (PFOSA)

970 490 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorooctanesulfonic acid (PFOS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorooctanoic acid (PFOA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluoropentanesulfonic acid 

(PFPeS)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluoropentanoic acid (PFPeA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorotetradecanoic acid (PFTeDA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluorotridecanoic acid (PFTrDA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluoroundecanoic acid (PFUnA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-1Client Sample ID: DC-VS
Matrix: WaterDate Collected: 09/23/25 15:30

Date Received: 09/25/25 09:50

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)
RL MDL

ND 970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluoro-3-methoxypropanoic acid 

(PFMPA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

970 240 ng/L 10/03/25 14:34 10/10/25 17:02 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 109 19 - 191 10/03/25 14:34 10/10/25 17:02 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2-6:2 FTS 131 cn 10/03/25 14:34 10/10/25 17:02 113 - 200

13C2-8:2 FTS 122 cn 10/03/25 14:34 10/10/25 17:02 110 - 200

13C2-PFTeDA 88 10/03/25 14:34 10/10/25 17:02 110 - 186

13C3-HFPO-DA 80 10/03/25 14:34 10/10/25 17:02 110 - 140

13C3-PFBS 109 10/03/25 14:34 10/10/25 17:02 124 - 176

13C4-PFBA 105 10/03/25 14:34 10/10/25 17:02 126 - 162

13C4-PFHpA 106 10/03/25 14:34 10/10/25 17:02 110 - 193

13C5-PFPeA 102 10/03/25 14:34 10/10/25 17:02 115 - 162

13C8-PFOA 107 10/03/25 14:34 10/10/25 17:02 127 - 160

13C8-PFOS 110 10/03/25 14:34 10/10/25 17:02 122 - 172

d3-NMeFOSAA 109 10/03/25 14:34 10/10/25 17:02 110 - 198

d5-NEtFOSAA 104 10/03/25 14:34 10/10/25 17:02 110 - 200

d7-N-MeFOSE-M 47 10/03/25 14:34 10/10/25 17:02 110 - 181

d9-N-EtFOSE-M 51 10/03/25 14:34 10/10/25 17:02 110 - 182

13C3-PFHxS 120 10/03/25 14:34 10/10/25 17:02 111 - 180

13C5-PFHxA 95 10/03/25 14:34 10/10/25 17:02 110 - 176

13C6-PFDA 106 10/03/25 14:34 10/10/25 17:02 119 - 168

13C7-PFUnA 95 10/03/25 14:34 10/10/25 17:02 110 - 182

d3-NMePFOSA 15 10/03/25 14:34 10/10/25 17:02 110 - 137

d5-NEtPFOSA 15 10/03/25 14:34 10/10/25 17:02 110 - 130

13C8-PFOSA 72 10/03/25 14:34 10/10/25 17:02 110 - 149

13C2-PFDoA 92 10/03/25 14:34 10/10/25 17:02 110 - 183

13C9-PFNA 101 10/03/25 14:34 10/10/25 17:02 110 - 198

13C-6:2 FTCA 93 10/03/25 14:34 10/10/25 17:02 110 - 185

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment  
RL MDL

ND 1000 500 ng/L 10/03/25 07:57 10/12/25 05:31 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluoropentanoic acid (PFPeA)

1000 500 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorohexanoic acid (PFHxA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluoroheptanoic acid (PFHpA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorooctanoic acid (PFOA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorononanoic acid (PFNA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1340 J BPerfluorodecanoic acid (PFDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluoroundecanoic acid (PFUnA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorododecanoic acid (PFDoA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorotridecanoic acid (PFTrDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorotetradecanoic acid (PFTeDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorobutanesulfonic acid (PFBS)
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-1Client Sample ID: DC-VS
Matrix: WaterDate Collected: 09/23/25 15:30

Date Received: 09/25/25 09:50

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)
RL MDL

ND 1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluoropentanesulfonic acid 

(PFPeS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorohexanesulfonic acid (PFHxS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorooctanesulfonic acid (PFOS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorononanesulfonic acid (PFNS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorodecanesulfonic acid (PFDS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorododecanesulfonic acid 

(PFDoS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

1000 550 ng/L 10/03/25 07:57 10/12/25 05:31 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1000 300 ng/L 10/03/25 07:57 10/12/25 05:31 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluorooctanesulfonamide (PFOSA)

1000 350 ng/L 10/03/25 07:57 10/12/25 05:31 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1000 800 ng/L 10/03/25 07:57 10/12/25 05:31 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1450 JPerfluoro-3-methoxypropanoic 
acid (PFMPA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1ND11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1ND3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:31 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1000 550 ng/L 10/03/25 07:57 10/12/25 05:31 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 86 17 - 153 10/03/25 07:57 10/12/25 05:31 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 95 10/03/25 07:57 10/12/25 05:31 119 - 178

13C5 PFHxA 76 10/03/25 07:57 10/12/25 05:31 126 - 156
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-1Client Sample ID: DC-VS
Matrix: WaterDate Collected: 09/23/25 15:30

Date Received: 09/25/25 09:50

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)

13C4 PFHpA 54 33 - 158 10/03/25 07:57 10/12/25 05:31 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8 PFOA 120 10/03/25 07:57 10/12/25 05:31 135 - 146

13C9 PFNA 86 10/03/25 07:57 10/12/25 05:31 137 - 157

13C6 PFDA 84 10/03/25 07:57 10/12/25 05:31 136 - 152

13C7 PFUnA 83 10/03/25 07:57 10/12/25 05:31 132 - 155

13C2-PFDoDA 93 10/03/25 07:57 10/12/25 05:31 123 - 149

13C2 PFTeDA 90 10/03/25 07:57 10/12/25 05:31 117 - 149

13C3 PFBS 108 10/03/25 07:57 10/12/25 05:31 120 - 198

13C3 PFHxS 70 10/03/25 07:57 10/12/25 05:31 135 - 165

13C8 PFOS 91 10/03/25 07:57 10/12/25 05:31 141 - 155

13C8 FOSA 74 10/03/25 07:57 10/12/25 05:31 120 - 142

d5-NEtFOSAA 102 cn 10/03/25 07:57 10/12/25 05:31 128 - 188

M2-6:2 FTS 159 cn 10/03/25 07:57 10/12/25 05:31 125 - 189

M2-8:2 FTS 138 cn 10/03/25 07:57 10/12/25 05:31 128 - 192

13C3 HFPO-DA 73 10/03/25 07:57 10/12/25 05:31 126 - 161

d7-N-MeFOSE-M 80 10/03/25 07:57 10/12/25 05:31 110 - 155

d9-N-EtFOSE-M 76 10/03/25 07:57 10/12/25 05:31 110 - 147

d5-NEtPFOSA 57 10/03/25 07:57 10/12/25 05:31 110 - 130

d3-NMePFOSA 61 10/03/25 07:57 10/12/25 05:31 110 - 130

13C-6:2 FTCA 76 10/03/25 07:57 10/12/25 05:31 118 - 186

13C2 PFHxA 62 38 - 139 10/03/25 07:57 10/12/25 05:31 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFUnA 67 10/03/25 07:57 10/12/25 05:31 129 - 153

13C4 PFOA 80 10/03/25 07:57 10/12/25 05:31 123 - 190

Lab Sample ID: 410-243791-2Client Sample ID: DC-SPOT-1
Matrix: WaterDate Collected: 09/23/25 15:45

Date Received: 09/25/25 09:50

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

ND 980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

2500 2100 ng/L 10/03/25 14:34 10/13/25 13:13 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1500 490 ng/L 10/03/25 14:34 10/13/25 13:13 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

1500 490 ng/L 10/03/25 14:34 10/13/25 13:13 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1500 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

2500 490 ng/L 10/03/25 14:34 10/13/25 13:13 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1500 490 ng/L 10/03/25 14:34 10/13/25 13:13 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-2Client Sample ID: DC-SPOT-1
Matrix: WaterDate Collected: 09/23/25 15:45

Date Received: 09/25/25 09:50

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)
RL MDL

ND 980 290 ng/L 10/03/25 14:34 10/13/25 13:13 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1500 490 ng/L 10/03/25 14:34 10/13/25 13:13 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1500 490 ng/L 10/03/25 14:34 10/13/25 13:13 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorobutanesulfonic acid (PFBS)

2500 980 ng/L 10/03/25 14:34 10/13/25 13:13 11300 JPerfluorobutanoic acid (PFBA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorodecanesulfonic acid (PFDS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorodecanoic acid (PFDA)

1500 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorododecanesulfonic acid 

(PFDoS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorododecanoic acid (PFDoA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoroheptanoic acid (PFHpA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorohexanesulfonic acid (PFHxS)

980 440 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorohexanoic acid (PFHxA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorononanesulfonic acid (PFNS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorononanoic acid (PFNA)

980 340 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorooctanesulfonamide (PFOSA)

980 490 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorooctanesulfonic acid (PFOS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorooctanoic acid (PFOA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoropentanesulfonic acid 

(PFPeS)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoropentanoic acid (PFPeA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorotetradecanoic acid (PFTeDA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluorotridecanoic acid (PFTrDA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoroundecanoic acid (PFUnA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1ND cn3-Perfluoropropylpropanoic acid (3:3 

FTCA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

980 250 ng/L 10/03/25 14:34 10/13/25 13:13 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 806 *5+ cn 19 - 191 10/03/25 14:34 10/13/25 13:13 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2-6:2 FTS 842 *5+ cn 10/03/25 14:34 10/13/25 13:13 113 - 200

13C2-8:2 FTS 615 *5+ cn 10/03/25 14:34 10/13/25 13:13 110 - 200

13C2-PFTeDA 13 10/03/25 14:34 10/13/25 13:13 110 - 186

13C3-HFPO-DA 98 10/03/25 14:34 10/13/25 13:13 110 - 140

13C3-PFBS 92 10/03/25 14:34 10/13/25 13:13 124 - 176

13C4-PFBA 76 10/03/25 14:34 10/13/25 13:13 126 - 162

13C4-PFHpA 94 10/03/25 14:34 10/13/25 13:13 110 - 193
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-2Client Sample ID: DC-SPOT-1
Matrix: WaterDate Collected: 09/23/25 15:45

Date Received: 09/25/25 09:50

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)

13C5-PFPeA 84 15 - 162 10/03/25 14:34 10/13/25 13:13 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8-PFOA 87 10/03/25 14:34 10/13/25 13:13 127 - 160

13C8-PFOS 93 10/03/25 14:34 10/13/25 13:13 122 - 172

d3-NMeFOSAA 156 10/03/25 14:34 10/13/25 13:13 110 - 198

d5-NEtFOSAA 81 10/03/25 14:34 10/13/25 13:13 110 - 200

d7-N-MeFOSE-M 32 10/03/25 14:34 10/13/25 13:13 110 - 181

d9-N-EtFOSE-M 12 10/03/25 14:34 10/13/25 13:13 110 - 182

13C3-PFHxS 113 10/03/25 14:34 10/13/25 13:13 111 - 180

13C5-PFHxA 110 10/03/25 14:34 10/13/25 13:13 110 - 176

13C6-PFDA 97 10/03/25 14:34 10/13/25 13:13 119 - 168

13C7-PFUnA 58 10/03/25 14:34 10/13/25 13:13 110 - 182

d3-NMePFOSA 46 10/03/25 14:34 10/13/25 13:13 110 - 137

d5-NEtPFOSA 22 10/03/25 14:34 10/13/25 13:13 110 - 130

13C8-PFOSA 26 10/03/25 14:34 10/13/25 13:13 110 - 149

13C2-PFDoA 69 10/03/25 14:34 10/13/25 13:13 110 - 183

13C9-PFNA 100 10/03/25 14:34 10/13/25 13:13 110 - 198

13C-6:2 FTCA 115 10/03/25 14:34 10/13/25 13:13 110 - 185

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment  
RL MDL

ND cn 1000 500 ng/L 10/03/25 07:57 10/12/25 05:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoropentanoic acid (PFPeA)

1000 500 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorohexanoic acid (PFHxA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoroheptanoic acid (PFHpA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorooctanoic acid (PFOA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorononanoic acid (PFNA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1540 J B cnPerfluorodecanoic acid (PFDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoroundecanoic acid (PFUnA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorododecanoic acid (PFDoA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorotridecanoic acid (PFTrDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorotetradecanoic acid (PFTeDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorobutanesulfonic acid (PFBS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoropentanesulfonic acid 

(PFPeS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorohexanesulfonic acid (PFHxS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoroheptanesulfonic acid 

(PFHpS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorooctanesulfonic acid (PFOS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorononanesulfonic acid (PFNS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorodecanesulfonic acid (PFDS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorododecanesulfonic acid 

(PFDoS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

1000 550 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1000 300 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluorooctanesulfonamide (PFOSA)

1000 350 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnN-methylperfluorooctane sulfonamide 

(NMeFOSA)

Eurofins Lancaster Laboratories Environment Testing, LLC

Page 14 of 52 2/4/2026 (Rev. 1)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-2Client Sample ID: DC-SPOT-1
Matrix: WaterDate Collected: 09/23/25 15:45

Date Received: 09/25/25 09:50

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)
RL MDL

ND cn 1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 15600 cnN-ethylperfluorooctane 
sulfonamidoethanol (NEtFOSE)

1000 800 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cnPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1000 550 ng/L 10/03/25 07:57 10/12/25 05:45 1ND cn3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 6 *5- cn 17 - 153 10/03/25 07:57 10/12/25 05:45 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 20 cn 10/03/25 07:57 10/12/25 05:45 119 - 178

13C5 PFHxA 76 cn 10/03/25 07:57 10/12/25 05:45 126 - 156

13C4 PFHpA 60 cn 10/03/25 07:57 10/12/25 05:45 133 - 158

13C8 PFOA 119 cn 10/03/25 07:57 10/12/25 05:45 135 - 146

13C9 PFNA 64 cn 10/03/25 07:57 10/12/25 05:45 137 - 157

13C6 PFDA 98 cn 10/03/25 07:57 10/12/25 05:45 136 - 152

13C7 PFUnA 88 cn 10/03/25 07:57 10/12/25 05:45 132 - 155

13C2-PFDoDA 99 cn 10/03/25 07:57 10/12/25 05:45 123 - 149

13C2 PFTeDA 5 *5- cn 10/03/25 07:57 10/12/25 05:45 117 - 149

13C3 PFBS 101 cn 10/03/25 07:57 10/12/25 05:45 120 - 198

13C3 PFHxS 107 cn 10/03/25 07:57 10/12/25 05:45 135 - 165

13C8 PFOS 90 cn 10/03/25 07:57 10/12/25 05:45 141 - 155

13C8 FOSA 64 cn 10/03/25 07:57 10/12/25 05:45 120 - 142

d5-NEtFOSAA 108 cn 10/03/25 07:57 10/12/25 05:45 128 - 188

M2-6:2 FTS 465 *5+ cn 10/03/25 07:57 10/12/25 05:45 125 - 189

M2-8:2 FTS 433 *5+ cn 10/03/25 07:57 10/12/25 05:45 128 - 192

13C3 HFPO-DA 63 cn 10/03/25 07:57 10/12/25 05:45 126 - 161

d7-N-MeFOSE-M 48 cn 10/03/25 07:57 10/12/25 05:45 110 - 155

d9-N-EtFOSE-M 30 cn 10/03/25 07:57 10/12/25 05:45 110 - 147
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-2Client Sample ID: DC-SPOT-1
Matrix: WaterDate Collected: 09/23/25 15:45

Date Received: 09/25/25 09:50

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)

d5-NEtPFOSA 23 cn 10 - 130 10/03/25 07:57 10/12/25 05:45 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

d3-NMePFOSA 78 cn 10/03/25 07:57 10/12/25 05:45 110 - 130

13C-6:2 FTCA 67 cn 10/03/25 07:57 10/12/25 05:45 118 - 186

13C2 PFHxA 66 cn 38 - 139 10/03/25 07:57 10/12/25 05:45 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFUnA 52 cn 10/03/25 07:57 10/12/25 05:45 129 - 153

13C4 PFOA 75 cn 10/03/25 07:57 10/12/25 05:45 123 - 190

Lab Sample ID: 410-243791-3Client Sample ID: DC-SPOT-2
Matrix: WaterDate Collected: 09/23/25 16:00

Date Received: 09/25/25 09:50

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

ND 950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1ND1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

2400 2000 ng/L 10/03/25 14:34 10/13/25 13:28 1ND1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1400 480 ng/L 10/03/25 14:34 10/13/25 13:28 1ND1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1ND9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1ND4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

1400 480 ng/L 10/03/25 14:34 10/13/25 13:28 1NDHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1400 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

2400 480 ng/L 10/03/25 14:34 10/13/25 13:28 1NDN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1400 480 ng/L 10/03/25 14:34 10/13/25 13:28 1NDN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

950 290 ng/L 10/03/25 14:34 10/13/25 13:28 1NDN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1400 480 ng/L 10/03/25 14:34 10/13/25 13:28 1NDN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1400 480 ng/L 10/03/25 14:34 10/13/25 13:28 1NDN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorobutanesulfonic acid (PFBS)

2400 950 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorobutanoic acid (PFBA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorodecanesulfonic acid (PFDS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorodecanoic acid (PFDA)

1400 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorododecanesulfonic acid 

(PFDoS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorododecanoic acid (PFDoA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoroheptanesulfonic acid 

(PFHpS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoroheptanoic acid (PFHpA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorohexanesulfonic acid (PFHxS)

950 430 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorohexanoic acid (PFHxA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorononanesulfonic acid (PFNS)
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-3Client Sample ID: DC-SPOT-2
Matrix: WaterDate Collected: 09/23/25 16:00

Date Received: 09/25/25 09:50

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)
RL MDL

ND 950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorononanoic acid (PFNA)

950 330 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorooctanesulfonamide (PFOSA)

950 480 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorooctanesulfonic acid (PFOS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorooctanoic acid (PFOA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoropentanesulfonic acid 

(PFPeS)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoropentanoic acid (PFPeA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorotetradecanoic acid (PFTeDA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluorotridecanoic acid (PFTrDA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoroundecanoic acid (PFUnA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1ND cn3-Perfluoropropylpropanoic acid (3:3 

FTCA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoro-3-methoxypropanoic acid 

(PFMPA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1ND3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1ND3-Perfluoropentylpropanoic acid (5:3 

FTCA)

950 240 ng/L 10/03/25 14:34 10/13/25 13:28 1NDPerfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 740 *5+ cn 19 - 191 10/03/25 14:34 10/13/25 13:28 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2-6:2 FTS 757 *5+ cn 10/03/25 14:34 10/13/25 13:28 113 - 200

13C2-8:2 FTS 409 *5+ cn 10/03/25 14:34 10/13/25 13:28 110 - 200

13C2-PFTeDA 44 10/03/25 14:34 10/13/25 13:28 110 - 186

13C3-HFPO-DA 86 10/03/25 14:34 10/13/25 13:28 110 - 140

13C3-PFBS 67 10/03/25 14:34 10/13/25 13:28 124 - 176

13C4-PFBA 64 10/03/25 14:34 10/13/25 13:28 126 - 162

13C4-PFHpA 97 10/03/25 14:34 10/13/25 13:28 110 - 193

13C5-PFPeA 68 10/03/25 14:34 10/13/25 13:28 115 - 162

13C8-PFOA 75 10/03/25 14:34 10/13/25 13:28 127 - 160

13C8-PFOS 82 10/03/25 14:34 10/13/25 13:28 122 - 172

d3-NMeFOSAA 119 10/03/25 14:34 10/13/25 13:28 110 - 198

d5-NEtFOSAA 125 10/03/25 14:34 10/13/25 13:28 110 - 200

d7-N-MeFOSE-M 51 10/03/25 14:34 10/13/25 13:28 110 - 181

d9-N-EtFOSE-M 13 10/03/25 14:34 10/13/25 13:28 110 - 182

13C3-PFHxS 88 10/03/25 14:34 10/13/25 13:28 111 - 180

13C5-PFHxA 115 10/03/25 14:34 10/13/25 13:28 110 - 176

13C6-PFDA 74 10/03/25 14:34 10/13/25 13:28 119 - 168

13C7-PFUnA 63 10/03/25 14:34 10/13/25 13:28 110 - 182

d3-NMePFOSA 61 10/03/25 14:34 10/13/25 13:28 110 - 137

d5-NEtPFOSA 25 10/03/25 14:34 10/13/25 13:28 110 - 130

13C8-PFOSA 36 10/03/25 14:34 10/13/25 13:28 110 - 149

13C2-PFDoA 52 10/03/25 14:34 10/13/25 13:28 110 - 183

13C9-PFNA 114 10/03/25 14:34 10/13/25 13:28 110 - 198

13C-6:2 FTCA 135 10/03/25 14:34 10/13/25 13:28 110 - 185
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-3Client Sample ID: DC-SPOT-2
Matrix: WaterDate Collected: 09/23/25 16:00

Date Received: 09/25/25 09:50

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment  
RL MDL

ND cn 1000 500 ng/L 10/03/25 07:57 10/12/25 05:59 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoropentanoic acid (PFPeA)

1000 500 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorohexanoic acid (PFHxA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoroheptanoic acid (PFHpA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorooctanoic acid (PFOA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorononanoic acid (PFNA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1320 J B cnPerfluorodecanoic acid (PFDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoroundecanoic acid (PFUnA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorododecanoic acid (PFDoA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorotridecanoic acid (PFTrDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorotetradecanoic acid (PFTeDA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorobutanesulfonic acid (PFBS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoropentanesulfonic acid 

(PFPeS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorohexanesulfonic acid (PFHxS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoroheptanesulfonic acid 

(PFHpS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorooctanesulfonic acid (PFOS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorononanesulfonic acid (PFNS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorodecanesulfonic acid (PFDS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorododecanesulfonic acid 

(PFDoS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

1000 550 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

1000 300 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluorooctanesulfonamide (PFOSA)

1000 350 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnN-methylperfluorooctane sulfonamide 

(NMeFOSA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

1000 800 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoro-3-methoxypropanoic acid 

(PFMPA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoro-4-methoxybutanoic acid  

(PFMBA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)
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Client Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID: 410-243791-3Client Sample ID: DC-SPOT-2
Matrix: WaterDate Collected: 09/23/25 16:00

Date Received: 09/25/25 09:50

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)
RL MDL

ND cn 1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cnPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn3-Perfluoropropylpropanoic acid (3:3 

FTCA)

1000 250 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn3-Perfluoropentylpropanoic acid (5:3 

FTCA)

1000 550 ng/L 10/03/25 07:57 10/12/25 05:59 1ND cn3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 34 cn 17 - 153 10/03/25 07:57 10/12/25 05:59 1

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 84 cn 10/03/25 07:57 10/12/25 05:59 119 - 178

13C5 PFHxA 55 cn 10/03/25 07:57 10/12/25 05:59 126 - 156

13C4 PFHpA 58 cn 10/03/25 07:57 10/12/25 05:59 133 - 158

13C8 PFOA 113 cn 10/03/25 07:57 10/12/25 05:59 135 - 146

13C9 PFNA 80 cn 10/03/25 07:57 10/12/25 05:59 137 - 157

13C6 PFDA 89 cn 10/03/25 07:57 10/12/25 05:59 136 - 152

13C7 PFUnA 64 cn 10/03/25 07:57 10/12/25 05:59 132 - 155

13C2-PFDoDA 71 cn 10/03/25 07:57 10/12/25 05:59 123 - 149

13C2 PFTeDA 90 cn 10/03/25 07:57 10/12/25 05:59 117 - 149

13C3 PFBS 157 cn 10/03/25 07:57 10/12/25 05:59 120 - 198

13C3 PFHxS 98 cn 10/03/25 07:57 10/12/25 05:59 135 - 165

13C8 PFOS 91 cn 10/03/25 07:57 10/12/25 05:59 141 - 155

13C8 FOSA 63 cn 10/03/25 07:57 10/12/25 05:59 120 - 142

d5-NEtFOSAA 73 cn 10/03/25 07:57 10/12/25 05:59 128 - 188

M2-6:2 FTS 483 *5+ cn 10/03/25 07:57 10/12/25 05:59 125 - 189

M2-8:2 FTS 383 *5+ cn 10/03/25 07:57 10/12/25 05:59 128 - 192

13C3 HFPO-DA 68 cn 10/03/25 07:57 10/12/25 05:59 126 - 161

d7-N-MeFOSE-M 39 cn 10/03/25 07:57 10/12/25 05:59 110 - 155

d9-N-EtFOSE-M 32 cn 10/03/25 07:57 10/12/25 05:59 110 - 147

d5-NEtPFOSA 33 cn 10/03/25 07:57 10/12/25 05:59 110 - 130

d3-NMePFOSA 55 cn 10/03/25 07:57 10/12/25 05:59 110 - 130

13C-6:2 FTCA 65 cn 10/03/25 07:57 10/12/25 05:59 118 - 186

13C2 PFHxA 50 cn 38 - 139 10/03/25 07:57 10/12/25 05:59 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFUnA 33 cn 10/03/25 07:57 10/12/25 05:59 129 - 153

13C4 PFOA 72 cn 10/03/25 07:57 10/12/25 05:59 123 - 190
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Surrogate Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID

PFHxA PFUnA PFOA

MB 410-708636/2-B

Percent Surrogate Recovery (Acceptance Limits)

Method Blank

Surrogate Legend

PFHxA = 13C2 PFHxA

PFUnA = 13C2 PFUnA

PFOA = 13C4 PFOA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (38-139) (29-153) (23-190)

PFHxA PFUnA PFOA

62 67 80410-243791-1

Percent Surrogate Recovery (Acceptance Limits)

DC-VS

66 cn 52 cn 75 cn410-243791-2 DC-SPOT-1

50 cn 33 cn 72 cn410-243791-3 DC-SPOT-2

Surrogate Legend

PFHxA = 13C2 PFHxA

PFUnA = 13C2 PFUnA

PFOA = 13C4 PFOA
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Isotope Dilution Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (19-191) (13-200) (10-200) (10-186) (10-140) (24-176) (26-162) (10-193)

M242FTS M262FTS M282FTS PFTDA HFPODA C3PFBS PFBA C4PFHA

109 131 cn 122 cn 88 80 109 105 106410-243791-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-VS

806 *5+ 

cn

842 *5+ 

cn

615 *5+ 

cn

9813 92 76 94410-243791-2 DC-SPOT-1

740 *5+ 

cn

757 *5+ 

cn

409 *5+ 

cn

8644 67 64 97410-243791-3 DC-SPOT-2

104 121 126 8699 98 96 96LCS 410-708902/2-B Lab Control Sample

98 93 88 9680 87 98 94LCS 410-708902/2-B Lab Control Sample

134 132 125 8296 103 99 97LCSD 410-708902/3-B Lab Control Sample Dup

125 96 96 9886 94 102 97LCSD 410-708902/3-B Lab Control Sample Dup

103 111 105 8589 99 97 100MB 410-708902/1-B Method Blank

97 93 93 9982 87 94 90MB 410-708902/1-B Method Blank

Lab Sample ID Client Sample ID (15-162) (27-160) (22-172) (10-198) (10-200) (10-181) (10-182) (11-180)

PFPeA C8PFOA C8PFOS d3NMFOS d5NEFOS NMFM NEFM C3PFHS

102 107 110 109 104 47 51 120410-243791-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-VS

84 87 93 81156 32 12 113410-243791-2 DC-SPOT-1

68 75 82 125119 51 13 88410-243791-3 DC-SPOT-2

93 102 99 102106 51 51 117LCS 410-708902/2-B Lab Control Sample

91 87 98 10396 41 40 97LCS 410-708902/2-B Lab Control Sample

93 102 102 102101 51 57 115LCSD 410-708902/3-B Lab Control Sample Dup

93 91 102 11598 47 47 98LCSD 410-708902/3-B Lab Control Sample Dup

92 103 104 9799 48 49 118MB 410-708902/1-B Method Blank

90 93 99 10295 40 42 98MB 410-708902/1-B Method Blank

Lab Sample ID Client Sample ID (10-176) (19-168) (10-182) (10-137) (10-130) (10-149) (10-183) (10-198)

13C5PHA C6PFDA 13C7PUA d3NMFSA d5NPFSA PFOSA PFDoDA C9PFNA

95 106 95 15 15 72 92 101410-243791-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-VS

110 97 58 2246 26 69 100410-243791-2 DC-SPOT-1

115 74 63 2561 36 52 114410-243791-3 DC-SPOT-2

89 93 91 1516 65 97 88LCS 410-708902/2-B Lab Control Sample

85 95 86 1416 57 81 100LCS 410-708902/2-B Lab Control Sample

91 95 94 1616 72 90 92LCSD 410-708902/3-B Lab Control Sample Dup

91 102 97 1817 67 92 101LCSD 410-708902/3-B Lab Control Sample Dup

90 97 94 1214 64 89 92MB 410-708902/1-B Method Blank

92 95 92 1414 58 83 103MB 410-708902/1-B Method Blank

Lab Sample ID Client Sample ID (10-185)

MFHEA

93410-243791-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-VS

115410-243791-2 DC-SPOT-1

135410-243791-3 DC-SPOT-2

90LCS 410-708902/2-B Lab Control Sample

77LCS 410-708902/2-B Lab Control Sample

90LCSD 410-708902/3-B Lab Control Sample Dup

84LCSD 410-708902/3-B Lab Control Sample Dup

94MB 410-708902/1-B Method Blank

84MB 410-708902/1-B Method Blank

Surrogate Legend

M242FTS = 13C2-4:2 FTS
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Isotope Dilution Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study
M262FTS = 13C2-6:2 FTS

M282FTS = 13C2-8:2 FTS

PFTDA = 13C2-PFTeDA

HFPODA = 13C3-HFPO-DA

C3PFBS = 13C3-PFBS

PFBA = 13C4-PFBA

C4PFHA = 13C4-PFHpA

PFPeA = 13C5-PFPeA

C8PFOA = 13C8-PFOA

C8PFOS = 13C8-PFOS

d3NMFOS = d3-NMeFOSAA

d5NEFOS = d5-NEtFOSAA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

C3PFHS = 13C3-PFHxS

13C5PHA = 13C5-PFHxA

C6PFDA = 13C6-PFDA

13C7PUA = 13C7-PFUnA

d3NMFSA = d3-NMePFOSA

d5NPFSA = d5-NEtPFOSA

PFOSA = 13C8-PFOSA

PFDoDA = 13C2-PFDoA

C9PFNA = 13C9-PFNA

MFHEA = 13C-6:2 FTCA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (17-153) (19-178) (26-156) (33-158) (35-146) (37-157) (36-152) (32-155)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

91 93 93 98 127 89 89 87LCS 410-708636/3-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

89 91 93 135102 92 92 89LCSD 410-708636/4-B Lab Control Sample Dup

89 91 86 12695 83 85 88MB 410-708636/2-B Method Blank

Lab Sample ID Client Sample ID (23-149) (17-149) (20-198) (35-165) (41-155) (20-142) (28-188)

PFDoDA PFTDA C3PFBS C3PFHS C8PFOS PFOSA d3NMFOS d5NEFOS

84 89 97 107 96 79 101LCS 410-708636/3-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

83 93 89 98105 77 99LCSD 410-708636/4-B Lab Control Sample Dup

85 85 87 8697 71 95MB 410-708636/2-B Method Blank

Lab Sample ID Client Sample ID (25-189) (28-192) (26-161) (10-155) (10-147) (10-130) (10-130)

M242FTS M262FTS M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA

95 95 85 86 88 68 68LCS 410-708636/3-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

102 99 8689 94 66 65LCSD 410-708636/4-B Lab Control Sample Dup

97 92 8180 79 67 68MB 410-708636/2-B Method Blank

Lab Sample ID Client Sample ID (18-186)

MFHEA

116LCS 410-708636/3-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

125LCSD 410-708636/4-B Lab Control Sample Dup

108MB 410-708636/2-B Method Blank

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA
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Isotope Dilution Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study
13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C8PFOA = 13C8 PFOA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFDoDA = 13C2-PFDoDA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

PFOSA = 13C8 FOSA

d3NMFOS = d3-NMeFOSAA

d5NEFOS = d5-NEtFOSAA

M242FTS = M2-4:2 FTS

M262FTS = M2-6:2 FTS

M282FTS = M2-8:2 FTS

HFPODA = 13C3 HFPO-DA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

MFHEA = 13C-6:2 FTCA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (17-153) (19-178) (26-156) (33-158) (35-146) (37-157) (36-152) (32-155)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

86 95 76 54 120 86 84 83410-243791-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-VS

6 *5- cn 20 cn 76 cn 119 cn60 cn 64 cn 98 cn 88 cn410-243791-2 DC-SPOT-1

34 cn 84 cn 55 cn 113 cn58 cn 80 cn 89 cn 64 cn410-243791-3 DC-SPOT-2

Lab Sample ID Client Sample ID (23-149) (17-149) (20-198) (35-165) (41-155) (20-142) (28-188) (25-189)

PFDoDA PFTDA C3PFBS C3PFHS C8PFOS PFOSA d5NEFOS M262FTS

93 90 108 70 91 74 102 cn 159 cn410-243791-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-VS

99 cn 5 *5- cn 101 cn 90 cn107 cn 64 cn 108 cn 465 *5+ 

cn

410-243791-2 DC-SPOT-1

71 cn 90 cn 157 cn 91 cn98 cn 63 cn 73 cn 483 *5+ 

cn

410-243791-3 DC-SPOT-2

Lab Sample ID Client Sample ID (28-192) (26-161) (10-155) (10-147) (10-130) (10-130) (18-186)

M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA MFHEA

138 cn 73 80 76 57 61 76410-243791-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-VS

433 *5+ 

cn

63 cn 48 cn 23 cn30 cn 78 cn 67 cn410-243791-2 DC-SPOT-1

383 *5+ 

cn

68 cn 39 cn 33 cn32 cn 55 cn 65 cn410-243791-3 DC-SPOT-2

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C8PFOA = 13C8 PFOA

C9PFNA = 13C9 PFNA
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Isotope Dilution Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study
C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFDoDA = 13C2-PFDoDA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

PFOSA = 13C8 FOSA

d5NEFOS = d5-NEtFOSAA

M262FTS = M2-6:2 FTS

M282FTS = M2-8:2 FTS

HFPODA = 13C3 HFPO-DA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

MFHEA = 13C-6:2 FTCA
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution

Client Sample ID: Method BlankLab Sample ID: MB 410-708902/1-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

RL MDL

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

ND 1000 250 ng/L 10/03/25 14:34 10/10/25 11:15 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 21002500 ng/L 10/03/25 14:34 10/10/25 11:15 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 5001500 ng/L 10/03/25 14:34 10/10/25 11:15 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 14,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

ND 5001500 ng/L 10/03/25 14:34 10/10/25 11:15 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 2501500 ng/L 10/03/25 14:34 10/10/25 11:15 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 5002500 ng/L 10/03/25 14:34 10/10/25 11:15 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 5001500 ng/L 10/03/25 14:34 10/10/25 11:15 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 3001000 ng/L 10/03/25 14:34 10/10/25 11:15 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 5001500 ng/L 10/03/25 14:34 10/10/25 11:15 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 5001500 ng/L 10/03/25 14:34 10/10/25 11:15 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorobutanesulfonic acid (PFBS)

ND 10002500 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorobutanoic acid (PFBA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorodecanesulfonic acid (PFDS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorodecanoic acid (PFDA)

ND 2501500 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorododecanoic acid (PFDoA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluoroheptanoic acid (PFHpA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorohexanesulfonic acid (PFHxS)

ND 4501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorohexanoic acid (PFHxA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorononanesulfonic acid (PFNS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorononanoic acid (PFNA)

ND 3501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorooctanesulfonamide (PFOSA)

ND 5001000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorooctanesulfonic acid (PFOS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorooctanoic acid (PFOA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluoropentanoic acid (PFPeA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorotetradecanoic acid (PFTeDA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluorotridecanoic acid (PFTrDA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluoroundecanoic acid (PFUnA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 13-Perfluoropropylpropanoic acid (3:3 

FTCA)
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-708902/1-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

RL MDL

Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 1000 250 ng/L 10/03/25 14:34 10/10/25 11:15 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 13-Perfluoroheptylpropanoic acid (7:3 

FTCA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 13-Perfluoropentylpropanoic acid (5:3 

FTCA)

ND 2501000 ng/L 10/03/25 14:34 10/10/25 11:15 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 103 19 - 191 10/10/25 11:15 1

MB MB

Isotope Dilution

10/03/25 14:34

Dil FacPrepared AnalyzedQualifier Limits%Recovery

111 10/03/25 14:34 10/10/25 11:15 113C2-6:2 FTS 13 - 200

105 10/03/25 14:34 10/10/25 11:15 113C2-8:2 FTS 10 - 200

89 10/03/25 14:34 10/10/25 11:15 113C2-PFTeDA 10 - 186

85 10/03/25 14:34 10/10/25 11:15 113C3-HFPO-DA 10 - 140

99 10/03/25 14:34 10/10/25 11:15 113C3-PFBS 24 - 176

97 10/03/25 14:34 10/10/25 11:15 113C4-PFBA 26 - 162

100 10/03/25 14:34 10/10/25 11:15 113C4-PFHpA 10 - 193

92 10/03/25 14:34 10/10/25 11:15 113C5-PFPeA 15 - 162

103 10/03/25 14:34 10/10/25 11:15 113C8-PFOA 27 - 160

104 10/03/25 14:34 10/10/25 11:15 113C8-PFOS 22 - 172

99 10/03/25 14:34 10/10/25 11:15 1d3-NMeFOSAA 10 - 198

97 10/03/25 14:34 10/10/25 11:15 1d5-NEtFOSAA 10 - 200

48 10/03/25 14:34 10/10/25 11:15 1d7-N-MeFOSE-M 10 - 181

49 10/03/25 14:34 10/10/25 11:15 1d9-N-EtFOSE-M 10 - 182

118 10/03/25 14:34 10/10/25 11:15 113C3-PFHxS 11 - 180

90 10/03/25 14:34 10/10/25 11:15 113C5-PFHxA 10 - 176

97 10/03/25 14:34 10/10/25 11:15 113C6-PFDA 19 - 168

94 10/03/25 14:34 10/10/25 11:15 113C7-PFUnA 10 - 182

14 10/03/25 14:34 10/10/25 11:15 1d3-NMePFOSA 10 - 137

12 10/03/25 14:34 10/10/25 11:15 1d5-NEtPFOSA 10 - 130

64 10/03/25 14:34 10/10/25 11:15 113C8-PFOSA 10 - 149

89 10/03/25 14:34 10/10/25 11:15 113C2-PFDoA 10 - 183

92 10/03/25 14:34 10/10/25 11:15 113C9-PFNA 10 - 198

94 10/03/25 14:34 10/10/25 11:15 113C-6:2 FTCA 10 - 185

Client Sample ID: Method BlankLab Sample ID: MB 410-708902/1-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

RL MDL

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

ND 1000 250 ng/L 10/03/25 14:34 10/13/25 12:11 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 21002500 ng/L 10/03/25 14:34 10/13/25 12:11 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 5001500 ng/L 10/03/25 14:34 10/13/25 12:11 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-708902/1-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

RL MDL

9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

ND 1000 250 ng/L 10/03/25 14:34 10/13/25 12:11 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 14,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

ND 5001500 ng/L 10/03/25 14:34 10/13/25 12:11 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 2501500 ng/L 10/03/25 14:34 10/13/25 12:11 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 5002500 ng/L 10/03/25 14:34 10/13/25 12:11 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 5001500 ng/L 10/03/25 14:34 10/13/25 12:11 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 3001000 ng/L 10/03/25 14:34 10/13/25 12:11 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 5001500 ng/L 10/03/25 14:34 10/13/25 12:11 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 5001500 ng/L 10/03/25 14:34 10/13/25 12:11 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorobutanesulfonic acid (PFBS)

ND 10002500 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorobutanoic acid (PFBA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorodecanesulfonic acid (PFDS)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorodecanoic acid (PFDA)

ND 2501500 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorododecanoic acid (PFDoA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluoroheptanoic acid (PFHpA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorohexanesulfonic acid (PFHxS)

ND 4501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorohexanoic acid (PFHxA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorononanesulfonic acid (PFNS)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorononanoic acid (PFNA)

ND 3501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorooctanesulfonamide (PFOSA)

ND 5001000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorooctanesulfonic acid (PFOS)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorooctanoic acid (PFOA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluoropentanoic acid (PFPeA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorotetradecanoic acid (PFTeDA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluorotridecanoic acid (PFTrDA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluoroundecanoic acid (PFUnA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 13-Perfluoropropylpropanoic acid (3:3 

FTCA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 13-Perfluoroheptylpropanoic acid (7:3 

FTCA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 2501000 ng/L 10/03/25 14:34 10/13/25 12:11 13-Perfluoropentylpropanoic acid (5:3 

FTCA)
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-708902/1-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

RL MDL

Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 1000 250 ng/L 10/03/25 14:34 10/13/25 12:11 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

13C2-4:2 FTS 97 19 - 191 10/13/25 12:11 1

MB MB

Isotope Dilution

10/03/25 14:34

Dil FacPrepared AnalyzedQualifier Limits%Recovery

93 10/03/25 14:34 10/13/25 12:11 113C2-6:2 FTS 13 - 200

93 10/03/25 14:34 10/13/25 12:11 113C2-8:2 FTS 10 - 200

82 10/03/25 14:34 10/13/25 12:11 113C2-PFTeDA 10 - 186

99 10/03/25 14:34 10/13/25 12:11 113C3-HFPO-DA 10 - 140

87 10/03/25 14:34 10/13/25 12:11 113C3-PFBS 24 - 176

94 10/03/25 14:34 10/13/25 12:11 113C4-PFBA 26 - 162

90 10/03/25 14:34 10/13/25 12:11 113C4-PFHpA 10 - 193

90 10/03/25 14:34 10/13/25 12:11 113C5-PFPeA 15 - 162

93 10/03/25 14:34 10/13/25 12:11 113C8-PFOA 27 - 160

99 10/03/25 14:34 10/13/25 12:11 113C8-PFOS 22 - 172

95 10/03/25 14:34 10/13/25 12:11 1d3-NMeFOSAA 10 - 198

102 10/03/25 14:34 10/13/25 12:11 1d5-NEtFOSAA 10 - 200

40 10/03/25 14:34 10/13/25 12:11 1d7-N-MeFOSE-M 10 - 181

42 10/03/25 14:34 10/13/25 12:11 1d9-N-EtFOSE-M 10 - 182

98 10/03/25 14:34 10/13/25 12:11 113C3-PFHxS 11 - 180

92 10/03/25 14:34 10/13/25 12:11 113C5-PFHxA 10 - 176

95 10/03/25 14:34 10/13/25 12:11 113C6-PFDA 19 - 168

92 10/03/25 14:34 10/13/25 12:11 113C7-PFUnA 10 - 182

14 10/03/25 14:34 10/13/25 12:11 1d3-NMePFOSA 10 - 137

14 10/03/25 14:34 10/13/25 12:11 1d5-NEtPFOSA 10 - 130

58 10/03/25 14:34 10/13/25 12:11 113C8-PFOSA 10 - 149

83 10/03/25 14:34 10/13/25 12:11 113C2-PFDoA 10 - 183

103 10/03/25 14:34 10/13/25 12:11 113C9-PFNA 10 - 198

84 10/03/25 14:34 10/13/25 12:11 113C-6:2 FTCA 10 - 185

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708902/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

6040 4280 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

71 61 - 131

D %Rec

%Rec

Limits

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

6000 4270 ng/L 71 57 - 130

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

6090 4330 ng/L 71 58 - 136

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

6140 3650 ng/L 59 57 - 134

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

5980 4210 ng/L 70 59 - 130

4,8-Dioxa-3H-perfluorononanoic 

acid (DONA)

6050 4550 ng/L 75 55 - 130

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

6400 3880 ng/L 61 50 - 137
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708902/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

6400 4360 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

68 53 - 130

D %Rec

%Rec

Limits

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

6400 4770 ng/L 75 59 - 137

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

6400 4360 ng/L 68 59 - 135

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

6400 4440 ng/L 69 54 - 131

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

6400 5500 ng/L 86 61 - 134

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

6400 4450 ng/L 70 58 - 130

Perfluorobutanesulfonic acid 

(PFBS)

5680 4540 ng/L 80 56 - 130

Perfluorobutanoic acid (PFBA) 6400 5070 ng/L 79 54 - 144

Perfluorodecanesulfonic acid 

(PFDS)

6170 4740 ng/L 77 63 - 130

Perfluorodecanoic acid (PFDA) 6400 5260 ng/L 82 61 - 135

Perfluorododecanesulfonic acid 

(PFDoS)

6210 4420 ng/L 71 59 - 130

Perfluorododecanoic acid 

(PFDoA)

6400 5190 ng/L 81 60 - 133

Perfluoroheptanesulfonic acid 

(PFHpS)

6110 4200 ng/L 69 51 - 132

Perfluoroheptanoic acid (PFHpA) 6400 5340 ng/L 83 54 - 133

Perfluorohexanesulfonic acid 

(PFHxS)

5840 3780 ng/L 65 56 - 130

Perfluorohexanoic acid (PFHxA) 6400 4330 ng/L 68 55 - 132

Perfluorononanesulfonic acid 

(PFNS)

6160 4630 ng/L 75 65 - 136

Perfluorononanoic acid (PFNA) 6400 4850 ng/L 76 50 - 140

Perfluorooctanesulfonamide 

(PFOSA)

6400 5350 ng/L 84 62 - 136

Perfluorooctanesulfonic acid 

(PFOS)

5950 4370 ng/L 73 37 - 149

Perfluorooctanoic acid (PFOA) 6400 4440 ng/L 69 60 - 130

Perfluoropentanesulfonic acid 

(PFPeS)

6020 4600 ng/L 76 59 - 130

Perfluoropentanoic acid (PFPeA) 6400 4870 ng/L 76 59 - 133

Perfluorotetradecanoic acid 

(PFTeDA)

6400 4830 ng/L 75 62 - 130

Perfluorotridecanoic acid 

(PFTrDA)

6400 5370 ng/L 84 53 - 133

Perfluoroundecanoic acid 

(PFUnA)

6400 5400 ng/L 84 58 - 133

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

5710 4290 ng/L 75 34 - 134

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

6400 3410 ng/L 53 10 - 155

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

6400 4870 ng/L 76 53 - 135

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

6400 1550 ng/L 24 10 - 150

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

6400 4360 ng/L 68 46 - 133
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708902/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

6400 2880 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

45 14 - 142

D %Rec

%Rec

Limits

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

6400 3850 ng/L 60 52 - 130

13C2-4:2 FTS 19 - 191

Isotope Dilution

104

LCS LCS

Qualifier Limits%Recovery

12113C2-6:2 FTS 13 - 200

12613C2-8:2 FTS 10 - 200

9913C2-PFTeDA 10 - 186

8613C3-HFPO-DA 10 - 140

9813C3-PFBS 24 - 176

9613C4-PFBA 26 - 162

9613C4-PFHpA 10 - 193

9313C5-PFPeA 15 - 162

10213C8-PFOA 27 - 160

9913C8-PFOS 22 - 172

106d3-NMeFOSAA 10 - 198

102d5-NEtFOSAA 10 - 200

51d7-N-MeFOSE-M 10 - 181

51d9-N-EtFOSE-M 10 - 182

11713C3-PFHxS 11 - 180

8913C5-PFHxA 10 - 176

9313C6-PFDA 19 - 168

9113C7-PFUnA 10 - 182

16d3-NMePFOSA 10 - 137

15d5-NEtPFOSA 10 - 130

6513C8-PFOSA 10 - 149

9713C2-PFDoA 10 - 183

8813C9-PFNA 10 - 198

9013C-6:2 FTCA 10 - 185

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708902/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

6040 4200 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

70 61 - 131

D %Rec

%Rec

Limits

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

6000 4280 ng/L 71 57 - 130

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

6090 4670 ng/L 77 58 - 136

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

6140 4580 ng/L 75 57 - 134

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

5980 4040 ng/L 68 59 - 130

4,8-Dioxa-3H-perfluorononanoic 

acid (DONA)

6050 4110 ng/L 68 55 - 130
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708902/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

6400 4110 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

64 50 - 137

D %Rec

%Rec

Limits

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

6400 4170 ng/L 65 53 - 130

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

6400 5200 ng/L 81 59 - 137

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

6400 4680 ng/L 73 59 - 135

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

6400 4310 ng/L 67 54 - 131

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

6400 4990 ng/L 78 61 - 134

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

6400 4560 ng/L 71 58 - 130

Perfluorobutanesulfonic acid 

(PFBS)

5680 4330 ng/L 76 56 - 130

Perfluorobutanoic acid (PFBA) 6400 4680 ng/L 73 54 - 144

Perfluorodecanesulfonic acid 

(PFDS)

6170 4620 ng/L 75 63 - 130

Perfluorodecanoic acid (PFDA) 6400 4660 ng/L 73 61 - 135

Perfluorododecanesulfonic acid 

(PFDoS)

6210 4070 ng/L 66 59 - 130

Perfluorododecanoic acid 

(PFDoA)

6400 5090 ng/L 79 60 - 133

Perfluoroheptanesulfonic acid 

(PFHpS)

6110 4130 ng/L 68 51 - 132

Perfluoroheptanoic acid (PFHpA) 6400 4770 ng/L 75 54 - 133

Perfluorohexanesulfonic acid 

(PFHxS)

5840 4040 ng/L 69 56 - 130

Perfluorohexanoic acid (PFHxA) 6400 5370 ng/L 84 55 - 132

Perfluorononanesulfonic acid 

(PFNS)

6160 4600 ng/L 75 65 - 136

Perfluorononanoic acid (PFNA) 6400 4600 ng/L 72 50 - 140

Perfluorooctanesulfonamide 

(PFOSA)

6400 4720 ng/L 74 62 - 136

Perfluorooctanesulfonic acid 

(PFOS)

5950 4320 ng/L 73 37 - 149

Perfluorooctanoic acid (PFOA) 6400 4420 ng/L 69 60 - 130

Perfluoropentanesulfonic acid 

(PFPeS)

6020 4370 ng/L 73 59 - 130

Perfluoropentanoic acid (PFPeA) 6400 4550 ng/L 71 59 - 133

Perfluorotetradecanoic acid 

(PFTeDA)

6400 5050 ng/L 79 62 - 130

Perfluorotridecanoic acid 

(PFTrDA)

6400 5050 ng/L 79 53 - 133

Perfluoroundecanoic acid 

(PFUnA)

6400 4930 ng/L 77 58 - 133

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

5710 4310 ng/L 76 34 - 134

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

6400 7230 ng/L 113 10 - 155

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

6400 4690 ng/L 73 53 - 135

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

6400 1570 ng/L 25 10 - 150
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708902/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

6400 4860 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

76 46 - 133

D %Rec

%Rec

Limits

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

6400 3080 ng/L 48 14 - 142

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

6400 4500 ng/L 70 52 - 130

13C2-4:2 FTS 19 - 191

Isotope Dilution

98

LCS LCS

Qualifier Limits%Recovery

9313C2-6:2 FTS 13 - 200

8813C2-8:2 FTS 10 - 200

8013C2-PFTeDA 10 - 186

9613C3-HFPO-DA 10 - 140

8713C3-PFBS 24 - 176

9813C4-PFBA 26 - 162

9413C4-PFHpA 10 - 193

9113C5-PFPeA 15 - 162

8713C8-PFOA 27 - 160

9813C8-PFOS 22 - 172

96d3-NMeFOSAA 10 - 198

103d5-NEtFOSAA 10 - 200

41d7-N-MeFOSE-M 10 - 181

40d9-N-EtFOSE-M 10 - 182

9713C3-PFHxS 11 - 180

8513C5-PFHxA 10 - 176

9513C6-PFDA 19 - 168

8613C7-PFUnA 10 - 182

16d3-NMePFOSA 10 - 137

14d5-NEtPFOSA 10 - 130

5713C8-PFOSA 10 - 149

8113C2-PFDoA 10 - 183

10013C9-PFNA 10 - 198

7713C-6:2 FTCA 10 - 185

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708902/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

6040 4530 ng/L 6 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

75 61 - 131

D %Rec

%Rec

Limits

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

6000 4730 ng/L 10 3079 57 - 130

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

6090 4840 ng/L 11 3079 58 - 136

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

6140 4100 ng/L 12 3067 57 - 134

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

5980 4490 ng/L 6 3075 59 - 130
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708902/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

4,8-Dioxa-3H-perfluorononanoic 

acid (DONA)

6050 4860 ng/L 7 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

80 55 - 130

D %Rec

%Rec

Limits

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

6400 4390 ng/L 12 3069 50 - 137

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

6400 4990 ng/L 13 3078 53 - 130

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

6400 5390 ng/L 12 3084 59 - 137

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

6400 4720 ng/L 8 3074 59 - 135

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

6400 5240 ng/L 17 3082 54 - 131

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

6400 6060 ng/L 10 3095 61 - 134

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

6400 4870 ng/L 9 3076 58 - 130

Perfluorobutanesulfonic acid 

(PFBS)

5680 4920 ng/L 8 3086 56 - 130

Perfluorobutanoic acid (PFBA) 6400 5480 ng/L 8 3086 54 - 144

Perfluorodecanesulfonic acid 

(PFDS)

6170 5060 ng/L 7 3082 63 - 130

Perfluorodecanoic acid (PFDA) 6400 5630 ng/L 7 3088 61 - 135

Perfluorododecanesulfonic acid 

(PFDoS)

6210 4850 ng/L 9 3078 59 - 130

Perfluorododecanoic acid 

(PFDoA)

6400 5970 ng/L 14 3093 60 - 133

Perfluoroheptanesulfonic acid 

(PFHpS)

6110 4980 ng/L 17 3082 51 - 132

Perfluoroheptanoic acid (PFHpA) 6400 5970 ng/L 11 3093 54 - 133

Perfluorohexanesulfonic acid 

(PFHxS)

5840 4610 ng/L 20 3079 56 - 130

Perfluorohexanoic acid (PFHxA) 6400 5030 ng/L 15 3079 55 - 132

Perfluorononanesulfonic acid 

(PFNS)

6160 4750 ng/L 3 3077 65 - 136

Perfluorononanoic acid (PFNA) 6400 5050 ng/L 4 3079 50 - 140

Perfluorooctanesulfonamide 

(PFOSA)

6400 5400 ng/L 1 3084 62 - 136

Perfluorooctanesulfonic acid 

(PFOS)

5950 4820 ng/L 10 3081 37 - 149

Perfluorooctanoic acid (PFOA) 6400 4880 ng/L 9 3076 60 - 130

Perfluoropentanesulfonic acid 

(PFPeS)

6020 5300 ng/L 14 3088 59 - 130

Perfluoropentanoic acid (PFPeA) 6400 5710 ng/L 16 3089 59 - 133

Perfluorotetradecanoic acid 

(PFTeDA)

6400 5190 ng/L 7 3081 62 - 130

Perfluorotridecanoic acid 

(PFTrDA)

6400 5900 ng/L 9 3092 53 - 133

Perfluoroundecanoic acid 

(PFUnA)

6400 5750 ng/L 6 3090 58 - 133

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

5710 4580 ng/L 6 3080 34 - 134

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

6400 3710 ng/L 8 3058 10 - 155

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

6400 5070 ng/L 4 3079 53 - 135
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708902/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712038 Prep Batch: 708902

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

6400 1950 ng/L 23 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

30 10 - 150

D %Rec

%Rec

Limits

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

6400 4910 ng/L 12 3077 46 - 133

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

6400 3270 ng/L 13 3051 14 - 142

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

6400 4210 ng/L 9 3066 52 - 130

13C2-4:2 FTS 19 - 191

Isotope Dilution

134

LCSD LCSD

Qualifier Limits%Recovery

13213C2-6:2 FTS 13 - 200

12513C2-8:2 FTS 10 - 200

9613C2-PFTeDA 10 - 186

8213C3-HFPO-DA 10 - 140

10313C3-PFBS 24 - 176

9913C4-PFBA 26 - 162

9713C4-PFHpA 10 - 193

9313C5-PFPeA 15 - 162

10213C8-PFOA 27 - 160

10213C8-PFOS 22 - 172

101d3-NMeFOSAA 10 - 198

102d5-NEtFOSAA 10 - 200

51d7-N-MeFOSE-M 10 - 181

57d9-N-EtFOSE-M 10 - 182

11513C3-PFHxS 11 - 180

9113C5-PFHxA 10 - 176

9513C6-PFDA 19 - 168

9413C7-PFUnA 10 - 182

16d3-NMePFOSA 10 - 137

16d5-NEtPFOSA 10 - 130

7213C8-PFOSA 10 - 149

9013C2-PFDoA 10 - 183

9213C9-PFNA 10 - 198

9013C-6:2 FTCA 10 - 185

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708902/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

6040 4920 ng/L 16 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

81 61 - 131

D %Rec

%Rec

Limits

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

6000 4830 ng/L 12 3080 57 - 130

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

6090 5140 ng/L 10 3084 58 - 136

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

6140 4910 ng/L 7 3080 57 - 134
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708902/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

5980 4780 ng/L 17 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

80 59 - 130

D %Rec

%Rec

Limits

4,8-Dioxa-3H-perfluorononanoic 

acid (DONA)

6050 4600 ng/L 11 3076 55 - 130

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

6400 4970 ng/L 19 3078 50 - 137

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

6400 4590 ng/L 10 3072 53 - 130

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

6400 4760 ng/L 9 3074 59 - 137

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

6400 4950 ng/L 6 3077 59 - 135

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

6400 5130 ng/L 18 3080 54 - 131

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

6400 6230 ng/L 22 3097 61 - 134

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

6400 4870 ng/L 7 3076 58 - 130

Perfluorobutanesulfonic acid 

(PFBS)

5680 4800 ng/L 10 3085 56 - 130

Perfluorobutanoic acid (PFBA) 6400 5410 ng/L 15 3085 54 - 144

Perfluorodecanesulfonic acid 

(PFDS)

6170 5260 ng/L 13 3085 63 - 130

Perfluorodecanoic acid (PFDA) 6400 5360 ng/L 14 3084 61 - 135

Perfluorododecanesulfonic acid 

(PFDoS)

6210 4380 ng/L 7 3071 59 - 130

Perfluorododecanoic acid 

(PFDoA)

6400 5670 ng/L 11 3089 60 - 133

Perfluoroheptanesulfonic acid 

(PFHpS)

6110 4720 ng/L 13 3077 51 - 132

Perfluoroheptanoic acid (PFHpA) 6400 5170 ng/L 8 3081 54 - 133

Perfluorohexanesulfonic acid 

(PFHxS)

5840 4570 ng/L 12 3078 56 - 130

Perfluorohexanoic acid (PFHxA) 6400 5590 ng/L 4 3087 55 - 132

Perfluorononanesulfonic acid 

(PFNS)

6160 5510 ng/L 18 3089 65 - 136

Perfluorononanoic acid (PFNA) 6400 5430 ng/L 16 3085 50 - 140

Perfluorooctanesulfonamide 

(PFOSA)

6400 5270 ng/L 11 3082 62 - 136

Perfluorooctanesulfonic acid 

(PFOS)

5950 4840 ng/L 11 3081 37 - 149

Perfluorooctanoic acid (PFOA) 6400 4910 ng/L 11 3077 60 - 130

Perfluoropentanesulfonic acid 

(PFPeS)

6020 4730 ng/L 8 3079 59 - 130

Perfluoropentanoic acid (PFPeA) 6400 5080 ng/L 11 3079 59 - 133

Perfluorotetradecanoic acid 

(PFTeDA)

6400 5300 ng/L 5 3083 62 - 130

Perfluorotridecanoic acid 

(PFTrDA)

6400 5450 ng/L 8 3085 53 - 133

Perfluoroundecanoic acid 

(PFUnA)

6400 5500 ng/L 11 3086 58 - 133

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

5710 4630 ng/L 7 3081 34 - 134
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708902/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 713050 Prep Batch: 708902

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

6400 8190 ng/L 13 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

128 10 - 155

D %Rec

%Rec

Limits

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

6400 4700 ng/L 0 3073 53 - 135

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

6400 1850 ng/L 17 3029 10 - 150

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

6400 5330 ng/L 9 3083 46 - 133

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

6400 3480 ng/L 12 3054 14 - 142

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

6400 4920 ng/L 9 3077 52 - 130

13C2-4:2 FTS 19 - 191

Isotope Dilution

125

LCSD LCSD

Qualifier Limits%Recovery

9613C2-6:2 FTS 13 - 200

9613C2-8:2 FTS 10 - 200

8613C2-PFTeDA 10 - 186

9813C3-HFPO-DA 10 - 140

9413C3-PFBS 24 - 176

10213C4-PFBA 26 - 162

9713C4-PFHpA 10 - 193

9313C5-PFPeA 15 - 162

9113C8-PFOA 27 - 160

10213C8-PFOS 22 - 172

98d3-NMeFOSAA 10 - 198

115d5-NEtFOSAA 10 - 200

47d7-N-MeFOSE-M 10 - 181

47d9-N-EtFOSE-M 10 - 182

9813C3-PFHxS 11 - 180

9113C5-PFHxA 10 - 176

10213C6-PFDA 19 - 168

9713C7-PFUnA 10 - 182

17d3-NMePFOSA 10 - 137

18d5-NEtPFOSA 10 - 130

6713C8-PFOSA 10 - 149

9213C2-PFDoA 10 - 183

10113C9-PFNA 10 - 198

8413C-6:2 FTCA 10 - 185

Method: 537 TOP - Fluorinated Alkyl Substances

Client Sample ID: Method BlankLab Sample ID: MB 410-708636/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

RL MDL

Perfluorobutanoic acid (PFBA) ND 1000 500 ng/L 10/03/25 07:57 10/12/25 04:24 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoropentanoic acid (PFPeA)

ND 5001000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorohexanoic acid (PFHxA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoroheptanoic acid (PFHpA)
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-708636/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

RL MDL

Perfluorooctanoic acid (PFOA) ND 1000 250 ng/L 10/03/25 07:57 10/12/25 04:24 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorononanoic acid (PFNA)

333 J 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorodecanoic acid (PFDA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoroundecanoic acid (PFUnA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorododecanoic acid (PFDoA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorotridecanoic acid (PFTrDA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorotetradecanoic acid (PFTeDA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorobutanesulfonic acid (PFBS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoropentanesulfonic acid 

(PFPeS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorohexanesulfonic acid (PFHxS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoroheptanesulfonic acid 

(PFHpS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorooctanesulfonic acid (PFOS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorononanesulfonic acid (PFNS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorodecanesulfonic acid (PFDS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorododecanesulfonic acid 

(PFDoS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

ND 5501000 ng/L 10/03/25 07:57 10/12/25 04:24 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

ND 3001000 ng/L 10/03/25 07:57 10/12/25 04:24 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluorooctanesulfonamide (PFOSA)

ND 3501000 ng/L 10/03/25 07:57 10/12/25 04:24 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

ND 8001000 ng/L 10/03/25 07:57 10/12/25 04:24 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 14,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoro-3-methoxypropanoic acid 

(PFMPA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 111-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 1Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-708636/2-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

RL MDL

3-Perfluoropropylpropanoic acid (3:3 

FTCA)

ND 1000 250 ng/L 10/03/25 07:57 10/12/25 04:24 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 2501000 ng/L 10/03/25 07:57 10/12/25 04:24 13-Perfluoropentylpropanoic acid (5:3 

FTCA)

ND 5501000 ng/L 10/03/25 07:57 10/12/25 04:24 13-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 89 17 - 153 10/12/25 04:24 1

MB MB

Isotope Dilution

10/03/25 07:57

Dil FacPrepared AnalyzedQualifier Limits%Recovery

91 10/03/25 07:57 10/12/25 04:24 113C5 PFPeA 19 - 178

86 10/03/25 07:57 10/12/25 04:24 113C5 PFHxA 26 - 156

95 10/03/25 07:57 10/12/25 04:24 113C4 PFHpA 33 - 158

126 10/03/25 07:57 10/12/25 04:24 113C8 PFOA 35 - 146

83 10/03/25 07:57 10/12/25 04:24 113C9 PFNA 37 - 157

85 10/03/25 07:57 10/12/25 04:24 113C6 PFDA 36 - 152

88 10/03/25 07:57 10/12/25 04:24 113C7 PFUnA 32 - 155

85 10/03/25 07:57 10/12/25 04:24 113C2-PFDoDA 23 - 149

85 10/03/25 07:57 10/12/25 04:24 113C2 PFTeDA 17 - 149

87 10/03/25 07:57 10/12/25 04:24 113C3 PFBS 20 - 198

97 10/03/25 07:57 10/12/25 04:24 113C3 PFHxS 35 - 165

86 10/03/25 07:57 10/12/25 04:24 113C8 PFOS 41 - 155

71 10/03/25 07:57 10/12/25 04:24 113C8 FOSA 20 - 142

95 10/03/25 07:57 10/12/25 04:24 1d5-NEtFOSAA 28 - 188

97 10/03/25 07:57 10/12/25 04:24 1M2-6:2 FTS 25 - 189

92 10/03/25 07:57 10/12/25 04:24 1M2-8:2 FTS 28 - 192

80 10/03/25 07:57 10/12/25 04:24 113C3 HFPO-DA 26 - 161

81 10/03/25 07:57 10/12/25 04:24 1d7-N-MeFOSE-M 10 - 155

79 10/03/25 07:57 10/12/25 04:24 1d9-N-EtFOSE-M 10 - 147

67 10/03/25 07:57 10/12/25 04:24 1d5-NEtPFOSA 10 - 130

68 10/03/25 07:57 10/12/25 04:24 1d3-NMePFOSA 10 - 130

108 10/03/25 07:57 10/12/25 04:24 113C-6:2 FTCA 18 - 186

13C2 PFHxA 10/12/25 04:24 1

MB MB

Surrogate

10/03/25 07:57

Dil FacPrepared AnalyzedQualifier Limits%Recovery

10/03/25 07:57 10/12/25 04:24 113C2 PFUnA

10/03/25 07:57 10/12/25 04:24 113C4 PFOA

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708636/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

Perfluorobutanoic acid (PFBA) 12800 14000 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

110 57 - 148

D %Rec

%Rec

Limits

Perfluoropentanoic acid (PFPeA) 12800 14100 ng/L 110 58 - 135

Perfluorohexanoic acid (PFHxA) 12800 12300 ng/L 96 51 - 150

Perfluoroheptanoic acid (PFHpA) 12800 13900 ng/L 109 55 - 145

Perfluorooctanoic acid (PFOA) 12800 8580 ng/L 67 53 - 147

Perfluorononanoic acid (PFNA) 12800 14000 ng/L 110 52 - 143

Perfluorodecanoic acid (PFDA) 12800 14600 ng/L 114 57 - 140
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708636/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

Perfluoroundecanoic acid 

(PFUnA)

12800 14300 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

112 55 - 142

D %Rec

%Rec

Limits

Perfluorododecanoic acid 

(PFDoA)

12800 15200 ng/L 119 62 - 146

Perfluorotridecanoic acid 

(PFTrDA)

12800 16100 ng/L 126 55 - 160

Perfluorotetradecanoic acid 

(PFTeDA)

12800 14500 ng/L 113 58 - 149

Perfluorobutanesulfonic acid 

(PFBS)

11400 12700 ng/L 111 54 - 145

Perfluoropentanesulfonic acid 

(PFPeS)

12000 13300 ng/L 110 54 - 148

Perfluorohexanesulfonic acid 

(PFHxS)

11700 11400 ng/L 98 52 - 138

Perfluoroheptanesulfonic acid 

(PFHpS)

12200 12000 ng/L 99 51 - 141

Perfluorooctanesulfonic acid 

(PFOS)

11900 11600 ng/L 98 52 - 139

Perfluorononanesulfonic acid 

(PFNS)

12300 12800 ng/L 104 52 - 146

Perfluorodecanesulfonic acid 

(PFDS)

12300 13600 ng/L 110 52 - 145

Perfluorododecanesulfonic acid 

(PFDoS)

12400 13600 ng/L 109 51 - 147

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

12000 15100 ng/L 126 55 - 136

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

12200 15300 ng/L 125 53 - 137

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

12300 12100 ng/L 99 54 - 145

Perfluorooctanesulfonamide 

(PFOSA)

12800 13100 ng/L 103 57 - 143

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

12800 13500 ng/L 105 53 - 149

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

12800 13200 ng/L 103 53 - 146

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

12800 13000 ng/L 102 53 - 132

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

12800 12300 ng/L 96 50 - 135

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

12800 13200 ng/L 103 56 - 132

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

12800 11900 ng/L 93 58 - 133

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

12800 10200 ng/L 80 50 - 132

4,8-Dioxa-3H-perfluorononanoic 

acid (ADONA)

12100 11100 ng/L 91 55 - 144

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

12800 16900 ng/L 132 54 - 150

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

12800 11100 ng/L 86 54 - 141

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

12800 12400 ng/L 97 51 - 137
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-708636/3-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

12000 12400 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

104 52 - 140

D %Rec

%Rec

Limits

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

12100 12500 ng/L 103 51 - 137

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

11400 12000 ng/L 105 46 - 143

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

12800 12600 ng/L 99 42 - 148

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

12800 11900 ng/L 93 41 - 149

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

12800 11200 ng/L 87 33 - 142

13C4 PFBA 17 - 153

Isotope Dilution

91

LCS LCS

Qualifier Limits%Recovery

9313C5 PFPeA 19 - 178

9313C5 PFHxA 26 - 156

9813C4 PFHpA 33 - 158

12713C8 PFOA 35 - 146

8913C9 PFNA 37 - 157

8913C6 PFDA 36 - 152

8713C7 PFUnA 32 - 155

8413C2-PFDoDA 23 - 149

8913C2 PFTeDA 17 - 149

9713C3 PFBS 20 - 198

10713C3 PFHxS 35 - 165

9613C8 PFOS 41 - 155

7913C8 FOSA 20 - 142

101d5-NEtFOSAA 28 - 188

95M2-6:2 FTS 25 - 189

95M2-8:2 FTS 28 - 192

8513C3 HFPO-DA 26 - 161

86d7-N-MeFOSE-M 10 - 155

88d9-N-EtFOSE-M 10 - 147

68d5-NEtPFOSA 10 - 130

68d3-NMePFOSA 10 - 130

11613C-6:2 FTCA 18 - 186

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708636/4-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

Perfluorobutanoic acid (PFBA) 12800 13700 ng/L 2 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

107 57 - 148

D %Rec

%Rec

Limits

Perfluoropentanoic acid (PFPeA) 12800 13000 ng/L 8 30102 58 - 135

Perfluorohexanoic acid (PFHxA) 12800 11900 ng/L 3 3093 51 - 150

Perfluoroheptanoic acid (PFHpA) 12800 13100 ng/L 6 30102 55 - 145

Perfluorooctanoic acid (PFOA) 12800 8760 ng/L 2 3068 53 - 147

Perfluorononanoic acid (PFNA) 12800 13700 ng/L 2 30107 52 - 143
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708636/4-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

Perfluorodecanoic acid (PFDA) 12800 13900 ng/L 5 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

108 57 - 140

D %Rec

%Rec

Limits

Perfluoroundecanoic acid 

(PFUnA)

12800 13900 ng/L 3 30109 55 - 142

Perfluorododecanoic acid 

(PFDoA)

12800 15100 ng/L 1 30118 62 - 146

Perfluorotridecanoic acid 

(PFTrDA)

12800 15900 ng/L 1 30124 55 - 160

Perfluorotetradecanoic acid 

(PFTeDA)

12800 13800 ng/L 4 30108 58 - 149

Perfluorobutanesulfonic acid 

(PFBS)

11400 12100 ng/L 5 30106 54 - 145

Perfluoropentanesulfonic acid 

(PFPeS)

12000 13100 ng/L 1 30109 54 - 148

Perfluorohexanesulfonic acid 

(PFHxS)

11700 11500 ng/L 0 3098 52 - 138

Perfluoroheptanesulfonic acid 

(PFHpS)

12200 12000 ng/L 0 3098 51 - 141

Perfluorooctanesulfonic acid 

(PFOS)

11900 11900 ng/L 2 30100 52 - 139

Perfluorononanesulfonic acid 

(PFNS)

12300 12800 ng/L 0 30104 52 - 146

Perfluorodecanesulfonic acid 

(PFDS)

12300 12900 ng/L 5 30104 52 - 145

Perfluorododecanesulfonic acid 

(PFDoS)

12400 13300 ng/L 2 30107 51 - 147

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

12000 13400 ng/L 12 30112 55 - 136

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

12200 12900 ng/L 17 30106 53 - 137

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

12300 11200 ng/L 8 3091 54 - 145

Perfluorooctanesulfonamide 

(PFOSA)

12800 13900 ng/L 5 30108 57 - 143

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

12800 13800 ng/L 3 30108 53 - 149

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

12800 12600 ng/L 5 3099 53 - 146

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

12800 13200 ng/L 2 30103 53 - 132

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

12800 12700 ng/L 3 3099 50 - 135

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

12800 12000 ng/L 9 3094 56 - 132

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

12800 11100 ng/L 7 3087 58 - 133

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

12800 9740 ng/L 5 3076 50 - 132

4,8-Dioxa-3H-perfluorononanoic 

acid (ADONA)

12100 10400 ng/L 7 3086 55 - 144

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

12800 13800 ng/L 20 30108 54 - 150

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

12800 11500 ng/L 4 3090 54 - 141

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

12800 12500 ng/L 0 3097 51 - 137
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QC Sample Results
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-708636/4-B
Matrix: Water Prep Type: Total/NA
Analysis Batch: 712655 Prep Batch: 708636

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

12000 12300 ng/L 1 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

103 52 - 140

D %Rec

%Rec

Limits

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

12100 12400 ng/L 1 30103 51 - 137

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

11400 12000 ng/L 0 30105 46 - 143

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

12800 12500 ng/L 1 3097 42 - 148

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

12800 11100 ng/L 7 3087 41 - 149

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

12800 10700 ng/L 5 3083 33 - 142

13C4 PFBA 17 - 153

Isotope Dilution

89

LCSD LCSD

Qualifier Limits%Recovery

9113C5 PFPeA 19 - 178

9313C5 PFHxA 26 - 156

10213C4 PFHpA 33 - 158

13513C8 PFOA 35 - 146

9213C9 PFNA 37 - 157

9213C6 PFDA 36 - 152

8913C7 PFUnA 32 - 155

8313C2-PFDoDA 23 - 149

9313C2 PFTeDA 17 - 149

8913C3 PFBS 20 - 198

10513C3 PFHxS 35 - 165

9813C8 PFOS 41 - 155

7713C8 FOSA 20 - 142

99d5-NEtFOSAA 28 - 188

102M2-6:2 FTS 25 - 189

99M2-8:2 FTS 28 - 192

8913C3 HFPO-DA 26 - 161

86d7-N-MeFOSE-M 10 - 155

94d9-N-EtFOSE-M 10 - 147

66d5-NEtPFOSA 10 - 130

65d3-NMePFOSA 10 - 130

12513C-6:2 FTCA 18 - 186
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QC Association Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

LCMS

Prep Batch: 708636

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water TOP Post Prep410-243791-1 DC-VS Post-Treatment

Water TOP Post Prep410-243791-2 - RA DC-SPOT-1 Post-Treatment

Water TOP Post Prep410-243791-2 DC-SPOT-1 Post-Treatment

Water TOP Post Prep410-243791-3 - RA DC-SPOT-2 Post-Treatment

Water TOP Post Prep410-243791-3 DC-SPOT-2 Post-Treatment

Water TOP Post PrepMB 410-708636/1-B Method Blank Total/NA

Water TOP Post PrepMB 410-708636/2-B Method Blank Total/NA

Water TOP Post PrepLCS 410-708636/3-B Lab Control Sample Total/NA

Water TOP Post PrepLCSD 410-708636/4-B Lab Control Sample Dup Total/NA

Prep Batch: 708902

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water EPA 537 (Mod)410-243791-1 DC-VS Total/NA

Water EPA 537 (Mod)410-243791-2 DC-SPOT-1 Total/NA

Water EPA 537 (Mod)410-243791-3 DC-SPOT-2 Total/NA

Water EPA 537 (Mod)MB 410-708902/1-B Method Blank Total/NA

Water EPA 537 (Mod)LCS 410-708902/2-B Lab Control Sample Total/NA

Water EPA 537 (Mod)LCSD 410-708902/3-B Lab Control Sample Dup Total/NA

Cleanup Batch: 709577

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Extract Aliquot 708636410-243791-1 DC-VS Post-Treatment

Water Extract Aliquot 708636410-243791-2 - RA DC-SPOT-1 Post-Treatment

Water Extract Aliquot 708636410-243791-2 DC-SPOT-1 Post-Treatment

Water Extract Aliquot 708636410-243791-3 - RA DC-SPOT-2 Post-Treatment

Water Extract Aliquot 708636410-243791-3 DC-SPOT-2 Post-Treatment

Water Extract Aliquot 708636MB 410-708636/1-B Method Blank Total/NA

Water Extract Aliquot 708636MB 410-708636/2-B Method Blank Total/NA

Water Extract Aliquot 708636LCS 410-708636/3-B Lab Control Sample Total/NA

Water Extract Aliquot 708636LCSD 410-708636/4-B Lab Control Sample Dup Total/NA

Cleanup Batch: 711117

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Extract Aliquot 708902410-243791-1 DC-VS Total/NA

Water Extract Aliquot 708902410-243791-2 DC-SPOT-1 Total/NA

Water Extract Aliquot 708902410-243791-3 DC-SPOT-2 Total/NA

Water Extract Aliquot 708902MB 410-708902/1-B Method Blank Total/NA

Water Extract Aliquot 708902LCS 410-708902/2-B Lab Control Sample Total/NA

Water Extract Aliquot 708902LCSD 410-708902/3-B Lab Control Sample Dup Total/NA

Analysis Batch: 712038

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 IDA 711117410-243791-1 DC-VS Total/NA

Water 537 IDA 711117MB 410-708902/1-B Method Blank Total/NA

Water 537 IDA 711117LCS 410-708902/2-B Lab Control Sample Total/NA

Water 537 IDA 711117LCSD 410-708902/3-B Lab Control Sample Dup Total/NA

Analysis Batch: 712655

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 TOP 709577410-243791-1 DC-VS Post-Treatment

Water 537 TOP 709577410-243791-2 DC-SPOT-1 Post-Treatment
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QC Association Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

LCMS (Continued)

Analysis Batch: 712655 (Continued)

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 TOP 709577410-243791-3 DC-SPOT-2 Post-Treatment

Water 537 TOP 709577MB 410-708636/1-B Method Blank Total/NA

Water 537 TOP 709577MB 410-708636/2-B Method Blank Total/NA

Water 537 TOP 709577LCS 410-708636/3-B Lab Control Sample Total/NA

Water 537 TOP 709577LCSD 410-708636/4-B Lab Control Sample Dup Total/NA

Analysis Batch: 713050

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 IDA 711117410-243791-2 DC-SPOT-1 Total/NA

Water 537 IDA 711117410-243791-3 DC-SPOT-2 Total/NA

Water 537 IDA 711117MB 410-708902/1-B Method Blank Total/NA

Water 537 IDA 711117LCS 410-708902/2-B Lab Control Sample Total/NA

Water 537 IDA 711117LCSD 410-708902/3-B Lab Control Sample Dup Total/NA

Analysis Batch: 713966

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 TOP 709577410-243791-2 - RA DC-SPOT-1 Post-Treatment

Water 537 TOP 709577410-243791-3 - RA DC-SPOT-2 Post-Treatment
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Lab Chronicle
Client: Hart & Hickman, PC Job ID: 410-243791-1
Project/Site: NC DSCA PFAS Pilot Study

Client Sample ID: DC-VS Lab Sample ID: 410-243791-1
Matrix: WaterDate Collected: 09/23/25 15:30

Date Received: 09/25/25 09:50

Prep EPA 537 (Mod) VT5U708902 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 10/03/25 14:34

Cleanup Extract Aliquot 711117 WHU6 ELLETotal/NA 10/08/25 18:56

Analysis 537 IDA 1 712038 MC7V ELLETotal/NA 10/10/25 17:02

Prep TOP Post Prep 708636 S7AC ELLEPost-Treatment 10/03/25 07:57

Cleanup Extract Aliquot 709577 S7AC ELLEPost-Treatment 10/06/25 10:42

Analysis 537 TOP 1 712655 QD9Y ELLEPost-Treatment 10/12/25 05:31

Client Sample ID: DC-SPOT-1 Lab Sample ID: 410-243791-2
Matrix: WaterDate Collected: 09/23/25 15:45

Date Received: 09/25/25 09:50

Prep EPA 537 (Mod) VT5U708902 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 10/03/25 14:34

Cleanup Extract Aliquot 711117 WHU6 ELLETotal/NA 10/08/25 18:56

Analysis 537 IDA 1 713050 DSU6 ELLETotal/NA 10/13/25 13:13

Prep TOP Post Prep 708636 S7AC ELLEPost-Treatment 10/03/25 07:57

Cleanup Extract Aliquot 709577 S7AC ELLEPost-Treatment 10/06/25 10:42

Analysis 537 TOP 1 712655 QD9Y ELLEPost-Treatment 10/12/25 05:45

Prep TOP Post Prep RA 708636 S7AC ELLEPost-Treatment 10/03/25 07:57

Cleanup Extract Aliquot RA 709577 S7AC ELLEPost-Treatment 10/06/25 10:42

Analysis 537 TOP RA 1 713966 QD9Y ELLEPost-Treatment 10/15/25 11:45

Client Sample ID: DC-SPOT-2 Lab Sample ID: 410-243791-3
Matrix: WaterDate Collected: 09/23/25 16:00

Date Received: 09/25/25 09:50

Prep EPA 537 (Mod) VT5U708902 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 10/03/25 14:34

Cleanup Extract Aliquot 711117 WHU6 ELLETotal/NA 10/08/25 18:56

Analysis 537 IDA 1 713050 DSU6 ELLETotal/NA 10/13/25 13:28

Prep TOP Post Prep 708636 S7AC ELLEPost-Treatment 10/03/25 07:57

Cleanup Extract Aliquot 709577 S7AC ELLEPost-Treatment 10/06/25 10:42

Analysis 537 TOP 1 712655 QD9Y ELLEPost-Treatment 10/12/25 05:59

Prep TOP Post Prep RA 708636 S7AC ELLEPost-Treatment 10/03/25 07:57

Cleanup Extract Aliquot RA 709577 S7AC ELLEPost-Treatment 10/06/25 10:42

Analysis 537 TOP RA 1 713966 QD9Y ELLEPost-Treatment 10/15/25 11:59

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-243791-1
Project/Site: NC DSCA PFAS Pilot Study

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

North Carolina (WW/SW) State 521 12-31-25

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

537 IDA EPA 537 (Mod) Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

537 IDA EPA 537 (Mod) Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

537 IDA EPA 537 (Mod) Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

537 IDA EPA 537 (Mod) Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

537 IDA EPA 537 (Mod) Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

537 IDA EPA 537 (Mod) Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

537 IDA EPA 537 (Mod) Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

537 IDA EPA 537 (Mod) Water 4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

537 IDA EPA 537 (Mod) Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

537 IDA EPA 537 (Mod) Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

537 IDA EPA 537 (Mod) Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

537 IDA EPA 537 (Mod) Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

537 IDA EPA 537 (Mod) Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

537 IDA EPA 537 (Mod) Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

537 IDA EPA 537 (Mod) Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

537 IDA EPA 537 (Mod) Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

537 IDA EPA 537 (Mod) Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

537 IDA EPA 537 (Mod) Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

537 IDA EPA 537 (Mod) Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

537 IDA EPA 537 (Mod) Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

537 IDA EPA 537 (Mod) Water Perfluorobutanesulfonic acid (PFBS)

537 IDA EPA 537 (Mod) Water Perfluorobutanoic acid (PFBA)

537 IDA EPA 537 (Mod) Water Perfluorodecanesulfonic acid (PFDS)

537 IDA EPA 537 (Mod) Water Perfluorodecanoic acid (PFDA)

537 IDA EPA 537 (Mod) Water Perfluorododecanesulfonic acid (PFDoS)

537 IDA EPA 537 (Mod) Water Perfluorododecanoic acid (PFDoA)

537 IDA EPA 537 (Mod) Water Perfluoroheptanesulfonic acid (PFHpS)

537 IDA EPA 537 (Mod) Water Perfluoroheptanoic acid (PFHpA)

537 IDA EPA 537 (Mod) Water Perfluorohexanesulfonic acid (PFHxS)

537 IDA EPA 537 (Mod) Water Perfluorohexanoic acid (PFHxA)
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-243791-1
Project/Site: NC DSCA PFAS Pilot Study

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC (Continued)
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

537 IDA EPA 537 (Mod) Water Perfluorononanesulfonic acid (PFNS)

537 IDA EPA 537 (Mod) Water Perfluorononanoic acid (PFNA)

537 IDA EPA 537 (Mod) Water Perfluorooctanesulfonamide (PFOSA)

537 IDA EPA 537 (Mod) Water Perfluorooctanesulfonic acid (PFOS)

537 IDA EPA 537 (Mod) Water Perfluorooctanoic acid (PFOA)

537 IDA EPA 537 (Mod) Water Perfluoropentanesulfonic acid (PFPeS)

537 IDA EPA 537 (Mod) Water Perfluoropentanoic acid (PFPeA)

537 IDA EPA 537 (Mod) Water Perfluorotetradecanoic acid (PFTeDA)

537 IDA EPA 537 (Mod) Water Perfluorotridecanoic acid (PFTrDA)

537 IDA EPA 537 (Mod) Water Perfluoroundecanoic acid (PFUnA)

537 TOP TOP Post Prep Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

537 TOP TOP Post Prep Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

537 TOP TOP Post Prep Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

537 TOP TOP Post Prep Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

537 TOP TOP Post Prep Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

537 TOP TOP Post Prep Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

537 TOP TOP Post Prep Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

537 TOP TOP Post Prep Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

537 TOP TOP Post Prep Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

537 TOP TOP Post Prep Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

537 TOP TOP Post Prep Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

537 TOP TOP Post Prep Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

537 TOP TOP Post Prep Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

537 TOP TOP Post Prep Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

537 TOP TOP Post Prep Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

537 TOP TOP Post Prep Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

537 TOP TOP Post Prep Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

537 TOP TOP Post Prep Water Perfluorobutanesulfonic acid (PFBS)

537 TOP TOP Post Prep Water Perfluorobutanoic acid (PFBA)
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-243791-1
Project/Site: NC DSCA PFAS Pilot Study

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC (Continued)
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification.  

Analysis Method Prep Method Matrix Analyte

537 TOP TOP Post Prep Water Perfluorodecanesulfonic acid (PFDS)

537 TOP TOP Post Prep Water Perfluorodecanoic acid (PFDA)

537 TOP TOP Post Prep Water Perfluorododecanesulfonic acid (PFDoS)

537 TOP TOP Post Prep Water Perfluorododecanoic acid (PFDoA)

537 TOP TOP Post Prep Water Perfluoroheptanesulfonic acid (PFHpS)

537 TOP TOP Post Prep Water Perfluoroheptanoic acid (PFHpA)

537 TOP TOP Post Prep Water Perfluorohexanesulfonic acid (PFHxS)

537 TOP TOP Post Prep Water Perfluorohexanoic acid (PFHxA)

537 TOP TOP Post Prep Water Perfluorononanesulfonic acid (PFNS)

537 TOP TOP Post Prep Water Perfluorononanoic acid (PFNA)

537 TOP TOP Post Prep Water Perfluorooctanesulfonamide (PFOSA)

537 TOP TOP Post Prep Water Perfluorooctanesulfonic acid (PFOS)

537 TOP TOP Post Prep Water Perfluorooctanoic acid (PFOA)

537 TOP TOP Post Prep Water Perfluoropentanesulfonic acid (PFPeS)

537 TOP TOP Post Prep Water Perfluoropentanoic acid (PFPeA)

537 TOP TOP Post Prep Water Perfluorotetradecanoic acid (PFTeDA)

537 TOP TOP Post Prep Water Perfluorotridecanoic acid (PFTrDA)

537 TOP TOP Post Prep Water Perfluoroundecanoic acid (PFUnA)
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Method Summary
Job ID: 410-243791-1Client: Hart & Hickman, PC

Project/Site: NC DSCA PFAS Pilot Study

Method Method Description LaboratoryProtocol

EPA537 IDA EPA 537 Isotope Dilution ELLE

EPA537 TOP Fluorinated Alkyl Substances ELLE

EPAEPA 537 (Mod) EPA 537 Isotope Dilution ELLE

NoneExtract Aliquot Preparation, Extract Aliquot ELLE

SW846TOP Post Prep Solid-Phase Extraction (SPE) ELLE

Protocol References:

EPA = US Environmental Protection Agency

None = None

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Sample Summary
Client: Hart & Hickman, PC Job ID: 410-243791-1
Project/Site: NC DSCA PFAS Pilot Study

Lab Sample ID Client Sample ID Matrix Collected Received Sample Origin

410-243791-1 DC-VS Water 09/23/25 15:30 09/25/25 09:50 North Carolina

410-243791-2 DC-SPOT-1 Water 09/23/25 15:45 09/25/25 09:50 North Carolina

410-243791-3 DC-SPOT-2 Water 09/23/25 16:00 09/25/25 09:50 North Carolina
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-243791-1

Login Number: 243791

Question Answer Comment

Creator: Arroyo, Haley

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

TrueThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 
frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 
frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 
WV)?
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ANALYTICAL REPORT

PREPARED FOR
Attn: Sam Martin

Hart & Hickman, PC
2923 S Tryon Street

Suite 100
Charlotte, North Carolina 28203

Generated 1/19/2026 1:28:33 PM

JOB DESCRIPTION
DS0.PFAS

JOB NUMBER
410-256929-1

See page two for job notes and contact information.

Lancaster PA 17601
2425 New Holland Pike
Eurofins Lancaster Laboratories Environment Testing, LLC
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Eurofins Lancaster Laboratories Environment Testing, LLC

Eurofins Lancaster Laboratories is a laboratory within Eurofins Lancaster Laboratories Environment Testing, LLC, a company within Eurofins Environment
Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

Analytical test results meet all requirements of the associated regulatory program (i.e., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.

Authorization

Generated
1/19/2026 1:28:33 PM

Authorized for release by
David Barnhart, Senior Project Manager
David.Barnhart@et.eurofinsus.com
(717)656-2300
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Eurofins Lancaster Laboratories Environment Testing, LLC

Compliance Statement
Analytical test results meet all requirements of the associated regulatory program (e.g., NELAC (TNI), DoD, and ISO 17025)
unless otherwise noted under the individual analysis.  Data qualifiers are applied to note exceptions.  Noncompliant quality
control (QC) is further explained in narrative comments.  
·	QC results that exceed the upper limits and are associated with non-detect samples are qualified but further narration is not
required since the bias is high and does not change a non-detect result. Further narration is also not required with QC blank
detection when the associated sample concentration is non-detect or more than ten times the level in the blank.
·	Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD is performed, unless otherwise specified in the method.
·	Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.
Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Measurement uncertainty values, as applicable, are available upon request.

Test results relate only to the sample tested. Clients should be aware that a critical step in a chemical or microbiological
analysis is the collection of the sample. Unless the sample analyzed is truly representative of the bulk of material involved,
the test results will be meaningless. If you have questions regarding the proper techniques of collecting samples, please
contact us. We cannot be held responsible for sample integrity, however, unless sampling has been performed by a member
of our staff. Times are local to the area of activity. Parameters listed in the 40 CFR Part 136 Table II as "analyze
immediately" and tested in the laboratory are not performed within 15 minutes of collection.

This report shall not be reproduced except in full, without the written approval of the laboratory.

WARRANTY AND LIMITS OF LIABILITY - In accepting analytical work, we warrant the accuracy of test results for the
sample as submitted. The foregoing express warranty is exclusive and is given in lieu of all other warranties, expressed or
implied, except as otherwise agreed. We disclaim any other warranties, expressed or implied, including a warranty of fitness
for particular purpose and warranty of merchantability. In no event shall Eurofins Lancaster Laboratories Environmental, LLC
be liable for indirect, special, consequential, or incidental damages including, but not limited to, damages for loss of profit or
goodwill regardless of (A) the negligence (either sole or concurrent) of Eurofins Lancaster Laboratories Environmental and
(B) whether Eurofins Lancaster Laboratories Environmental has been informed of the possibility of such damages. We
accept no legal responsibility for the purposes for which the client uses the test results. Except as otherwise agreed, no
purchase order or other order for work shall be accepted by Eurofins Lancaster Laboratories Environmental which includes
any conditions that vary from the Standard Terms and Conditions, and Eurofins Lancaster Laboratories Environmental
hereby objects to any conflicting terms contained in any acceptance or order submitted by client.
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Definitions/Glossary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Qualifiers

LCMS
Qualifier Description

*5- Isotope dilution analyte is outside acceptance limits, low biased.

Qualifier

*5+ Isotope dilution analyte is outside acceptance limits, high biased.

cn Refer to Case Narrative for further detail

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

S1- Surrogate recovery exceeds control limits, low biased.

Glossary

These commonly used abbreviations may or may not be present in this report.

☼ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Lancaster Laboratories Environment Testing, LLC

Page 5 of 45 1/19/2026

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Job Narrative
410-256929-1

The analytical test results presented in this report meet all requirements of the associated regulatory program listed on the
Accreditation/Certification Summary Page, unless otherwise noted. Data qualifiers and/or narrative comments are included to
explain any exceptions, if applicable. Regulated compliance samples (e.g. SDWA, NPDES) must comply with associated agency
requirements/permits.

· Matrix-specific batch QC (e.g., MS, MSD, SD) may not be reported when insufficient sample volume is available or when site-
specific QC samples are not submitted. In such cases, a Laboratory Control Sample Duplicate (LCSD) may be analyzed to
provide precision data for the batch.

· For samples analyzed using surrogate and/or isotope dilution analytes, any recoveries falling outside of established
acceptance criteria are re-prepared and/or re-analyzed to confirm results, unless the deviation is due to sample dilution or
otherwise explained in the case narrative.

Receipt
The samples were received on 12/10/2025 10:40 AM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperature of the cooler at receipt time was 4.2°C.

PFAS
Method 537_IDA_TOPS - Post-Treatment: The recoveries for 13C8 PFOA, M2-6:2 FTS and M2-8:2 FTS in DC-SPOT-4
(410-256929-2) are above the QC acceptance limits. Since the recoveries are high and the native analytes are not detected in the
sample, the data are reported.

Method 537_IDA_TOPS - Post-Treatment: The recoveries for 13C8 PFOA, 13C7 PFUnA, 13C2-PFDoDA, 13C2 PFTeDA, d5-
NEtFOSAA, M2-6:2 FTS, d7-N-MeFOSE-M, d9-N-EtFOSE-M, d5-NEtPFOSA, d3-NMePFOSA and 13C2 PFUnA in DC-DET-1
(410-256929-3) are outside the QC acceptance limits due to the matrix of the sample.

Method 537_IDA_TOPS - Post-Treatment: The recoveries for 13C4 PFBA, 13C6 PFDA, 13C7 PFUnA, d5-NEtFOSAA, d7-N-
MeFOSE-M, d9-N-EtFOSE-M, d5-NEtPFOSA, d3-NMePFOSA and 13C2 PFUnA in DC-SPOT-3 (410-256929-1) are below the QC
acceptance limits due to the matrix of the sample.

Method PFC_IDA: Sample injection standard peak areas in DC-SPOT-3 (410-256929-1) and DC-DET-1 (410-256929-3) are below
the QC acceptance limit for both the full volume injections and the diluted injections. The values here are from the diluted injections
of the samples.

Method PFC_IDA: The recoveries for 13C2-6:2 FTS, d7-N-MeFOSE-M, d9-N-EtFOSE-M, d3-NMePFOSA, d5-NEtPFOSA and
13C2-PFDoA in DC-SPOT-3 (410-256929-1) are outside the QC acceptance limits due to the matrix of the sample.

Method PFC_IDA: The recoveries for d7-N-MeFOSE-M, d3-NMePFOSA, 13C2-PFDoA and 13C-6:2 FTCA in DC-SPOT-4
(410-256929-2) are outside the QC acceptance limits due to the matrix of the sample.

Method PFC_IDA: The recoveries for 13C2-6:2 FTS, 13C2-PFTeDA, d5-NEtFOSAA, d7-N-MeFOSE-M, d9-N-EtFOSE-M, d3-
NMePFOSA, d5-NEtPFOSA and 13C2-PFDoA in DC-DET-1 (410-256929-3) are outside the QC acceptance limits due to the
matrix of the sample.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Hart & Hickman, PC Job ID: 410-256929-1
Project: DS0.PFAS

Eurofins Lancaster Laboratories Environment Testing, LLC

Job ID: 410-256929-1 Eurofins Lancaster Laboratories Environment

Page 6 of 45 1/19/2026

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Detection Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Client Sample ID: DC-SPOT-3 Lab Sample ID: 410-256929-1

 No Detections.

Client Sample ID: DC-SPOT-4 Lab Sample ID: 410-256929-2

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

RL

10000 ng/L

MDL

2500

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

10J7700 537 TOP

Client Sample ID: DC-DET-1 Lab Sample ID: 410-256929-3

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

RL

10000 ng/L

MDL

2500

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Post-Treatme

nt

10J4300 537 TOP

Eurofins Lancaster Laboratories Environment Testing, LLC

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-1Client Sample ID: DC-SPOT-3
Matrix: WaterDate Collected: 12/09/25 14:30

Date Received: 12/10/25 10:40

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

<2400 cn 9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cn1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

24000 20000 ng/L 12/23/25 14:45 12/30/25 05:49 10<20000 cn1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

14000 4800 ng/L 12/23/25 14:45 12/30/25 05:49 10<4800 cn1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cn9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cn4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 05:49 10<4800 cnHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

14000 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

24000 4800 ng/L 12/23/25 14:45 12/30/25 05:49 10<4800 cnN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 05:49 10<4800 cnN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

9500 2900 ng/L 12/23/25 14:45 12/30/25 05:49 10<2900 cnN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 05:49 10<4800 cnN-methylperfluorooctane sulfonamide 

(NMeFOSA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 05:49 10<4800 cnN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorobutanesulfonic acid (PFBS)

24000 9500 ng/L 12/23/25 14:45 12/30/25 05:49 10<9500 cnPerfluorobutanoic acid (PFBA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorodecanesulfonic acid (PFDS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorodecanoic acid (PFDA)

14000 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorododecanesulfonic acid 

(PFDoS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorododecanoic acid (PFDoA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluoroheptanesulfonic acid 

(PFHpS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluoroheptanoic acid (PFHpA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorohexanesulfonic acid (PFHxS)

9500 4300 ng/L 12/23/25 14:45 12/30/25 05:49 10<4300 cnPerfluorohexanoic acid (PFHxA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorononanesulfonic acid (PFNS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorononanoic acid (PFNA)

9500 3300 ng/L 12/23/25 14:45 12/30/25 05:49 10<3300 cnPerfluorooctanesulfonamide (PFOSA)

9500 4800 ng/L 12/23/25 14:45 12/30/25 05:49 10<4800 cnPerfluorooctanesulfonic acid (PFOS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorooctanoic acid (PFOA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluoropentanesulfonic acid 

(PFPeS)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluoropentanoic acid (PFPeA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorotetradecanoic acid (PFTeDA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluorotridecanoic acid (PFTrDA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluoroundecanoic acid (PFUnA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cn3-Perfluoropropylpropanoic acid (3:3 

FTCA)
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-1Client Sample ID: DC-SPOT-3
Matrix: WaterDate Collected: 12/09/25 14:30

Date Received: 12/10/25 10:40

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)
RL MDL

<2400 cn 9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluoro-3-methoxypropanoic acid 

(PFMPA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cn3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cn3-Perfluoropentylpropanoic acid (5:3 

FTCA)

9500 2400 ng/L 12/23/25 14:45 12/30/25 05:49 10<2400 cnPerfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 140 cn 10 - 188 12/23/25 14:45 12/30/25 05:49 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2-6:2 FTS 271 *5+ cn 12/23/25 14:45 12/30/25 05:49 1010 - 196

13C2-8:2 FTS 148 cn 12/23/25 14:45 12/30/25 05:49 1010 - 200

13C2-PFTeDA 32 cn 12/23/25 14:45 12/30/25 05:49 1010 - 155

13C3-HFPO-DA 59 cn 12/23/25 14:45 12/30/25 05:49 1010 - 141

13C3-PFBS 84 cn 12/23/25 14:45 12/30/25 05:49 1014 - 157

13C4-PFBA 87 cn 12/23/25 14:45 12/30/25 05:49 1026 - 137

13C4-PFHpA 81 cn 12/23/25 14:45 12/30/25 05:49 1014 - 157

13C5-PFPeA 84 cn 12/23/25 14:45 12/30/25 05:49 1010 - 161

13C8-PFOA 84 cn 12/23/25 14:45 12/30/25 05:49 1021 - 133

13C8-PFOS 88 cn 12/23/25 14:45 12/30/25 05:49 1014 - 157

d3-NMeFOSAA 15 cn 12/23/25 14:45 12/30/25 05:49 1010 - 192

d5-NEtFOSAA 10 cn 12/23/25 14:45 12/30/25 05:49 1010 - 189

d7-N-MeFOSE-M 7 *5- cn 12/23/25 14:45 12/30/25 05:49 1010 - 130

d9-N-EtFOSE-M 3 *5- cn 12/23/25 14:45 12/30/25 05:49 1010 - 130

13C3-PFHxS 82 cn 12/23/25 14:45 12/30/25 05:49 1014 - 158

13C5-PFHxA 78 cn 12/23/25 14:45 12/30/25 05:49 1014 - 148

13C6-PFDA 89 cn 12/23/25 14:45 12/30/25 05:49 1019 - 144

13C7-PFUnA 20 cn 12/23/25 14:45 12/30/25 05:49 1011 - 153

d3-NMePFOSA 7 *5- cn 12/23/25 14:45 12/30/25 05:49 1010 - 130

d5-NEtPFOSA 5 *5- cn 12/23/25 14:45 12/30/25 05:49 1010 - 130

13C8-PFOSA 29 cn 12/23/25 14:45 12/30/25 05:49 1010 - 130

13C2-PFDoA 8 *5- cn 12/23/25 14:45 12/30/25 05:49 1010 - 153

13C9-PFNA 96 cn 12/23/25 14:45 12/30/25 05:49 1013 - 161

13C-6:2 FTCA 122 cn 12/23/25 14:45 12/30/25 05:49 1011 - 147

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment  
RL MDL

<5000 10000 5000 ng/L 12/16/25 09:36 01/15/26 20:58 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluoropentanoic acid (PFPeA)

10000 5000 ng/L 12/16/25 09:36 01/15/26 20:58 10<5000Perfluorohexanoic acid (PFHxA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluoroheptanoic acid (PFHpA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorooctanoic acid (PFOA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorononanoic acid (PFNA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorodecanoic acid (PFDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluoroundecanoic acid (PFUnA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorododecanoic acid (PFDoA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorotridecanoic acid (PFTrDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorotetradecanoic acid (PFTeDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorobutanesulfonic acid (PFBS)
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-1Client Sample ID: DC-SPOT-3
Matrix: WaterDate Collected: 12/09/25 14:30

Date Received: 12/10/25 10:40

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)
RL MDL

<2500 10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluoropentanesulfonic acid 

(PFPeS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorohexanesulfonic acid (PFHxS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluoroheptanesulfonic acid 

(PFHpS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorooctanesulfonic acid (PFOS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorononanesulfonic acid (PFNS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorodecanesulfonic acid (PFDS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorododecanesulfonic acid 

(PFDoS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<25001H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

10000 5500 ng/L 12/16/25 09:36 01/15/26 20:58 10<55001H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

10000 3000 ng/L 12/16/25 09:36 01/15/26 20:58 10<30001H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluorooctanesulfonamide (PFOSA)

10000 3500 ng/L 12/16/25 09:36 01/15/26 20:58 10<3500N-methylperfluorooctane sulfonamide 

(NMeFOSA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

10000 8000 ng/L 12/16/25 09:36 01/15/26 20:58 10<8000Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<25004,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluoro-3-methoxypropanoic acid 

(PFMPA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluoro-4-methoxybutanoic acid  

(PFMBA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<25009-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<250011-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<2500Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<25003-Perfluoropropylpropanoic acid (3:3 

FTCA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 20:58 10<25003-Perfluoropentylpropanoic acid (5:3 

FTCA)

10000 5500 ng/L 12/16/25 09:36 01/15/26 20:58 10<55003-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 8 *5- cn 17 - 153 12/16/25 09:36 01/15/26 20:58 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 20 12/16/25 09:36 01/15/26 20:58 1019 - 178

13C5 PFHxA 41 12/16/25 09:36 01/15/26 20:58 1026 - 156
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-1Client Sample ID: DC-SPOT-3
Matrix: WaterDate Collected: 12/09/25 14:30

Date Received: 12/10/25 10:40

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)

13C4 PFHpA 45 33 - 158 12/16/25 09:36 01/15/26 20:58 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8 PFOA 99 12/16/25 09:36 01/15/26 20:58 1035 - 146

13C9 PFNA 67 12/16/25 09:36 01/15/26 20:58 1037 - 157

13C6 PFDA 78 cn 12/16/25 09:36 01/15/26 20:58 1036 - 152

13C7 PFUnA 26 *5- cn 12/16/25 09:36 01/15/26 20:58 1032 - 155

13C2-PFDoDA 15 *5- 12/16/25 09:36 01/15/26 20:58 1023 - 149

13C2 PFTeDA 25 12/16/25 09:36 01/15/26 20:58 1017 - 149

13C3 PFBS 50 12/16/25 09:36 01/15/26 20:58 1020 - 198

13C3 PFHxS 54 12/16/25 09:36 01/15/26 20:58 1035 - 165

13C8 PFOS 74 12/16/25 09:36 01/15/26 20:58 1041 - 155

13C8 FOSA 45 12/16/25 09:36 01/15/26 20:58 1020 - 142

d5-NEtFOSAA 12 *5- cn 12/16/25 09:36 01/15/26 20:58 1028 - 188

M2-6:2 FTS 143 12/16/25 09:36 01/15/26 20:58 1025 - 189

M2-8:2 FTS 109 12/16/25 09:36 01/15/26 20:58 1028 - 192

13C3 HFPO-DA 35 12/16/25 09:36 01/15/26 20:58 1026 - 161

d7-N-MeFOSE-M 4 *5- cn 12/16/25 09:36 01/15/26 20:58 1010 - 155

d9-N-EtFOSE-M 4 *5- cn 12/16/25 09:36 01/15/26 20:58 1010 - 147

d5-NEtPFOSA 5 *5- cn 12/16/25 09:36 01/15/26 20:58 1010 - 130

d3-NMePFOSA 7 *5- cn 12/16/25 09:36 01/15/26 20:58 1010 - 130

13C-6:2 FTCA 24 12/16/25 09:36 01/15/26 20:58 1018 - 186

13C2 PFHxA 39 38 - 139 12/16/25 09:36 01/15/26 20:58 10

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFUnA 18 S1- cn 12/16/25 09:36 01/15/26 20:58 1029 - 153

13C4 PFOA 48 12/16/25 09:36 01/15/26 20:58 1023 - 190

Lab Sample ID: 410-256929-2Client Sample ID: DC-SPOT-4
Matrix: WaterDate Collected: 12/09/25 14:40

Date Received: 12/10/25 10:40

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

<2400 9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<24001H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

24000 20000 ng/L 12/23/25 14:45 12/30/25 06:02 10<200001H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

14000 4800 ng/L 12/23/25 14:45 12/30/25 06:02 10<48001H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<24009-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<24004,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 06:02 10<4800Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

14000 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

24000 4800 ng/L 12/23/25 14:45 12/30/25 06:02 10<4800N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 06:02 10<4800N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-2Client Sample ID: DC-SPOT-4
Matrix: WaterDate Collected: 12/09/25 14:40

Date Received: 12/10/25 10:40

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)
RL MDL

<2900 9600 2900 ng/L 12/23/25 14:45 12/30/25 06:02 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 06:02 10<4800N-methylperfluorooctane sulfonamide 

(NMeFOSA)

14000 4800 ng/L 12/23/25 14:45 12/30/25 06:02 10<4800N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorobutanesulfonic acid (PFBS)

24000 9600 ng/L 12/23/25 14:45 12/30/25 06:02 10<9600Perfluorobutanoic acid (PFBA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorodecanesulfonic acid (PFDS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorodecanoic acid (PFDA)

14000 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorododecanesulfonic acid 

(PFDoS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorododecanoic acid (PFDoA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoroheptanesulfonic acid 

(PFHpS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoroheptanoic acid (PFHpA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorohexanesulfonic acid (PFHxS)

9600 4300 ng/L 12/23/25 14:45 12/30/25 06:02 10<4300Perfluorohexanoic acid (PFHxA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorononanesulfonic acid (PFNS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorononanoic acid (PFNA)

9600 3400 ng/L 12/23/25 14:45 12/30/25 06:02 10<3400Perfluorooctanesulfonamide (PFOSA)

9600 4800 ng/L 12/23/25 14:45 12/30/25 06:02 10<4800Perfluorooctanesulfonic acid (PFOS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorooctanoic acid (PFOA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoropentanesulfonic acid 

(PFPeS)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoropentanoic acid (PFPeA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorotetradecanoic acid (PFTeDA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluorotridecanoic acid (PFTrDA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoroundecanoic acid (PFUnA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<24003-Perfluoropropylpropanoic acid (3:3 

FTCA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoro-3-methoxypropanoic acid 

(PFMPA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<24003-Perfluoroheptylpropanoic acid (7:3 

FTCA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<24003-Perfluoropentylpropanoic acid (5:3 

FTCA)

9600 2400 ng/L 12/23/25 14:45 12/30/25 06:02 10<2400Perfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 149 10 - 188 12/23/25 14:45 12/30/25 06:02 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2-6:2 FTS 155 12/23/25 14:45 12/30/25 06:02 1010 - 196

13C2-8:2 FTS 190 12/23/25 14:45 12/30/25 06:02 1010 - 200

13C2-PFTeDA 41 12/23/25 14:45 12/30/25 06:02 1010 - 155

13C3-HFPO-DA 87 12/23/25 14:45 12/30/25 06:02 1010 - 141

13C3-PFBS 79 12/23/25 14:45 12/30/25 06:02 1014 - 157

13C4-PFBA 108 12/23/25 14:45 12/30/25 06:02 1026 - 137

13C4-PFHpA 106 12/23/25 14:45 12/30/25 06:02 1014 - 157
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-2Client Sample ID: DC-SPOT-4
Matrix: WaterDate Collected: 12/09/25 14:40

Date Received: 12/10/25 10:40

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)

13C5-PFPeA 92 10 - 161 12/23/25 14:45 12/30/25 06:02 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C8-PFOA 102 12/23/25 14:45 12/30/25 06:02 1021 - 133

13C8-PFOS 111 12/23/25 14:45 12/30/25 06:02 1014 - 157

d3-NMeFOSAA 157 12/23/25 14:45 12/30/25 06:02 1010 - 192

d5-NEtFOSAA 175 12/23/25 14:45 12/30/25 06:02 1010 - 189

d7-N-MeFOSE-M 0 *5- cn 12/23/25 14:45 12/30/25 06:02 1010 - 130

d9-N-EtFOSE-M 15 12/23/25 14:45 12/30/25 06:02 1010 - 130

13C3-PFHxS 99 12/23/25 14:45 12/30/25 06:02 1014 - 158

13C5-PFHxA 98 12/23/25 14:45 12/30/25 06:02 1014 - 148

13C6-PFDA 113 12/23/25 14:45 12/30/25 06:02 1019 - 144

13C7-PFUnA 117 12/23/25 14:45 12/30/25 06:02 1011 - 153

d3-NMePFOSA 0 *5- cn 12/23/25 14:45 12/30/25 06:02 1010 - 130

d5-NEtPFOSA 21 12/23/25 14:45 12/30/25 06:02 1010 - 130

13C8-PFOSA 95 12/23/25 14:45 12/30/25 06:02 1010 - 130

13C2-PFDoA 3 *5- cn 12/23/25 14:45 12/30/25 06:02 1010 - 153

13C9-PFNA 120 12/23/25 14:45 12/30/25 06:02 1013 - 161

13C-6:2 FTCA 168 *5+ cn 12/23/25 14:45 12/30/25 06:02 1011 - 147

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment  
RL MDL

<5000 10000 5000 ng/L 12/16/25 09:36 01/15/26 21:12 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoropentanoic acid (PFPeA)

10000 5000 ng/L 12/16/25 09:36 01/15/26 21:12 10<5000Perfluorohexanoic acid (PFHxA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoroheptanoic acid (PFHpA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorooctanoic acid (PFOA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorononanoic acid (PFNA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorodecanoic acid (PFDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoroundecanoic acid (PFUnA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorododecanoic acid (PFDoA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorotridecanoic acid (PFTrDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorotetradecanoic acid (PFTeDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorobutanesulfonic acid (PFBS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoropentanesulfonic acid 

(PFPeS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorohexanesulfonic acid (PFHxS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoroheptanesulfonic acid 

(PFHpS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorooctanesulfonic acid (PFOS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorononanesulfonic acid (PFNS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorodecanesulfonic acid (PFDS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorododecanesulfonic acid 

(PFDoS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<25001H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

10000 5500 ng/L 12/16/25 09:36 01/15/26 21:12 10<55001H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

10000 3000 ng/L 12/16/25 09:36 01/15/26 21:12 10<30001H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluorooctanesulfonamide (PFOSA)

10000 3500 ng/L 12/16/25 09:36 01/15/26 21:12 10<3500N-methylperfluorooctane sulfonamide 

(NMeFOSA)
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-2Client Sample ID: DC-SPOT-4
Matrix: WaterDate Collected: 12/09/25 14:40

Date Received: 12/10/25 10:40

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)
RL MDL

<2500 10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 107700 JN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

10000 8000 ng/L 12/16/25 09:36 01/15/26 21:12 10<8000Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<25004,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoro-3-methoxypropanoic acid 

(PFMPA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoro-4-methoxybutanoic acid  

(PFMBA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<25009-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<250011-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<2500Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<25003-Perfluoropropylpropanoic acid (3:3 

FTCA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:12 10<25003-Perfluoropentylpropanoic acid (5:3 

FTCA)

10000 5500 ng/L 12/16/25 09:36 01/15/26 21:12 10<55003-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 22 17 - 153 12/16/25 09:36 01/15/26 21:12 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 65 12/16/25 09:36 01/15/26 21:12 1019 - 178

13C5 PFHxA 95 12/16/25 09:36 01/15/26 21:12 1026 - 156

13C4 PFHpA 92 12/16/25 09:36 01/15/26 21:12 1033 - 158

13C8 PFOA 174 *5+ cn 12/16/25 09:36 01/15/26 21:12 1035 - 146

13C9 PFNA 92 12/16/25 09:36 01/15/26 21:12 1037 - 157

13C6 PFDA 108 12/16/25 09:36 01/15/26 21:12 1036 - 152

13C7 PFUnA 95 12/16/25 09:36 01/15/26 21:12 1032 - 155

13C2-PFDoDA 92 12/16/25 09:36 01/15/26 21:12 1023 - 149

13C2 PFTeDA 62 12/16/25 09:36 01/15/26 21:12 1017 - 149

13C3 PFBS 127 12/16/25 09:36 01/15/26 21:12 1020 - 198

13C3 PFHxS 109 12/16/25 09:36 01/15/26 21:12 1035 - 165

13C8 PFOS 107 12/16/25 09:36 01/15/26 21:12 1041 - 155

13C8 FOSA 85 12/16/25 09:36 01/15/26 21:12 1020 - 142

d5-NEtFOSAA 121 12/16/25 09:36 01/15/26 21:12 1028 - 188

M2-6:2 FTS 384 *5+ cn 12/16/25 09:36 01/15/26 21:12 1025 - 189

M2-8:2 FTS 216 *5+ cn 12/16/25 09:36 01/15/26 21:12 1028 - 192

13C3 HFPO-DA 102 12/16/25 09:36 01/15/26 21:12 1026 - 161

d7-N-MeFOSE-M 60 12/16/25 09:36 01/15/26 21:12 1010 - 155

d9-N-EtFOSE-M 49 12/16/25 09:36 01/15/26 21:12 1010 - 147
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-2Client Sample ID: DC-SPOT-4
Matrix: WaterDate Collected: 12/09/25 14:40

Date Received: 12/10/25 10:40

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)

d5-NEtPFOSA 93 10 - 130 12/16/25 09:36 01/15/26 21:12 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

d3-NMePFOSA 94 12/16/25 09:36 01/15/26 21:12 1010 - 130

13C-6:2 FTCA 43 12/16/25 09:36 01/15/26 21:12 1018 - 186

13C2 PFHxA 94 38 - 139 12/16/25 09:36 01/15/26 21:12 10

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFUnA 93 12/16/25 09:36 01/15/26 21:12 1029 - 153

13C4 PFOA 94 12/16/25 09:36 01/15/26 21:12 1023 - 190

Lab Sample ID: 410-256929-3Client Sample ID: DC-DET-1
Matrix: WaterDate Collected: 12/09/25 14:55

Date Received: 12/10/25 10:40

Method: EPA 537 IDA - EPA 537 Isotope Dilution  
RL MDL

<2400 cn 9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cn1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

24000 20000 ng/L 12/23/25 14:45 12/30/25 06:16 10<20000 cn1H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

15000 4900 ng/L 12/23/25 14:45 12/30/25 06:16 10<4900 cn1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cn9-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cn4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

15000 4900 ng/L 12/23/25 14:45 12/30/25 06:16 10<4900 cnHexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

15000 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnN-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

24000 4900 ng/L 12/23/25 14:45 12/30/25 06:16 10<4900 cnN-ethylperfluorooctane sulfonamide 

(NEtFOSA)

15000 4900 ng/L 12/23/25 14:45 12/30/25 06:16 10<4900 cnN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

9700 2900 ng/L 12/23/25 14:45 12/30/25 06:16 10<2900 cnN-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

15000 4900 ng/L 12/23/25 14:45 12/30/25 06:16 10<4900 cnN-methylperfluorooctane sulfonamide 

(NMeFOSA)

15000 4900 ng/L 12/23/25 14:45 12/30/25 06:16 10<4900 cnN-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorobutanesulfonic acid (PFBS)

24000 9700 ng/L 12/23/25 14:45 12/30/25 06:16 10<9700 cnPerfluorobutanoic acid (PFBA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorodecanesulfonic acid (PFDS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorodecanoic acid (PFDA)

15000 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorododecanesulfonic acid 

(PFDoS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorododecanoic acid (PFDoA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoroheptanesulfonic acid 

(PFHpS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoroheptanoic acid (PFHpA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorohexanesulfonic acid (PFHxS)

9700 4400 ng/L 12/23/25 14:45 12/30/25 06:16 10<4400 cnPerfluorohexanoic acid (PFHxA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorononanesulfonic acid (PFNS)
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-3Client Sample ID: DC-DET-1
Matrix: WaterDate Collected: 12/09/25 14:55

Date Received: 12/10/25 10:40

Method: EPA 537 IDA - EPA 537 Isotope Dilution   (Continued)
RL MDL

<2400 cn 9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorononanoic acid (PFNA)

9700 3400 ng/L 12/23/25 14:45 12/30/25 06:16 10<3400 cnPerfluorooctanesulfonamide (PFOSA)

9700 4900 ng/L 12/23/25 14:45 12/30/25 06:16 10<4900 cnPerfluorooctanesulfonic acid (PFOS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorooctanoic acid (PFOA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoropentanesulfonic acid 

(PFPeS)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoropentanoic acid (PFPeA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorotetradecanoic acid (PFTeDA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluorotridecanoic acid (PFTrDA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoroundecanoic acid (PFUnA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cn3-Perfluoropropylpropanoic acid (3:3 

FTCA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoro-3-methoxypropanoic acid 

(PFMPA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cn3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnNonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cn3-Perfluoropentylpropanoic acid (5:3 

FTCA)

9700 2400 ng/L 12/23/25 14:45 12/30/25 06:16 10<2400 cnPerfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 133 cn 10 - 188 12/23/25 14:45 12/30/25 06:16 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2-6:2 FTS 205 *5+ cn 12/23/25 14:45 12/30/25 06:16 1010 - 196

13C2-8:2 FTS 139 cn 12/23/25 14:45 12/30/25 06:16 1010 - 200

13C2-PFTeDA 5 *5- cn 12/23/25 14:45 12/30/25 06:16 1010 - 155

13C3-HFPO-DA 56 cn 12/23/25 14:45 12/30/25 06:16 1010 - 141

13C3-PFBS 68 cn 12/23/25 14:45 12/30/25 06:16 1014 - 157

13C4-PFBA 79 cn 12/23/25 14:45 12/30/25 06:16 1026 - 137

13C4-PFHpA 56 cn 12/23/25 14:45 12/30/25 06:16 1014 - 157

13C5-PFPeA 72 cn 12/23/25 14:45 12/30/25 06:16 1010 - 161

13C8-PFOA 49 cn 12/23/25 14:45 12/30/25 06:16 1021 - 133

13C8-PFOS 92 cn 12/23/25 14:45 12/30/25 06:16 1014 - 157

d3-NMeFOSAA 12 cn 12/23/25 14:45 12/30/25 06:16 1010 - 192

d5-NEtFOSAA 5 *5- cn 12/23/25 14:45 12/30/25 06:16 1010 - 189

d7-N-MeFOSE-M 5 *5- cn 12/23/25 14:45 12/30/25 06:16 1010 - 130

d9-N-EtFOSE-M 1 *5- cn 12/23/25 14:45 12/30/25 06:16 1010 - 130

13C3-PFHxS 55 cn 12/23/25 14:45 12/30/25 06:16 1014 - 158

13C5-PFHxA 61 cn 12/23/25 14:45 12/30/25 06:16 1014 - 148

13C6-PFDA 92 cn 12/23/25 14:45 12/30/25 06:16 1019 - 144

13C7-PFUnA 12 cn 12/23/25 14:45 12/30/25 06:16 1011 - 153

d3-NMePFOSA 7 *5- cn 12/23/25 14:45 12/30/25 06:16 1010 - 130

d5-NEtPFOSA 3 *5- cn 12/23/25 14:45 12/30/25 06:16 1010 - 130

13C8-PFOSA 23 cn 12/23/25 14:45 12/30/25 06:16 1010 - 130

13C2-PFDoA 6 *5- cn 12/23/25 14:45 12/30/25 06:16 1010 - 153

13C9-PFNA 94 cn 12/23/25 14:45 12/30/25 06:16 1013 - 161

13C-6:2 FTCA 105 cn 12/23/25 14:45 12/30/25 06:16 1011 - 147
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-3Client Sample ID: DC-DET-1
Matrix: WaterDate Collected: 12/09/25 14:55

Date Received: 12/10/25 10:40

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment  
RL MDL

<5000 10000 5000 ng/L 12/16/25 09:36 01/15/26 21:25 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Perfluorobutanoic acid (PFBA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoropentanoic acid (PFPeA)

10000 5000 ng/L 12/16/25 09:36 01/15/26 21:25 10<5000Perfluorohexanoic acid (PFHxA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoroheptanoic acid (PFHpA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorooctanoic acid (PFOA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorononanoic acid (PFNA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorodecanoic acid (PFDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoroundecanoic acid (PFUnA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorododecanoic acid (PFDoA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorotridecanoic acid (PFTrDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorotetradecanoic acid (PFTeDA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorobutanesulfonic acid (PFBS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoropentanesulfonic acid 

(PFPeS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorohexanesulfonic acid (PFHxS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoroheptanesulfonic acid 

(PFHpS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorooctanesulfonic acid (PFOS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorononanesulfonic acid (PFNS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorodecanesulfonic acid (PFDS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorododecanesulfonic acid 

(PFDoS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<25001H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

10000 5500 ng/L 12/16/25 09:36 01/15/26 21:25 10<55001H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

10000 3000 ng/L 12/16/25 09:36 01/15/26 21:25 10<30001H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluorooctanesulfonamide (PFOSA)

10000 3500 ng/L 12/16/25 09:36 01/15/26 21:25 10<3500N-methylperfluorooctane sulfonamide 

(NMeFOSA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 104300 JN-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

10000 8000 ng/L 12/16/25 09:36 01/15/26 21:25 10<8000Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<25004,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoro-3-methoxypropanoic acid 

(PFMPA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoro-4-methoxybutanoic acid  

(PFMBA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<25009-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)
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Client Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Lab Sample ID: 410-256929-3Client Sample ID: DC-DET-1
Matrix: WaterDate Collected: 12/09/25 14:55

Date Received: 12/10/25 10:40

Method: EPA 537 TOP - Fluorinated Alkyl Substances - Post-Treatment   (Continued)
RL MDL

<2500 10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<2500Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<25003-Perfluoropropylpropanoic acid (3:3 

FTCA)

10000 2500 ng/L 12/16/25 09:36 01/15/26 21:25 10<25003-Perfluoropentylpropanoic acid (5:3 

FTCA)

10000 5500 ng/L 12/16/25 09:36 01/15/26 21:25 10<55003-Perfluoroheptylpropanoic acid (7:3 

FTCA)

13C4 PFBA 71 17 - 153 12/16/25 09:36 01/15/26 21:25 10

Isotope Dilution Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C5 PFPeA 102 12/16/25 09:36 01/15/26 21:25 1019 - 178

13C5 PFHxA 80 12/16/25 09:36 01/15/26 21:25 1026 - 156

13C4 PFHpA 75 12/16/25 09:36 01/15/26 21:25 1033 - 158

13C8 PFOA 155 *5+ cn 12/16/25 09:36 01/15/26 21:25 1035 - 146

13C9 PFNA 72 12/16/25 09:36 01/15/26 21:25 1037 - 157

13C6 PFDA 53 12/16/25 09:36 01/15/26 21:25 1036 - 152

13C7 PFUnA 11 *5- cn 12/16/25 09:36 01/15/26 21:25 1032 - 155

13C2-PFDoDA 4 *5- cn 12/16/25 09:36 01/15/26 21:25 1023 - 149

13C2 PFTeDA 7 *5- cn 12/16/25 09:36 01/15/26 21:25 1017 - 149

13C3 PFBS 109 12/16/25 09:36 01/15/26 21:25 1020 - 198

13C3 PFHxS 77 12/16/25 09:36 01/15/26 21:25 1035 - 165

13C8 PFOS 48 12/16/25 09:36 01/15/26 21:25 1041 - 155

13C8 FOSA 20 12/16/25 09:36 01/15/26 21:25 1020 - 142

d5-NEtFOSAA 7 *5- cn 12/16/25 09:36 01/15/26 21:25 1028 - 188

M2-6:2 FTS 245 *5+ cn 12/16/25 09:36 01/15/26 21:25 1025 - 189

M2-8:2 FTS 97 12/16/25 09:36 01/15/26 21:25 1028 - 192

13C3 HFPO-DA 77 12/16/25 09:36 01/15/26 21:25 1026 - 161

d7-N-MeFOSE-M 2 *5- cn 12/16/25 09:36 01/15/26 21:25 1010 - 155

d9-N-EtFOSE-M 3 *5- cn 12/16/25 09:36 01/15/26 21:25 1010 - 147

d5-NEtPFOSA 1 *5- cn 12/16/25 09:36 01/15/26 21:25 1010 - 130

d3-NMePFOSA 1 *5- cn 12/16/25 09:36 01/15/26 21:25 1010 - 130

13C-6:2 FTCA 45 12/16/25 09:36 01/15/26 21:25 1018 - 186

13C2 PFHxA 75 38 - 139 12/16/25 09:36 01/15/26 21:25 10

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

13C2 PFUnA 6 S1- cn 12/16/25 09:36 01/15/26 21:25 1029 - 153

13C4 PFOA 87 12/16/25 09:36 01/15/26 21:25 1023 - 190
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Surrogate Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (38-139) (29-153) (23-190)

PFHxA PFUnA PFOA

39 18 S1- cn 48410-256929-1

Percent Surrogate Recovery (Acceptance Limits)

DC-SPOT-3

94 93 94410-256929-2 DC-SPOT-4

75 6 S1- cn 87410-256929-3 DC-DET-1

Surrogate Legend

PFHxA = 13C2 PFHxA

PFUnA = 13C2 PFUnA

PFOA = 13C4 PFOA
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Isotope Dilution Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 IDA - EPA 537 Isotope Dilution
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (10-188) (10-196) (10-200) (10-155) (10-141) (14-157) (26-137) (14-157)

M242FTS M262FTS M282FTS PFTDA HFPODA C3PFBS PFBA C4PFHA

140 cn 271 *5+ 

cn

148 cn 32 cn 59 cn 84 cn 87 cn 81 cn410-256929-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-SPOT-3

149 155 190 8741 79 108 106410-256929-2 DC-SPOT-4

133 cn 205 *5+ 

cn

139 cn 56 cn5 *5- cn 68 cn 79 cn 56 cn410-256929-3 DC-DET-1

105 151 111 7881 87 89 89LCS 410-748600/2-B Lab Control Sample

106 148 107 8093 87 88 88LCSD 410-748600/3-B Lab Control Sample Dup

116 170 119 7992 94 95 94MB 410-748600/1-B Method Blank

Lab Sample ID Client Sample ID (10-161) (21-133) (14-157) (10-192) (10-189) (10-130) (10-130) (14-158)

PFPeA C8PFOA C8PFOS d3NMFOS d5NEFOS NMFM NEFM C3PFHS

84 cn 84 cn 88 cn 15 cn 10 cn 7 *5- cn 3 *5- cn 82 cn410-256929-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-SPOT-3

92 102 111 175157 0 *5- cn 15 99410-256929-2 DC-SPOT-4

72 cn 49 cn 92 cn 5 *5- cn12 cn 5 *5- cn 1 *5- cn 55 cn410-256929-3 DC-DET-1

89 89 90 9481 47 42 87LCS 410-748600/2-B Lab Control Sample

89 89 93 9589 58 51 85LCSD 410-748600/3-B Lab Control Sample Dup

94 94 98 10490 56 50 91MB 410-748600/1-B Method Blank

Lab Sample ID Client Sample ID (14-148) (19-144) (11-153) (10-130) (10-130) (10-130) (10-153) (13-161)

13C5PHA C6PFDA 13C7PUA d3NMFSA d5NPFSA PFOSA PFDoDA C9PFNA

78 cn 89 cn 20 cn 7 *5- cn 5 *5- cn 29 cn 8 *5- cn 96 cn410-256929-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-SPOT-3

98 113 117 210 *5- cn 95 3 *5- cn 120410-256929-2 DC-SPOT-4

61 cn 92 cn 12 cn 3 *5- cn7 *5- cn 23 cn 6 *5- cn 94 cn410-256929-3 DC-DET-1

83 87 87 2021 55 78 93LCS 410-748600/2-B Lab Control Sample

82 91 89 2427 64 81 92LCSD 410-748600/3-B Lab Control Sample Dup

87 94 94 2224 61 86 98MB 410-748600/1-B Method Blank

Lab Sample ID Client Sample ID (11-147)

MFHEA

122 cn410-256929-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-SPOT-3

168 *5+ 

cn

410-256929-2 DC-SPOT-4

105 cn410-256929-3 DC-DET-1

88LCS 410-748600/2-B Lab Control Sample

96LCSD 410-748600/3-B Lab Control Sample Dup

94MB 410-748600/1-B Method Blank

Surrogate Legend

M242FTS = 13C2-4:2 FTS

M262FTS = 13C2-6:2 FTS

M282FTS = 13C2-8:2 FTS

PFTDA = 13C2-PFTeDA

HFPODA = 13C3-HFPO-DA

C3PFBS = 13C3-PFBS

PFBA = 13C4-PFBA

C4PFHA = 13C4-PFHpA

PFPeA = 13C5-PFPeA

C8PFOA = 13C8-PFOA

C8PFOS = 13C8-PFOS

d3NMFOS = d3-NMeFOSAA
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Isotope Dilution Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS
d5NEFOS = d5-NEtFOSAA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

C3PFHS = 13C3-PFHxS

13C5PHA = 13C5-PFHxA

C6PFDA = 13C6-PFDA

13C7PUA = 13C7-PFUnA

d3NMFSA = d3-NMePFOSA

d5NPFSA = d5-NEtPFOSA

PFOSA = 13C8-PFOSA

PFDoDA = 13C2-PFDoA

C9PFNA = 13C9-PFNA

MFHEA = 13C-6:2 FTCA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (17-153) (19-178) (26-156) (33-158) (35-146) (37-157) (36-152) (32-155)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

82 82 74 79 130 81 93 96LCS 410-744798/3-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

79 81 75 13278 79 89 89LCSD 410-744798/4-B Lab Control Sample Dup

87 89 85 13885 84 100 95MB 410-744798/2-B Method Blank

Lab Sample ID Client Sample ID (23-149) (17-149) (20-198) (35-165) (41-155) (20-142) (28-188) (25-189)

PFDoDA PFTDA C3PFBS C3PFHS C8PFOS PFOSA d5NEFOS M262FTS

87 87 83 80 86 82 112 88LCS 410-744798/3-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

80 81 82 8383 79 99 83LCSD 410-744798/4-B Lab Control Sample Dup

80 82 88 8988 81 113 90MB 410-744798/2-B Method Blank

Lab Sample ID Client Sample ID (28-192) (26-161) (10-155) (10-147) (10-130) (10-130) (18-186)

M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA MFHEA

118 75 84 84 81 88 117LCS 410-744798/3-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Lab Control Sample

108 75 73 7476 73 118LCSD 410-744798/4-B Lab Control Sample Dup

133 79 77 8185 80 124MB 410-744798/2-B Method Blank

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C8PFOA = 13C8 PFOA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFDoDA = 13C2-PFDoDA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

PFOSA = 13C8 FOSA

d5NEFOS = d5-NEtFOSAA

M262FTS = M2-6:2 FTS

M282FTS = M2-8:2 FTS

HFPODA = 13C3 HFPO-DA

NMFM = d7-N-MeFOSE-M
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Isotope Dilution Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS
NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

MFHEA = 13C-6:2 FTCA

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (0-10) (0-10)

d3NMFOS M242FTS

1 0MB 410-744798/1-B

Percent Isotope Dilution Recovery (Acceptance Limits)

Method Blank

Surrogate Legend

d3NMFOS = d3-NMeFOSAA

M242FTS = M2-4:2 FTS

Method: 537 TOP - Fluorinated Alkyl Substances
Prep Type: Post-TreatmentMatrix: Water

Lab Sample ID Client Sample ID (17-153) (19-178) (26-156) (33-158) (35-146) (37-157) (36-152) (32-155)

PFBA PFPeA 13C5PHA C4PFHA C8PFOA C9PFNA C6PFDA 13C7PUA

8 *5- cn 20 41 45 99 67 78 cn 26 *5- cn410-256929-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-SPOT-3

22 65 95 174 *5+ 

cn

92 92 108 95410-256929-2 DC-SPOT-4

71 102 80 155 *5+ 

cn

75 72 53 11 *5- cn410-256929-3 DC-DET-1

Lab Sample ID Client Sample ID (23-149) (17-149) (20-198) (35-165) (41-155) (20-142) (28-188) (25-189)

PFDoDA PFTDA C3PFBS C3PFHS C8PFOS PFOSA d5NEFOS M262FTS

15 *5- 25 50 54 74 45 12 *5- cn 143410-256929-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-SPOT-3

92 62 127 107109 85 121 384 *5+ 

cn

410-256929-2 DC-SPOT-4

4 *5- cn 7 *5- cn 109 4877 20 7 *5- cn 245 *5+ 

cn

410-256929-3 DC-DET-1

Lab Sample ID Client Sample ID (28-192) (26-161) (10-155) (10-147) (10-130) (10-130) (18-186)

M282FTS HFPODA NMFM NEFM d5NPFSA d3NMFSA MFHEA

109 35 4 *5- cn 4 *5- cn 5 *5- cn 7 *5- cn 24410-256929-1

Percent Isotope Dilution Recovery (Acceptance Limits)

DC-SPOT-3

216 *5+ 

cn

102 60 9349 94 43410-256929-2 DC-SPOT-4

97 77 2 *5- cn 1 *5- cn3 *5- cn 1 *5- cn 45410-256929-3 DC-DET-1

Surrogate Legend

PFBA = 13C4 PFBA

PFPeA = 13C5 PFPeA

13C5PHA = 13C5 PFHxA

C4PFHA = 13C4 PFHpA

C8PFOA = 13C8 PFOA

C9PFNA = 13C9 PFNA

C6PFDA = 13C6 PFDA

13C7PUA = 13C7 PFUnA

PFDoDA = 13C2-PFDoDA

PFTDA = 13C2 PFTeDA

C3PFBS = 13C3 PFBS

C3PFHS = 13C3 PFHxS

C8PFOS = 13C8 PFOS

PFOSA = 13C8 FOSA
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Isotope Dilution Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS
d5NEFOS = d5-NEtFOSAA

M262FTS = M2-6:2 FTS

M282FTS = M2-8:2 FTS

HFPODA = 13C3 HFPO-DA

NMFM = d7-N-MeFOSE-M

NEFM = d9-N-EtFOSE-M

d5NPFSA = d5-NEtPFOSA

d3NMFSA = d3-NMePFOSA

MFHEA = 13C-6:2 FTCA
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QC Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 IDA - EPA 537 Isotope Dilution

Client Sample ID: Method BlankLab Sample ID: MB 410-748600/1-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 749953 Prep Batch: 748600

RL MDL

11-Chloroeicosafluoro-3-oxaundecan

e-1-sulfonic acid (11Cl-PF3OUdS)

<250 1000 250 ng/L 12/23/25 14:45 12/29/25 18:57 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 11H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

<2100 21002500 ng/L 12/23/25 14:45 12/29/25 18:57 11H,1H,2H,2H-Perfluorooctane sulfonic 

acid (6:2 FTS)

<500 5001500 ng/L 12/23/25 14:45 12/29/25 18:57 11H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 19-Chlorohexadecafluoro-3-oxanonan

e-1-sulfonic acid (9Cl-PF3ONS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 14,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

<500 5001500 ng/L 12/23/25 14:45 12/29/25 18:57 1Hexafluoropropylene Oxide Dimer 

Acid (HFPO-DA)

<250 2501500 ng/L 12/23/25 14:45 12/29/25 18:57 1N-ethylperfluorooctanesulfonamidoac

etic acid (NEtFOSAA)

<500 5002500 ng/L 12/23/25 14:45 12/29/25 18:57 1N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

<500 5001500 ng/L 12/23/25 14:45 12/29/25 18:57 1N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

<300 3001000 ng/L 12/23/25 14:45 12/29/25 18:57 1N-methylperfluorooctanesulfonamidoa

cetic acid (NMeFOSAA)

<500 5001500 ng/L 12/23/25 14:45 12/29/25 18:57 1N-methylperfluorooctane sulfonamide 

(NMeFOSA)

<500 5001500 ng/L 12/23/25 14:45 12/29/25 18:57 1N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorobutanesulfonic acid (PFBS)

<1000 10002500 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorobutanoic acid (PFBA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorodecanesulfonic acid (PFDS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorodecanoic acid (PFDA)

<250 2501500 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorododecanesulfonic acid 

(PFDoS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorododecanoic acid (PFDoA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluoroheptanesulfonic acid 

(PFHpS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluoroheptanoic acid (PFHpA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorohexanesulfonic acid (PFHxS)

<450 4501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorohexanoic acid (PFHxA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorononanesulfonic acid (PFNS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorononanoic acid (PFNA)

<350 3501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorooctanesulfonamide (PFOSA)

<500 5001000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorooctanesulfonic acid (PFOS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorooctanoic acid (PFOA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluoropentanesulfonic acid 

(PFPeS)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluoropentanoic acid (PFPeA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorotetradecanoic acid (PFTeDA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluorotridecanoic acid (PFTrDA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluoroundecanoic acid (PFUnA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluoro (2-ethoxyethane) sulfonic 

acid (PFEESA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 13-Perfluoropropylpropanoic acid (3:3 

FTCA)
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QC Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Method BlankLab Sample ID: MB 410-748600/1-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 749953 Prep Batch: 748600

RL MDL

Perfluoro-3-methoxypropanoic acid 

(PFMPA)

<250 1000 250 ng/L 12/23/25 14:45 12/29/25 18:57 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 13-Perfluoroheptylpropanoic acid (7:3 

FTCA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 13-Perfluoropentylpropanoic acid (5:3 

FTCA)

<250 2501000 ng/L 12/23/25 14:45 12/29/25 18:57 1Perfluoro-4-methoxybutanoic acid  

(PFMBA)

13C2-4:2 FTS 116 10 - 188 12/29/25 18:57 1

MB MB

Isotope Dilution

12/23/25 14:45

Dil FacPrepared AnalyzedQualifier Limits%Recovery

170 12/23/25 14:45 12/29/25 18:57 113C2-6:2 FTS 10 - 196

119 12/23/25 14:45 12/29/25 18:57 113C2-8:2 FTS 10 - 200

92 12/23/25 14:45 12/29/25 18:57 113C2-PFTeDA 10 - 155

79 12/23/25 14:45 12/29/25 18:57 113C3-HFPO-DA 10 - 141

94 12/23/25 14:45 12/29/25 18:57 113C3-PFBS 14 - 157

95 12/23/25 14:45 12/29/25 18:57 113C4-PFBA 26 - 137

94 12/23/25 14:45 12/29/25 18:57 113C4-PFHpA 14 - 157

94 12/23/25 14:45 12/29/25 18:57 113C5-PFPeA 10 - 161

94 12/23/25 14:45 12/29/25 18:57 113C8-PFOA 21 - 133

98 12/23/25 14:45 12/29/25 18:57 113C8-PFOS 14 - 157

90 12/23/25 14:45 12/29/25 18:57 1d3-NMeFOSAA 10 - 192

104 12/23/25 14:45 12/29/25 18:57 1d5-NEtFOSAA 10 - 189

56 12/23/25 14:45 12/29/25 18:57 1d7-N-MeFOSE-M 10 - 130

50 12/23/25 14:45 12/29/25 18:57 1d9-N-EtFOSE-M 10 - 130

91 12/23/25 14:45 12/29/25 18:57 113C3-PFHxS 14 - 158

87 12/23/25 14:45 12/29/25 18:57 113C5-PFHxA 14 - 148

94 12/23/25 14:45 12/29/25 18:57 113C6-PFDA 19 - 144

94 12/23/25 14:45 12/29/25 18:57 113C7-PFUnA 11 - 153

24 12/23/25 14:45 12/29/25 18:57 1d3-NMePFOSA 10 - 130

22 12/23/25 14:45 12/29/25 18:57 1d5-NEtPFOSA 10 - 130

61 12/23/25 14:45 12/29/25 18:57 113C8-PFOSA 10 - 130

86 12/23/25 14:45 12/29/25 18:57 113C2-PFDoA 10 - 153

98 12/23/25 14:45 12/29/25 18:57 113C9-PFNA 13 - 161

94 12/23/25 14:45 12/29/25 18:57 113C-6:2 FTCA 11 - 147

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-748600/2-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 749953 Prep Batch: 748600

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

6040 6250 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

103 61 - 131

D %Rec

%Rec

Limits

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

6000 5610 ng/L 93 57 - 130

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

6090 5790 ng/L 95 58 - 136
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QC Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 IDA - EPA 537 Isotope Dilution (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-748600/2-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 749953 Prep Batch: 748600

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

6140 6870 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

112 57 - 134

D %Rec

%Rec

Limits

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

5980 6220 ng/L 104 59 - 130

4,8-Dioxa-3H-perfluorononanoic 

acid (DONA)

6050 6380 ng/L 105 55 - 130

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

6400 6500 ng/L 102 50 - 137

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

6400 6740 ng/L 105 53 - 130

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

6400 6720 ng/L 105 59 - 137

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

6400 7050 ng/L 110 59 - 135

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

6400 6230 ng/L 97 54 - 131

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

6400 6780 ng/L 106 61 - 134

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

6400 5920 ng/L 93 58 - 130

Perfluorobutanesulfonic acid 

(PFBS)

5680 6460 ng/L 114 56 - 130

Perfluorobutanoic acid (PFBA) 6400 7090 ng/L 111 54 - 144

Perfluorodecanesulfonic acid 

(PFDS)

6170 5390 ng/L 87 63 - 130

Perfluorodecanoic acid (PFDA) 6400 6930 ng/L 108 61 - 135

Perfluorododecanesulfonic acid 

(PFDoS)

6210 6600 ng/L 106 59 - 130

Perfluorododecanoic acid 

(PFDoA)

6400 7340 ng/L 115 60 - 133

Perfluoroheptanesulfonic acid 

(PFHpS)

6110 6820 ng/L 112 51 - 132

Perfluoroheptanoic acid (PFHpA) 6400 6750 ng/L 105 54 - 133

Perfluorohexanesulfonic acid 

(PFHxS)

5840 6050 ng/L 104 56 - 130

Perfluorohexanoic acid (PFHxA) 6400 6410 ng/L 100 55 - 132

Perfluorononanesulfonic acid 

(PFNS)

6160 6480 ng/L 105 65 - 136

Perfluorononanoic acid (PFNA) 6400 6750 ng/L 105 50 - 140

Perfluorooctanesulfonamide 

(PFOSA)

6400 7550 ng/L 118 62 - 136

Perfluorooctanesulfonic acid 

(PFOS)

5950 6050 ng/L 102 37 - 149

Perfluorooctanoic acid (PFOA) 6400 6720 ng/L 105 60 - 130

Perfluoropentanesulfonic acid 

(PFPeS)

6020 6860 ng/L 114 59 - 130

Perfluoropentanoic acid (PFPeA) 6400 7490 ng/L 117 59 - 133

Perfluorotetradecanoic acid 

(PFTeDA)

6400 6410 ng/L 100 62 - 130

Perfluorotridecanoic acid 

(PFTrDA)

6400 7130 ng/L 111 53 - 133

Perfluoroundecanoic acid 

(PFUnA)

6400 6720 ng/L 105 58 - 133
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QC Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-744798/3-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 747968 Prep Batch: 744798

Perfluorododecanoic acid 

(PFDoA)

12800 14300 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

111 62 - 146

D %Rec

%Rec

Limits

Perfluorotridecanoic acid 

(PFTrDA)

12800 13600 ng/L 106 55 - 160

Perfluorotetradecanoic acid 

(PFTeDA)

12800 14700 ng/L 115 58 - 149

Perfluorobutanesulfonic acid 

(PFBS)

11400 12300 ng/L 108 54 - 145

Perfluoropentanesulfonic acid 

(PFPeS)

12000 13900 ng/L 115 54 - 148

Perfluorohexanesulfonic acid 

(PFHxS)

11700 12700 ng/L 109 52 - 138

Perfluoroheptanesulfonic acid 

(PFHpS)

12200 14100 ng/L 116 51 - 141

Perfluorooctanesulfonic acid 

(PFOS)

11900 11300 ng/L 95 52 - 139

Perfluorononanesulfonic acid 

(PFNS)

12300 11900 ng/L 97 52 - 146

Perfluorodecanesulfonic acid 

(PFDS)

12300 10600 ng/L 86 52 - 145

Perfluorododecanesulfonic acid 

(PFDoS)

12400 12800 ng/L 103 51 - 147

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

12000 9810 ng/L 82 55 - 136

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

12200 12100 ng/L 99 53 - 137

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

12300 11300 ng/L 92 54 - 145

Perfluorooctanesulfonamide 

(PFOSA)

12800 14400 ng/L 113 57 - 143

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

12800 11900 ng/L 93 53 - 149

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

12800 13600 ng/L 106 53 - 146

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

12800 10800 ng/L 85 53 - 132

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

12800 13200 ng/L 103 50 - 135

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

12800 11000 ng/L 86 56 - 132

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

12800 12400 ng/L 97 58 - 133

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

12800 13400 ng/L 105 50 - 132

4,8-Dioxa-3H-perfluorononanoic 

acid (ADONA)

12100 12600 ng/L 104 55 - 144

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

12800 14100 ng/L 110 54 - 150

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

12800 13000 ng/L 102 54 - 141

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

12800 12700 ng/L 99 51 - 137

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

12000 11600 ng/L 97 52 - 140
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QC Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 410-744798/3-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 747968 Prep Batch: 744798

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

12100 11400 ng/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

94 51 - 137

D %Rec

%Rec

Limits

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

11400 12200 ng/L 107 46 - 143

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

12800 12100 ng/L 95 42 - 148

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

12800 12600 ng/L 98 41 - 149

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

12800 7830 ng/L 61 33 - 142

13C4 PFBA 17 - 153

Isotope Dilution

82

LCS LCS

Qualifier Limits%Recovery

8213C5 PFPeA 19 - 178

7413C5 PFHxA 26 - 156

7913C4 PFHpA 33 - 158

13013C8 PFOA 35 - 146

8113C9 PFNA 37 - 157

9313C6 PFDA 36 - 152

9613C7 PFUnA 32 - 155

8713C2-PFDoDA 23 - 149

8713C2 PFTeDA 17 - 149

8313C3 PFBS 20 - 198

8013C3 PFHxS 35 - 165

8613C8 PFOS 41 - 155

8213C8 FOSA 20 - 142

112d5-NEtFOSAA 28 - 188

88M2-6:2 FTS 25 - 189

118M2-8:2 FTS 28 - 192

7513C3 HFPO-DA 26 - 161

84d7-N-MeFOSE-M 10 - 155

84d9-N-EtFOSE-M 10 - 147

81d5-NEtPFOSA 10 - 130

88d3-NMePFOSA 10 - 130

11713C-6:2 FTCA 18 - 186

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-744798/4-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 747968 Prep Batch: 744798

Perfluorobutanoic acid (PFBA) 12800 14800 ng/L 5 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

115 57 - 148

D %Rec

%Rec

Limits

Perfluoropentanoic acid (PFPeA) 12800 14700 ng/L 0 30115 58 - 135

Perfluorohexanoic acid (PFHxA) 12800 13000 ng/L 2 30102 51 - 150

Perfluoroheptanoic acid (PFHpA) 12800 13100 ng/L 2 30102 55 - 145

Perfluorooctanoic acid (PFOA) 12800 7810 ng/L 3 3061 53 - 147

Perfluorononanoic acid (PFNA) 12800 13400 ng/L 6 30105 52 - 143

Perfluorodecanoic acid (PFDA) 12800 13500 ng/L 2 30105 57 - 140

Perfluoroundecanoic acid 

(PFUnA)

12800 13600 ng/L 6 30107 55 - 142

Eurofins Lancaster Laboratories Environment Testing, LLC

Page 33 of 45 1/19/2026

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



QC Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-744798/4-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 747968 Prep Batch: 744798

Perfluorododecanoic acid 

(PFDoA)

12800 14000 ng/L 2 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

110 62 - 146

D %Rec

%Rec

Limits

Perfluorotridecanoic acid 

(PFTrDA)

12800 14300 ng/L 5 30112 55 - 160

Perfluorotetradecanoic acid 

(PFTeDA)

12800 14100 ng/L 4 30110 58 - 149

Perfluorobutanesulfonic acid 

(PFBS)

11400 13100 ng/L 6 30116 54 - 145

Perfluoropentanesulfonic acid 

(PFPeS)

12000 13600 ng/L 2 30113 54 - 148

Perfluorohexanesulfonic acid 

(PFHxS)

11700 12700 ng/L 0 30109 52 - 138

Perfluoroheptanesulfonic acid 

(PFHpS)

12200 14000 ng/L 1 30114 51 - 141

Perfluorooctanesulfonic acid 

(PFOS)

11900 12300 ng/L 8 30103 52 - 139

Perfluorononanesulfonic acid 

(PFNS)

12300 13400 ng/L 12 30109 52 - 146

Perfluorodecanesulfonic acid 

(PFDS)

12300 11900 ng/L 12 3097 52 - 145

Perfluorododecanesulfonic acid 

(PFDoS)

12400 13200 ng/L 4 30107 51 - 147

1H,1H,2H,2H-Perfluorohexane 

sulfonic acid (4:2 FTS)

12000 10500 ng/L 7 3088 55 - 136

1H,1H,2H,2H-Perfluorooctane 

sulfonic acid (6:2 FTS)

12200 12100 ng/L 0 30100 53 - 137

1H,1H,2H,2H-Perfluorodecane 

sulfonic acid (8:2 FTS)

12300 11200 ng/L 0 3091 54 - 145

Perfluorooctanesulfonamide 

(PFOSA)

12800 14400 ng/L 0 30113 57 - 143

N-methylperfluorooctane 

sulfonamide (NMeFOSA)

12800 13300 ng/L 11 30104 53 - 149

N-ethylperfluorooctane 

sulfonamide (NEtFOSA)

12800 12600 ng/L 7 3099 53 - 146

N-methylperfluorooctanesulfona

midoacetic acid (NMeFOSAA)

12800 12000 ng/L 11 3094 53 - 132

N-ethylperfluorooctanesulfonami

doacetic acid (NEtFOSAA)

12800 13900 ng/L 5 30109 50 - 135

N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

12800 11500 ng/L 5 3090 56 - 132

N-ethylperfluorooctane 

sulfonamidoethanol (NEtFOSE)

12800 14000 ng/L 12 30109 58 - 133

Hexafluoropropylene Oxide 

Dimer Acid (HFPO-DA)

12800 13700 ng/L 2 30107 50 - 132

4,8-Dioxa-3H-perfluorononanoic 

acid (ADONA)

12100 13400 ng/L 7 30111 55 - 144

Perfluoro-3-methoxypropanoic 

acid (PFMPA)

12800 14400 ng/L 2 30112 54 - 150

Perfluoro-4-methoxybutanoic 

acid  (PFMBA)

12800 12500 ng/L 4 3097 54 - 141

Nonafluoro-3,6-dioxaheptanoic 

acid (NFDHA)

12800 13600 ng/L 7 30106 51 - 137

9-Chlorohexadecafluoro-3-oxan

onane-1-sulfonic acid 

(9Cl-PF3ONS)

12000 12800 ng/L 10 30107 52 - 140
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QC Sample Results
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method: 537 TOP - Fluorinated Alkyl Substances (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 410-744798/4-B

Matrix: Water Prep Type: Total/NA

Analysis Batch: 747968 Prep Batch: 744798

11-Chloroeicosafluoro-3-oxaund

ecane-1-sulfonic acid 

(11Cl-PF3OUdS)

12100 13000 ng/L 13 30

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

108 51 - 137

D %Rec

%Rec

Limits

Perfluoro (2-ethoxyethane) 

sulfonic acid (PFEESA)

11400 12500 ng/L 3 30109 46 - 143

3-Perfluoropropylpropanoic acid 

(3:3 FTCA)

12800 12100 ng/L 0 3094 42 - 148

3-Perfluoropentylpropanoic acid 

(5:3 FTCA)

12800 12900 ng/L 3 30101 41 - 149

3-Perfluoroheptylpropanoic acid 

(7:3 FTCA)

12800 7930 ng/L 1 3062 33 - 142

13C4 PFBA 17 - 153

Isotope Dilution

79

LCSD LCSD

Qualifier Limits%Recovery

8113C5 PFPeA 19 - 178

7513C5 PFHxA 26 - 156

7813C4 PFHpA 33 - 158

13213C8 PFOA 35 - 146

7913C9 PFNA 37 - 157

8913C6 PFDA 36 - 152

8913C7 PFUnA 32 - 155

8013C2-PFDoDA 23 - 149

8113C2 PFTeDA 17 - 149

8213C3 PFBS 20 - 198

8313C3 PFHxS 35 - 165

8313C8 PFOS 41 - 155

7913C8 FOSA 20 - 142

99d5-NEtFOSAA 28 - 188

83M2-6:2 FTS 25 - 189

108M2-8:2 FTS 28 - 192

7513C3 HFPO-DA 26 - 161

73d7-N-MeFOSE-M 10 - 155

76d9-N-EtFOSE-M 10 - 147

74d5-NEtPFOSA 10 - 130

73d3-NMePFOSA 10 - 130

11813C-6:2 FTCA 18 - 186
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QC Association Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

LCMS

Prep Batch: 744798

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water TOP Post Prep410-256929-1 DC-SPOT-3 Post-Treatment

Water TOP Post Prep410-256929-2 DC-SPOT-4 Post-Treatment

Water TOP Post Prep410-256929-3 DC-DET-1 Post-Treatment

Water TOP Post PrepMB 410-744798/1-B Method Blank Total/NA

Water TOP Post PrepMB 410-744798/2-B Method Blank Total/NA

Water TOP Post PrepLCS 410-744798/3-B Lab Control Sample Total/NA

Water TOP Post PrepLCSD 410-744798/4-B Lab Control Sample Dup Total/NA

Cleanup Batch: 746145

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Extract Aliquot 744798410-256929-1 DC-SPOT-3 Post-Treatment

Water Extract Aliquot 744798410-256929-2 DC-SPOT-4 Post-Treatment

Water Extract Aliquot 744798410-256929-3 DC-DET-1 Post-Treatment

Water Extract Aliquot 744798MB 410-744798/1-B Method Blank Total/NA

Water Extract Aliquot 744798MB 410-744798/2-B Method Blank Total/NA

Water Extract Aliquot 744798LCS 410-744798/3-B Lab Control Sample Total/NA

Water Extract Aliquot 744798LCSD 410-744798/4-B Lab Control Sample Dup Total/NA

Analysis Batch: 747968

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 TOP 746145MB 410-744798/1-B Method Blank Total/NA

Water 537 TOP 746145MB 410-744798/2-B Method Blank Total/NA

Water 537 TOP 746145LCS 410-744798/3-B Lab Control Sample Total/NA

Water 537 TOP 746145LCSD 410-744798/4-B Lab Control Sample Dup Total/NA

Prep Batch: 748600

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water EPA 537 (Mod)410-256929-1 DC-SPOT-3 Total/NA

Water EPA 537 (Mod)410-256929-2 DC-SPOT-4 Total/NA

Water EPA 537 (Mod)410-256929-3 DC-DET-1 Total/NA

Water EPA 537 (Mod)MB 410-748600/1-B Method Blank Total/NA

Water EPA 537 (Mod)LCS 410-748600/2-B Lab Control Sample Total/NA

Water EPA 537 (Mod)LCSD 410-748600/3-B Lab Control Sample Dup Total/NA

Cleanup Batch: 749318

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water Extract Aliquot 748600410-256929-1 DC-SPOT-3 Total/NA

Water Extract Aliquot 748600410-256929-2 DC-SPOT-4 Total/NA

Water Extract Aliquot 748600410-256929-3 DC-DET-1 Total/NA

Water Extract Aliquot 748600MB 410-748600/1-B Method Blank Total/NA

Water Extract Aliquot 748600LCS 410-748600/2-B Lab Control Sample Total/NA

Water Extract Aliquot 748600LCSD 410-748600/3-B Lab Control Sample Dup Total/NA

Analysis Batch: 749953

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 IDA 749318410-256929-1 DC-SPOT-3 Total/NA

Water 537 IDA 749318410-256929-2 DC-SPOT-4 Total/NA

Water 537 IDA 749318410-256929-3 DC-DET-1 Total/NA

Water 537 IDA 749318MB 410-748600/1-B Method Blank Total/NA

Water 537 IDA 749318LCS 410-748600/2-B Lab Control Sample Total/NA

Water 537 IDA 749318LCSD 410-748600/3-B Lab Control Sample Dup Total/NA
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QC Association Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

LCMS

Analysis Batch: 756926

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 537 TOP 746145410-256929-1 DC-SPOT-3 Post-Treatment

Water 537 TOP 746145410-256929-2 DC-SPOT-4 Post-Treatment

Water 537 TOP 746145410-256929-3 DC-DET-1 Post-Treatment
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Lab Chronicle
Client: Hart & Hickman, PC Job ID: 410-256929-1

Project/Site: DS0.PFAS

Client Sample ID: DC-SPOT-3 Lab Sample ID: 410-256929-1
Matrix: WaterDate Collected: 12/09/25 14:30

Date Received: 12/10/25 10:40

Prep EPA 537 (Mod) WHU6748600 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 12/23/25 14:45

Cleanup Extract Aliquot 749318 WHU6 ELLETotal/NA 12/26/25 17:51

Analysis 537 IDA 10 749953 DSU6 ELLETotal/NA 12/30/25 05:49

Prep TOP Post Prep 744798 S7AC ELLEPost-Treatment 12/16/25 09:36

Cleanup Extract Aliquot 746145 S7AC ELLEPost-Treatment 12/18/25 10:44

Analysis 537 TOP 10 756926 QD9Y ELLEPost-Treatment 01/15/26 20:58

Client Sample ID: DC-SPOT-4 Lab Sample ID: 410-256929-2
Matrix: WaterDate Collected: 12/09/25 14:40

Date Received: 12/10/25 10:40

Prep EPA 537 (Mod) WHU6748600 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 12/23/25 14:45

Cleanup Extract Aliquot 749318 WHU6 ELLETotal/NA 12/26/25 17:51

Analysis 537 IDA 10 749953 DSU6 ELLETotal/NA 12/30/25 06:02

Prep TOP Post Prep 744798 S7AC ELLEPost-Treatment 12/16/25 09:36

Cleanup Extract Aliquot 746145 S7AC ELLEPost-Treatment 12/18/25 10:44

Analysis 537 TOP 10 756926 QD9Y ELLEPost-Treatment 01/15/26 21:12

Client Sample ID: DC-DET-1 Lab Sample ID: 410-256929-3
Matrix: WaterDate Collected: 12/09/25 14:55

Date Received: 12/10/25 10:40

Prep EPA 537 (Mod) WHU6748600 ELLE

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 12/23/25 14:45

Cleanup Extract Aliquot 749318 WHU6 ELLETotal/NA 12/26/25 17:51

Analysis 537 IDA 10 749953 DSU6 ELLETotal/NA 12/30/25 06:16

Prep TOP Post Prep 744798 S7AC ELLEPost-Treatment 12/16/25 09:36

Cleanup Extract Aliquot 746145 S7AC ELLEPost-Treatment 12/18/25 10:44

Analysis 537 TOP 10 756926 QD9Y ELLEPost-Treatment 01/15/26 21:25

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300

Eurofins Lancaster Laboratories Environment Testing, LLC

Page 38 of 45 1/19/2026

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-256929-1

Project/Site: DS0.PFAS

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

North Carolina (WW/SW) State 521 01-01-27

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification .  

Analysis Method Prep Method Matrix Analyte

537 IDA EPA 537 (Mod) Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

537 IDA EPA 537 (Mod) Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

537 IDA EPA 537 (Mod) Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

537 IDA EPA 537 (Mod) Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

537 IDA EPA 537 (Mod) Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

537 IDA EPA 537 (Mod) Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

537 IDA EPA 537 (Mod) Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

537 IDA EPA 537 (Mod) Water 4,8-Dioxa-3H-perfluorononanoic acid 

(DONA)

537 IDA EPA 537 (Mod) Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

537 IDA EPA 537 (Mod) Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

537 IDA EPA 537 (Mod) Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

537 IDA EPA 537 (Mod) Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

537 IDA EPA 537 (Mod) Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

537 IDA EPA 537 (Mod) Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

537 IDA EPA 537 (Mod) Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

537 IDA EPA 537 (Mod) Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

537 IDA EPA 537 (Mod) Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

537 IDA EPA 537 (Mod) Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

537 IDA EPA 537 (Mod) Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

537 IDA EPA 537 (Mod) Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

537 IDA EPA 537 (Mod) Water Perfluorobutanesulfonic acid (PFBS)

537 IDA EPA 537 (Mod) Water Perfluorobutanoic acid (PFBA)

537 IDA EPA 537 (Mod) Water Perfluorodecanesulfonic acid (PFDS)

537 IDA EPA 537 (Mod) Water Perfluorodecanoic acid (PFDA)

537 IDA EPA 537 (Mod) Water Perfluorododecanesulfonic acid (PFDoS)

537 IDA EPA 537 (Mod) Water Perfluorododecanoic acid (PFDoA)

537 IDA EPA 537 (Mod) Water Perfluoroheptanesulfonic acid (PFHpS)

537 IDA EPA 537 (Mod) Water Perfluoroheptanoic acid (PFHpA)

537 IDA EPA 537 (Mod) Water Perfluorohexanesulfonic acid (PFHxS)

537 IDA EPA 537 (Mod) Water Perfluorohexanoic acid (PFHxA)
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-256929-1

Project/Site: DS0.PFAS

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC (Continued)
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification .  

Analysis Method Prep Method Matrix Analyte

537 IDA EPA 537 (Mod) Water Perfluorononanesulfonic acid (PFNS)

537 IDA EPA 537 (Mod) Water Perfluorononanoic acid (PFNA)

537 IDA EPA 537 (Mod) Water Perfluorooctanesulfonamide (PFOSA)

537 IDA EPA 537 (Mod) Water Perfluorooctanesulfonic acid (PFOS)

537 IDA EPA 537 (Mod) Water Perfluorooctanoic acid (PFOA)

537 IDA EPA 537 (Mod) Water Perfluoropentanesulfonic acid (PFPeS)

537 IDA EPA 537 (Mod) Water Perfluoropentanoic acid (PFPeA)

537 IDA EPA 537 (Mod) Water Perfluorotetradecanoic acid (PFTeDA)

537 IDA EPA 537 (Mod) Water Perfluorotridecanoic acid (PFTrDA)

537 IDA EPA 537 (Mod) Water Perfluoroundecanoic acid (PFUnA)

537 TOP TOP Post Prep Water 11-Chloroeicosafluoro-3-oxaundecane-1-s

ulfonic acid (11Cl-PF3OUdS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorodecane sulfonic 

acid (8:2 FTS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorohexane sulfonic 

acid (4:2 FTS)

537 TOP TOP Post Prep Water 1H,1H,2H,2H-Perfluorooctane sulfonic acid 

(6:2 FTS)

537 TOP TOP Post Prep Water 3-Perfluoroheptylpropanoic acid (7:3 

FTCA)

537 TOP TOP Post Prep Water 3-Perfluoropentylpropanoic acid (5:3 

FTCA)

537 TOP TOP Post Prep Water 3-Perfluoropropylpropanoic acid (3:3 

FTCA)

537 TOP TOP Post Prep Water 4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

537 TOP TOP Post Prep Water 9-Chlorohexadecafluoro-3-oxanonane-1-s

ulfonic acid (9Cl-PF3ONS)

537 TOP TOP Post Prep Water Hexafluoropropylene Oxide Dimer Acid 

(HFPO-DA)

537 TOP TOP Post Prep Water N-ethylperfluorooctane sulfonamide 

(NEtFOSA)

537 TOP TOP Post Prep Water N-ethylperfluorooctane sulfonamidoethanol 

(NEtFOSE)

537 TOP TOP Post Prep Water N-ethylperfluorooctanesulfonamidoacetic 

acid (NEtFOSAA)

537 TOP TOP Post Prep Water N-methylperfluorooctane sulfonamide 

(NMeFOSA)

537 TOP TOP Post Prep Water N-methylperfluorooctane 

sulfonamidoethanol (NMeFOSE)

537 TOP TOP Post Prep Water N-methylperfluorooctanesulfonamidoacetic 

acid (NMeFOSAA)

537 TOP TOP Post Prep Water Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

537 TOP TOP Post Prep Water Perfluoro (2-ethoxyethane) sulfonic acid 

(PFEESA)

537 TOP TOP Post Prep Water Perfluoro-3-methoxypropanoic acid 

(PFMPA)

537 TOP TOP Post Prep Water Perfluoro-4-methoxybutanoic acid  

(PFMBA)

537 TOP TOP Post Prep Water Perfluorobutanesulfonic acid (PFBS)

537 TOP TOP Post Prep Water Perfluorobutanoic acid (PFBA)
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Accreditation/Certification Summary
Client: Hart & Hickman, PC Job ID: 410-256929-1

Project/Site: DS0.PFAS

Laboratory: Eurofins Lancaster Laboratories Environment Testing, LLC (Continued)
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification .  

Analysis Method Prep Method Matrix Analyte

537 TOP TOP Post Prep Water Perfluorodecanesulfonic acid (PFDS)

537 TOP TOP Post Prep Water Perfluorodecanoic acid (PFDA)

537 TOP TOP Post Prep Water Perfluorododecanesulfonic acid (PFDoS)

537 TOP TOP Post Prep Water Perfluorododecanoic acid (PFDoA)

537 TOP TOP Post Prep Water Perfluoroheptanesulfonic acid (PFHpS)

537 TOP TOP Post Prep Water Perfluoroheptanoic acid (PFHpA)

537 TOP TOP Post Prep Water Perfluorohexanesulfonic acid (PFHxS)

537 TOP TOP Post Prep Water Perfluorohexanoic acid (PFHxA)

537 TOP TOP Post Prep Water Perfluorononanesulfonic acid (PFNS)

537 TOP TOP Post Prep Water Perfluorononanoic acid (PFNA)

537 TOP TOP Post Prep Water Perfluorooctanesulfonamide (PFOSA)

537 TOP TOP Post Prep Water Perfluorooctanesulfonic acid (PFOS)

537 TOP TOP Post Prep Water Perfluorooctanoic acid (PFOA)

537 TOP TOP Post Prep Water Perfluoropentanesulfonic acid (PFPeS)

537 TOP TOP Post Prep Water Perfluoropentanoic acid (PFPeA)

537 TOP TOP Post Prep Water Perfluorotetradecanoic acid (PFTeDA)

537 TOP TOP Post Prep Water Perfluorotridecanoic acid (PFTrDA)

537 TOP TOP Post Prep Water Perfluoroundecanoic acid (PFUnA)
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Method Summary
Job ID: 410-256929-1Client: Hart & Hickman, PC

Project/Site: DS0.PFAS

Method Method Description LaboratoryProtocol

EPA537 IDA EPA 537 Isotope Dilution ELLE

EPA537 TOP Fluorinated Alkyl Substances ELLE

EPAEPA 537 (Mod) EPA 537 Isotope Dilution ELLE

NoneExtract Aliquot Preparation, Extract Aliquot ELLE

SW846TOP Post Prep Solid-Phase Extraction (SPE) ELLE

Protocol References:

EPA = US Environmental Protection Agency

None = None

SW846 = "Test Methods For Evaluating Solid Waste, Physical/Chemical Methods", Third Edition, November 1986 And Its Updates.

Laboratory References:

ELLE = Eurofins Lancaster Laboratories Environment Testing, LLC, 2425 New Holland Pike, Lancaster, PA 17601, TEL (717)656-2300
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Sample Summary
Client: Hart & Hickman, PC Job ID: 410-256929-1

Project/Site: DS0.PFAS

Lab Sample ID Client Sample ID Matrix Collected Received Sample Origin

410-256929-1 DC-SPOT-3 Water 12/09/25 14:30 12/10/25 10:40 North Carolina

410-256929-2 DC-SPOT-4 Water 12/09/25 14:40 12/10/25 10:40 North Carolina

410-256929-3 DC-DET-1 Water 12/09/25 14:55 12/10/25 10:40 North Carolina
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Login Sample Receipt Checklist

Client: Hart & Hickman, PC Job Number: 410-256929-1

Login Number: 256929

Question Answer Comment

Creator: Santiago, Nathaniel

List Source: Eurofins Lancaster Laboratories Environment Testing, LLC

List Number: 1

N/AThe cooler's custody seal is intact.

TrueThe cooler or samples do not appear to have been compromised or 

tampered with.

TrueSamples were received on ice.

TrueCooler Temperature acceptable,where thermal pres is required(</=6C, not 

frozen).

TrueCooler Temperature is recorded.

N/AWV:Container Temp acceptable,where thermal pres is required (</=6C, not 

frozen).

N/AWV:  Container Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueThere is sufficient vol. for all requested analyses.

TrueIs the Field Sampler's name present on COC?

N/ASample custody seals are intact.

N/AVOA sample vials do not have headspace >6mm in diameter (none, if from 

WV)?

Eurofins Lancaster Laboratories Environment Testing, LLC
Page 45 of 45 1/19/2026

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16



Ms. Delonda Alexander  #C-1269 Engineering 
February 6, 2026  #C-245 Geology 
Page 19 
 

 

 
 

  


	DRAFT DSCA PFAS Pilot Study Supplemental Report
	1.0 Scope of Work
	2.0 Sampling Protocols
	2.1 General PFAS Sampling Protocols
	2.2  Groundwater Sampling Methods
	2.3  Dry-Cleaning Process Sampling Methods
	2.4  QA/QC Samples
	2.5 TOP Samples

	3.0 Laboratory Analytical Results
	3.1 Groundwater and Dry-cleaning Process Sample Laboratory Results
	3.2 QA/QC Sample Laboratory Results
	3.2.1 Standard PFAS QA/QC Analyses
	3.2.2 TOP QA/QC Analyses


	4.0 Closing
	Attachments
	Tables
	Table 1: Summary of Pilot Study Sites
	Table 2: Summary of Dry-Cleaning Process Samples with PFOS and PFOA Concentrations
	Table 3: PFOS and PFOA Concentrations in Groundwater Samples
	Table 4: PFAS Concentrations in Groundwater Samples
	Table 5: PFAS Concentrations in Dry-cleaning Process Samples
	Table 6: TOP Concentration Comparison for Groundwater Samples
	Table 7: TOP Concentration Comparison for Dry-cleaning Process Samples
	Table 8: PFAS Concentrations in Duplicate Samples
	Table 9: PFAS Concentrations in QA/QC Samples
	Table 10: Summary of Case Narrative Flags

	Figure
	Figure 1: Site Location Map

	Appendix A: PFAS Sampling Checklist
	Appendix B: Photo Log
	Appendix C: Groundwater Sampling Site Figures
	Appendix D: Groundwater Field Sampling Forms
	Appendix E: Laboratory Analytical Reports





