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1. Lawn sprinkler systems with chemical injection or booster pumps 
2. Connection to an unapproved water system or unapproved auxiliary water supply (e.g., reclaimed 

water, rainwater collection/distribution systems, well water) 
3. Connection to a facility with tanks, pumps, lines, steam boilers or vessels that handle sewage, 

lethal substances, toxic or radioactive substances 
4. Fire sprinkler systems with booster pump facilities, chemical additives, or fire department 

connections 
5. Buildings with five or more stories above ground level 
6. Waterfront facilities 
7. Swimming pools 
8. Commercial Facilities 

a. Medical Facilities (e.g., hospitals, morgues, mortuaries, autopsy facilities, urgent cares, 
dental oƯices, veterinary oƯices, dialysis centers) 

b. Industrial Facilities 
i. wastewater treatment 

ii. metal plating 
iii. dye works 
iv. battery manufacturers 
v. chemical processing  

c. Agricultural/Food Processing Facilities 
i. dairies 

ii. meat processing 
iii. bottling 
iv. canneries 

d. Automotive Facilities 
i. car washes 

ii. automotive maintenance 
e. Other Commercial Facilities 

i. laundry (e.g., commercial laundries, dry cleaning) 
ii. exterminators 

iii. landscaping/lawn care 
iv. film laboratories 

* This list is based on a table contained in Appendix B of previously published versions of the North 
Carolina Rules Governing Public Water Systems [15A NCAC 18C] and is subject to change as additional 
information becomes available. 


